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******************** 
101   DEFINITIONS, ABBREVIATIONS, AND 

PRIVATELY FINANCED PUBLIC IMPROVEMENT REQUIREMENTS 
******************** 

 
 
The definitions provided by ORS Chapters 279A and 279C and OAR Chapter 137 Divisions 46 and 49 apply to all 
projects that incorporate the Public Works Standards of the City of Gresham into the Contract Documents of a project.  
Unless otherwise defined by applicable law or the Contract Documents, the following definitions and abbreviations 
shall apply whenever used. 
 
The words directed, required, permitted, ordered, requested, instructed, designated, considered necessary, prescribed, 
approved, acceptable, satisfactory, or words of like meaning, refer to actions, expressions, and prerogatives of the 
City. 
 
Command type sentences are used but are not exclusive of other directives, throughout these Standard Specifications.  
In all cases the command expressed or implied is directed to the Contractor. 
 
The Standard Specifications contained herein are divided into categories:  (1) Division; (2) Section; and (3) 
Subsection, and are designated as in the following example: 
 
 (1) Division:  DIVISION TWO – GENERAL TECHNICAL REQUIREMENTS 
 
 (2) Section:  204     EXCAVATION, EMBANKMENT, BEDDING, AND BACKFILL 
 
 (3)       Subsection:  204.02.05    Select Backfill Material 
      or 
  204.02.05A     Crushed Aggregate 
 
In Division I – General Requirements, paragraphs under subsections are alphabetical with subparagraphs numbered 
(1), (2), etc. 
 
 
101.01 DEFINITIONS 
 
Attorney 
The City Attorney of the City of Gresham, Oregon. 
 
Bidder 
An entity that submits an Offer in response to a Notice to Contractors. 
 
Certificate of Compliance  
Standard City form that must be signed by the Contractor stating compliance with the Contract. 
 
Certificate of Final Completion  
Standard City form that is signed by the Manager when the Work has been 100% completed in accordance with all 
requirements.   
 
Certificate of Substantial Completion  
Standard City form that is signed by the Project Manager when the Work (or a specified part thereof) has progressed 
to the point where, in the opinion of the Project Manager, it is sufficiently complete in accordance with the Contract, 
so that the Work (or specified part) can be utilized for the purposes for which it is intended. 
 
Change Order 
A written order issued by the Project Manager to the Contractor directing changes in the Work, subject to approval of 
the Manager. 
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City 
The City of Gresham, a municipal corporation of the State of Oregon, and its elected officials, officers, employees, 
volunteers and agents. 
 
Contract 
The written agreement, resulting from the Notice to Contractors and Offer that sets forth the rights and obligations of 
the City and the Contractor. 
 
Contract Documents  
For publicly financed public improvement projects, Parts I, II, III, IV, V, VI and VII of the materials provided to 
Bidders and includes all documents included or referenced therein, the Contract, any addendums issued before Offers 
are opened, and any amendments or Change Orders after the Contract is signed.   
 
For privately financed public improvements projects, the Contract Documents include but are not limited to the Public 
Works Standards, the applicable development permit(s) including any conditions of approval, and the approved Plans 
for the Work. 
 
Contract Item 
A specific unit of work for which a price or basis of payment is provided in the Contract. 
 
Contract Price 
The total price to be paid for the Work, including any approved alternates and any fully executed Change Orders or 
amendments. 
 
Contractor 
For publicly financed public improvement projects, “contractor” will mean the entity awarded the Contract.  For 
privately financed public improvement projects, “contractor” will mean the development permit holder. 
 
Days 
Calendar days unless otherwise specified in the Contract Documents. 
 
Engineer 
The applicable City of Gresham Department of Environmental Services division manager, or designee, who is 
licensed as a registered professional engineer in the State of Oregon.  
 
Engineer of Record 
A registered professional engineer licensed to practice in the State of Oregon who is responsible for the design of a 
public improvement and who has stamped the Plans.  
 
Foreign Contractor 
A Contractor who is not domiciled in or registered to do business in the State of Oregon. 
 
Improvement 
General term encompassing all phases of Work to be performed under the Contract Documents and synonymous with 
the term Project. 
 
Inspector 
The authorized representative of the City whose authority, instructions, and decisions shall be limited to the particular 
duties and responsibilities entrusted to them in making detailed inspections of any or all portions of the Work or 
materials thereof. 
 
Lump Sum 
A method of payment providing for one all-inclusive payment for the Work described to be done, complete and 
accepted without further measurement, as such Work is covered under the applicable Lump Sum pay item. 
 
Manager 
The City Manager of the City of Gresham acting either directly or through authorized representatives. 
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Notice 
A written communication delivered by hand or by mail to the authorized individual, member of the firm, or officer of 
the corporation for which it is intended.  If delivered or sent by mail it shall be addressed to the last known business 
address of the individual, firm, or corporation.  In the case of a Contract with two (2) or more persons, firms, or 
corporations, notice to one shall be deemed notice to all. 
 
Notice to Contractors  
The public announcement inviting Offers for Work to be performed or materials to be furnished. 
 
ODOT/APWA Standard Specification for Construction 
The latest edition of the specification document published by the Oregon Department of Transportation and the 
American Public Works Association entitled Standard Specifications for Construction.  This document is available 
from the Oregon Department of Transportation, Salem, Oregon. 
 
Offer 
A competitive Offer, binding on Bidder and submitted in response to a Notice to Contractors. 
 
One-Stage Construction 
When asphaltic concrete pavement is constructed so as not to allow general vehicular traffic to use the asphaltic 
surface prior to the final lift being placed. 
 
Ownership and Operation Form 
Standard City form for privately financed public improvements that are signed by the Manager when the Work has 
been completed in accordance with all requirements. 
 
Plans 
The Standard Details, or reproductions thereof, and project specific Plans, profiles, cross sections, elevations, details, 
and other working or supplementary drawings signed by the Engineer of Record that show the location, character, 
dimensions, and details of the Work to be performed.  Plans for privately financed public improvement projects must 
be approved by the Project Manager.  Plans for publicly financed public improvement projects may either be bound in 
the same book as the balance of the Contract Documents or bound in separate sets and are a part of the Contract 
Documents regardless of the method of binding. 
 
Project 
General term encompassing all phases of the Work to be performed under the Contract Documents and synonymous 
with the term Improvement. 
 
Project Manager 
The City’s representative charged with the management of the Project.  For publicly financed public improvement 
projects, the Project Manager is typically the Engineer or the Engineer’s representative.  For privately financed public 
improvement projects, the Project Manager is typically a Development Engineering Specialist of the City.  
 
Provide 
When related to an item of work, the word “provide” shall be understood to mean furnish and install the Work 
complete in place. 
 
Public Works Standards 
The Public Works Standards adopted by the City of Gresham and containing Design Standards, Construction Standard 
Specifications, and Standard Details. 
 
Reference Specifications 
Bulletins, standards, rules, methods of analysis or test, codes and specifications of other agencies, engineering 
societies, or industrial associations referred to in the Contract Documents.  All such references specified herein refer 
to the latest edition thereof, including any amendments, updates, or new editions thereto that are in effect and 
published at the time of the Notice to Contractors for a publicly financed public improvements or date of development 
application for privately financed public improvements. 
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Right-of-way 
A general term denoting public land, property, or interest therein, acquired for or devoted to a public street or 
accessway. 
 
Roadway 
That portion of a street and its appurtenances, typically between curbs or ditches, primarily used for vehicular traffic. 
 
Shop Drawings and Submittals 
Supplementary Plans or data or other information that the Contract Documents require the Contractor to submit to the 
Project Manager. 
 
Shown 
As used herein, the word “shown,” or “as shown,” shall be understood to refer to work shown on the Plans in the 
Contract Documents. 
 
Special Provisions  
Project specific requirements that make changes, modifications, or clarifications to the Standard Specifications  
 
Special Specifications 
 
Project specific technical requirements that supplement Divisions Two through Six of the Public Works Standards.   
 
Specifications 
 
The Standards Specifications, Special Provisions and Special Specifications referred to or set forth in the Contract 
Documents. 
 
Specified 
As used herein, the word “specified,” or “as specified,” means as required by the Contract Documents. 
 
Standard Details or Standard Detail Drawings 
Detailed representations of structures, devices, or instructions set forth in the Public Works Standards.  
 
Standard Specifications  
The terms, directions, provisions and requirements set forth in Divisions One through Six of the Public Works 
Standards. 
 
Station 
A distance measured horizontally along the established centerline of a street, sewer, or other work, unless specified 
otherwise. 
 
Street 
Any street, avenue, boulevard, alley, lane, bridge, bicycle path, road, public thoroughfare or public way, and any land 
over which a Right-of-way has been obtained or granted for any purpose of public travel. 
 
Subcontractor 
An individual, partnership, firm, corporation, or any combination thereof, which the Contractor has selected to 
perform part of the Work.  
 
Surety 
The corporate body that is bound with and for the Contractor for the acceptable performance of the Project and for the 
payment of all obligations arising out of the Contract Documents. 
 
Two-Stage Construction 
When traffic is allowed to use the asphaltic surface constructed as a portion of the Project prior to the final lift of 
asphaltic concrete pavement being placed. 
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Unit Price 
A Contract Item of work providing for payment based on a specific unit of measurement; e.g., lineal foot or cubic 
yard. 
 
Use of Pronoun 
As used herein, the singular shall include the plural, and the plural the singular; any masculine pronoun shall include 
the feminine or neuter gender; and the term "person" includes natural person or persons, firm, co-partnership, 
corporation or association, or combination thereof. 
 
Utility 
Tracks, overhead or underground wires, pipelines, conduits, ducts, or structures, owned, operated, or maintained in or 
across a public Right-of-way or easement. 
 
Work 
The furnishing of all materials, equipment, labor, and incidentals necessary to successfully complete any individual 
item or, if the context requires, the entire Project including the successful completion of all duties and obligations 
imposed by the Contract Documents. 
 
Working Day 
Calendar day, any and every day shown on the calendar, excluding Saturdays, Sundays, and legal holidays. 
 
101.02 ABBREVIATIONS 
 

AAN American Association of Nurserymen 
AASHTO American Association of State Highway and Transportation Officials 

ACI American Concrete Institute 
AGC Associated General Contractors of America 
AIA American Institute of Architects 

AISC American Institute of Steel Construction 
AISI American Iron and Steel Institute 

ANSI American National Standards Institute 
APWA American Public Works Association 
ASCE American Society of Civil Engineers 
ASME American Society of Mechanical Engineers 
ASTM American Society for Testing and Materials 

AWS American Welding Society 
AWWA American Water Works Association 

CRSI Concrete Reinforced Steel Institute 
DEQ Department of Environmental Quality 
EPA Environmental Protection Agency 

FHWA Federal Highway Administration 
GCDP Gresham Community Development Plan, Vol. III 

GRC Gresham Revised Code 
ITE Institute of Traffic Engineers 

MUTCD Manual of Uniform Traffic Control Devices 
NEC National Electrical Code 

ODOT Oregon Department of Transportation 
ORS Oregon Revised Statutes 

OSHA Occupational Safety and Health Administration 
PCA Portland Cement Association 
UBC Uniform Building Code 

UL Underwriters’ Laboratories, Inc. 
USASI United States of America Standards Institute 
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101.03 APPLICABILITY OF PUBLIC WORKS STANDARDS TO PRIVATELY FINANCED PUBLIC 

IMPROVEMENTS  
 
 A. The Public Works Standards are applicable to all public improvements constructed within the City of 
Gresham, including public improvements built in conjunction with private development. 
 
 B. The Public Works Standards contains provisions relating to offers and contracts let by the City for 
publicly financed public improvement projects.  These provisions are not applicable to privately financed public 
improvement projects.  The remaining provisions of the Standards are applicable to privately financed public 
improvement projects. 
 
 C. If a section or subsection of the Public Works Standards is not applicable in its entirety to privately 
financed public improvements, it is so noted in the title of the section or subsection.  If not noted in the title as (“Not 
applicable to privately financed public improvements”), the section or subsection is applicable to privately financed 
public improvements except as specifically stated in the subsection. 
 
101.04 QUALIFICATION OF CONTRACTORS  
 
 A. A person shall not construct privately financed public improvements unless the person has met the 
standards of responsibility as provided by ORS 279C.375(2)(b). 
 
 B. A Contractor’s Qualification Application must be submitted prior to issuance of a Notice to Proceed.  
Qualification application forms may be obtained from the Project Manager.  In lieu of an application, submit proof 
that Contractor has been found qualified by the City for the same kind of work and that such qualification has not 
lapsed. 
 
 C. If a person intends to rely on a subcontractor’s qualification, submit the subcontractor’s qualification 
application or proof that the subcontractor has previously been qualified for the same kind of work. 
 
101.05 NOTICE TO PROCEED; COMPLIANCE WITH OTHER PROVISIONS 
 
 A. No construction work on privately financed public improvement projects may commence until the 
Project Manager issues a Notice to Proceed.    
 
 B. A Notice to Proceed for privately financed public improvement projects shall not be issued unless the 
subject development, and any other development of the developer within the City of Gresham, is in substantial 
compliance with all applicable federal, state, and local laws, rules, regulations, permits, and the Contractor Documents 
relating to such developments.  If there is a material violation of any such requirement, the City may elect to withhold 
the Notice to Proceed for privately financed public improvement projects until such time as the violation has been 
resolved to the satisfaction of the City. 
 
101.06 GUARANTEE OF COMPLETION AND WARRANTY GUARANTEE FOR PRIVATELY FINANCED 

PUBLIC IMPROVEMENTS  
 
 Prior to issuance of the Notice to Proceed for privately financed public improvement projects, the 
developer shall furnish a Guarantee of Completion approved by the Manager and Attorney in an amount equal to 
110% of the estimated plan check, administration, inspection, and construction costs of the privately financed public 
improvement.  The estimated costs shall be determined by the Engineer of Record’s estimate, the tabulation of bids, or 
other method acceptable to the Project Manager.  The Guarantee of Completion shall be conditioned upon compliance 
with and fulfillment of all terms and provisions of the Gresham Community Development Code, Gresham Revised 
Code, the Contract Documents, and any agreement relating to the construction of the public improvements. 
 
 A Warranty Guarantee pursuant to GCDP A5.004 shall be required before the City accepts the work for 
ownership and operation. 
 
101.07 COMPLETION OF PRIVATELY FINANCED PUBLIC IMPROVEMENTS  
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 A. Privately financed public improvement projects shall be completed within two years of the issuance of 
the Notice to Proceed unless the City extends the completion date.  The Project Manager may require additional 
bonding and impose other conditions before granting such an extension. 
 
 B. When the improvements are sufficiently complete, as determined by the Project Manager, the City will 
inspect the improvements and create a list of any deficient items.  These items must be rectified prior to the City’s 
acceptance of the public improvements.   
 
 C. Privately financed public improvements shall not be accepted by the City for ownership and operation 
until all requirements of the Contract Documents have been completed to the satisfaction of the City, and all fees and 
charges have been paid.   
 
 

******************** 
102    INSTRUCTIONS TO BIDDERS 

(Not applicable to privately financed public improvements) 
******************** 

 
 
 The provisions of Oregon Revised Statutes Chapter 279A and 279C and Oregon Administrative Rules 
Chapter 137, Divisions 46 and 49, apply to all publicly financed public improvement projects that incorporate the 
Public Works Standards of the City of Gresham into the Contract.  The ORS and OAR provisions control over any 
conflicting language in the Public Works Standards. 
 
102.01 SOLICITATION  
 
 A person may protest or request a change of a solicitation provision, evaluation criteria, plan, specification, 
or contract term no later than ten calendar days prior to the offer due date.  No protest of the selection of a contractor 
or the award of a contract because of a solicitation provision, evaluation criteria, plan, specification, or contract term 
will be considered after such time.  The protest or request for change shall include the reason for such and any 
proposed change.  The Manager shall consider the protest or request for change and may reject the protest or request 
for change, issue an addendum, or cancel the Notice to Contractors.  The protest must be submitted to the Project 
Manager. 
 
 102.02 BID PROVISIONS  
 
 1. No offer will be received or considered by the City unless the offer contains a statement by the Bidder 
as a part of its offer that the provisions of ORS 279C.840 are to be complied with.  The existing prevailing rate of 
wage in the form of a Bureau of Labor and Industries (BOLI) document is included in the Contract Documents.  A fee 
is required to be paid to the Commissioner of BOLI as provided in ORS 279C.825. 
 
 2. Each Bidder must identify in the offer whether the Bidder is a “resident bidder” as defined in ORS 
279A.120. 
 
 3. The Bidder need not be licensed under ORS 468A.720 relating to asbestos abatement unless otherwise 
noted in the Special Provisions. 
 
 4. No offer for a construction contract shall be received or considered by the City unless the Bidder is 
licensed with the Construction Contractors Board.  In the case of work to be performed by a landscape contractor, the 
Bidder must be licensed with the State Landscape Contractors Board. 
 
 5. Instructions for First-Tier Subcontractors Disclosure 

 
  Bidders are required to disclose information about certain first-tier subcontractors when the contract 
value for a public improvement is greater than $100,000 (see ORS 279C.370). 
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  Specifically, when the contract amount of a first-tier subcontractor furnishing labor or labor and 
materials would be greater than or equal to (i) 5% of the project bid, but a least $15,000, or (ii) $350,000 regardless of 
the percentage, the Bidder must disclose the following information about that subcontract in its bid submission or 
within two working hours after bid closing:   

 
  1)  The subcontractor’s name,  
  2)  The dollar value, and 
  3)  The category of work that the subcontractor would be performing. 

 
 If the Bidder will not be using any subcontractors that are subject to the above disclosure requirements, the 
Bidder is required to indicate “NONE” on the accompanying form. 

 
 THE CITY OF GRESHAM MUST REJECT A BID IF THE BIDDER FAILS TO SUBMIT THE 
DISCLOSURE FORM WITH THIS INFORMATION BY THE STATED DEADLINE (see OAR 137-49-0360). 
 
102.03 QUALIFICATION OF BIDDERS AND CONTRACTORS  
 
             Qualification requirements applicable to privately financed public improvement projects can be found in 
Subsection 101.04. 
 
 A. Bidders need not be prequalified unless required by a Special Provision.   All prequalification 
requirements shall be included in the Special Provision. 
 
 B. If Subsection 102.03(A) does not apply, Bidder’s qualifications and responsibility will be reviewed 
after offer opening when the City determines the lowest responsible Bidder.   
 
 C. Each Bidder shall submit a Contractor’s Qualification Application with its bid.  Qualification 
application forms may be obtained from the Project Manager.  In lieu of an application, Bidders may submit proof that 
Bidder has been found qualified by the City for the same kind of work and that such qualification has not lapsed prior 
to offer opening.  It is each Bidders sole responsibility to determine if the Bidder is currently qualified by the City for 
the same kind of work.   
 
 D. If the Bidder intends to rely on a subcontractor’s qualification, submit with the offer the subcontractor’s 
qualification application or proof that the subcontractor has previously been qualified for the same kind of work.   
 
 E. Qualification applications shall be submitted in a separate envelope and a $100 application fee must 
accompany each qualification application.  The City will process only those applications necessary to determine the 
lowest responsible bidder.  Applications and fees not processed will be returned to the applicant. 
 
102.04 FORM OF BID  
 
 A. Bidders shall enclose the offer, any documents required to be submitted with the offer, and a bid bond, 
certified check or cashier's check in a sealed, labeled, and addressed envelope and submit the envelope as required in 
the Notice to Contractors.  The outside of the envelope should plainly identify the Project name and the offer opening 
date and time.  Facsimile and electronic data interchange offers shall not be accepted unless otherwise specified in the 
Special Provisions. 
 
 B. All offers must be clearly and distinctly typed or written with ink or indelible pencil and be on the form 
furnished by the City and, in addition to necessary unit price items and total prices in the column of totals to make a 
complete bid, all applicable blanks giving general information must be filled in and the offer signed by the Bidder or a 
duly authorized agent.  Any statement accompanying and tending to qualify an offer may cause rejection of such bid, 
unless such statement is required in an offer embracing alternative bids. 
 
 C. Unless otherwise specified, Bidders shall offer on all items included in the Contract Documents, and 
the low Bidder shall be determined as noted in Subsection 104.01.  Except as provided herein, offers that are 
incomplete or fail to reply to all items required in the Contract Documents may be rejected. 
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 D. State whether business is being done as an individual, a co-partnership, a corporation, or a combination 
thereof, and if incorporated, in what state, and if a co-partnership, state names of all partners.  The person signing on 
behalf of a corporation, a co-partnership, or combination thereof shall state their position with the firm or corporation 
and state whether the corporation is licensed to do business in the State of Oregon. 
 
102.05 WITHDRAWAL, MODIFICATION, OR ALTERATION OF BID  
 
 A. An offer may only be withdrawn on written or electronic request of the Bidder and received by the 
Project Manager prior to the scheduled closing time for submitting offers. 
 
 B. Prior to offer opening, changes may be made provided the Bidder or the Bidder’s agent initials the 
change.  If the intent of the Bidder is not clearly identifiable, the interpretation most advantageous to the City will 
prevail. 
 
 C. No Bidder may withdraw an offer after offer opening unless 60-days have elapsed and the City has not 
awarded a contract. 
 
102.06 LATE OFFERS  
 
 Offers received after the scheduled closing time for submission of offers as set forth in the Notice to 
Contractors will be rejected and returned unopened to the Bidder.  
 
102.07 BID SECURITY  
 
 All offers must be accompanied by a Bid Security guaranteeing that the offer will be irrevocable for 60-
days, unless specified otherwise, in the form of a certified check or cashier's check payable to the order of the City, or 
a Bidder's bond in such form as is approved by the Attorney in an amount of at least ten percent (10%) of the amount 
of the bid.  Such bid security shall be forfeited if the Bidder shall fail or neglect to furnish the performance and 
payment bonds, certificate of insurance, and to execute and return the Contract within fifteen (15) days after issuance 
of the Contract. 
 
102.08 ADDENDA  
 
 A. If, in the opinion of the Project Manager, additional information or interpretation of the Contract 
Documents is required, an addendum will be issued.  Addenda to the Contract Documents shall be mailed to potential 
Bidders that have obtained a copy of the Contract Documents from the Department of Environmental Services.  
Addenda shall also be mailed to potential Bidders who have given written notice to the Project Manager listed in the 
Notice to Contractors of their interest in a particular project.   
 
 B. Any addendum issued by the City that may include changes, corrections, additions, interpretations, or 
information and issued seventy-two (72) hours or more before the scheduled closing time for submission of offers, 
Saturday, Sunday, and legal holidays not included, shall be binding upon the Bidder.   
 
 C. Oral instructions or information concerning the contract or the project given out by officers, employees, 
or agents of the City to prospective Bidders shall not bind the City. 
 
102.09 EXAMINATION OF THE CONTRACT DOCUMENTS, SITE OF WORK, AND SUBSURFACE 

DATA 
 
             Bidders are advised to review Subsection 103.26 regarding this matter. 
 
102.10 FAMILIARITY WITH LAWS AND ORDINANCES 
 
              Bidders are advised to review Subsection 103.27 regarding this matter. 
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102.11 UNIT PRICES  
 
 A. The estimate of quantities of work to be done under unit prices is approximate and is given only as a 
basis of calculation for comparison of offers and award of the Contract.  The City does not warrant that the actual 
amount of work will correspond to the amount as shown or estimated.  Payment at unit prices will only be made for 
work actually performed or materials actually furnished according to actual measurements that were necessary to 
complete the work. 
 
 B. Bidders must include in their unit prices the entire cost of each item of work set forth in the offer, and 
when, in the opinion of the City, the prices in any offer are obviously unbalanced, such offer may be rejected. 
 
 C. The unit prices for the various Contract items shall be full compensation for all labor, materials, 
supplies, equipment, tools, and all things of whatsoever nature are required for the complete incorporation of the item 
into the work the same as though the item were to read "In Place." 
 
102.12 REJECTION OF OFFERS  
 
 The City may reject any offer not in compliance with all prescribed public bidding procedures and 
requirements and may, for good cause, reject any or all offers upon a finding it is in the public interest to do so.  In 
any case where competitive offers are required and all offers are rejected and the project is not abandoned, new offers 
may be called for as in the first instance.  The City may, at its own discretion, waive minor informalities. 
 
102.13 CONFLICT OF INTEREST  
 
 A Bidder submitting an offer thereby certifies that no officer, agent, or employee of the City who has a 
pecuniary interest in the offer has participated in the Contract negotiations on the part of the City, that the offer is 
made in good faith without fraud, collusion, or connection of any kind with any other Bidder, and that the Bidder is 
competing solely on its own behalf without connection with, or obligation to, any undisclosed person or firm. 
 
102.14 INELIGIBILITY FOR PUBLIC CONTRACTS FOR FAILURE TO PAY PREVAILING RATE OF 

WAGE  
 
 The Bidder, in submitting the bid, certifies that the Bidder is not ineligible to receive a contract for a public 
work pursuant to ORS 279C.860.  Bidder agrees, if awarded a contract, that every subcontractor will not be ineligible 
to receive a contract for a public work pursuant to ORS 279C.860. 
 
 

******************** 
103    LEGAL RELATIONS AND RESPONSIBILITIES 

******************** 
 
 
103.01 APPLICABLE LAWS AND VENUE 
 
 The provisions of the Contract Documents shall be construed in accordance with the laws of the State of 
Oregon and ordinances of the City of Gresham, Oregon.  Any action or suits involving any question arising under the 
Contract Documents must be brought in the appropriate court in Multnomah County, Oregon.  If the claim must be 
brought in a federal forum, then it shall be brought and conducted in the United States District Court for the District of 
Oregon. 
 
103.02 EQUAL EMPLOYMENT OPPORTUNITY/AFFIRMATIVE ACTION 
 
 The Contractor must comply with the City of Gresham's Equal Opportunity Policy for Contractors.    The 
Contractor shall not discriminate against minorities, women, or emerging small business enterprises in the awarding of 
subcontracts. 
 



 

Construction Standard Specifications                                                                                                                                                                                     City of Gresham 
Division One                                                                                                                                                                                                                                           (1/1/06)                            11

103.03 ASSIGNMENT OF ANTITRUST RIGHTS CLAIMS (Not applicable to privately financed public 
improvements) 

 
 By entering into the Contract, the Contractor, for consideration paid to the Contractor under the Contract, 
does irrevocably assign to the City any claim for relief or cause of action which the Contractor now has or which may 
accrue to the Contractor in the future, including, at the City’s option, the right to control any such litigation on such 
claim for relief or cause of action, by reason of any violation of 15 USC 1-15 or ORS 646.725 or ORS 646.730, in 
connection with any goods or services provided to the Contractor by any person, which goods or services are used, in 
whole or in part, for the purpose of carrying out the Contractor’s obligations under the Contract. 
 
 In the event the Contractor hires subcontractors to perform any of the Contractor’s duties under the 
Contract, the Contractor shall require the subcontractor to irrevocably assign to the City, as a third party beneficiary, 
any right, title, or interest that has accrued or may accrue to the subcontractor by reason of any violation of 15 USC 1-
15, ORS 646.725 or ORS 646.730, including, at the City’s option, the rights to control any litigation arising 
thereunder, in connection with any goods or services provided to the subcontractor by any person, in whole or in part, 
for the purpose of carrying out the subcontractor’s obligations as agreed to by the Contractor in pursuance of the 
completion of the Contract. 
 
 In connection with this assignment, it is an express obligation of the Contractor that it will take no action 
that will in any way diminish the value of the rights conveyed or assigned hereunder to the City.  It is an express 
obligation of the Contractor to advise the Attorney: 
 
 A. In advance, of its intention to commence any action on its own behalf regarding such claims for relief 
or causes of action; and 
 
 B. Immediately, upon becoming aware of the fact that an action has been commenced on its own behalf by 
some other person(s), of the pendency of such action; and 
 
 C. The date on which it notified the obligor(s) of any such claims for relief or causes of action of the fact 
of its assignment to the City. 
 
 Furthermore, it is understood or agreed that in the event that any payment under any such claim is made to 
the Contractor, it shall promptly pay over to the City its proportionate share thereof, if any, assigned to the City 
hereunder.  
 
103.04 SUBCONTRACTORS 
 
 A. Use of subcontractors, material suppliers, or equipment suppliers shall in no way release the Contractor 
from any obligations to the City. 
 
 B. The Contractor will provide in all subcontract agreements that the subcontractor, material supplier, and 
equipment supplier will be bound by the terms and conditions of the Contract Documents to the extent that they relate 
to the subcontractor's work, material, or equipment.  For publicly financed public improvement projects, subcontracts 
are assignable to the City at the City's option, in the event the Contract is terminated for default of the Contractor. 
 
 C. For publicly financed public improvements projects the Contractor will require each subcontractor 
providing labor for the project to: 
 
  1. Demonstrate to the Contractor that it has a Qualifying Employee Drug-testing Program (See 
Subsection 104.02.B) for the subcontractor’s Subject Employees.  Subcontractors shall represent and warrant to the 
Contractor that the Qualifying Employee Drug-testing Program is in place at the time of subcontract execution and 
will continue in full force and effect for the duration of the subcontract; or 
 
  2. Require that the subcontractor’s Subject Employees participate in the Contractor’s Qualifying 
Employee Drug-testing Program for the duration of the subcontract. 



 

Construction Standard Specifications                                                                                                                                                                                     City of Gresham 
Division One                                                                                                                                                                                                                                           (1/1/06)                            12

 
103.05 NO WAIVER OF LEGAL RIGHTS (Not applicable to privately financed public improvements) 
 
 The City shall not be precluded or estopped by any measurement, estimate, or certificate made either 
before or after completion and acceptance of work or payment therefore, from showing the true amount and character 
of work performed and materials furnished by the Contractor, or from showing that any such measurement, estimate, 
or certificate is untrue or incorrectly made, or that work or materials do not conform to the Contract Documents. The 
City shall not be precluded or estopped, notwithstanding any such measurement, estimate, or certificate, or payment in 
accordance therewith, from recovering from the Contractor and the surety such damages as it may sustain by reason of 
failure to comply with terms of the Contract Documents, or from enforcing compliance with the Contract Documents.  
Neither acceptance by the City, or by any representative or agent of the City, of the whole or any part of the work, nor 
any extension of time, nor any possession taken by the City, nor any payment for all or any part of the project, shall 
operate as a waiver of any portion of the Contract Documents or of any power herein reserved, or any right to 
damages herein provided.  A waiver of any breach of the Contract shall not be held to be a waiver of any other breach. 
 
103.06 OTHER CONTRACTS 
 
 A. The City reserves the right to award other contracts or issue permits for work that may require 
coordination with the work to be performed under the Contract Documents. 
 
 B. When other contracts or permits are awarded or issued for different portions of the work, "the 
contractor" in each case shall be the person who signs the other contract or is the holder of the permit. 
  
 C. Mutual Responsibility of Contractors – The Contractor shall afford other contractors reasonable 
opportunity for the introduction and storage of their materials and equipment and the execution of their work, and 
shall properly connect and coordinate said work with theirs. 
 
 D. If any part of the Contractor's work depends, for proper execution or results, upon the work of any 
other contractor, the Contractor shall inspect and promptly report to the Project Manager any apparent discrepancies 
or defects in such work that render it unsuitable for such proper execution and results.  Failure of the Contractor to 
inspect and report shall constitute an acceptance of the other contractor's work as fit proper to receive the work, except 
as to defects that may develop in the other contractor's work after the execution of the Contractor's work. 
 
 E. Should the Contractor cause damage to the work or property of any other contractor which results in a 
claim against the City, and if the claim is not satisfied by the Contractor and the other contractor sues the City or 
initiates an arbitration proceeding on account of any damage alleged to have been so sustained, the City shall notify 
the Contractor who shall defend if requested such proceedings at the Contractor's expense, and if there is any 
judgment or award against the City, the Contractor shall pay or satisfy it and shall reimburse the City for all attorney's 
fees and court or arbitration costs which the City has incurred. 
 
 F. The Contractor shall be responsible for any cutting, fitting, and patching that may be required to 
complete the work except as otherwise specifically provided in the Contract Documents.  The Contractor shall not 
endanger any work of any other contractors by cutting, excavating or otherwise altering any work and shall not cut or 
alter the work of any other contractor.  Any costs caused by defective or ill-timed work shall be borne by the party 
responsible therefore. 
 
 G. If a dispute arises as to the responsibility for cleaning up or finishing work, the City may clean up and 
charge the cost thereof to the Contractor and other contractors as the Project Manager shall determine to be just. 
 
103.07 LIABILITY AND INDEMNIFICATION 
 
 The Contractor shall assume all responsibility for the work and shall bear all losses and damages directly 
or indirectly resulting to the Contractor or to the City, on account of (a) the character or performance of the work, (b) 
unforeseen difficulties, (c) accidents, or (d) any other cause whatsoever.   
 
 Contractor shall defend, save, hold harmless, and indemnify the City, the Engineer of Record, and their 
officers, agents, and employees from all claims, suit, or actions of whatsoever nature resulting from arising out of the 
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activities of the Contractor or its officers, employees, subcontractors, or agents under the Contract Documents.  The 
Contractor shall assume this responsibility even if (a) fault is the basis of the claim, or (b) any act, omission or 
conduct of the City is a condition or contributory cause of the claim, loss, damage or injury.  The Contractor waives 
any and all statutory or common law rights of defense and indemnification by the City.      
 
 The Contractor shall not be liable for, nor be required to defend or indemnify the City or the Engineer of 
Record relative to any claim, loss, damage, or injury resulting solely from acts or omissions by the City, the Engineer 
of Record, or their officers, agents or employees.   
   
 Any specific duty or liability imposed or assumed by the Contractor as may be otherwise set forth in the 
Contract Documents shall not be construed as a limitation or restriction of the general liability or duty imposed upon 
the Contractor by this subsection. 
 
103.08 INSURANCE (Not applicable to privately financed public improvements) 
 
 A. General 
 
  1. The Contractor shall provide and maintain during the life of the Contract the insurance coverage 
described below.  All costs for such insurance shall be borne by the Contractor at no expense to the City. 
 
  2. In case of the breach of any provision of this subsection, the City may elect to take out and 
maintain, at the expense of the Contractor, such insurance as the City may deem proper.  The City may deduct the cost 
of such insurance from any monies that may be due or become due the Contractor under the Contract.  Failure to 
maintain insurance as provided is also cause for immediate termination of the Contract. 
 
 B. Review and Approval of Insurance 
 
  Contractor shall furnish the Project Manager certificates of insurance, which must be acceptable to the 
Attorney prior to execution of the Contract by the City and before the Contractor or any subcontractor commences 
work under the Contract.  The certificate shall show the name of the insurance carrier, coverage, type, amount (or 
limits), policy numbers, effective and expiration dates, and a description of operations covered.  The certificate will 
include the deductible or retention level and required endorsements.  Insuring companies or entities are subject to the 
Attorney’s acceptance.  If requested, copies of insurance policies shall be provided to the Attorney.  The Contractor 
shall be responsible for all deductibles, self-insured retention’s, and/or self-insurance.   Approval of the insurance 
shall not relieve or decrease the liability of the Contractor hereunder. 
 
 C. Workers' Compensation 
 
  1. The Contractor shall provide and shall require all subcontractors to provide workers' compensation 
insurance in compliance with ORS 656.017.  All employers, including the Contractor, that employ subject workers 
who work under the Contract in the State of Oregon shall comply with ORS 656.017 and provide the required 
Workers’ Compensation coverage, unless such employers are exempt under ORS 656.126.  The Contractor shall 
ensure that each of its subcontractors complies with these requirements. 
 
   In addition to the statutory benefits outlined above, the Contractor and all subcontractors shall 
provide employers’ liability insurance with limits of not less than: 
 

$100,000 each accident for bodily injury by accident 
$100,000 each employee for bodily injury for disease 
$500,000 policy limit for bodily injury by disease 

 
  2. The Contractor shall defend, indemnify, and hold harmless, the City and the City’s officers, agents, 
and employees against any liability that may be imposed upon them by reason of the Contractor’s or subcontractor’s 
failure to provide workers’ compensation and employers liability coverage. 
 
  3. Where work under the Contract is subject to the Federal Longshoremen’s’ and Harborworkers’ Act 
or the Federal Jones Act, the Contractor shall provide such coverage. 
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 D. General Liability and Automobile Liability for Publicly Financed Public Improvement Projects 
 
  1. The Contractor shall provide a commercial general liability policy that provides coverage for 
bodily injury, personal injury and property damage and commercial automobile liability insurance.  Such insurance 
must protect the Contractor, the City, and their officers and employees from all things or damage which may arise out 
of the Contract or in connection therewith, including all operations of Subcontractors.   

 
   Such insurance shall provide coverage for not less than the following limits of liability: 
 

$1,000,000 each occurrence 
$1,000,000 general aggregate 
$1,000,000 product and completed operations aggregate 

$50,000 fire damage (any one fire) 
$500,000 employers liability 

$1,000,000 combined single limit automobile liability for owned, non-owned, 
and hired automobiles. “Symbol One” coverage shall be designated 

 
   The policy shall provide that any aggregate applies separately to the Contract.  This coverage shall 
be by endorsement physically attached to the certificate of insurance. 
 
   The insurance shall be written on a form that includes coverage for broad form contractual liability; 
broad form property damage; personal and advertising injury; the owners and contractor protective; 
premises/operations; and products/completed operations.  Coverage shall not exclude excavation, collapse, 
underground, or explosion hazards.  Such insurance shall be maintained until the expiration of the warranty period 
required by the Contract.   
 
  2. The Contractor shall provide a letter from the insurance company that states that such insurance 
shall be without prejudice to coverage otherwise existing.  
 
  3. If there are insufficient insurance proceeds and assets of the Contractor to fully indemnify the City, 
and the Engineer of Record if not an employee of the City, then the City will be indemnified first with any remaining 
insurance proceeds and assets to be used to indemnify the Engineer of Record if not an employee of the City. 
 
  4. If set forth in a Special Provision, additional insured’s may be the City's consultant, the Engineer of 
Record (if not an employee of the City), other governmental bodies with jurisdiction in the area involved in the 
project, and their officers and employees and such agents as may be specified. 
 
 E.  Claims on Project 
 
  The Contractor, when notified of a claim by an affected party, shall: 
 
  Refer claim to the Contractor's insurance carrier or claims administrator. 
 
  The Contractor's insurer will copy the Project Manager on acknowledgment of claim. 
 
  The Contractor's insurer will copy the Project Manager on notice to claimant of disposition of claim. 
 
 F. Builders Risk Insurance 
 
  If required by a Special Provision, the Contractor shall obtain and maintain for the benefit of the parties 
to the Contract, as their interest may appear, all-risk Builder's Risk insurance to the extent of 100 percent of the value 
of the project.  Coverage shall also include:  (1) formwork in place; (2) form lumber on site; (3) temporary structures; 
(4) equipment; and (5) supplies related to the work while at the site.  In the event the Contractor fails to maintain such 
insurance, the City may arrange for such insurance and any premium incurred shall be at the expense of the 
Contractor. 
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 G. Notice of Cancellation or Change 
 
  There shall be no cancellation, material change, reduction of limits or intent not to renew the insurance 
coverage(s) without 30 days written notice from the Contractor or its insurer(s) to the Project Manager.  This notice 
provision shall be by endorsement physically attached to the certificate of insurance. 
 
 H. Additional Insured 
 
  For general liability insurance and automobile liability insurance, the City, its agents, officers, and 
employees will be Additional Insured’s by endorsement, but only with respect to the Contractor’s services to be 
provided under the Contract.  This coverage shall be by endorsement physically attached to the certificate of 
insurance. 
 
103.09 ROYALTIES AND PATENTS 
 
 Pay all royalties and license fees required to perform the work.  Defend and indemnify the City from all 
loss or damage that may result from the Contractor's wrongful or unauthorized use of any patented article or process. 
 
103.10 PERMITS 
 
 Secure all Municipal, County, State, Federal or other permits or licenses, necessary or incidental to 
performance of the work under the Contract Documents.  Comply with all permit requirements pertaining to the 
project. 
 
103.11 SANITARY FACILITIES AT CONSTRUCTION PROJECTS 
 
 Contractors shall comply with 29 CFR 1926.51 as adopted by OR-OSHS by reference in OAR 437-003-
0001(4)(b).  In addition, and as required by ORS 654.150, if the Contract price is estimated (unit prices) or offered 
(lump sum) by the Contractor at $1,000,000 or more, the Contractor shall be responsible for all costs (which costs 
shall be included in the offer whether or not a specific item is provided therefore) that may be incurred in complying 
with or securing exemption or partial exemption from the requirements of ORS 654.150 (Sanitary facilities at 
construction projects; standards, exemptions) and the rules adopted pursuant thereto.  Determination of applicability 
of ORS 654.150 to the project is the sole responsibility of the Contractor. 
 
 The aforementioned requirements not withstanding, the Contractor shall provide 1 toilet facility for 20 or 
less employees or, if the Contractor has between 20 and 199 employees, 1 toilet facility per 40 employees shall be 
provided in accordance with OR-OSHA requirements. 
 
103.12 COMPLIANCE WITH OREGON REVISED STATUTES CHAPTERS 279A and 279C (Not applicable 

to privately financed public improvements) 
 

Compliance with Applicable Law  
 
Contractor shall comply with all federal, state, and local laws, regulations, executive orders and ordinances 
applicable to the work under the Contract, including without limitation, ORS 279A.120, ORS 279C.505, 
ORS 279C.510, ORS 279C.515, ORS 279C.520, ORS 279C.530, ORS 279C.570, and ORS 279C.580, as 
set forth on Exhibit B.  In addition, the provisions of ORS 279C.525 (Provisions concerning environmental 
and natural resources laws); ORS 279C.540 (Maximum hours of labor on public contracts); ORS 279C.545 
(Claims for overtime); ORS 279C.550 to ORS 279C.565 (Retainage); ORS 279C.585 (Authority to 
substitute undisclosed first-tier subcontractor); ORS 279C.590 (Complaint process for substitutions of 
subcontractors); ORS 279C.600 to ORS 279C.625  (Bonds); ORS 279C.650 to ORS 279C.670;  
(Termination for Public Interest) and ORS 279C.800 to ORS 279C.870  (Prevailing Wages) are all 
incorporated into the Contract by this reference as though set forth in full.  Without limiting the foregoing, 
Contractor expressly agrees to comply with: (i) Titles VI and VII of the Civil Rights Act of 1964, as 
amended; (ii) Sections 503 and 504 of the Rehabilitation Act of 1973, as amended; (iii) the Americans with 
Disabilities Act of 1990, as amended; (iv) Executive Order 11246, as amended; (v) the Health Insurance 
Portability and Accountability Act of 1996; (vi) the Age Discrimination in Employment Act of 1967, as 
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amended, and the Age Discrimination Act of 1975, as amended; (vii) the Vietnam Era Veterans’ 
Readjustment Assistance Act of 1974, as amended; (viii) ORS Chapter 659, as amended; (ix) all 
regulations and administrative rules established pursuant to the foregoing laws; and (x) all other applicable 
requirements of federal and state civil rights and rehabilitation statutes, rules and regulations.  A condition 
or clause required by law to be in the Contract shall be considered included by these references. 
 
REQUIRED STATUTORY PROVISIONS 
 
ORS 279C.505 Conditions concerning payment, contributions, liens, withholding, drug testing.  
(1) Every public improvement contract shall contain a condition that the contractor shall: 
 (a) Make payment promptly, as due, to all persons supplying to the contractor labor or material for 
the performance of the work provided for in the contract. 
 (b) Pay all contributions or amounts due the Industrial Accident Fund from the contractor or 
subcontractor incurred in the performance of the contract. 
 (c) Not permit any lien or claim to be filed or prosecuted against the state or a county, school 
district, municipality, municipal corporation or subdivision thereof, on account of any labor or material 
furnished. 
 (d) Pay to the Department of Revenue all sums withheld from employees under ORS 316.167. 
 (2) In addition to the conditions specified in subsection (1) of this section, every public improvement 
contract shall contain a condition that the contractor shall demonstrate that an employee drug-testing 
program is in place. 
 
ORS 279C.510 Demolition contracts to require material salvage; lawn and landscape maintenance 
contracts to require composting or mulching.  
(1) Every public improvement contract for demolition shall contain a condition requiring the contractor to 
salvage or recycle construction and demolition debris, if feasible and cost-effective. 
(2) Every public improvement contract for lawn and landscape maintenance shall contain a condition 
requiring the contractor to compost or mulch yard waste material at an approved site, if feasible and cost-
effective. 
 
ORS 279C.515 Conditions concerning payment of claims by public officers, payment to persons 
furnishing labor or materials and complaints.  
(1) Every public improvement contract shall contain a clause or condition that, if the contractor fails, 
neglects or refuses to make prompt payment of any claim for labor or services furnished to the contractor 
or a subcontractor by any person in connection with the public improvement contract as the claim becomes 
due, the proper officer or officers representing the state or a county, school district, municipality, municipal 
corporation or subdivision thereof, as the case may be, may pay such claim to the person furnishing the 
labor or services and charge the amount of the payment against funds due or to become due the contractor 
by reason of the contract. 
(2) Every public improvement contract shall contain a clause or condition that, if the contractor or a first-
tier subcontractor fails, neglects or refuses to make payment to a person furnishing labor or materials in 
connection with the public improvement contract within 30 days after receipt of payment from the 
contracting agency or a contractor, the contractor or first-tier subcontractor shall owe the person the 
amount due plus interest charges commencing at the end of the 10-day period that payment is due under 
ORS 279C.580 (4) and ending upon final payment, unless payment is subject to a good faith dispute as 
defined in ORS 279C.580. The rate of interest charged to the contractor or first-tier subcontractor on the 
amount due shall equal three times the discount rate on 90-day commercial paper in effect at the Federal 
Reserve Bank in the Federal Reserve district that includes Oregon on the date that is 30 days after the date 
when payment was received from the contracting agency or from the contractor, but the rate of interest 
may not exceed 30 percent. The amount of interest may not be waived. 
(3) Every public improvement contract and every contract related to the public improvement contract shall 
contain a clause or condition that, if the contractor or a subcontractor fails, neglects or refuses to make 
payment to a person furnishing labor or materials in connection with the public improvement contract, the 
person may file a complaint with the Construction Contractors Board, unless payment is subject to a good 
faith dispute as defined in ORS 279C.580. 
(4) The payment of a claim in the manner authorized in this section does not relieve the contractor or the 
contractor’s surety from obligation with respect to any unpaid claims. 
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ORS 279C.520 Condition concerning hours of labor.  
(1) Every public contract subject to this chapter must contain a condition that a person may not be 
employed for more than 10 hours in any one day, or 40 hours in any one week, except in cases of 
necessity, emergency or when the public policy absolutely requires it, and in such cases, except in cases of 
contracts for personal services as defined in ORS 279C.100, the employee shall be paid at least time and a 
half pay: 
 (a) (A) For all overtime in excess of eight hours in any one day or 40 hours in any one week 
when the work week is five consecutive days, Monday through Friday; or 
  (B) For all overtime in excess of 10 hours in any one day or 40 hours in any one week 
when the work week is four consecutive days, Monday through Friday; and 
 (b) For all work performed on Saturday and on any legal holiday specified in ORS 279C.540. 
(2) An employer must give notice in writing to employees who work on a public contract, either at the time 
of hire or before commencement of work on the contract, or by posting a notice in a location frequented by 
employees, of the number of hours per day and days per week that the employees may be required to work. 
(3) In the case of contracts for personal services as defined in ORS 279C100, the contract shall contain a 
provision that the employee shall be paid at least time and a half for all overtime worked in excess of 40 
hours in any one week, except for individuals under personal services contracts who are excluded under 
ORS 653.010 to 653.261 or under 29 U.S.C. 201 to 209 from receiving overtime. 
(4) In the case of a contract for services at a county fair or for other events authorized by a county fair 
board, the contract must contain a provision that employees must be paid at least time and a half for work 
in excess of 10 hours in any one day or 40 hours in any one week. An employer shall give notice in writing 
to employees who work on such a contract, either at the time of hire or before commencement of work on 
the contract, or by posting a notice in a location frequented by employees, of the number of hours per day 
and days per week that employees may be required to work. 
(5) (a) Except as provided in subsection (4) of this section, contracts for services must contain a 
provision that requires that persons employed under the contracts shall receive at least time and a half pay 
for work performed on the legal holidays specified in a collective bargaining agreement or in ORS 
279C.540 (1)(b)(B) to (G) and for all time worked in excess of 10 hours in any one day or in excess of 40 
hours in any one week, whichever is greater. 
 (b) An employer shall give notice in writing to employees who work on a contract for services, 
either at the time of hire or before commencement of work on the contract, or by posting a notice in a 
location frequented by employees, of the number of hours per day and days per week that the employees 
may be required to work.  
  
ORS 279C.530 Condition concerning payment for medical care and providing workers’ 
compensation.  
(1) Every public improvement contract shall contain a condition that the contractor shall promptly, as due, 
make payment to any person, co-partnership, association or corporation furnishing medical, surgical and 
hospital care services or other needed care and attention, incident to sickness or injury, to the employees of 
the contractor, of all sums that the contractor agrees to pay for the services and all moneys and sums that 
the contractor collected or deducted from the wages of employees under any law, contract or agreement for 
the purpose of providing or paying for the services. 
(2) Every public contract subject to this chapter shall contain a clause or condition that all subject 
employers working under the contract are either employers that will comply with ORS 656.017 or 
employers that are exempt under ORS 656.126.  
  
OTHER STATUTORY PROVISIONS 
 
ORS 279A.120 Preference for Oregon goods and services; nonresident bidders.  
(1) As used in this section: 
 (a) “Nonresident bidder” means a bidder who is not a resident bidder. 
 (b) “Resident bidder” means a bidder that has paid unemployment taxes or income taxes in this state 
during the 12 calendar months immediately preceding submission of the bid, has a business address in this 
state and has stated in the bid whether the bidder is a “resident bidder” under this paragraph. 

***** 
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(3) When a public contract is awarded to a nonresident bidder and the contract price exceeds $10,000, the 
bidder shall promptly report to the Department of Revenue on forms to be provided by the department the 
total contract price, terms of payment, length of contract and such other information as the department may 
require before the bidder may receive final payment on the public contract. The contracting agency shall 
satisfy itself that the requirement of this subsection has been complied with before the contracting agency 
issues a final payment on a public contract. 

***** 
 
ORS 279C.570 Prompt payment policy; progress payments; retainage; interest; exception; 
settlement of compensation disputes.  
(1) It is the policy of the State of Oregon that all payments due on a public improvement contract and owed 
by a contracting agency shall be paid promptly. No contracting agency is exempt from the provisions of 
this section. 
(2) Contracting agencies shall make progress payments on the contract monthly as work progresses on a 
public improvement contract. Payments shall be based upon estimates of work completed that are approved 
by the contracting agency. A progress payment is not considered acceptance or approval of any work or 
waiver of any defects therein. The contracting agency shall pay to the contractor interest on the progress 
payment, not including retainage, due the contractor. The interest shall commence 30 days after receipt of 
the invoice from the contractor or 15 days after the payment is approved by the contracting agency, 
whichever is the earlier date. The rate of interest charged to the contracting agency on the amount due shall 
equal three times the discount rate on 90-day commercial paper in effect at the Federal Reserve Bank in the 
Federal Reserve district that includes Oregon on the date that is 30 days after receipt of the invoice from 
the contractor or 15 days after the payment is approved by the contracting agency, whichever is the earlier 
date, but the rate of interest may not exceed 30 percent. 
(3) Interest shall be paid automatically when payments become overdue. The contracting agency shall 
document, calculate and pay any interest due when payment is made on the principal. Interest payments 
shall accompany payment of net due on public improvement contracts. The contracting agency may not 
require the contractor to petition, invoice, bill or wait additional days to receive interest due. 
(4) When an invoice is filled out incorrectly, when there is any defect or impropriety in any submitted 
invoice or when there is a good faith dispute, the contracting agency shall so notify the contractor within 
15 days stating the reason or reasons the invoice is defective or improper or the reasons for the dispute. A 
defective or improper invoice, if corrected by the contractor within seven days of being notified by the 
contracting agency, may not cause a payment to be made later than specified in this section unless interest 
is also paid. 
(5) If requested in writing by a first-tier subcontractor, the contractor, within 10 days after receiving the 
request, shall send to the first-tier subcontractor a copy of that portion of any invoice, request for payment 
submitted to the contracting agency or pay document provided by the contracting agency to the contractor 
specifically related to any labor or materials supplied by the first-tier subcontractor. 
(6) Payment of interest may be postponed when payment on the principal is delayed because of 
disagreement between the contracting agency and the contractor. Whenever a contractor brings formal 
administrative or judicial action to collect interest due under this section, the prevailing party is entitled to 
costs and reasonable attorney fees. 
(7) A contracting agency may reserve as retainage from any progress payment on a public improvement 
contract an amount not to exceed five percent of the payment. As work progresses, a contracting agency 
may reduce the amount of the retainage and the contracting agency may eliminate retainage on any 
remaining monthly contract payments after 50 percent of the work under the contract is completed if, in the 
contracting agency’s opinion, such work is progressing satisfactorily. Elimination or reduction of retainage 
shall be allowed only upon written application by the Contractor, and the application shall include written 
approval of the contractor’s surety. However, when the contract work is 97.5 percent completed the 
contracting agency may, at the contracting agency’s discretion and without application by the contractor, 
reduce the retained amount to 100 percent of the value of the contract work remaining to be done. Upon 
receipt of a written application by the contractor, the contracting agency shall respond in writing within a 
reasonable time. 
(8) The retainage held by a contracting agency shall be included in and paid to the contractor as part of the 
final payment of the contract price. The contracting agency shall pay to the contractor interest at the rate of 
1.5 percent per month on the final payment due the contractor, interest to commence 30 days after the work 
under the contract has been completed and accepted and to run until the date when the final payment is 
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tendered to the contractor. The contractor shall notify the contracting agency in writing when the 
contractor considers the work complete and the contracting agency shall, within 15 days after receiving the 
written notice, either accept the work or notify the contractor of work yet to be performed on the contract. 
If the contracting agency does not, within the time allowed, notify the contractor of work yet to be 
performed to fulfill contractual obligations, the interest provided by this subsection shall commence to run 
30 days after the end of the 15-day period. 
(9) (a) The contracting agency shall pay, upon settlement or judgment in favor of the contractor 
regarding any dispute as to the compensation due a contractor for work performed under the terms of a 
public improvement contract, the amount due plus interest at the rate of two times the discount rate, but not 
to exceed 30 percent, on 90-day commercial paper in effect at the Federal Reserve Bank in the Federal 
Reserve district that includes Oregon on the date of the settlement or judgment, and accruing from the later 
of: 

 (A) The due date of any progress payment received under the contract for the period in 
which such work was performed; or 

 (B) Thirty-days after the date on which the claim for the payment under dispute was 
presented to the contracting agency by the contractor in writing or in accordance with applicable provisions 
of the contract. 
 (b) Interest shall be added to and not made a part of the settlement or judgment.  
  
ORS 279C.580 Contractor’s relations with subcontractors.  
(1) A contractor may not request payment from the contracting agency of any amount withheld or retained 
in accordance with subsection (5) of this section until such time as the contractor has determined and 
certified to the contracting agency that the subcontractor has determined and certified to the contracting 
agency that the subcontractor is entitled to the payment of such amount. 
(2) A dispute between a contractor and first-tier subcontractor relating to the amount or entitlement of a 
first-tier subcontractor to a payment or a late payment interest penalty under a clause included in the 
subcontract under subsection (3) or (4) of this section does not constitute a dispute to which the contracting 
agency is a party. The contracting agency may not be included as a party in any administrative or judicial 
proceeding involving such a dispute. 
(3) Each public improvement contract awarded by a contracting agency shall include a clause that requires 
the contractor to include in each subcontract for property or services entered into by the contractor and a 
first-tier subcontractor, including a material supplier, for the purpose of performing a construction contract: 

(a) A payment clause that obligates the contractor to pay the first-tier subcontractor for 
satisfactory performance under its subcontract within 10 days out of such amounts as are paid to the 
contractor by the contracting agency under the contract; and 
 (b) An interest penalty clause that obligates the contractor, if payment is not made within 30 days 
after receipt of payment from the contracting agency, to pay to the first-tier subcontractor an interest 
penalty on amounts due in the case of each payment not made in accordance with the payment clause 
included in the subcontract under paragraph (a) of this subsection. A contractor or first-tier subcontractor 
may not be obligated to pay an interest penalty if the only reason that the contractor or first-tier 
subcontractor did not make payment when payment was due is that the contractor or first-tier subcontractor 
did not receive payment from the contracting agency or contractor when payment was due. The interest 
penalty shall be: 

 (A) For the period beginning on the day after the required payment date and ending on the 
date on which payment of the amount due is made; and 

 (B) Computed at the rate specified in ORS 279C.515 (2). 
(4) The contract awarded by the contracting agency shall require the contractor to include in each of the 
contractor’s subcontracts, for the purpose of performance of such contract condition, a provision requiring 
the first-tier subcontractor to include a payment clause and an interest penalty clause conforming to the 
standards of subsection (3) of this section in each of the first-tier subcontractor’s subcontracts and to 
require each of the first-tier subcontractor’s subcontractors to include such clauses in their subcontracts 
with each lower-tier subcontractor or supplier. 
(5) (a) The clauses required by subsections (3) and (4) of this section are not intended to impair the 
right of a contractor or a subcontractor at any tier to negotiate, and to include in the subcontract, provisions 
that: 

 (A) Permit the contractor or a subcontractor to retain, in the event of a good faith dispute, 
an amount not to exceed 150 percent of the amount in dispute from the amount due a subcontractor under 
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the subcontract without incurring any obligation to pay a late payment interest penalty, in accordance with 
terms and conditions agreed to by the parties to the subcontract, giving such recognition as the parties 
consider appropriate to the ability of a subcontractor to furnish a performance bond and a payment bond; 

 (B) Permit the contractor or subcontractor to make a determination that part or all of the 
subcontractor’s request for payment may be withheld in accordance with the subcontract agreement; and 

 (C) Permit such withholdings without incurring any obligation to pay a late payment 
interest penalty if: 

 (i) A notice conforming to the standards of subsection (8) of this section has been 
previously furnished to the subcontractor; and 

 (ii) A copy of any notice issued by a contractor under sub-subparagraph (i) of this 
subparagraph has been furnished to the contracting agency. 
 (b) As used in this subsection, “good faith dispute” means a documented dispute concerning: 

 (A) Unsatisfactory job progress. 
 (B) Defective work not remedied. 
 (C) Third-party claims filed or reasonable evidence that claims will be filed. 
 (D) Failure to make timely payments for labor, equipment and materials. 
 (E) Damage to the prime contractor or subcontractor. 

  (F) Reasonable evidence that the subcontract cannot be completed for the unpaid balance 
of the subcontract sum. 
(6) If, after making application to a contracting agency for payment under a contract but before making a 
payment to a subcontractor for the subcontractor’s performance covered by such application, a contractor 
discovers that all or a portion of the payment otherwise due the subcontractor is subject to withholding 
from the subcontractor in accordance with the subcontract agreement, the contractor shall: 
 (a) Furnish to the subcontractor a notice conforming to the standards of subsection (8) of this section 
as soon as practicable upon ascertaining the cause giving rise to a withholding, but prior to the due date for 
subcontractor payment; 
 (b) Furnish to the contracting agency, as soon as practicable, a copy of the notice furnished to the 
subcontractor under paragraph (a) of this subsection; 
 (c) Reduce the subcontractor’s progress payment by an amount not to exceed the amount specified 
in the notice of withholding furnished under paragraph (a) of this subsection; 
 (d) Pay the subcontractor as soon as practicable after the correction of the identified subcontract 
performance deficiency; 
 (e) Make such payment within: 

 (A) Seven days after correction of the identified subcontract performance deficiency unless 
the funds therefore must be recovered from the contracting agency because of a reduction under paragraph 
(f)(A) of this subsection; or 

 (B) Seven days after the contractor recovers such funds from the contracting agency; 
 (f) Notify the contracting agency upon: 

 (A) Reduction of the amount of any subsequent certified application for payment; or 
 (B) Payment to the subcontractor of any withheld amounts of a progress payment, 

specifying: 
 (i) The amounts of the progress payments withheld under paragraph (a) of this subsection; 

and 
 (ii) The dates that such withholding began and ended; and 

 (g) Be obligated to pay to the contracting agency an amount equal to interest on the withheld 
payments computed in the manner provided in ORS 279C.570 from the 11th day after receipt of the 
withheld amounts from the contracting agency until: 

 (A) The day the identified subcontractor performance deficiency is corrected; or 
 (B) The date that any subsequent payment is reduced under paragraph (f)(A) of this 

subsection. 
(7) (a) If a contractor, after making payment to a first-tier subcontractor, receives from a supplier or 
subcontractor of the first-tier subcontractor a written notice asserting a deficiency in such first-tier 
subcontractor’s performance under the contract for which the contractor may be ultimately liable and the 
contractor determines that all or a portion of future payments otherwise due such first-tier subcontractor is 
subject to withholding in accordance with the subcontract agreement, the contractor may, without incurring 
an obligation to pay a late payment interest penalty under subsection (6)(e) of this section: 
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 (A) Furnish to the first-tier subcontractor a notice conforming to the standards of 
subsection (8) of this section as soon as practicable upon making such determination; and 

 (B) Withhold from the first-tier subcontractor’s next available progress payment or 
payments an amount not to exceed the amount specified in the notice of withholding furnished under 
subparagraph (A) of this paragraph. 
 (b) As soon as practicable, but not later than 10 days after receipt of satisfactory written notification 
that the identified subcontract performance deficiency has been corrected, the contractor shall pay the 
amount withheld under paragraph (a)(B) of this subsection to such first-tier subcontractor, or shall incur an 
obligation to pay a late payment interest penalty to such first-tier subcontractor computed at the rate 
specified in ORS 279C.570. 
(8) A written notice of any withholding shall be issued to a subcontractor, with a copy to the contracting 
agency of any such notice issued by a contractor, specifying: 
 (a) The amount to be withheld; 
 (b) The specified causes for the withholding under the terms of the subcontract; and 
 (c) The remedial actions to be taken by the subcontractor in order to receive payment of the amounts 
withheld. 
(9) Except as provided in subsection (2) of this section, this section does not limit or impair any 
contractual, administrative or judicial remedies otherwise available to a contractor or a subcontractor in the 
event of a dispute involving late payment or nonpayment by a contractor or deficient performance or 
nonperformance by a subcontractor. 
(10) A contractor’s obligation to pay a late payment interest penalty to a subcontractor under the clause 
included in a subcontract under subsection (3) or (4) of this section is not intended to be an obligation of 
the contracting agency. A contract modification may not be made for the purpose of providing 
reimbursement of such late payment interest penalty. A cost reimbursement claim may not include any 
amount for reimbursement of such late payment interest penalty.  
 
ORS 279C.830 Contractual provisions regarding prevailing rates of wage and fee for administration 
of law. (1) The specifications for every contract for public works shall contain a provision stating the 
existing prevailing rate of wage that may be paid to workers in each trade or occupation required for the 
public works employed in the performance of the contract either by the contractor or subcontractor or other 
person doing or contracting to do the whole or any part of the work contemplated by the contract. The 
contract shall contain a provision that the workers shall be paid not less than the specified minimum hourly 
rate of wage. 
(2) The specifications for every contract for public works shall contain a provision stating that a fee is 
required to be paid to the Commissioner of the Bureau of Labor and Industries as provided in ORS 
279C.825 (1). The contract shall contain a provision that the fee shall be paid to the commissioner under 
the administrative rule of the commissioner 
 
ORS 279C.840 Payment of prevailing rate of wage; posting of rates and fringe benefit plan 
provisions. (1) The hourly rate of wage to be paid by any contractor or subcontractor to workers upon all 
public works shall be not less than the prevailing rate of wage for an hour’s work in the same trade or 
occupation in the locality where the labor is performed. The obligation of a contractor or subcontractor to 
pay the prevailing rate of wage may be discharged by making the payments in cash, by the making of 
contributions of a type referred to in ORS 279C.800 (1)(a), or by the assumption of an enforceable 
commitment to bear the costs of a plan or program of a type referred to in ORS 279C.800 (1)(b), or any 
combination thereof, where the aggregate of any such payments, contributions and costs is not less than the 
prevailing rate of wage. 

***** 
 
STATUTORY REFERENCES OF INTEREST 
 
 
ORS 279C.525 Provisions concerning environmental and natural resources laws; remedies 
ORS 279C.540 Maximum hours of labor on public contracts; holidays; exceptions; liability to workers; 

rules 
ORS 279C.545 Claims for overtime 
ORS 279C.550 to ORS 279C.565 Retainage 
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 STATUTORY REFERENCES OF INTEREST (Continued) 
 

ORS 279C.585 Authority to substitute undisclosed first-tier subcontractor; circumstances; rules 
ORS 279C.590 Complaint process for substitutions of subcontractors; civil penalties 
ORS 279C.600 to ORS 279C.625 Bonds 
ORS 279C.650 to ORS 279C.670 Termination for Public Interest 
ORS 279C.800 to ORS 279C.870 Prevailing Wages 
 

103.13 LABOR 
 
 A. Contractor must comply with the City of Gresham’s Equal Opportunity Policy for Contractors.  The 
Contractor shall not discriminate against minorities, women, or emerging small business enterprises in the awarding of 
subcontracts. 
 
 B. Upon notification in writing from the Manager, remove immediately from the job for its duration any 
laborer, workman, mechanic, foreman, superintendent, or other person employed who is found to be incompetent, 
intemperate, troublesome, disorderly or otherwise objectionable, or who fails or refuses to perform their work 
properly or acceptably. 
 
 C. Comply with ORS Chapter 659 relating to unlawful employment practices and discrimination by 
employers against any employee or applicant for employment because of race, religion, color, sex, or national origin.  
Particular reference is made to ORS 659.030, which states that it is unlawful employment practice for any employer, 
because of the race, religion, color, sex, or national origin of any individual, to refuse to hire or employ or to bar or 
discharge from employment such individual or to discriminate against such individual in compensation or in terms, 
conditions or privileges of employment.   
 
103.14 PREVAILING WAGES (Not applicable to privately financed public improvements) 
 
 The Contractor shall comply with ORS 279C.800 to 279C.870, Oregon’s Prevailing Wage Law.  For 
public works for which the Contract Price is $25,000 or more, all workers shall be paid not less than such specified 
minimum hourly rate of wage.  The Contractor shall pay a fee to the Commissioner of the Bureau of Labor and 
Industries as required by ORS 279C.825(1) and pursuant to the administrative rule of the commissioner. 
 
103.15 OVERTIME FOR CITY PERSONNEL 
 
 A. The Contractor shall notify the Project Manager of any overtime operations as soon as possible but no 
less than 48-hours before the work is to occur.  The Contractor must provide documentation to the Project Manager’s 
satisfaction detailing when and for how long the overtime work will occur. 
 
 B. For publicly financed public improvement projects, in the event that the Contractor wishes to proceed 
with an overtime operation, the Contractor must first notify and obtain approval from the Project Manager to do so, 
prior to commencing such work. 
 
 C. For overtime work the Contractor shall pay the applicable wage rate, including fringe benefits, for the 
City’s personnel, and other staff required at the project during the overtime hours at 1.5 times the regular rate of pay 
for all overtime worked, except for holidays where the rate will be 2.5 times the regular rate of pay. 
 
 D. This subsection does not apply to labor performed in the manufacture or fabrication of any material 
ordered by the Contractor or manufactured or fabricated in any plant or place other than the place where the main 
work is to be performed. 
 
 E. Overtime is defined as hours outside of the hours of an employee's regularly scheduled 40-hour 
workweek.  Work performed on City-recognized holidays would also constitute overtime. 
 
103.16 SAFETY 
 
 A. Employee Safety: 
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  The Contractor shall at all times be responsible for the safety of their employees and their 
subcontractor's employees.  The Contractor shall maintain the job site and perform the work in a manner which meets 
the Contractor’s (and the City's, if any) responsibility under statutory and common law for the provision of a safe 
place to work and which complies with safety regulations.  Conduct the project with proper regard for the safety and 
convenience of the public.  When the project involves use of public ways, provide necessary flag persons and install 
and maintain means of reasonable access to all fire hydrants, service stations, warehouses, stores, houses, garages, and 
other property.  Private residential driveways shall be closed only with approval of the Engineer or specific permission 
of the property owner.  Do not interfere with normal operation of public transit vehicles unless otherwise authorized.  
Do not obstruct or interfere with travel over any public street or sidewalk without approval.  At all times provide open 
trenches and excavations with secured and adequate barricades or fences of a type approved by the City that can be 
seen from a reasonable distance.  Close up or plate all open excavations at the end of each working day in all street 
areas unless approved otherwise by the Manager and in all other areas when it is reasonably required for public safety 
or as directed by the Manager.  At night, mark all open work and obstructions by lights.  Install and maintain all 
necessary signs, lights, flares, barricades, railings, runways, stairs, bridges, and facilities.  Observe all safety 
instructions received from the Manager or governmental authorities, but following of such instructions shall not 
relieve the Contractor from its responsibility or liability for accidents to workers or damage or injury to person or 
property.  The City, the Project Manager, the Engineer, and the Inspector shall have no obligation or duty to monitor 
or enforce the Contractor’s safety responsibility. 
 
 B. Public Safety and Convenience: 
 
  The Contractor shall at all times conduct their work so as to ensure the least possible obstruction to 
traffic and convenience to the general public and residents in the vicinity of the work and to ensure the protection of 
persons and property.  No road or street shall be closed to the public except with the permission of the Transportation 
Engineer and proper governmental authority.  Fire hydrants on or adjacent to the work shall be kept accessible to fire 
fighting equipment at all times.  Temporary provisions shall be made by the Contractor to ensure the use and proper 
functioning of sidewalks, private and public driveways, all gutters, sewer inlets, drainage ditches and culverts, 
irrigation ditches, and natural watercourses.  The Contractor will minimize inconvenience to others due to mud and 
dust. 
 
 C. Safety Program: 
 
  The Contractor shall adopt a written safety program complying with the requirements of employee and 
public safety set forth hereinabove and any applicable Special Provisions.  The safety program shall also comply with 
OAR Chapter 437, Division 3 and 29 CFR Part 1926 regarding general safety and health provisions. 
 
103.17 TWO (2) YEAR WARRANTY 
 
 A. In addition to and not in lieu of any other warranties required under the Contract Documents, make all 
necessary repairs and replacements to remedy, in a manner satisfactory to the Project Manager and at no cost to the 
City, the failure to conform with Contract Documents including installation of any sidewalk conditioned to the 
development that is not constructed, and any and all defects, breaks, or failures of the work due to faulty or inadequate 
materials or workmanship occurring within two (2) years following the date of signature by the Contractor of the 
Certificate of Final Completion (on publicly financed public improvement projects) or following the date of 
acceptance of the public facilities for ownership and operation (for privately financed public improvement projects).  
Additionally, on privately financed public improvement projects, the warranty shall cover failures of the design by the 
Engineer of Record that are discovered during the same warranty period.   
 
 B. In addition to and not in lieu of any other warranty required under the Contract Documents, furnish any 
and all manufacturer's and installer's standard warranty forms setting forth terms, conditions, and limitations.  
Contractor shall enforce such warranties during the two-year warranty period described in Subsection 103.17(A).  
Contractor hereby assigns such warranties to the City. 
  
 C. Repair damage or disturbances to other improvements under, within, or adjacent to the work, whether 
or not caused by settling, washing, or slipping, when such damage or disturbance is caused, in whole or in part, from 
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activities of the Contractor in performing their duties and obligations under the Contract Documents when such 
defects or damage occur within the warranty period.   
 
  D. If performance of warranty work results in a street being cut or dug up, the Contractor shall comply 
with Subsection 103.18 at no expense to the City. 

 
 E. The two-year warranty period and warranty guarantee shall, with relation to any required repair, be 
extended two years from the date of completion of such repair. 
 
 F. If the Contractor, after written notice, fails within 2 months to complete the necessary warranty work in 
compliance with the terms of this subsection, the City may have the defects corrected, and the Contractor and the 
surety shall be liable for all expenses incurred.  In case of an emergency where, in the opinion of the Manager, delay 
would cause serious loss or damage, repairs may be made without notice being given to the Contractor, and the 
Contractor or the surety shall pay the cost of repairs.  Failure of the Manager to act in case of an emergency shall not 
relieve the Contractor or the surety from liability and payment of all such costs. 
 
 G. City of Gresham waterline facilities that require repair or replacement during the two-year warranty 
period shall be repaired by the City or under the direction of the City and the Contractor and the surety shall be liable 
for all expenses incurred. 
 
103.18 STREET CUT/DIG MORATORIUM AFTER MAJOR STREET WORK 
 
 Moratorium After Major Street Work: 
 
 (a) The surface of any street shall not be cut or dug up for a period of three years after acceptance by the 
City of a street improvement, capital improvement, or major maintenance work.  
 
 (b) If such delay would cause undue hardship for the applicant, property owner, or other person, the 
Manager may grant an exception.  Such an exception shall be subject to any of the following conditions: 
 
  1) That the applicant pays the estimated cost of a 1½" full width overlay or grind and inlay of the 
entire street or construct such overlay or grind and inlay. 
  2) That the applicant pay a portion of the cost of a 1½" overlay or grind and inlay in addition to 
making repairs as directed by the City. 
  3) That the applicant pay its fair share of the cost of street repair equal to the Manager’s estimate of 
the cost of reduced street life and future repairs in addition to making the repair as directed by the City. 
  4) That the applicant restores the street to the condition that existed prior to construction and warrants 
such repairs for the estimated life of the street. 
 
103.19 OWNERSHIP OF WORK (Not applicable to privately financed public improvements) 
 
 All work products of the Contractor that result from the Contract, including but not limited to background 
data, documentation, and staff work that is preliminary to final reports, are the property of the City.  Draft documents 
and preliminary work submitted to the City for review and comment shall not be considered as owned, used, or 
retained by the City until the final document is submitted.   
 
 The City shall own all proprietary rights, including but not limited to copyrights, trade secrets, patents, and 
all other intellectual or other property rights in and to such work products.  Preexisting trade secrets of the Contractor 
shall be noted as such and shall not be considered as a work product of the Contract.  All such work products shall be 
considered “works made for hire” under the provisions of the United States Copyright Act and all other equivalent 
laws.  
 
 Any materials designated as “confidential” that may be provided to the Contractor by the City at any time 
relating to the Contract Documents shall be treated confidentially by the Contractor, and shall not be disclosed to any 
other person by the Contractor without the advance written permission of the Project Manager.  The Contractor shall 
return all confidential materials upon request. 
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 Use of any work product of the Contractor by the City for any purpose other than the use intended by the 
Contract Documents is at the risk of the City.  Use of any work product by the Contractor is prohibited without the 
written consent of the City.   
 
103.20 CONTRACTOR IS INDEPENDENT CONTRACTOR (Not applicable to privately financed public 

improvements)  
 
 A. The Contractor shall perform the work required by the Contract as an independent contractor.  
Although the City reserves the right (i) to specify the desired results;  (ii) to determine (and modify) the delivery 
schedule for the work to be performed; and (iii) to evaluate the quality of the completed performance, the City cannot 
and will not control the means or manner of the Contractor’s performance.  The Contractor is responsible for 
determining the appropriate means and manner of performing the work.  
 
 B. The Contractor represents and warrants that Contractor (i) is not currently an employee of the Federal 
Government or the State of Oregon, and (ii) meets the specific independent contractor standards of ORS 670.600.  The 
Contractor represents and warrants that all subcontractors shall also meet such independent contractor standards. 
 
 C. The Contractor will be responsible for any federal or state taxes applicable to any compensation or 
payment paid to the Contractor under the Contract.   
 
 D. The Contractor is not eligible for any federal Social Security, unemployment insurance, state Public 
Employees’ Retirement System, or workers’ compensation benefits from compensation or payments to the Contractor 
under the Contract. 
 
103.21 SUCCESSORS IN INTEREST (Not applicable to privately financed public improvements) 
 
 The provisions of the Contract shall be binding upon and shall inure to the benefit of the parties hereto, and 
their respective successors and approved assigns, if any. 
 
103.22 REGISTRATION WITH CONSTRUCTION CONTRACTOR’S BOARD 
 
 The Contractor shall be licensed with the Construction Contractors Board in accordance with ORS 701.035 
to 701.055.  All subcontractors performing work as described in ORS 701.005(2) (i.e., construction work) shall be 
licensed with the Construction Contractors Board in accordance with ORS 701.035 to 701.055 before the 
subcontractors commence work. 
 
103.23 SEVERABILITY  
 
 If any term or provision of the Contract Documents are declared by a court of competent jurisdiction to be 
illegal or in conflict with any law, the validity of the remaining terms and provisions shall not be affected, and the 
rights and obligations of the parties shall be construed and enforced as if the Contract Documents did not contain the 
particular term or provision held invalid. 
 
103.24 MERGER CLAUSE (Not applicable to privately financed public improvements) 
 
 The Contract constitutes the entire agreement between the parties.  No waiver, consent, modification, or 
change of terms of the Contract shall bind either party unless in writing and signed by both parties.  Such waiver, 
consent, modification, or change, if made, shall be effective only in the specific instance and for the specific purpose 
given.  There are no understandings, agreements, or representations, oral or written, not specified herein regarding the 
Contract.  By its signature, the Contractor acknowledges it has read and understands the Contract, and agrees to be 
bound by its terms and conditions. 
 
103.25 NO THIRD-PARTY BENEFICIARIES (Not applicable to privately financed public improvements) 
 
 The City and the Contractor are the only parties to the Contract and are the only parties entitled to enforce 
its terms.  Nothing in the Contract gives or provides any benefit or right, whether directly, indirectly, or otherwise, to 
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third persons unless such third persons are individually identified by name and expressly described as intended 
beneficiaries of the terms of the Contract. 
 
103.26 EXAMINATION OF THE CONTRACT DOCUMENTS, SITE OF WORK, AND SUBSURFACE 

DATA 
 
 A. The submission of an offer shall be conclusive evidence that the Bidder has investigated and is satisfied 
as to the site subsurface conditions to be encountered, as to the character, quality, and quantities of work to be 
performed and materials to be furnished, and as to the requirements of the Contract Documents.  
             
             B. The City will not pay any costs incurred by any Bidder in the submission of an offer or in making 
necessary studies, subsurface investigations, or designs for the preparation of an offer. 
  
103.27 FAMILIARITY WITH LAWS AND ORDINANCES 
 
               A. The Bidder shall be familiar with all federal, state, and local laws, ordinances, and regulations that in 
any manner affect those engaged or employed in the work or the materials or equipment used in the proposed 
construction, or which in any way affect the conduct of the work.  If the Bidder or the Contractor discovers any 
provision in the Contract Documents that is contrary to or inconsistent with any law, ordinance, or regulation, it shall 
immediately be reported to the Project Manager in writing. 
 
               B. Pursuant to ORS 279C.525, the following is a list of federal, state and local agencies that have enacted 
ordinances or regulations dealing with the prevention of environmental pollution and the preservation of natural 
resources that may affect the performance of the Contract. 
 

Federal Agencies:  
Agriculture, Department of 
Army Corps of Engineers 
Coast Guard 
Defense, Department of 
Energy, Department of  
Environmental Protection Agency 
Federal Energy Regulatory Commission 
Federal Highway Administration 
Forest Service 
Health and Human Services, Department of 
Housing and Urban Development, Department of 
Indian Affairs, Bureau of 
Interior, Department of 
Labor, Department of 
Land Management, Bureau of 
Mine Safety and Health Administration 
Mines, Bureau of: Geological Survey 
 Minerals Management Service 
 Reclamation, Bureau of 
Natural Resources Conservation Service  
Occupational Safety and Health Administration  
Solar Energy and Energy Conservation Bank  
Transportation, Department of  
U.S. Fish and Wildlife Service  
Water Resources Council  
  
State Agencies:  
Administrative Services, Department of  
Agriculture, Department of  
Columbia River Gorge Commission  
Consumer and Business Services, Department of  
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State Agencies:  (Continued)  
Energy, Department of  
Environmental Quality, Department of  
Fish and Wildlife, Department of  
Forestry, Department of  
Geology and Mineral Industries, Department of  
Human Resources, Department of  
Land Conservation and Development Commission  
Oregon Occupational Safety and Health Division  
Parks and Recreation, Department of  
Soil and Water Conservation Commission  
State Engineer  
State Land Board (Division of State Lands)  
Water Resources Department  
  
Local Agencies:  
City Councils  
County Commissioners, Board of  
County Courts  
County Service Districts  
Fire Protection Districts  
Historical Preservation Commissions  
Metropolitan Service Districts  
Planning Commissions  
Port Districts  
Sanitary Districts  
Water Districts  

 
 C. The Contractor and their subcontractors shall obtain a City of Gresham business license prior to 
beginning any work within the City of Gresham. 
 
 

******************** 
104    AWARD AND EXECUTION OF THE CONTRACT 

******************** 
 
 
104.01   AWARD OF THE CONTRACT (Not applicable to privately financed public improvements) 
 
 A. The City will award the Contract to the responsible Bidder with the lowest responsive offer.   
 
 B. While price extensions are required as a matter of convenience, in the event of error in extensions, the 
unit prices shall govern.  In the event of discrepancy between the written and numerical amounts, the written prices 
will govern. 
 
 C. Award and issuance of the Contract for signing shall be made within forty-five (45) calendar days, 
unless otherwise specified, after the date of opening of offers. 
 
 D. If all responsive offers from responsible Bidders exceed the City’s cost estimate, the City may elect to 
negotiate with the lowest responsive, responsible Bidder prior to awarding the Contract, in order to solicit value 
engineering and other options to attempt to bring the project within the City’s cost estimate.  Negotiation will not 
result in significant changes from the scope of the project in the Contract Documents. 
 
            E. Preference may be given to services, articles, or materials produced or manufactured in Oregon if price, 
fitness, availability, and quality are otherwise equal. 
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104.02 SELECTION PROTEST (Not applicable to privately financed public improvements) 
 
 Upon selection of the Contractor, the Project Manager shall issue a Notice of Intent to Award.  A Bidder 
adversely affected or aggrieved may protest the Notice of Intent to Award.  No protest because of a solicitation 
provision, evaluation criteria, plan, specification or contract term that could have been raised as a Solicitation Protest 
will be considered. The selection protest must submitted in writing within seven calendar days of the date of the 
Notice of Intent to Award.  The protest shall be submitted to the Project Manager. 
 
 The selection protest must state all the relevant facts that establish that all lower bidders were ineligible for 
selection because their offers were non-responsive or the City committed a substantial violation such that the protester 
would have, but for the substantial violation, been the lowest responsible bidder.  A written decision will be sent to the 
protester. 
 
104.03 EXECUTION OF THE CONTRACT (Not applicable to privately financed public improvements) 
 
 A. The Bidder to whom award is made shall execute and return the Contract in the required number of 
copies, and shall furnish separate performance bond and payment bonds and certificates of insurance satisfactory to 
the Manager and Attorney within fifteen (15) days after issuance of the Contract.  The date of the Contract will be the 
date the Manager or designee executes the Contract. 
 
 B. Drug Testing 
 
  1. The Contractor awarded the Contract shall certify to the City that it has a drug-testing program in 
place for its employees that includes, at a minimum, the following: 
 
   (a) A written employee drug-testing policy, 
 
   (b) Required drug testing for all new Subject Employees or alternatively, required testing of all 
Subject Employees every 12 months on a random selection basis, and 
 
   (c) Required testing of a Subject Employee when the Contractor has reasonable cause to believe 
the Subject Employee is under the influence of drugs. 
 
  2. A drug-testing program that meets the above requirements will be deemed a “Qualifying Employee 
Drug-testing Program.”  An employee is a “Subject Employee” only if that employee will be working on the project 
job site. 
 
  3. By executing and returning the Contract, the Contractor certifies, represents, and warrants to the 
City that a Qualifying Employee Drug-testing Program is in place at the time of execution, will continue in full force 
and effect for the duration of the Contract, and that the Contractor will comply with the provisions of Subsection 
103.03(C).  Further, the City’s performance obligation (which includes, without limitation, the City’s obligation to 
make payment) is contingent on the Contractor’s compliance with this representation and warranty. 
 
104.04 TRANSFER OF THE CONTRACT AND INTERESTS THEREIN (Not applicable to privately financed 

public improvements) 
 
 A. Excepting Surety assignment under the performance and payment bonds, the Contract is not assignable 
to any other party or parties without the prior written consent of the Manager.  In case of such attempted transfer 
without permission, the Manager may refuse to carry out the Contract either with the Contractor or the transferee, but 
all rights of action for any breach of the Contract by said Contractor are reserved to the City.  No officer of the City, 
or any person employed in its service, is or shall be permitted any share or part of the Contract or is or shall be entitled 
to any benefit which may arise from the Contract. 
 
 B. Any assignment of money shall be subject to all proper setoffs and withholdings in favor of the City 
and to all deductions provided for in the Contract and particularly all money withheld, whether assigned or not, shall 
be subject to being used by the City for completion of the work in the event the Contractor should be in default 
therein. 
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104.05 PERFORMANCE AND PAYMENT BONDS; WARRANTY GUARANTEE 
 
 Guarantee of performance and warranty guarantee requirements for privately financed public 
improvements can be found in Subsection 101.06. 
 
 At the time of execution of the Contract, the Contractor shall furnish separate Performance and Payment 
Bonds written by a corporate surety, or other financial assurance approved by the Manager and Attorney, each in an 
amount equal to the contract price based upon the estimate of quantities and unit prices or lump sum as set forth in the 
Contract.  The bonds shall be continuous in effect and shall remain in full force and effect until compliance with and 
fulfillment of all terms and provisions of the Contract, including the warranty obligation of Subsection 103.17, all 
applicable laws, and the prompt payment of all persons supplying labor and/or material for prosecution of the work. 
The bonds or other financial assurance is subject to approval by the Manager and Attorney. 
 
 In lieu of the performance and payment bonds, including the warranty obligation, the Contractor may 
request to furnish a separate warranty bond written by a corporate surety or other financial assurance, in an amount 
equal to 10% of the final Contract Price.  The warranty bond or other financial assurance shall be in effect for a period 
of two years from the date of Final Completion. The Project Manager may require a separate warranty bond or 
financial assurance for any repairs done pursuant to the warranty obligation.  Such separate warranty bond or financial 
assurance shall be for a period of two years from the date of completion of such repairs. 
 
104.06 CERTIFICATE OF INSURANCE (Not applicable to privately financed public improvements) 
 
 Work shall not commence until all insurance required by the Contract has been obtained and the Attorney 
has approved Certificate(s) of Insurance.  The Contractor shall maintain insurance throughout the life of the Contract. 
 
104.07 FAILURE TO EXECUTE THE CONTRACT (Not applicable to privately financed public improvements) 
 
 Failure on the part of the Bidder to whom the Contract is awarded to execute the Contract and to deliver 
the Contract, the required performance and payment bonds and the certificate of insurance shall be just cause for 
cancellation of the award, withdrawing of the Contract and forfeiture of the Bid Security to the City.  Award may then 
be made to the next lowest responsible and responsive Bidder, or the work may be re-advertised, or otherwise, as the 
City may decide. 
 
104.08 RETURN OF BID SECURITY (Not applicable to privately financed public improvements) 
 
 The bid security of unsuccessful Bidders will be returned after the offers have been opened and the 
Contract has been awarded.  The City reserves the right to retain the bid security of the three (3) lowest Bidders until 
the Contract has been signed and returned.  The bid security of the Contractor shall be returned upon execution of the 
Contract by the City.  
 
 

******************** 
105    SCOPE OF WORK 
******************** 

 
 
105.01 PLANS AND SPECIFICATIONS 
 
 The Contract Documents will govern the work to be done.  Anything mentioned in the specifications and 
not shown on the plans, or shown on the plans and not mentioned in the specifications, shall be of like effect as though 
shown or mentioned in both.  Specifications and plans referred to in any part of the Contract Documents shall be 
considered as being included in the document in which such reference is made.  When a particular Standard Detail or 
Standard Specification is referred to, such reference shall be to the Standard Detail or Standard Specification that is in 
force at the time of the Notice to Contractors.  The phrases, "Contractor shall", "Contractor will", etc. may not always 
be specifically stated in all paragraphs but is considered understood where not specifically stated otherwise. 
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105.02 PRECEDENCE OF THE CONTRACT DOCUMENTS 
 
 In case of conflict, the order of precedence of the following documents in controlling the work shall be: 
 
 1. CIP Agreement (for publicly financed public improvements) 
 2.  Offer (for publicly financed public improvements) 
 3.   Permits from outside agencies required by law 
 4.   Special Provisions  
 5.   Project Specific Plans (for publicly financed public improvements) 
             6.   Special Specifications 
 7. The Public Work Standards, including Design Standards, Standard Details Drawings and Construction 
Standard Specifications 
 8.  Approved Plans (for privately financed public improvements) 
 9.  Standard Specifications for Construction (ODOT/APWA latest revision) 
 
 Addenda, change orders, supplemental agreements, and approved revisions to plans and specifications will 
take precedence over the contract documents listed above. 
 
105.03 SHOP DRAWINGS AND OTHER SUBMITTALS 
 
 A. Plans and specifications furnished and included with the Contract Documents indicate the work 
proposed and the results that are intended to be accomplished. 
 
 B. Unless otherwise specified, furnish all layout, detail, shop, and working drawings, product data and 
samples required by the plans and specifications to be submitted or as requested by the Engineer.  Drawings shall be 
of sufficient size and scale to clearly show details and six (6) copies shall be provided. After review and approval by 
the Engineer, two copies will be returned to the Contractor. 
 
 C. By submitting drawings, product data and samples, the Contractor represents that they have determined 
and verified all materials, field measurements, and field construction criteria related thereto, and that they have 
checked and coordinated the information contained within such submittals with the requirements of the work and of 
the Contract Documents and that they are satisfied they conform to the Contract Documents. 
 
 D. All required drawings, product data and samples shall be furnished to the Project Manager for review 
and any required testing before any of the work or related work is performed, or products or material ordered prior to 
the Project Manager’s review and completion of any testing will be at the Contractor's risk. 
 
 E. The Engineer will review all drawings, product data, and samples and conduct such tests as are 
required by the Contract Documents within a reasonable time but in no event will the Engineer be required to 
complete such review or conduct such tests in less than fourteen (14) days after submission.   The Engineer will return 
marked-up submittal copies indicating one of the following actions: 
 
  1. If review and checking indicate no exceptions, copies will be returned marked "NO EXCEPTIONS 
TAKEN" and work may begin immediately on incorporating the material or equipment covered by the submittal into 
the work. 
 
  2. If review and checking indicate limited corrections are required, copies will be returned marked, 
“MAKE CORRECTIONS NOTED”, and upon making the corrections noted, work may begin immediately to 
incorporate the material or equipment covered by the submittal into the work. 
 
  3. If review and checking indicate insufficient or incorrect data have been submitted, copies will be 
returned marked "REVISE AND RESUBMIT."  No work may begin on incorporating the material or equipment 
covered by the submittal into the work until the submittal is revised, resubmitted, and returned marked either "NO 
EXCEPTIONS TAKEN" OR "MAKE CORRECTIONS NOTED." 
 
  4.  If review and checking indicate the material or equipment submittal is unacceptable, copies will be 
returned marked "REJECTED."  No work may begin on incorporating the material or equipment covered by the 
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submittal into the work until a new submittal is made and returned marked either "NO EXCEPTIONS TAKEN" OR 
"MAKE CORRECTIONS NOTED." 
 
  5.  If review and checking indicate additional information is required, copies will be returned marked 
"SUBMIT SPECIFIED ITEM."  Work may begin immediately on incorporating the material or equipment covered by 
the submittal into the work, only if it is not affected by the item to be submitted.  If any material or equipment is 
affected, no work may begin on incorporating that material or equipment into the work until it and the submittal are 
submitted and returned marked either "NO EXCEPTIONS TAKEN" or "MAKE CORRECTIONS NOTED." 
 
 F. The review by the Engineer of any shop drawings, product data, samples, construction methods and 
equipment or other submittals is only for conformance with the general design concept of the project and does not 
extend to consideration of structural integrity, safety, detailed compliance with Contract Documents, or any other 
obligation of the Contractor.  Any work shown is subject to the requirements of the plans and specifications.  The 
Contractor is responsible for confirming and correlating all dimensions; fabricating, and construction techniques; 
coordinating their entire work in strict accordance with the Contract Documents.  The review does not relieve the 
Contractor from their obligation fully to perform all requirements of the Contract Documents, nor shall such review 
give rise to any right of action or suit in favor of the Contractor or third persons against the Engineer or the City. 
  
105.04 CHANGES IN THE WORK 
 
 A.  Without notice to a surety, the City may, at any time, order additions, deletions or revisions in the 
Work.  A written amendment, a change order, or a work directive will authorize these additions, deletions or revisions. 
 
 B.  Upon receipt of any such document, the Contractor shall promptly proceed with the work under the 
applicable conditions of the Contract Documents (except as otherwise specifically provided). 
 
105.05 FORCE ACCOUNT WORK (Not applicable to privately financed public improvements) 
 
 The Contractor shall perform work on a force account basis upon written notice by the Project Manager.  If 
the Project Manager determines the work increases the amount due under the Contract, payment will be made 
pursuant to Subsection 109.04(A)(3), Method 3 – FORCE ACCOUNT WORK. 
 
105.06 SALVAGE 
 
 When shown or specified, carefully salvage and stockpile within the construction area all castings, pipe, 
and any discarded facilities, to be disposed of by the City.  If directed by the Project Manager, the Contractor shall 
deliver any discarded facilities to a location designated by the Project Manager. 
 
 

******************** 
106    PROSECUTION AND PROGRESS OF WORK 

******************** 
 
 
106.01 CONTRACTOR'S CONSTRUCTION SCHEDULE 
 
 A. One (1) week in advance of starting work, submit for written approval a proposed construction 
schedule to the Project Manager.  The Contractor shall not commence work until the construction schedule is 
approved by the Project Manager. 
 
 B. If it is desirable to carry on operations in more than one location simultaneously, submit a schedule that 
addresses all locations at least one (1) week in advance of beginning such operations.   
 
 C. If the Contractor's proposed construction schedule does not meet the necessary construction program 
schedule as determined by the Project Manager, immediately submit a revised construction schedule for approval.  
The Contractor shall not commence work until the revised construction schedule is approved by the Project Manager. 
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 D. The schedule shall show the proposed order of work and indicate the time required for completion of 
the major items of work.  This working schedule shall take into account the passage and handling of traffic with the 
least practicable interference therewith and the orderly, timely, and efficient prosecution of work.  It will also be used 
as an indication of the sequence of the major construction operations and as a check on the progress of work. 
 
 E. At any time the Project Manager considers that the work, or any portion of the work, is more than 10% 
behind the approved schedule, or whenever the Project Manager reasonably requests, the Contractor shall submit an 
updated schedule to the Project Manager for review and approval.   
 
106.02 PRECONSTRUCTION CONFERENCE 
 
 Attend a preconstruction conference, if requested, at a time prior to start of work designated by the Project 
Manager.  Comply with information and instructions provided at the preconstruction conference as recorded in the 
minutes of the meeting.  Representative(s) of the Contractor expected to be directly involved with the project shall be 
in attendance. 
 
106.03 CONTRACTOR'S REPRESENTATIVE 
 
 Designate in writing before starting work an authorized representative who shall have complete authority 
to represent and to act for the Contractor.  The Contractor or its authorized representative shall supervise the work, 
and shall be present onsite continually during its progress.  If the Contractor or its authorized representative is not 
present, the Engineer may give directions to the apparent person in charge at the site and such directions shall be 
received and followed.  Any direction will be confirmed in writing upon request from the Contractor. 
 
106.04 NOTICE TO PROCEED 
 
 Notice to Proceed requirements for privately financed public improvements can be found in Subsection 
101.05. 
 
 A. Unless stated otherwise in the Special Provisions, written Notice to Proceed will be given by the 
Project Manager within 30-days of the date of the Contract.  Do not commence work under the Contract until such 
written notice has been given.  Notify the Project Manager forty-eight (48) hours in advance of the time and place 
work will be started. 
 
 B. Notice to Proceed may be delayed by the Project Manager up to an additional thirty (30) days (for a 
total of sixty (60) days) from date of the Contract if, in the Project Manager’s opinion, necessary easements or permits 
have not been obtained, or required utility relocation, construction, or reconstruction has not been completed or has 
not progressed to a degree that will allow work to commence. 
 
 C. Commence work within 10 working days after the date of the Notice to Proceed, or such other date as 
may be fixed by the Notice to Proceed.  The date work is required to begin establishes the commencement date of the 
Contract time.   
 
106.05 CONTRACT TIME 
 
 Time requirements for the completion of privately financed public improvements can be found in 
Subsection 101.07. 
 
 A. Time shall be considered of the essence of the Contract. 
 
 B. Upon commencement of work, the Contractor shall provide adequate labor, materials, and equipment, 
and work shall be performed vigorously and continuously in accordance with a schedule that will ensure completion 
within the specified time limit.  Failure to diligently pursue the work may jeopardize additional contract time. 
 
 C. Work shall be completed within the specified contract time.   
 
106.06 SUSPENSION OF WORK 
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 A. If the work is suspended for public interest:  Temporarily suspend work on the project wholly or in part 
for public interest as directed by the Manager.  In the event of such suspension, the Manager shall, except in 
emergency and except as hereinafter provided, give the Contractor three (3) days notice.  For publicly financed public 
improvements, work shall be resumed within five (5) days after notice has been given by the Manager to the 
Contractor to do so.  The Manager shall allow the Contractor an extension of time for completion corresponding to the 
total period of temporary suspension.  The Contractor will be entitled to recover damages limited to reimbursement 
for necessary rental of unused equipment, services of watch persons, documented direct overhead costs, documented 
direct unavoidable expenses accruing by reason of the suspension, plus fifteen percent (15%) of the foregoing to cover 
Contractor’s profit.  The Contractor shall not be entitled to indirect costs or any other damages arising out of the 
delay, including but not limited to interruption of schedules, or any other impact claim or ripple effect. 
 
 B. If work is suspended by the Manager:  Immediately suspend work on the project, wholly or in part, as 
directed by the Manager, for reasonable periods of time as the Manager may deem necessary, when conditions are 
unsuitable for satisfactory performance of the work.  For publicly financed public improvement projects the City shall 
allow the Contractor an extension of time for completion corresponding to the total period of suspension, but the 
Contractor shall not be entitled to reimbursement for any costs or damages arising under this clause. 
 
 C. If work is suspended for cause:  The Contractor agrees to immediately suspend work on the project as 
directed by the Manager if the Manager determines any of the following conditions exist: (1) failure to correct unsafe 
conditions for working personnel, the general public, or the City's employees, (2) failure to immediately correct 
defective and unacceptable work in accordance with Subsection 107.16, (3) failure to carry out provisions of the 
Contract Documents, and (4) failure to carry out orders or directives.  The Manager may direct all or a portion of the 
work be suspended and the conditions under which work may commence. 
 
 D. Voluntary suspension by the Contractor:  Such suspension shall not relieve the Contractor from the 
responsibility to complete the work within the prescribed time specified in the Contract Documents.  Should 
operations be discontinued, the Contractor shall notify, in writing, the Project Manager at least twenty-four (24) hours 
in advance of resuming operations.  For publicly financed public improvement projects, there shall be no voluntary 
suspension or slowing of operations without the prior written approval of the Project Manager and such approval shall 
not relieve the Contractor from the responsibility to complete the work within the prescribed time in the Contract 
Documents. 
 
 E. Responsibilities of the Contractor:  
 
  1. At the commencement of and during any suspension of work, protect all work performed to prevent 
any damage or deterioration of the work.  Provide temporary protection devices to warn, safeguard, protect, guide, and 
inform traffic during suspension, the same as though the work had been continuous and without interferences. 
 
  2. Bear all costs for providing suitable provisions for traffic control and for maintenance and 
protection of the work during suspension unless the suspension was for convenience. 
 
 F.  In all cases of suspension, except voluntary suspension by the Contractor, work will be resumed only 
upon written order of the Project Manager. 
 
106.07 DELAYS AND EXTENSIONS OF TIME (Not applicable to privately financed public improvements) 
 
 A. If the Contractor is significantly delayed due to court orders enjoining the prosecution of the project, 
unavoidable strikes, earthquake, flood, cloudburst, tornado, hurricane, or other phenomenon of nature of catastrophic 
proportions or intensity, unusual and extraordinary action of the elements that are of such severity to stop all progress 
of the work, or act or neglect of the City not authorized by the Contract, the Contractor shall, within forty-eight (48) 
hours of the start of the occurrence, give notice to the Project Manager of the cause of the potential delay and estimate 
the possible time extension involved.  Within ten (10) days after the cause of the delay has been remedied the 
Contractor shall give notice to the Project Manager of any actual time extension requested as a result of the 
aforementioned occurrence in accordance with Subsection 109.05, Claims and Notice. 
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 B. No extension of time will be considered for weather conditions normal to the area and time of year in 
which the work is being performed.  Delays in delivery of equipment or material purchased by the Contractor or 
subcontractors (including the City-selected equipment) shall not be considered as a just cause for delay, when timely 
ordering would have made the equipment available.  The Contractor shall be fully responsible for the timely ordering, 
scheduling, expediting, delivery, and installation of all equipment and materials.  Extensions of time will be 
considered for delayed delivery of the City-specified equipment "without equal.” 
 
 C. Within a reasonable period after the Contractor submits to the Project Manager a written request for an 
extension of time, the Project Manager will make the decision on each request.  All extensions of time shall be 
approved by the Manager. 
 
 D. An adjustment of Contract time as herein provided shall be the Contractor's sole remedy for any delay 
in completion of the project arising from causes beyond the control of the Contractor, except for unreasonable delay 
caused by acts or omissions of the City or persons acting therefore.  In no event shall the Contractor be entitled to 
collect or recover any damages, loss or expense incurred by reason of such delay, except for an unreasonable delay 
caused by acts or omissions of the City or persons acting therefore. 
 
 E. If the Contractor is delayed due solely to a breach by the City, the Contractor will be entitled to recover 
damages limited to reimbursement for necessary rental of unused equipment, services of watch persons, documented 
direct overhead costs, documented direct unavoidable expenses accruing by reason of the suspension, plus fifteen 
percent (15%) of the foregoing to cover Contractor’s profit.  The Contractor shall not be entitled to indirect costs or 
any other damages arising out of the delay, including but not limited to, interruption of schedules, or any other impact 
claim or ripple effect.  If a delay is caused by the City and the Contractor (joint delay), the Contractor shall only be 
entitled to a time extension. 
 
106.08 CONTRACT INCENTIVE AND LIQUIDATED DAMAGES (Not applicable to privately financed public 

improvements)  
 
 A.  If the Contractor fails to complete the project or to deliver the supplies or perform the services within 
the time specified in the Contract or any extension thereof by the City, the actual damage to the City for the delay will 
be substantial but will be difficult or impractical to determine.  If the Contractor completes the project before the time 
specified in the Contract or any extension thereof by the City, the City shall receive a benefit by reason of the early 
completion. 
 
 B. It is therefore agreed that, if a per diem amount for a contract incentive is included in a Special 
Provision, the City shall pay to the Contractor the per diem amount for each and every calendar day the work is 
substantially and/or finally complete as specified before the time established in the Special Provision.  
Notwithstanding whether a contract incentive is provided, the Contractor will pay to the City, not as a penalty but as 
liquidated damages, the per diem amount for each and every calendar day elapsed in excess of the Contract time or the 
final adjusted Contract time for final completion applicable to the work required under the Contract. 
   
 C. Permitting the Contractor to continue and finish the work or any part thereof after the Contract time or 
adjusted Contract time, as pertinent, has expired shall in no way operate as a waiver on the part of the City or any of 
its rights under the Contract. 
 
 D. Payment of a contract incentive or liquidated damages shall not release the Contractor from obligations 
in respect to the fulfillment of the entire Contract, nor shall the payment constitute a waiver of the City's right to 
collect damages which may be sustained by failure of the Contractor to carry out the terms of the Contract, it being the 
intent of the parties that the contract incentive or liquidated damages be full and complete payment only related to the 
timely completion of the work. 
 
106.09 RECORD DRAWINGS  
 
 The Contractor shall maintain, at the site, one set of clean, readable plans, specifications, full-size 
drawings, shop drawings, and supplemental drawings that shall be available for inspection by the City.  Upon 
completion of the work, the Contractor’s field as-built drawings shall be turned over to the Project Manager prior to 
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final payment or release of funds by the City.  For privately financed public improvements, submission of drawings, 
conforming to Subsection 2.06, is required prior to final acceptance. 
 
106.10 CONFLICTS, ERRORS, OMISSIONS, AND ADDITIONAL DRAWINGS 
 
 Check and compare all plans and specifications prior to construction and notify the Engineer of Record and 
the Project Manager of any discrepancies or omissions in order to permit correction by the Engineer of Record.  
Coordination of plans and specifications is intended.  Furnish labor and materials as required for the work.  Should 
any work or materials be reasonably required or intended for carrying the project to completion that are omitted on the 
plans and specifications, furnish same as fully as if particularly delineated or described.  The intent of the plans and 
specifications is to show and describe a complete project within the limits stated.  Dimensions shown on plans shall be 
followed, rather than scale measurements.  Whenever the plans are not sufficiently detailed or explicit, the Engineer of 
Record will be required to furnish additional detail drawings or written instructions at the request of the Contractor or 
the City.  The Contractor shall perform the work in accordance with the additional details or instructions. 
 
106.11 THE CITY'S RIGHT TO DO WORK 
 
 Failure or refusal to comply with any of the terms or conditions of the Contract Documents will permit the 
City to supply or correct any deficiency or defect or take other appropriate action without prejudice to any other 
remedy.  Such action by the City shall be taken only after seven (7) days notice by the Manager to the Contractor and 
their surety, unless in the judgment of the Manager an emergency or danger to the work or to the public exists, in 
which event action of the City as set forth above may be taken without any notice whatsoever.  The cost of such action 
by the City shall be at the Contractor’s expense and shall be billed to the Contractor or deducted from payment owed 
the Contractor.  The Contractor remains fully responsible for all aspects of the Contract Documents, even if this right 
is exercised.  Nothing in this subsection shall be construed to require the City to do any work to cure any deficiency or 
defect. 
 
106.12 TERMINATION FOR DEFAULT (Not applicable to privately financed public improvements) 
 
 A. If the Contractor should be adjudged bankrupt, or if the Contractor should make a general assignment 
for the benefit of their creditors, or if a receiver should be appointed on account of insolvency, or if the Contractor 
should refuse to or fail to supply enough properly skilled workers, proper materials, or proper equipment for the 
efficient prosecution of the project, disregard laws, ordinances or the instructions of the City, or otherwise be in 
violation of any provision of the Contract Documents, the Manager may, without prejudice to any other right or 
remedy and after giving the Contractor and its surety seven (7) days written notice, terminate the services of the 
Contractor and take possession of the premises and of all materials, tools, and appliances thereon as well as all other 
materials whether on the premises or not, on which the Contractor has received partial payment, and finish the work 
by whatever method it may deem expedient. 
 
 B. In the event action as above indicated is taken by the City, the Contractor, or its surety, shall provide 
the City with immediate and peaceful possession of all of the materials, tools, and appliances located on the premises 
as well as all other materials whether on the premises or not, on which the Contractor has received any progress 
payment.  Upon termination, in the event that the surety does not complete the Contract, at the election of the City, the 
Contractor shall assign any and all subcontracts and material contracts to the City or the City's designee.  Further, the 
Contractor shall not be entitled to receive any further payment until the work is completed. 
 
 C. On completion of the work by the City, determination shall be made by the Project Manager of the total 
amount the Contractor would have been entitled to receive for the work, under the terms of the Contract, had the 
Contractor completed the work.  If the difference between said total amount and the sum of all amounts previously 
paid to the Contractor, which difference will hereinafter be called the "unpaid balance," exceeds the expense incurred 
by the City in completing the work, including expense for additional managerial and administrative services, such 
excess will be paid to the Contractor, with the consent of the surety.  If the expense incurred by the City exceeds the 
unpaid balance, the amount of the excess shall be paid to the City by the Contractor or its surety.  The expense 
incurred by the City as herein provided, and the damage incurred through the Contractor's default, shall be as 
determined and certified by the Manager. 
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 D. In addition to and apart from the above-mentioned right of the City to terminate the employment of the 
Contractor, the Contract may be canceled at the election of the City for any willful failure or refusal on the part of the 
Contractor to faithfully perform the Contract according to all of its terms and conditions; provided, however, that in 
the event the City should cancel the Contract, neither the Contractor nor its surety shall be relieved from damages or 
losses suffered by the City on account of the Contractor's breach of the Contract. 
 
 E. The City may, at its discretion, avail itself of any or all of the above rights or remedies and invoking of 
any one of the above rights or remedies by the City will not prejudice or preclude the City from subsequently invoking 
any other right or remedy set forth above or elsewhere in the Contract. 
 
 F. None of the foregoing provisions shall be construed to require the City to complete the work, to waive 
or in any way limit or modify the provisions of the Contract, including damages suffered by the City on account of the 
project not being completed within the time prescribed.  
 
106.13 TERMINATION IN THE PUBLIC INTEREST (Not applicable to privately financed public 

improvements) 
 
 A. It is hereby agreed that the City has the right to terminate the Contract in whole or in part when it is 
considered to be in the public interest. 
 
 B. In the event the Contract is terminated as being in the public interest, the Contractor shall be entitled to 
a reasonable amount of compensation for preparatory work and for all costs and expenses arising out of the 
termination excluding lost profits. 
 
  The amount to be paid to the Contractor: 
 
  1. Shall be determined on the basis of the Contract price in the case of any fully completed separate 
item or portion of the work for which there is a separate lump sum or unit price; and  
 
  2. In respect to any other work, the Contractor will be paid a percent of the Contract price equal to the 
percentage of the work completed. 
 
 

******************** 
107    CONTROL OF WORK 

******************** 
 
 
107.01 AUTHORITY OF THE PROJECT MANAGER AND ENGINEER 
 
 A. The Project Manager will decide all questions that may arise as to quantity, quality, and acceptability of 
materials furnished and work performed, the rate of progress of the work; interpretation of the plans and 
specifications; the measurement of all quantities; and the acceptable fulfillment of the Contract Documents on the part 
of the Contractor.  The Project Manager is not obligated to pay for quantities incorporated in the project in excess of 
quantities estimated in the schedule of prices unless the Project Manager or their designee has approved such overrun.  
The Project Manager's estimates, decisions, and approval signify favorable opinion and qualified consent; it does not 
carry with it certification or assurance of completeness, quality, or accuracy concerning details.  Such approval does 
not relieve the Contractor from responsibility for errors, improper fabrication, improper construction methods, and 
non-conformance to requirements, or for deficiencies within their control. 
 
 B. All work to be done under the Contract Documents will not be considered completed until it has passed 
final inspection by the Engineer and is accepted by the Manager.  It is further understood that the authority of the 
Engineer is such that the Contractor shall at all times carry out and fulfill the instructions and directions of the 
Engineer insofar as they concern the work to be done under the Contract Documents. 
 
 C. The Project Manager shall have the authority to order unacceptable work to be corrected, removed or 
replaced, and unauthorized work to be removed and, pending completion of such order, to deduct the estimated cost 
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thereof from any monies due, including retainage, or to become due the Contractor.  This authority shall take 
precedence over any and all requirements for payment. 
 
 D. In the Engineer's sole discretion, minor defects in the work may be accepted.  These may be subject to 
a reasonable deduction from the Contract price or other credits to the City.  Such determination by the Engineer shall 
be final. 
 
 E. The Inspector, Project Manager or Engineer is not authorized to waive any written notice required of 
the Contractor by the Contract Documents. 
 
107.02 AUTHORITY AND DUTIES OF INSPECTORS 
 
 A. The City may designate persons to inspect material used and all work done.  Such inspection may 
extend to any or all parts of the work and to the preparation or manufacture of materials to be used.  Inspectors are not 
authorized to change the provisions of the Contract Documents.  An Inspector is placed on the work to keep the 
Project Manager informed of progress of the work and the manner in which it is being done.  In addition, the Inspector 
shall call to the attention of the Contractor any deviation from the plans or specifications.  An Inspector is not 
authorized to inspect, accept, or approve any changes to the work in the Contract Documents unless such changes 
have been previously approved by the City and the Engineer of Record. 
 
 B. An Inspector will not be authorized to approve or accept any portion of the work or to issue instructions 
contrary to the plans and specifications.  Furthermore, the Inspector is not authorized to waive any written notices 
required by the Contract Documents.  The Inspector will have authority to reject defective material and to suspend any 
work that is being improperly done, subject to final decision by the Engineer. 
  
 C. In instances where the Contractor did not afford the Inspector appropriate opportunity or notice to 
inspect, the Inspector may require the removal and replacement of the un-inspected item(s) at no expense to the City. 
 
107.03 RESPONSIBILITY OF THE CONTRACTOR 
 
 A. Do all work and furnish all labor, materials, equipment, tools, and machines necessary for the 
performance and completion of the project in accordance with the Contract Documents.  Be obligated to determine 
and be responsible for the method of construction. 
 
 B. The Contractor shall be solely liable for any accident, loss, or damage happening to work referred to in 
the Contract Documents prior to completion and acceptance thereof. 
 
107.04 NOTIFICATION OF UTILITIES AND AGENCIES 
 
 A. Obtain prior approval from the Transportation Manager for closing or partial closing of any street.  
Give at least two working days advance notice of such closure to all agencies providing emergency services, including 
without limitation police, fire, and ambulance services.  Notification shall include, but not be limited to, the time of 
commencement and completion of work, names of streets or location of alleys to be closed or partially closed, 
schedule of operations, and routes of detours where applicable. 
 
 B. When performing work in streets and easements, notify all of the affected utilities and local agencies 
about the operations so as to properly coordinate and expedite the work in such a manner as to cause the least amount 
of conflict and interference between the operations and those of other agencies. 
 
 C. The Contractor and its subcontractors must comply with all provisions of ORS 757.542 to 757.562 and 
757.993 including notification of all owners of underground facilities at least forty-eight (48) business day hours but 
not more than ten (10) business days before beginning work.  Notify the following utilities and agencies in writing at 
least 2 working days before commencing any work on the project: 
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City of Gresham: Stormwater Division 
 Transportation & Development Services Division 
 Wastewater Division (WWTP) 
 Water Division 
Comcast (cable) 
Electric Lightwave 
Centennial School District 
Gresham-Barlow School District 
Reynolds School District 
Multnomah County Traffic Engineering 
Multnomah County Transportation Division 
NW Natural (gas) 
Oregon Department of Transportation (ODOT) 
Pacific Power & Light Company 
Portland General Electric Company 
Portland Water Bureau 
Powell Valley Water District 
Qwest (telephone) 
Rockwood Water District 
Tri-Met (public transportation) 
Verizon Northwest (telephone) 
 
Such other utilities and agencies as identified by the City or the Contractor  

  
 D. The City, for publicly financed public improvement projects, shall relocate or cause to be relocated all 
privately or publicly owned utility conduits, lines, poles, mains, pipes, and such other facilities where such relocation 
is necessary in order to conform said utility and other facilities with the plans and ultimate requirements of the project.  
The Contractor, for privately financed public improvement projects, shall coordinate relocation of all privately or 
publicly owned utility conduits, lines, poles, mains, pipes, and such other facilities with the utility owner where such 
relocation is necessary in order to conform said utility and other facilities with the plans and ultimate requirements of 
the project. 
 
107.05 UTILITIES AND EXISTING IMPROVEMENTS 
 
 A. Information shown on the plans as to location of utilities and associated appurtenances, existing 
improvements, and all topographical features is provided for the Contractor's information and convenience and is not 
in any way warranted to be accurate by the City.  The Contractor shall verify all such information and shall deal with 
varying conditions at its own expense. 
  
 B. Operation of water valves and hydrants by unauthorized personnel is strictly prohibited.  Obtain written 
permission from and pay any fee required from the water authority in whose jurisdiction the work is being performed 
prior to using hydrant water. 
 
 C. The Contractor is responsible to provide for the flow of sewers, drains, or watercourses interrupted 
during the progress of the work, and restore such drains or watercourses as approved by the Engineer at no additional 
cost to the City. 
 
 D. The Contractor is responsible for all costs for the repair of any and all damage to any utility, whether 
previously known or disclosed during the work, as may be caused by the work.  Maintain in place utilities not shown 
on the drawings to be relocated or altered by others.  If the Contractor requires temporary relocation, for convenience 
or because of a method of construction or as a result of site conditions, the Contractor shall bear all costs for said 
temporary relocation and must obtain the appropriate approvals from the City and the utility prior to relocation.  
Maintain utilities that have been relocated by others in their relocated positions in order to avoid interference with 
structures that cross the project work. 
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 E. The Contractor must make excavations and borings ahead of work, as necessary, to determine the exact 
location of interfering utilities or underground structures.  If the Contractor damages a utility, the utility owners shall 
have the right to enter upon the right-of-way and upon any structure therein for the purpose of making new 
installations, changes, or repairs.  Conduct operations so as to provide the time needed for such work to be 
accomplished during the progress of the improvement, at no additional cost to the City. 
 
 F. It is understood that there will be interfering utilities, service laterals, and other underground pipes, 
drains, or structures encountered on underground projects that are not shown or are shown incorrectly on the plans 
and/or have not been previously discovered in the field.  The Contractor agrees this is a normal and usual occurrence 
in the construction of underground improvements.  Furthermore, the Contractor understands and agrees that work in 
some cases must be done in close proximity to said utilities and underground pipes, drains, and structures not shown 
or shown incorrectly on the plans which may require a change in operations and may cause sloughing of the trench, 
additional traffic control, additional excavation, backfill and restoration costs, and time.  The Contractor agrees that 
these occurrences are usual and ordinary on underground projects and are reflected in the offer and construction 
schedule. 
  
 G. The Engineer will require a reasonable amount of time to perform design changes necessitated by 
directly conflicting utilities and/or the utility owners will require a reasonable amount of time to make necessary 
utility relocations. 
 
 H. The Contractor agrees to provide for these conflicts and interferences and agrees to provide for a 
reasonable amount of time for design changes and/or utility relocations due to said interference, that the cost of these 
conflicts and interferences has been incorporated into the offer, and Contractor understands that no additional 
compensation for interruption of schedule, extended overhead, delay, or any other impact claim or ripple effect or any 
other costs whatsoever or additional time will be made for these conflicts or interferences. 
 
107.06 SURVEY SERVICE 
 
 A. For publicly financed public improvement projects, the Contractor shall give notice to the Project 
Manager not less than three working days in advance of when survey services will be required in connection with the 
laying out of any portion of the work. 
 
 B. The Engineer of Record will furnish and set construction stakes establishing lines and grades as 
determined necessary for all work under the Contract Documents.  The Contractor will be responsible for maintaining 
the stakes provided to areas of work. 
 
 C. The Engineer of Record will furnish appropriate offset lines and grades as deemed necessary for all 
projects including those involving trenching operations.  The Contractor will be responsible for the transfer of the 
offset lines or grades into the ditch, to batter boards, string lines, or any other point within the work.  Work done 
without lines and grades having been established by the Engineer of Record or work done beyond the lines and grades 
will be considered as unauthorized and will not be paid for and may be ordered removed, replaced, or corrected at no 
expense to the City. 
  
 D. The Engineer of Record shall furnish cut sheets to the Inspector prior to construction of the facility. 
 
              E.  Permanent property corners must be set prior to final inspection. 
 
107.07 PROTECTION OF SURVEY MARKERS 
 
 A.  Permanent Survey Markers 
 
  Notify the Engineer of Record not less than three working days prior to starting work in order that the 
Engineer of Record may take necessary measures to ensure the preservation of survey monuments, stakes, lot stakes, 
and benchmarks.  Do not disturb permanent survey monuments, stakes, lot stakes, or benchmarks without the consent 
of the Engineer of Record.  The Contractor shall bear the expense of replacing any that may be disturbed. 
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  When a change is made in the finished elevation of the pavement of any roadway in which a permanent 
survey monument is located, preserve the monument and adjust the monument box to the new grade at no expense to 
the City. 
 
 B. Construction and Survey Markers 
 
  The Contractor shall preserve construction survey stakes and marks for the duration of their usefulness 
during construction.  If any construction survey stakes are lost or disturbed during the work by the Contractor and its 
subcontractors and in the judgment of the Engineer need to be replaced, such replacement shall be by the Engineer of 
Record at no expense to the City.  The cost of replacement may be charged against, and deducted from, payments for 
Contract work.   
 
107.08 PROTECTION OF PROPERTY 
 
                 The Contractor shall: 
 
 A. Protect all public and private property insofar as it may be endangered by operations, and take every 
reasonable precaution to avoid damage to such property. 
 
 B. Restore and bear the cost of any public or private improvement, facility, structure, or land and 
landscaping within the right-of-way or easement which is damaged or injured directly or indirectly by or on account 
of an act, omission, or neglect in the execution of the work.  Restore to a condition substantially equivalent to that 
existing before such damage or injury occurred, by repairing, rebuilding, or otherwise effecting restoration thereof, or 
if this is not feasible, make a suitable settlement with the owner of the damaged property. 
 
 C. Give reasonable notice, typically 72 hours, to occupants of buildings on property adjacent to the work 
to permit the occupants to remove vehicles, trailers, and other possessions as well as salvage or relocate plants, trees, 
fences, sprinkler systems, or other improvements in the right-of-way which are designated for removal or which might 
be destroyed or damaged by work operations. 
 
 D. Protect all designated trees, lawns, and planted areas within the right-of-way or easements.  Restore all 
on-surface, disturbed areas by methods as set forth in the Special Provisions.  If conditions are such that the method 
specified cannot be done, provide erosion control surface covering of such quality and quantity as will prevent erosion 
from occurring, without adverse impacts to the environment, at no additional cost to the City. 
 
 E. Review with the Engineer of Record the location, limits, and methods to be used prior to clearing work.  
Clearing and grubbing shall be performed in strict compliance with all local, state, and federal laws and requirements 
pertaining to clearing and burning, and particularly in conformity with the provisions of ORS Chapter 477, and all 
subsequent amendments, which require, among other things, filing with the State Forester a general description of the 
right-of-way to be cleared before the start of clearing operations.  Obtain the required permit from the State Forester 
and perform clearing work in conformance thereto. 
 
107.09 RIGHTS-OF-WAY, EASEMENTS, AND PREMISES 
 
 Confine construction activities within property lines, rights-of-way, limits of easements, and limits of 
permits as shown or specified in the Contract Documents unless arrangements are made with the owner(s) of adjacent 
private property.  If additional space or property is needed to accommodate the Contractor's method for construction 
of the work or for the convenience of the Contractor, the Contractor shall bear all related costs and responsibilities.  
Prior to the use of any private property outside the specified boundaries, submit to the Project Manager written 
permission from the property owner(s). 
 
 Do not unreasonably encumber the specified work areas with materials and equipment.  Obtain and bear 
the costs of permits for special occupancy and use of the specified work areas from the proper agencies.  Comply with 
all requirements regarding signs, advertisements, fires, and smoking. 
 
107. 10 USE OF WORK DURING CONSTRUCTION 
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 A. The City shall have the right to take possession of and use any completed or partially completed 
portions of the work.  Such use shall not be considered as acceptance of the work or portions thereof. 
 
 B. Such action by the City will not relieve the Contractor of responsibility for injury or damage to said 
completed portions of the work resulting from use by public traffic, action of the elements, the Contractor's 
operations, defective work, or negligence, or from any other cause, except for injury or damage resulting from the 
City's negligence.  The Contractor will not be required to again clean up such portions of the work prior to final 
acceptance, excepting for such clean up as results from the Contractor's operations or defective work.  Use of any 
completed or partially completed portions of the work does not relieve the Contractor from the warranty responsibility 
nor shall the warranty period commence to run until final completion and acceptance of the work. 
 
107.11 FURNISHING TEMPORARY SERVICES AND FACILITIES 
 
 When necessary or when directed by the Engineer, install, furnish, and maintain temporary light, power, 
water, and any temporary services or facilities complete with connecting piping, wiring, lamps, and similar equipment 
during construction of the work, including testing and start up.  Remove temporary facilities upon completion of 
work.  Obtain all permits and bear all costs in connection with temporary services and facilities.  Conform to 
applicable statues, rules, codes, and other requirements in the use of these facilities. 
 
107.12 VERBAL AGREEMENTS OR REPRESENTATIONS 
 
 No verbal agreement or conversation by or with any officer, agent, or employee of the City, either before 
or after execution of the Contract, shall affect or modify any of the terms or obligations contained in any of the 
Contract Documents.  Any such verbal agreement or conversation is in no way binding upon the City. 
 
107.13 WATER AND AIR POLLUTION CONTROL 
 
 A. During performance of the work, the Contractor's operations shall conform to applicable laws of the 
state and Federal Government and regulations of the Oregon Department of Environmental Quality, other agencies of 
the state and Federal Government, the City of Gresham’s Erosion Prevention and Sediment Control Manual, as well as 
other local ordinances and resolutions designed to prevent, control, and abate water and air pollution. 
 
 B. During all phases of the work, protect work sites, storage, and disposal areas from washout and 
erosion, and take precautions to control or abate dust nuisance and air pollution by cleaning up, sweeping, sprinkling, 
covering, enclosing, or sheltering work areas and stockpiles, and by promptly removing from paved streets earth or 
other material which may become airborne or may be washed into waterways or drainage systems. 
 
107.14 NOISE 
 
 Conform and comply with applicable noise regulations as established in GRC, Article 7.20. 
 
107.15 ACCESS TO THE WORK 
 
 A. Provide access to the work for representatives of the City, the State of Oregon, the Federal 
Government, and other entities having jurisdiction in the area. 
 
 B. Allow access to the Project Manager, Engineer, and Inspector and their representatives to all parts of 
the work at all times and coordinate access to plants of manufacturers.  Furnish them with every reasonable facility for 
ascertaining if the work meets requirements and intent of the Contract Documents 
 
                C. It shall be the duty of the Contractor to cause the work to remain accessible and exposed for inspection 
purposes.  The City shall not be liable for expense entailed in the removal or replacement of any material required to 
allow inspection. 
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107.16 DEFECTIVE OR UNAUTHORIZED WORK 
 
 A. All work  that does not conform to the requirements of the Contract Documents shall be considered as 
unacceptable. 
 
 B. Upon discovery, immediately remove unacceptable and defective work and replace by work and 
materials  that conform to the Contract Documents.  This provision shall have full effect regardless of the fact that the 
unacceptable work may have been done or the defective materials used with the full knowledge of the Inspector. 
 
 C. Work that cannot be inspected due to subsequent work may be deemed unacceptable and the 
subsequent work shall be removed at the Contractors expense if: 
 
  1) The Inspector had directed that the subsequent work not be done until the original work was 
inspected, or 
 
  2) The Inspector reasonably believes that the original work may be unacceptable. 
 
 D. If the subsequent work was done with the full knowledge of the Inspector and the Inspector did not 
direct that the subsequent work not be done until the original work was inspected, the City shall pay the cost of 
removal of the subsequent work if the original work conforms to the requirements of the Contract Documents. 
 
107.17 RAILROAD CROSSINGS OR RIGHT-OF-WAY 
 
 Submit a schedule of proposed operations to the Project Manager whenever work involves the crossing of 
any railroad line or the encroachment on any railroad right-of-way.  The schedule shall be approved by the appropriate 
railroad officials and the Project Manager before the work is started within such area.  Pay for services of flag persons 
and/or watch persons furnished by the railroad company and provide and drive piling, set cribbing, build bridges or 
tunnels, install enclosing pipe, and do all other work required by the railroad company or necessary for safety or 
maintenance of railroad traffic, including working on weekends, holidays, and providing extra shifts.  Furnish any 
bond or insurance required by the railroad company as a result of such intended operations and indemnify the City for 
any and all expenses incurred by the City, and assume any and all liability or claims thereof imposed on the City as a 
result of operations in railroad right-of-way area.  Bear all costs resulting from interferences, obstructions, or liabilities 
set forth in this subsection, whether or not herein specifically mentioned. 
 
 

******************** 
108    CONTROL OF MATERIALS 

******************** 
 
 
108.01 PREFERENCE FOR USE OF OREGON PRODUCTS (Not applicable to privately financed public 

improvements) 
 
 Preference may be given to materials produced or manufactured in Oregon, if price, fitness, availability, 
and quality are otherwise equal.  These provisions do not apply to contracts on projects financed wholly or in part by 
federal funds. 
 
108.02 QUALITY OF WORK 
 
 Materials, parts, products, and equipment that are to be incorporated into the work shall be new and shall 
conform to the Contract Documents. 
 
108.03 SAMPLING AND TESTING 
 
 A. Tests of the work may be made by the City at any time during construction of the work or during the 
production, fabrication, or preparation and use of materials, parts, products and equipment. 



 

Construction Standard Specifications                                                                                                                                                                                     City of Gresham 
Division One                                                                                                                                                                                                                                           (1/1/06)                            43

 
 B. The City reserves the right to require samples and to test materials, parts, products, and equipment for 
compliance with pertinent requirements irrespective of prior certification of the materials, parts, products, and 
equipment by the manufacturer. 
 
 C. When such tests of the work are necessary as determined by the Project Manager, such tests will be 
made by the City at the Contractor’s expense unless otherwise specified.  Provide such facilities and cooperate as 
required for collecting and forwarding samples and do not incorporate into the work until tests have been made and 
found acceptable to the Project Manager.  In all cases furnish the required samples without charge and in ample time 
to permit testing prior to use.  Provide safety measures and devices to protect those who take the samples. 
 
 D. In the absence of any reference in the specification, it shall be understood that construction materials 
shall meet the specifications and the requirements of the American Society for Testing and Materials (ASTM), the 
American Association of State Highway and Transportation Officials (AASHTO), or the Standard Specifications for 
Construction (ODOT/APWA), as directed by the Engineer.  When there is no pertinent coverage under ASTM, 
AASHTO or ODOT, the material concerned shall meet specifications and the requirements of applicable Commercial 
Standards of the Commodity Standards Division of the U.S. Department of Commerce.  Lacking such coverage, 
materials shall meet requirements established by reputable industry for a high-quality product of the kind involved. 
 
 E. All testing shall be performed by the Engineer, a testing laboratory selected by the City, or as directed 
by the Engineer. 
 
 F. In the event that a Special Provision requires testing at the City’s expense and the work fails, the 
Contractor shall bear all costs for all subsequent testing necessary to meet specified requirements. 
 
108.04 CERTIFICATION 
 
 The Engineer, at his/her sole discretion, may, in lieu of any other required sampling and testing, accept 
from the Contractor two copies of the manufacturer's certification with respect to the product involved, under 
conditions set forth as follows: 
 
 1. Certification shall state that the named product conforms to the City's requirements and that 
representative samples thereof have been sampled and tested as specified. 
 
 2. Certification shall either be accompanied with a certified copy of test results, or certify that such test 
results are on file with the manufacturer and will be furnished to the Engineer upon request. 
 
 3. Certification shall give the name and address of the manufacturer and the testing agency and the date of 
tests; and shall set forth the means of identification which will permit field determination of the product delivered to 
the project as being the product covered by the certification. 
 
 4. Neither the Contractor nor the City shall be responsible for any costs of certification or for any costs of 
the sampling and testing of products in connection therewith. 
 
108.05 INSPECTION BY OTHERS 
 
 Inspection of work by persons other than duly designated representatives of the City will not constitute 
inspection by the City. 
 
108.06 STORAGE AND PROTECTION OF ITEMS OF WORK 
 
 Store items to be incorporated into the work to assure the preservation of their quality and fitness for the 
work.  Stored items, even though approved before storage, may be re-inspected and are subject to rejection prior to 
being incorporated into the work.  Stored items shall be located so as to facilitate their prompt inspection. 
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108.07 TRADE NAMES, EQUALS, OR SUBSTITUTIONS 
 
 A. In order to establish a basis of quality, certain processes, types of machinery or equipment, or kinds of 
materials may be specified either by description of process or by designating a manufacturer by name and referring to 
a brand or product designation or by specifying a kind of material.  Generally it is not the intent of the specifications 
to exclude other processes, equipment, or materials of equal value, utility or merit. 
 
 B. Whenever a process is designated or a manufacturer's name, brand, or item designation is given or 
whenever a process or material covered by patent is designated or described with the words "or equal" following such 
name, designation, or description, submittals for other processes, types of machinery or equipment, or kinds of 
materials may be submitted to the Engineer for evaluation.  This "or equal" clause is not a warranty by the City, either 
expressed or implied, that an equal exists. 
 
 C. The Contractor may offer to furnish materials or equipment of equal or better quality and performance 
other than that specified as a substitute after the Contract is executed.  If the offer necessitates changes to or 
coordination with any other portion of the work, the data submitted shall include drawings and details showing all 
such changes.  The Contractor agrees to perform these changes as part of the substitution of material or equipment.  
Acceptance by the Engineer shall not relieve the Contractor from full responsibility for the efficiency, sufficiency, 
quality and performance of the substituted material or equipment in the same manner and degree as the material and 
equipment specified by name.  For publicly financed public improvement projects, any cost differential associated 
with a substitution shall be reflected in the Contract Price and the Contract shall be appropriately modified by Change 
Order as approved by the Project Manager. 
 
 D. If the Contract Documents includes a list of equipment, materials or articles for which the Contractor 
must name the manufacturer at time of submission of the offer, no substitutions therefore will be permitted unless 
approved in writing at the sole discretion of the Engineer. 
 
 E. All approved materials or equipment of equal or better quality offered by the Contractor for 
substituting shall be approved by the Engineer prior to incorporation into the project. 
 
 

******************** 
109 MEASUREMENT AND PAYMENT 

(Not applicable to privately financed public improvements) 
******************** 

 
 
109.01 MEASUREMENT OF QUANTITIES 
 
 A. Payments shall be based on measurements of completed work in accordance with the United States 
Standard Measures and as set forth in the specifications. 
 
 B. Volume of materials measured in the vehicles by which they are transported will require computing of 
the volume of the vehicles to the nearest 0.1 cubic yard for its approved capacity, and identification of the vehicle and 
its capacity.  Pay quantities will be determined by vehicle measurement at point of delivery with no allowance for 
settlement of material during transit.   
 
  Loads shall be level and uniform.  Payment will not be made for material in excess of the approved 
capacity of the vehicle and deductions will be made for loads below approved capacity. 
 
 C. Volume of concrete and masonry in structures will be measured according to neat lines as shown on the 
plans or as altered on order of the Engineer of Record. 
 
 D. Volume of earthwork, particularly excavation and embankment, will be computed by the average end 
area method or by other methods of equivalent accuracy. 
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 E. Weight – When payment for materials other than bituminous cements is on a weight basis and unless 
otherwise set forth in the specification under which material is to be furnished, pay quantities will be determined by 
weighing material on weigh scales provided by the Contractor as set forth hereinafter.  Such weighing is to be of 
material in the hauling vehicle as loaded for delivery.  Determination of tare weights and weight of loaded vehicles 
will be to the nearest ten (10) pounds.  Tare weights will be determined by weighing empty vehicles at intervals of 
such frequency as the Engineer deems necessary to ensure accuracy of payload weights. 
 
 F. Scales – When the Contract Documents call for materials that are to be measured by weighing on 
scales, the Contractor shall provide suitable scales and transport materials to scales at no expense to the City.  Before 
use of scales is commenced, and as frequently as the Engineer may deem necessary to ensure accuracy, have the 
scales examined by an official of the Oregon Department of Agricultural Measurement Standards Division, and bear 
all resulting costs.  Maintain the scales in accurate condition at all times. 
 
 G. Furnish and locate scales so that the amount of hauling involved in the delivering of materials is no 
greater than if no weighing were required; if not, bear expense of whatever extra hauling is required.  If hauling of 
materials is to be paid for as a separate pay item, the distance shall be via the most direct practicable route and no 
allowance will be made for any extra hauling required to reach the scales. 
 
 H. A representative of the City may be present at all times to witness the weighing and to check and 
compile records of scale weights. 
 
109.02 SCOPE OF PAYMENT  
 
 A. Quantities listed in the schedule of prices do not govern final payment.  Payments to the Contractor 
will be made only for actual quantities of items performed in accordance with terms of the Contract and for items of 
work actually performed under change orders. 
 
 B. The City certifies that sufficient funds have been appropriated to make payments required by the 
Contract during the fiscal year the Contract was executed by the City.  Payment for work performed after June 30 of 
any given year is subject to funds being appropriated by the Gresham City Council.  If funds are not appropriated, the 
City may terminate the Contract by notice to the Contractor. 
 
109.03 COMPENSATION FOR ALTERATION OF THE CONTRACT  
 
 A. Unless changes and alterations in the Plans, Specifications, or quantities, or details of construction 
materially change the character of the work to be performed or the unit price thereof, the Contractor shall accept as 
payment in full, so far as Contract items are concerned, payment at the same unit prices as are provided under the 
Contract for the accepted quantities of work done.  If the Contract is done on a lump sum basis, the adjustment for 
increases or decreases may be based, at the sole discretion of the Project Manager, on a theoretical unit price.  The 
price will be determined by dividing the Contractor's applicable breakdown category price (as listed in the Special 
Specifications or as set forth in the Bid) by the estimated quantities of all units of work within the applicable 
breakdown category. 
 
 B. If either (1) the total cost of the work, using actual quantities and unit prices, or (2) the total quantity of 
any major contract item, using actual quantities, changes more than 25%, then that part of the increase or decrease 
exceeding 25 percent shall be adjusted as the parties agree.  A major item is any contract item, except lump sum items, 
having an actual cost greater than 10% of the contract price.  If the parties cannot agree, the Project Manager will 
determine the equitable adjustment of time, payment, or both.  The basis of the equitable adjustment of time will be in 
accordance with Subsection 106.07.  The basis of the equitable cost adjustment for decreases will take into account a 
redistribution of fixed costs.  The basis of the equitable cost adjustment for increases will be by using one of the 
following methods: 
 
  1. Unit prices 
  2. Other means of establishing costs 
  3.  Force account 
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 C. The Contractor shall obtain written consent of the surety or sureties if:  (1) changed work increases the 
total cost by more than 25% of the original total contract price, or (2) the Project Manager requests such consent.   
 
 D. The City will not adjust for increases or decreases in quantities if the City has entered the quantity of an 
item in the schedule of prices only to provide a common basis for Bidders.  The Contractor shall bear all costs that 
result from such increases or decreases. 
 
109.04 PAYMENT FOR CHANGE ORDERS  
 
 A. Payment or credit for any alterations covered by a change order shall be determined by one or a 
combination of the methods set forth in 1, 2, 3, or 4 below. 
 
 B. Any request for quotations on alterations to the work shall not be considered authorization to proceed 
with the work prior to the issuance of a formal change order, nor shall such request justify any delay in existing work.  
Lump sum quotations for alterations to the work shall include substantiating documentation with an itemized 
breakdown of the Contractor and subcontractor costs, including labor, material, rentals, and approved services, 
overhead, and profit calculated as specified under method "3". 
 
 C. In methods "1" and "2", the Contractor's quotations for change orders shall be in writing and firm for a 
period of thirty (30) days.  Any compensation paid in conjunction with the terms of a change order shall comprise 
total compensation due the Contractor for the work or alteration defined in the change order.  By signing the change 
order, the Contractor acknowledges that the stipulated compensation includes payment for the work or alteration plus 
all payment for the interruption of schedules, extended overhead, delay, or any other impact claim or ripple effect, and 
by such signing specifically waives any reservation or claim for additional compensation or time in respect to the 
subject of the change order. 
 
 D. Payment Methods 
   
  1. METHOD 1 – UNIT PRICES:  If applicable, those unit prices stipulated in the offer, or unit prices 
negotiated and mutually acceptable to the Contractor and the Project Manager. 
 
  2. METHOD 2 – LUMP SUM:  A total sum for the work negotiated and mutually acceptable to the 
Contractor and the Project Manager. 
 
  3. METHOD 3 – FORCE ACCOUNT WORK: 
 
   a. The Contractor shall perform work on a force account basis upon written notice from the 
Project Manager.  Payment will be made as set forth herein. 
 
   b. The Contractor must maintain records in such a manner as to provide a clear distinction 
between direct cost of work performed on force account basis and costs of all other operations performed in 
connection with the Contract. 
 
   c. Daily, furnish to the Project Manager signed reports itemizing materials used and setting forth 
the cost of labor and charges for equipment rental, delineating whether said equipment is Contractor or Subcontractor 
owned.  Provide names, identifications, and classifications of workmen, the hourly rate of pay and hours worked, and 
the size, type and identification number of equipment and hours of equipment operation. Substantiate material charges 
by vendor's invoices, submit such invoices with the reports; or, if not available, submit with subsequent reports.  In the 
event said vendor's invoices are not submitted within 45 days after completion of the force account work, the City 
reserves the right to establish the cost of such materials. 
 
   d. The Project Manager will review the records and reports furnished by the Contractor, make any 
necessary adjustments, compile the costs of work paid for on a force account basis and issue a change order covering 
the work. 
 
   e. When work is ordered to be paid for on a force account basis, such work will be paid for on the 
basis of cost, plus a negotiated percentage allowance, not to exceed the maximum set forth herein. 
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   f. Items of cost for which payment will be made and to which payment will be restricted, together 
with the maximum percentage allowance applicable to the respective items, are as follows: 
 

Items of Cost for Which Payment 
Will Be Made 

 Maximum Percentage Additional 
Allowance To Actual Costs 

   
Labor, while engaged directly on force account work   20 
Materials and supplies used on force account work  15 
Rental on equipment having a value in excess of $300  No allowance except as provided in (i) to (l) below 
 
   g. Payment for labor used in the work will be computed at the rates actually paid by the 
Contractor, but not to exceed prevailing straight time rates established by the Oregon Bureau of Labor and Industries, 
plus allowable allowance set forth above.  Time allowed shall be the number of hours worked directly on force 
account operations.  The employer’s cost for accident and unemployment compensation premiums, labor insurance 
cost, public liability and property damage insurance costs and fringe benefits will be included in the direct labor cost 
item before applying the additional allowance.  Any overtime worked on force account operations will be 
compensated at the straight time rates unless previous approval was obtained from the Project Manager. 
 
   h. Payment for materials and supplies used on force account work must be supported by paid 
invoices.  The Contractor and subcontractors shall take advantage of all practicable discounts on bills for materials 
and supplies, and such discounts shall be reflected on all bills and invoices submitted to the City for payment.  Freight 
will be considered to be part of the cost of materials and supplies and will be paid for as materials and supplies.  
Materials and supplies will be paid for as agreed in writing prior to their production or use.  If there is no price 
agreement, the Project Manager shall establish a reasonable price for such materials and supplies. 
 
   i. For the use of the Contractor's equipment, the Contractor will be paid at the monthly rental rates 
and the hourly operating costs set forth in the current edition of the "Rental Rate Blue Book for Construction 
Equipment" and the "Rental Rate Blue Book for Older Construction Equipment" which are published by the 
Equipment Guidebook Company, 2800 W. Bayshore Road, Palo Alto, California 94303.  Reference copies of the 
above publications are on file at the Oregon Department of Transportation and the area offices of the Associated 
General Contractors of America.  While using the Blue Book to determine allowable rental rates for equipment, the 
hourly rate will be calculated by using the monthly rate as set forth in the book, divided by one hundred seventy-six 
(176) hours.  The rental rates will be the total compensation for all costs including fuel, supplies, repairs, and 
renewals.  No further allowance will be made for these items.  For the use of equipment not listed in said documents, 
the rental rates shall be as agreed to in writing between the Contractor and the Project Manager prior to use of said 
unlisted equipment.  If there is no prior agreement, the Project Manager shall establish a reasonable price for such 
equipment. 
 
   j. Time allowed for the Contractor's equipment shall be only the number of hours that the 
equipment actually operated directly on force account work. 
 
   k. Compensation on equipment not owned by the Contractor will not exceed the rates actually 
paid by the Contractor and must be supported with an invoice that represents an arm’s length transaction.  The 
Contractor and the Project Manager will agree on the equipment to be used and the appropriate rental rates before 
using said equipment on force account work.  If prior approval is not obtained, the Project Manager will establish the 
rates by either comparing the available equipment and using the applicable rate for the least expensive equipment that 
will accomplish the work, or utilizing the applicable Blue Book rates as established above.  Rental cost for equipment 
not owned by the Contractor will be established so as to minimize the cost to the City.  The hourly rate will be used 
unless the accumulated cost using the hourly rate exceeds the accumulated cost using the daily rate.  The daily rate 
will be used unless the accumulated cost using the daily rate exceeds the accumulated cost using the weekly rate.  This 
system will be expanded to utilize monthly or yearly rates as appropriate.  These rental rates will be considered total 
compensation for all costs, including move-in, move-out, fuel, supplies, repairs, and renewals.  No further allowance 
will be made for these items without specific approval of the Project Manager before the work is commenced.  
Payment for rental on equipment not owned by the Contractor shall be at the rental costs so determined, plus a 
negotiated percentage not to exceed the allowance for materials and supplies. 
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   l. Individual pieces of equipment having a value of $350 or less will be considered to be tools or 
small equipment, and no rental will be allowed on such, unless not normally on work site and must be rented from 
others.  Then (k) will apply. 
 
   m. No standby charges will be considered as a compensable part of any force account work.  When 
a piece of equipment and operators thereof are hired, rented, or furnished as a unit, (owner/operator), the additional 
percentage to be allowed shall be five (5) percent and the Contractor shall not be entitled to twenty (20) percent on the 
time of operators of such equipment.  Neither shall the Contractor be entitled to payment for contributions made under 
terms of the Worker's Compensation Act, Unemployment Compensation Act, or Social Security Act or any other 
benefits to cover the time of these operators. 
 
   n. The percentage allowances made to the Contractor in accordance with terms outlined herein 
will be full reimbursement and compensation for all supervision, use of tools and small equipment, overhead expense, 
bond costs, record keeping expense, insurance premiums, profits, indirect costs, and all other items of cost not 
specifically designated herein as items for which payment is to be made, whether or not the services, costs, and other 
items involved are furnished or incurred by the Contractor or subcontractor. 
 
   o. When work is performed on a force account basis by a subcontractor, the Contractor will be 
allowed a supplemental markup of 5% on amount charged by subcontractor, provided the City will pay no more than a 
reasonable amount for work performed by a subcontractor. 
 
  4. METHOD 4 – PAYMENT DETERMINED BY THE PROJECT MANAGER: 
 
   In case no other basis can be agreed upon and the Project Manager has not directed the work to be 
paid for on a force account basis, then an allowance may be made, either for or against the Contractor, in such amount 
as the Project Manager may determine to be fair and equitable. 
 
109.05 CLAIMS AND NOTICE  
 
 A. No claim shall be made by the Contractor for any loss of anticipated profits because of any alterations 
or changes made pursuant to the provisions of Subsections 105.04 and 109.04, nor by reason of any variation between 
the approximate quantities and the quantities of work as done.  Unless specifically authorized in Subsection 109.04, 
no allowance will be made for any increased expense, loss of expected reimbursement or loss of anticipated profits 
suffered or claimed by the Contractor resulting directly from such alterations or changes or resulting indirectly from 
unbalanced allocation of overhead expense among the Contract items by the Contractor in its offer and subsequent 
loss of expected reimbursements therefore or from any other cause. 
 
 B. In any case where the Contractor claims that he/she is entitled to or will be entitled to additional 
compensation and/or additional Contract time, the Contractor shall notify the Project Manager, in writing, of their 
intention to make a claim within 5-days of the occurrence of the event giving rise to the claim.  If the Contractor 
considers any interpretation or order by the Project Manager to require additional compensation or contract time, or is 
a breach of the Contract, the Contractor shall notify the Project Manager prior to beginning the work or conforming to 
the interpretation on which the claim is based.  The Contractor's written notification shall be a written statement 
describing (1) the event or the act of omission or commission by the City or its agent that allegedly caused damage to 
the Contractor, (2) the nature of the claimed damage, (3) the clauses of the Contract or general legal principles upon 
which the claim is based, and (4) the factual occurrences upon which the Contractor bases the claim.  Submission of 
notice of claim as specified shall be mandatory, and failure to comply shall be a conclusive waiver to such claim for 
damages by the Contractor.  Oral notice will not be sufficient nor will notice after the specified time period since it 
tends to hinder, if not prevent, the City's investigation of the pertinent facts.  After said written notification (if the 
claim is not resolved or withdrawn in writing) and only upon written direction by the Project Manager, proceed 
without delay to perform the work pursuant to the decision of the Project Manager.  While the work on an unresolved 
claim is being performed, the Contractor shall keep track of costs and maintain records in the manner set forth in 
Subsection 109.04(A)(3) FORCE ACCOUNT WORK, at no cost to the City.  Such notice by the Contractor and the 
fact that the Contractor and the Project Manager are keeping track of costs and maintaining records as required by 
Subsection 109.04(A)(3) FORCE ACCOUNT WORK shall not in any way be construed as proving the validity of the 
claim or the costs thereof. 
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 C. A fully documented claims package shall be submitted in writing to the Project Manager within forty-
five (45) days after completion of the work or the occurrence of the event upon which the claim is based. 
 
 D. Each claim submitted shall include substantiating documentation with an itemized breakdown of the 
Contractor’s and subcontractor's costs on a daily basis that shall include, but not be limited to, labor, material, 
equipment, supplies, services, overhead, and profit.  All documentation that the Contractor believes is relevant to the 
claim shall be provided in said claim package including without limitation payroll records, purchase orders, 
quotations, invoices, estimates, profit and loss statements, daily logs, ledgers, and journals.  The Project Manager may 
request from the Contractor additional documentation relating to the claim at any time during the Project Manager’s 
investigation of the claim.  Failure to submit the claim package in full compliance with this requirement, and/or 
maintain cost records as herein required, will constitute a waiver of the claim. 
 
 E. The requirements of this subsection shall apply to claims for additional or extra compensation or time 
arising from any situation that may occur except for claims of error in the final estimate as provided in Subsection 
109.08. 
 
 F. Provided the claim or claims have been submitted in accordance with the requirements of this 
subsection, the Project Manager will, as soon as possible, consider and investigate the claim or claims of the 
Contractor for additional compensation.  The Project Manager will promptly advise the Contractor of the decision to 
accept or reject the claim or claims, in full or in part. 
 
 G. The Contractor shall commence any suit or action to collect or enforce any claim filed in accordance 
with this subsection within a period of one year following the mailing of the Project Manager's full or partial denial.  
If said suit is not commenced in said one-year period, the Contractor expressly waives any and all claims for 
additional compensation and any and all causes of suit for the enforcement thereof that the Contractor might have had. 
 
109.06 THE CITY'S RIGHT TO ACCESS TO THE CONTRACTOR'S RECORDS  
 
 A. In the event that the Contractor makes a claim under Subsection 109.05 or performs force account 
work under Subsection 105.05, the City or its designated representative shall have access and a right (at any time) to 
inspect, audit, and copy the Contractor's books, records, documents, diaries, and logs and other evidence (hereinafter 
referred to as records) pertinent to performance and payment of the Contract and amendments, change orders, and any 
claims made in relation to the Contract.  If an audit is conducted, it shall be in accordance with generally accepted 
auditing standards. 
 
 B. The Contractor will make its records available within the boundaries of the City of Gresham, Oregon, 
or pay all additional costs for travel and per diem or other additional expenses incurred by the City in examining, 
auditing, inspecting, and copying the Contractor's records, by reason of said records not being available within said 
boundaries. 
 
 C. The Contractor agrees to the disclosure of all records and to their admission as evidence in any 
proceeding between the parties involving a claim or force account work. 
  
 D. In the event that the Contractor's records establish a discrepancy, favorable to the City, in the 
representations the Contractor has made to the City involving claims or force account work, the Contractor shall bear 
all costs incurred by the City in conducting the audit and inspection provided herein. 
 
 E. All costs referenced in subparagraphs “B” and “D” may be withheld and/or deducted from any amount 
due or that becomes due the Contractor. 
 
109.07 PROGRESS PAYMENTS AND RETAINAGE  
 
 A. Payment for all work under the Contract will be made at the price or prices offered, and those prices 
shall include full compensation for all incidental work. 
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 B. If the Contract is for a public work and the contract price is $25,000 or more, supply and file, and 
require every subcontractor to supply and file, with the Project Manager a statement in writing that conforms to the 
requirements of ORS 279C.845. 
 
 C. Make progress estimates of work performed in any calendar month and submit to the Project Manager 
for approval, before the fifth of the following month, or as mutually agreed between the Contractor and the Project 
Manager.  These estimates shall include value of labor performed and materials incorporated in the work since 
commencing work under the Contract.  Such estimates need not be made by strict measurements and may be 
approximate only, and shall be based upon the whole amount of money that will become due according to terms of the 
Contract when the project has been completed.   
 
   i. The Project Manager may include in payments 85% of the cost to the Contractor of materials or 
equipment not yet incorporated in the work but delivered and suitably stored at the site, or at some other location 
agreed upon in writing.   
 
  ii. Such a payment shall be conditioned upon submission by the Contractor of bills of sale or such 
other documentation satisfactory to the Attorney to establish the City's title to such materials or equipment or 
otherwise protect the City's interest including applicable insurance and transportation to the site, and a statement from 
the Contractor explaining why it is necessary to procure said equipment and/or materials.   
 
  iii. When such payments are made, the Contractor warrants and guarantees that the title to all materials 
and equipment covered by a progress payment, whether incorporated in the project or not, will pass to the City upon 
receipt of such payment by the Contractor, free and clear of all liens, claims, security interests, or encumbrances. 
 
 D. If the contract price is determined, in whole or in part, on a lump sum basis, prepare an itemized cost 
breakdown relating thereto and have the Project Manager approve it before commencing work; progress estimates 
based on said itemized cost breakdown may be the basis for progress payments.  Upon direction by the Project 
Manager provide for revision of the costs breakdown to reflect the true costs of the work as it progresses. 
 
 E. If the contract price is determined wholly on a unit price basis, the Project Manager may use the unit 
prices in making progress estimates on the work.  In case said unit prices do not, in the opinion of the Project 
Manager, truly represent actual relative costs of different parts of work, a percentage of the unit price may be used in 
making progress estimate adjustments. 
 
 F. If the Project Manager receives written notice of any unsettled claims for damage or other costs due to 
the Contractor's operations including, without limitation, claims from any City department or other governmental 
agency, an amount equal to the claim may be withheld from the progress payments, final payments, or retainage until 
such claim has been resolved to the satisfaction of the Project Manager. 
 
 G. Progress payments will be made by the City on a monthly basis within thirty (30) days from sign-off by 
the Contractor of the progress payment or fifteen (15) days after the payment is approved by the Project Manager of 
work performed.  Payment will be issued by the City for the amount of the approved estimate, less 5% retainage.  
Such amount of retainage shall be withheld and retained by the City until it is included in and paid to the Contractor as 
part of the final payment of the Contract Price.  Securities in lieu of retainage will be accepted, or if the Contractor 
elects, retainage as accumulated will be deposited by the City in an interest-bearing account pursuant to ORS 
279C.570.  Upon substantial completion of the work under the Contract which shall be understood to be not less than 
97.5% of the work, the Project Manager may, at his/her discretion, reduce the retained amount equivalent to not less 
than 200% of the balance of the contract price or the estimated value or estimated cost, whichever is greater, of the 
work remaining to be done. 
 
 H. The Project Manager may decline to approve an application for payment and may withhold such 
approval if, in the Project Manager's opinion, the work has not progressed to the point indicated by the Contractor's 
submittal.  The Project Manager may also decline to approve an application for payment or may reduce said payment 
or, because of subsequently discovered evidence or subsequent inspections, the Project Manager may nullify the 
whole or any part of any payment previously made to such extents as may be necessary in their opinion to protect the 
City from loss because of:  (1) defective work not remedied, (2) third party claims filed or failure of the Contractor to 
make payments properly to subcontractors for labor, materials, or equipment, unless surety consents to such payment, 
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(3) reasonable doubt that the work can be completed for the unpaid balance of the contract price, (4) damage to 
another contractor's work, (5) reasonable indication that the work will not be completed within the contract time, (6) 
unsatisfactory prosecution of the work by the Contractor, (7) claims against the Contractor by the City, (8) failure to 
submit a construction schedule or failure to keep said construction schedule updated as set forth in Subsection 106.01, 
or (9) exceeding work limits as set forth in Subsection 206.03. 
 
 I. When any or all of the criteria set forth above have been remedied satisfactorily to the Project Manager, 
payment shall be made for amounts withheld because of them.  Withholding of progress payments or partial payments 
under the criteria set forth above shall not entitle the Contractor to interest on such withheld payments or partial 
payments. 
 
 J. If the Contractor fails to complete the project within the time limit fixed in the Contract or any 
extension, no further estimate may be accepted or progress or other payments allowed until the project is completed, 
unless approved otherwise by the Manager. 
 
 K. Progress estimates are for the sole purpose of determining progress payments and are not to be relied 
on for any other purpose.  The making of a progress payment shall not be construed as an acceptance of any of the 
work or materials under the Contract. 
 
 L. When the progress estimate indicates that the progress payment would be less than $1,000, no progress 
payment will be made for that estimate period, unless approved by the Project Manager. 
 
109.08 COMPLETION, FINAL PAY ESTIMATE, AND FINAL PAYMENT  
 
 A. SUBSTANTIAL COMPLETION:  The Contractor shall notify the Project Manager in writing when all 
or a portion of the work is considered substantially complete.  If it appears to the Project Manager that the work is not 
substantially complete, the Project Manager shall not authorize an inspection.  The Project Manager may provide a 
general list of major work components remaining before inspection will be authorized.   
 
  If it appears that the work is substantially complete, the Project Manager shall, within fifteen (15) days 
after receiving notice, authorize an inspection and determine if the work is substantially complete.  If the work is not 
substantially complete, the Project Manager shall notify the Contractor of the work that must be performed prior to 
requesting another inspection.  
 
  If substantially complete, the Project Manager shall prepare a Certificate of Substantial Completion.  
The certificate will include a general list of items remaining to be completed.  The date of substantial completion of all 
the work shall stop the accrual of liquidated damages, if applicable.   
 
  After acceptance of the Certificate of Substantial Completion by both parties, the City may elect to 
begin using the work.  If the City so elects, the City shall be responsible for operation and maintenance of the work 
utilized.  Contractor shall continue to be responsible for the warranty requirements of Subsection 103.15, protection of 
the work as required by Subsection 107.08, and all other applicable terms of the Contract 
 
 B. FINAL COMPLETION:  Notify the Project Manager in writing when work is 100% complete.  If it 
appears to the Project Manager that the work is not 100% complete, the Project Manager shall not authorize a final 
inspection.  The Project Manager may provide a general list of major work components remaining.  If it appears that 
the work is 100% complete, the Project Manager shall, within fifteen (15) days after receiving notice, authorize a final 
inspection and either accept the work or notify the Contractor of work yet to be performed.  
 
    If the work is 100% complete, the Project Manager shall prepare a final pay estimate and Certificate of 
Final Completion accepting the work as of a certain date.  A Certificate of Final Completion shall not be prepared 
until all provisions of the Contract have been met, including but not limited to, the submission by the Contractor of a 
signed Certificate of Compliance and Contractor Race/Gender Summary Sheet.  The Contractor shall execute and 
return the final pay estimate and Certificate of Final Completion within five (5) working days of receipt.  Unless 
otherwise provided as a Special Provision, when the Manager accepts the Certificate of Final Completion, the date the 
Contractor signs the Certificate of Final Completion shall be the date the City accepts ownership of the work and the 
start date of the two (2) year warranty period. 
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  The Project Manager shall include in the final pay estimate an addition to the contract price for any 
contract incentive or a deduction from the contract price for any liquidated damages and a deduction from the contract 
price in a fair and equitable amount for any damages to the City or for any costs incurred or likely to be incurred by 
the City due to the Contractor’s failure to meet any plan or specification other than timely completion. 
 
 C. If the Contractor believes the quantities and amounts specified in the final pay estimate prepared by the 
Project Manager to be incorrect, the Contractor shall submit to the Project Manager within five (5) working days of 
receipt of the Project Manager’s final pay estimate, an itemized statement of any and all claims for additional 
compensation under the Contract which are based on differences in measurements or errors of computation.  Any such 
claim not so submitted and supported by an itemized statement within said period is expressly waived and the City 
shall not be obligated to pay the same.  Nothing contained herein shall limit the requirements of Subsection 109.05. 
  
 D. The Contractor shall commence any suit or action to collect or enforce the claim or claims for any 
additional compensation arising from errors of computation in the final estimate within a period of one (1) year 
following the original mailing of the Project Manager's final estimate and Certificate of Final Completion to the 
Contractor's last known address as shown in the records of the Project Manager.  The Project Manager's issuance of a 
revised final estimate pursuant to this subsection does not alter the original final estimate date.  If said suit, action, or 
proceeding is not commenced in said one (1) year period, the final estimate and Certificate of Final Completion or 
revised final estimate and Certificate of Final Completion, if revisions are made, shall be conclusive with respect to 
the amount earned by the Contractor, and the Contractor expressly waives any and all claims for compensation and 
any and all causes of suit or action for the enforcement thereof that the Contractor might have had. 
 
 E. Upon return of the fully executed Certificate of Final Completion from the Contractor, the Project 
Manager will submit the Certificate of Final Completion and final estimate to the Manager for approval.  Upon 
approval and acceptance by the Manager, the Contractor will be paid a total payment equal to the amount due under 
the Contract including retainage within thirty (30) days in accordance with ORS 279C.570 
 
 F. Monies earned by the Contractor are not due and payable until the procedures set forth in the Contract 
for inspection, approval, and acceptance of the work; for determination of the work done and the amount due 
therefore; for the preparation of the final estimate and Certificate of Final Completion and processing the same for 
payment; for consideration of the Contractor's claim, or claims, if any; and for the preparing of a revised final estimate 
and Certificate of Final Completion and processing same for payment all have been carried out. 
 
 G. As a prerequisite to final payment, if the Contractor  is not domiciled in or registered to do business in 
the State of Oregon, the Contractor will provide the Project Manager with evidence that the requirement of ORS 
279A.120(3) has been satisfied.   
 
 H. If the City declares a default of the Contract, and surety completes the Contract, all payments made 
after declaration of default and all retainage held by the City shall be paid to surety and not to the Contractor in 
accordance with the terms of the Contract. 
 
 I. Unless otherwise specifically noted and documented as required in Subsection 109.05 or this 
subsection, acceptance by the Contractor of final payment shall release the City and the Engineer of Record from any 
and all claims by the Contractor whether known or unknown, arising out of and relating to the work.  No payment, 
however, final or otherwise, shall operate to release the Contractor or its sureties from warranties or other obligations 
required in the performance of the Contract. 
 
 

*END OF DIVISION* 
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******************** 
201   EROSION PREVENTION AND SEDIMENT CONTROL 

******************** 
 
 
201.01 DESCRIPTION 
 
 This section covers, but is not limited to, construction entrances, sediment fences/barriers, temporary 
interceptor swales, temporary sediment basins, mulching, ground cover, and inlet protection for erosion and sediment 
control provisions. 
 
201.02 MATERIALS 
 
 Provide all materials required in conformance with the City of Gresham Erosion Prevention & Sediment 
Control Technical Manual, included herein. 
 
201.03 CONSTRUCTION 
 
 201.03.01 General 
 
    Construction shall conform to the City of Gresham Erosion Prevention & Sediment Control 
Technical Manual, included herein. 
 
201.04 MEASUREMENT AND PAYMENT (Not applicable to privately financed public improvements) 
 
 201.04.01 Lump Sum Basis 
 
    When shown in the Proposal, payment for erosion prevention and sediment control 
provisions will be made on a lump sum basis for all erosion and sediment control provisions within the limits 
specified. 
 
 201.04.02 Incidental Basis 
 
    When not listed in the Proposal for separate payment, all erosion and sediment control 
provisions will be considered incidental work for which no separate payment will be made. 
 
 

******************** 
202     TRAFFIC CONTROL 

******************** 
 
 
202.01 DESCRIPTION 
 
 This section covers all work necessary to conduct construction operations so as to offer the least possible 
obstruction and inconvenience to the public and to protect pedestrian and vehicular traffic. 
 
202.02 MATERIALS 
 
 202.02.01 Uniform Traffic Control Devices 
 
    Provide barricades, signs, and traffic control devices built in conformance with the Manual 
on Uniform Traffic Control Devices (MUTCD), current edition, published by the U.S. Department of Transportation, 
and the Oregon supplements to the Manual published by the Oregon Department of Transportation. 
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202.03 CONSTRUCTION 
 
 202.03.01 General 
 
    The Contractor shall assign at least one appropriately trained and certified person on each 
project to have day-to-day responsibility for assuring that the traffic control elements are operating effectively and that 
any needed operational changes are brought to the attention of their supervisors.  
 
    Use flag persons and provide and maintain such signs, barricades, warning lights, and other 
traffic control devices in conformance with the manuals referenced in Subsection 202.02.01.  Adequately warn the 
public at all times of existing conditions on all streets affected by work operation. 
 
    Patrol the construction area at least twice daily and reset all disturbed signs and traffic 
control devices immediately.  Remove or cover non-applicable signs when not needed.  Prior to closing or partial 
closing of any street, conform to Subsection 107.04. 
 
    The Contractor shall be responsible for damages to property, injury to persons, loss, 
expense, inconvenience, and delay caused by or resulting from any act, omission, or neglect of the Contractor, the 
Contractor’s subcontractors and suppliers, or their employees while performing the work. 
 
    Road users should be guided in a clear and positive manner while approaching and within 
construction, maintenance, and utility work areas. 
 
    Do not stop or hold vehicles, block driveways, intersections, or connections for more than  
5-minutes unless otherwise authorized.  Allow emergency vehicles immediate passage. 
 
     Provide and maintain, in a safe and functional condition, temporary access to business and 
residence driveways, temporary intersections, and temporary connections with roads, streets, bikeways, sidewalks, 
and footpaths. 
 
     While working on subgrade and other construction, provide adequate access to business, 
residences, intersections, and connections by maintaining existing gravel connections with well graded aggregate 
ramps and existing asphalt and concrete connections with temporary cold or hot mix asphalt ramps.  Dispose of the 
temporary material in a manner satisfactory to the Manager. 
 
     Provide approved access to private properties at all times, except during stages of 
construction when it is impractical to perform construction and maintain access to private property simultaneously, as 
determined by the Engineer.  When access is to be denied, notify occupants of affected properties at least 24-hours in 
advance.  
 
     Steel road plates are allowed for a maximum of 5-days per opening and must have a cold 
mix ramp transition on all edges exposed to traffic.  Steel plates shall be removed after 5-days and will be replaced 
with either a temporary cold or hot asphalt mix.  In either case a smooth transition over the construction project will 
be required at all times.  Steel road plates shall be pinned down at all intersections, or roads where the speed limit is 
higher than 25 MPH.  Contractor shall make permanent repairs to the asphalt surface immediately after underground 
work has been completed. 
 
     Keep the surface being used by bicycles free of all dirt, mud, gravel, and other harmful 
materials.  These surfaces include bike paths, bike lanes, roadway shoulders, or the outside 6-feet of the roadway. 
 
     When, in the judgment of the Engineer, vehicular parking is a hazard to through traffic or to 
the work, furnish and place NO PARKING signs on any street that is directly involved in the construction work. 
 
     At the end of each working day, backfill pavement edge excavations to the elevation of the 
existing pavement with permanent base material or with temporary wedge of aggregate as shown on the plans. 
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     Do not excavate along both edges of the pavement adjacent to traffic at the same time.  
Before excavating at the edge of the pavement on the opposite side of the roadway, complete the construction to 
existing pavement elevation on the side that was excavated first. 
 
     Remove the temporary wedge of aggregate material, if used, before placing permanent base 
material, and place it in the shoulder slope area or spread it uniformly over the subgrade. 
 
 202.03.02  Lane and Sidewalk Restriction Requirements 
 
     Obtain the Engineer’s approval before closing any lanes or sidewalks and do not close any 
lane or sidewalk until the area is signed according to the plans and the requirements of this section. 
 
     In general the existing lanes of traffic should be open and in operation through the project at 
all times.   
 
    One lane may be closed to traffic in the immediate work area but only during hours work is 
actually performed and in accordance with an approved traffic control plan. 
 
    All lanes may be closed to traffic if such closure is determined to be in the public’s interest.  
Submit proposed methods of street closure times in each instance to the Engineer for approval in ample time to allow 
the traveling public to be notified through the news media. 
 
     Do not perform work that would restrict or interrupt traffic movement on opposite sides of 
the traveled way at the same time unless explicitly approved by the Engineer. 
 
     More than one intersection cannot be closed concurrently without prior explicit approval by 
the Engineer.  The Contractor will notify the Police and Fire Departments in the jurisdiction of the closing and 
opening of streets.  Pedestrian detours shall not exceed one block in length and all footbridges will be provided with 
adequate handrails. 
 
     When construction requires the closure of a sidewalk or sidewalk ramp, place a Type “W1” 
SIDEWALK CLOSED sign at each point of closure.  Also use a Type “W1” directional arrow rider, as needed, to 
direct pedestrian traffic.  Mount each sign above the striped panel on a Type II barricade that is placed across the 
sidewalk facing pedestrians approaching the work area.  Close the sidewalk at a point where there is an alternate way 
to proceed. 
 
     Per the GRC requirements, do not close any traffic lane, sidewalk, or parking lane during the 
annual Holiday Construction Ban period, commencing at 6:00 p.m. on Friday preceding Thanksgiving and running 
until midnight January 2, without a written waiver from the Manager. 
 
     Do not close any traffic lanes Monday through Friday between 4:00 p.m. and 8:00 a.m. the 
following day unless otherwise explicitly approved by the Engineer on the traffic control plan. 
 
     In addition, do not close any traffic lanes between: 
 
     ●   3:00 p.m. on Fridays and 12:00 midnight on Sundays 
     ●   12:00 noon on the day preceding legal holidays or holiday weekends and 12:00 midnight 
on legal holidays or the last day of holiday weekends. 
 
     For the purposes of this section, legal holidays are as follows: 
 
     ●   New Year’s Day on January 1 
     ●   Memorial Day on the last Monday in May 
     ●   Independence Day on July 4 
     ●   Labor Day on the first Monday of September 
     ●   Thanksgiving Day on the fourth Thursday in November 
     ●   Christmas Day on December 25 
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     When a holiday falls on Sunday, the following Monday shall be recognized as a legal 
holiday.  When a holiday falls on Saturday, the preceding Friday shall be recognized as a legal holiday.  
 
 202.03.03 Traffic Control Plans 
 
    Formulate and submit a traffic control plan and a work schedule to minimize the disruption 
of traffic.  Plan shall be submitted at the pre-construction conference.  If no conference is held, plan shall be submitted 
at least 5 working days in advance of beginning work, 10 working days in advance of beginning work if a street 
closure is involved.  Obtain approval of plan and schedule from Engineer and any other governing authority before 
commencing work.  Allow traffic to pass through the work with as little inconvenience and delay as possible. 
 
    The traffic control plan shall contain a complete signing plan for semi-permanent and 
portable signs, barricades, and other traffic control provisions to keep the signs or devices current with the 
construction activities and the illumination of all detours and obstructions during hours of darkness.  Be responsible 
for furnishing, installing, and maintaining all traffic control devices.  Maintain these devices at all times including 
non-working hours. 
 
    The following information must be included in all traffic control plans prior to submitting 
for approval: 
    1)  State date and time of day that construction will take place.  
    2)  Specify what kind of work is being performed. 
    3) Provide name and number of person who can be contacted at all hours in case of 
emergency. 
 
    Approval by the Engineer of a general submittal for traffic control that does not identify 
specific request(s) for variance to the standards, such as outside lane restrictions of normal hours, will be deemed a 
denial of those specific items. 
 
    It will be the Contractor’s responsibility to ensure that all traffic control plans follow the 
guidelines as outlined in the MUTCD.  
 
    Contractor is required to notify and provide a copy of the traffic control plan to all 
emergency service providers, school bus services, and Tri-Met (if lane closure is on a bus route) after the traffic 
control plan has been approved, and a minimum of 48-hours prior to scheduled construction. 
 
 202.03.04 Construction and Maintenance of Detours 
 
    Construct and maintain temporary detours for protection of the work and the safe passage of 
traffic around work area. 
 
    Conform to requirements for detours in Subsection 103.16. 
 
 202.03.05 Flagging Requirements 
 
    The Contractor shall provide and maintain such signs, barricades, and warning lights as are 
necessary to warn and protect the public at all times on highways, roads, or streets affected by work operations.  In 
addition, the Contractor shall also provide all necessary flag persons and guards necessary to warn and protect the 
public.  Each flagger on duty shall wear a hard-hat and vest that conform to ODOT and/or OSHA requirements and 
shall be equipped with a highly visible, reflectorized "Stop/Slow" hand sign conforming to current standards for 
daylight use and with illuminated stand area of high visibility for night use. 
 
    For work zones on low volume rural roads that require flaggers, a single flagger may be 
adequate if the flagger is visible to approaching traffic from all appropriate directions. 
 
     Qualifications for Flaggers 
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     ●   Completed and passed an ODOT-approved work zone, traffic control course within the 
past three years. 
     ●   The mental and physical ability to provide timely, clear, and positive guidance. 
     ●   A sense of responsibility for safety of public and work crew. 
     ●   A neat appearance. 
     ●   A courteous but firm manner. 
 
202.04 MEASUREMENT AND PAYMENT 
 
 202.04.01  Lump Sum Basis 
 
     When listed in the Proposal as a separate pay item, payment for Temporary Traffic Control 
will be made on a lump sum basis. 
 
 202.04.02  Incidental Basis 
 
     When not listed in the Proposal for separate payment, all Temporary Traffic Control will be 
considered incidental work for which no separate payment will be made. 
 
 

******************** 
203    MOBILIZATION 
******************** 

 
 
203.01 DESCRIPTION 
 
 This section covers, but is not limited to, work necessary to obtain all bonds, insurance, licenses, and 
permits; move in personnel and equipment; set up all offices, buildings, and facilities; provide all required light, 
power, and water; install project information signs if required; prepare for construction completion; demobilize, 
including removal of all facilities and clean up; and all other work to successfully complete the project that is not 
covered in other bid items. 
 
203.02 MATERIALS 
 
 Provide all materials required to accomplish the work as specified. 
 
203.03 CONSTRUCTION 
 
 203.03.01 General 
 
    Set up construction facilities in a neat and orderly manner within designated or approved 
work areas.  Provide for an acceptable material and equipment storage area.  Supply all labor and equipment necessary 
to accomplish the work as specified.  Conform to applicable requirements of Section 107 including, but not limited to, 
required notifications, protection of surveying monuments and other markers, temporary traffic control, temporary 
utility connections, protection of property, water and air pollution, and noise. 
 
203.04 MEASUREMENT AND PAYMENT (Not applicable to privately financed public improvements) 
 
 203.04.01 Lump Sum Basis 
 
    When mobilization is listed as a separate pay item on the Proposal, it will be paid for on a 
lump sum basis.  Normal retainage will be deducted from partial payments. 
 
    Partial payments for mobilization under the Contract will be made under the following 
schedule: 
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    1. When 5% of the total original contract amount is earned from other bid items, 50% of 
the amount bid for mobilization, or 5% of the total original contract amount, whichever is the least, less normal 
retainage, will be paid. 
 
    2. When 10% of the total original contract amount is earned from other bid items, 100% of 
the amount bid for mobilization, or 10% of the total original contract amount, whichever is the least, less normal 
retainage, will be paid. 
 
    3. Upon completion of all work on the project, payment of any amount bid for mobilization 
in excess of 10% of the total original contract amount will be paid. 
 
    The above schedule of progress payments for mobilization shall not be construed to limit or 
preclude partial payments otherwise provided by the Contract. 
 
 203.04.02 Incidental Basis 
 
    When not listed in the Proposal, all mobilization costs will be considered incidental work for 
which no separate payment will be made. 
 
 

******************** 
204    CLEARING AND GRUBBING 

******************** 
 
204.01 DESCRIPTION 
 
 This section covers work necessary to clear, remove, and dispose of all debris and vegetation such as 
stumps, trees, logs, roots, shrubs, vines, grass, and weeds within the designated limits, to preserve from injury or 
defacement such objects and vegetation as are designated to remain in place, and to perform final clean-up of the 
designated area. 
 
 Clearing is defined as cutting of trees, bushes, vines, and other vegetative growth at or above ground 
surface and removal from the site of all such cut or downed vegetation. 
 
 Grubbing shall consist of the elimination of wooden and vegetative matter occurring at or below ground 
surface including, but not limited to, stumps, trunks, roots, canes, stems, debris remaining from clearing work, and 
sticks having a diameter of one inch or more. 
 
 Review with the Project Manager the location, limits, and methods to be used prior to commencing work 
under this section. 
 
 For publicly financed improvements, removal of man-made structures including, but not limited to, 
concrete slabs, walls, vaults, footings, asphaltic surfaced areas, and graveled areas, shall be included in payment for 
excavation or excavation and backfill as provided in Subsection 204.03.04, and will not be included in clearing and 
grubbing. 
 
 As indicated in Subsection 107.08, owners of buildings fronting to the work shall have salvage rights to 
plants, trees, shrubs, fences, and other improvements in the right-of-way.  Contractor shall notify adjacent property 
owners.  Contractor does not assume ownership of clearing and grubbing items until after fulfilling the requirements 
of Subsections 107.08 and 204.03.02. 
 
204.02 MATERIALS 
 
 Materials shall conform to requirements of Section 205.   
 
204.03 CONSTRUCTION 
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 204.03.01  General 
 
     No explosives shall be used without the expressly written permission of the Engineer. 
 
     The Contractor shall obtain the required permits as specified in Subsection 107.08 and 
perform clearing work in conformance thereto. 
 
     Remove trees and plants as designated within the area of work and remove all sod, topsoil, 
and organic earth within designated areas. 
 
     Remove and stockpile as directed all topsoil that is free of roots, rocks, and other 
objectionable material and is determined by the Engineer to be suitable for future use.  Take reasonable care to 
prevent topsoil from becoming mixed with subsoil.    
 
     For publicly financed improvements, provide imported topsoil per Subsections 206.02.07 
and 206.02.08, at no expense to the City, when existing topsoil is not adequately segregated as determined by the 
Engineer. 
 
 204.03.02  Timber Salvage 
 
     204.03.02A Trees in Street Right-of-way 
 
      The adjacent property owner shall have the right to any trees felled in the 
right-of-way adjacent to owner's property.  Contractor shall notify adjacent property owners by mail or door-hanger at 
least 48-hours prior to felling trees.  Trees shall be stacked and decked on owner's property or removed from the 
construction site if the owner does not reserve the right of ownership. 
 
     204.03.02B Trees on City-owned Property 
 
      Owner reserves the right to merchant timber as designated in the Contract 
Documents and as marked at the project site by the Engineer.  The Contractor shall cut, trim, and handle marked 
merchantable timber in such a manner as to ensure the best sale value to owner and dispose of resulting waste 
materials as hereinafter specified, and shall assume ownership, remove, and dispose of all other timber. 
 
 204.03.03  Protection of Existing Vegetation 
 
     Protect all trees, shrubbery, and other vegetation not designated for removal from damage 
caused by the work.  Cut and remove trees and branches only where approved by the Engineer.  When directed by the 
Engineer, remove branches other than those required to provide a balanced appearance of any tree.  Contractor will 
provide adequate protection for trees, shrubbery, and other vegetation adjacent to the work area that are to remain, as 
indicated on the plans.  No roots projecting into the excavation will be cut except in the presence of the Inspector.  All 
roots authorized to be cut will be cut neatly with a sharp tool to avoid torn root endings.  Remove branches only as 
directed by the Engineer and treat scars with approved tree sealant.  
 
 204.03.04  Clearing 
 
     The Contractor shall clear the area above the natural ground surface of all vegetation and 
objectionable materials in accordance with approved plans.  Cut timber and timber growth so that no stump extends 
above ground surface more than 6-inches.  Prune all limbs over paved streets to an elevation 14-feet above the 
pavement on arterial and collector streets, and 11-feet above the pavement on residential streets.  Prune all limbs over 
sidewalks to an elevation 7.5-feet above the sidewalk.  All such pruning shall be done in accordance with accepted 
arboricultural standards, and shall be approved by the Project Manager.   
 
 204.03.05  Clearing Borrow and Waste Disposal Areas 
 
     The Contractor shall clear areas designated as borrow and waste disposal areas to designated 
limits and dispose of all waste as herein specified. 
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 204.03.06  Grubbing and Stripping 
 
     The Contractor shall completely remove all stumps and roots within the limits of required 
excavations and fill areas.  No stumps or portion thereof shall come within 3-feet of fill subgrades or slope surfaces.  
Use of explosives for stump removal shall conform to requirements of Subsections 204.03.01 and 205.02.02.  Obtain 
any and all permits required for use of explosives from controlling jurisdiction. 
 
     On areas to be occupied by fills, remove all grass, roots, and embedded wood to a depth not 
less than 3-feet below subgrade or slope surface on which the fill is to be constructed. 
 
     On excavation areas, remove all roots and embedded wood to a depth not less than 1-foot 
below subgrade or slope surface through which excavation is required. 
 
 204.03.07  Disposal of Waste Material 
 
     The Contractor shall remove and dispose of all waste material or debris from the site and 
shall obtain all necessary permits for disposing of waste materials.  Copies of such permits shall be provided to the 
Project Manager prior to disposal. 
 
 204.03.08  Backfilling and Clean-up 
 
     The Contractor shall fill all holes and depressions caused by clearing and grubbing with 
material acceptable to the Engineer and reshape area to drain properly and to conform to adjacent undisturbed 
topography. 
  
     The Contractor shall leave the work area in a clean and sightly condition, free from litter and 
debris. 
 
 204.03.09  Removal and Replacement of Signs, Mailboxes, Posts, etc. 
 
     The Contractor will be responsible for the removal and replacement of all signs, mailboxes, 
posts, etc., when not specifically designated otherwise by the Engineer.  Contractor will contact property owner prior 
to removal and reinstallation of mailbox.  Mailboxes in work area must be temporarily moved to allow clearing and 
excavation as well as easy access by mail carrier and residents.  Upon completion of excavation, mailboxes shall be 
permanently replaced behind curb to postal service regulations.  
 
204.04 MEASUREMENT AND PAYMENT (Not applicable to privately financed public improvements) 
 
 204.04.01  Lump Sum Basis 
 
     When shown in the Proposal, payment for clearing and grubbing will be made on a lump 
sum basis for all clearing and grubbing within the limits specified. 
 
 204.04.02  Incidental Basis 
 
     When not listed in the Proposal for separate payment, all clearing and grubbing will be 
considered incidental work for which no separate payment will be made. 
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******************** 

205   MATERIALS - TYPES AND USE 
******************** 

 
 
205.01 DESCRIPTION 
 
 This section covers certain types of materials and their use that are common to appropriate forms of 
construction contained throughout Divisions Three through Six. 
 
205.02 MATERIALS 
 
 205.02.01  General 
 
     Unless specified otherwise in the Contract Documents or Standard Drawings, materials 
contained herein will be used in required work. 
 
                205.02.02       Explosives 
 
                      Explosives must be fresh, stable materials manufactured to the standards of the “Institute of 
Makers of Explosives” and conform to applicable requirements of ORS Chapters 476 and 480. 
 
 205.02.03  Water 
 
     Water used in all work must be reasonably clean and free of oil, salt, acid, alkali, sugar, 
vegetable matter, or other deleterious substances.  Use water conforming to AASHTO T-26 for mixing and curing 
Portland Cement Concrete, mortar, or grout.  Water of approved potable quality may be used without test. 
 
               205.02.04       Aggregates 
 
     205.02.04A General 
 
      Aggregates shall be subject to approval at the source or at the actual 
stockpile from which the aggregate is taken for incorporation in the work.  During production of the aggregate, 
provide samples of each size for testing if requested by the Engineer.  On the basis of testing, modify or adjust 
crushing and screening operations to bring each separate size of aggregate within gradings, proportions, and quantities 
as specified. 
 
      In all stages of production, transporting, and stockpiling, handle aggregates 
in such a manner as will prevent the segregation of materials and the intermingling of separate gradings or kinds of 
aggregates. 
 
      Grading of designated aggregate sizes shall conform to the requirements of 
appropriate types of work contained within applicable sections throughout these specifications. 
 
      The determination of sizes and grading of aggregate shall conform to 
AASHTO T-27 and AASHTO T-11. 
 
     Durability 
 
     The source material from which aggregate is produced shall meet the following qualifying 
test requirements: 
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Test Test Method Requirements 

   
 Degradation:   
      Passing No. 20 Sieve ODOT TM-208 30% Maximum 
      Sediment Height ODOT TM-208 3” Maximum 
      Abrasion AASHTO T-96 30% Maximum 

 
     Other sampling and testing of aggregate shall be in accordance with the following methods: 
 

 Sampling AASHTO T-2 
 Material Passing No. 200 Sieve AASHTO T-11 
 Organic Impurities AASHTO T-21 
 Sieve Analysis AASHTO T-27 
 Soundness AASHTO T-104 
 Friable Particles AASHTO T-112 
 Lightweight Pieces AASHTO T-113 
 Sand Equivalent AASHTO T-176 
 Wood Particles ODOT TM-225 
 Elongated Pieces ODOT TM-229 

 
     205.02.04B Coarse Aggregates 
 
      Coarse aggregates shall be natural or crushed rock or gravel that is retained 
on a No. 4 sieve and is free from flat, elongated, soft, or disintegrated pieces, vegetable material, or other deleterious 
matter. 
 
      Use crushed rock for coarse aggregate in aggregate bases and all asphalt 
construction requiring coarse aggregate.  Coarse aggregate in Portland Cement Concrete may also use natural gravel 
or other inert materials of similar characteristics or combinations thereof.  Total deleterious matter shall not exceed 
2% by weight. 
 
      Do not allow amount of deleterious substances to exceed the following 
amounts: 
 

Lightweight Pieces 0.25% (by weight) 
Friable Particles 0.25% (by weight) 
Material Passing No. 200 Sieve 1.00% (by weight) 
Wood Particles 0.05% (by weight) 

 
      Use coarse aggregates having weighted percentages of loss that do not 
exceed 12% by weight when subjected to five alternations of the sodium sulfate soundness test (AASHTO T 104). 
 
      For Portland Cement Concrete:  Coarse aggregate must conform to the 
specified maximum size, and when each maximum size is separated into designated sizes, the separated designated 
sizes shall be as follows: 
 

Maximum Size of Aggregates Separated Sizes 
  

2” (2" – 1"), (1" – No. 4) 
1½” (1½" – ¾"), (¾"– No. 4) 
1” (1" – No. 4) 
¾” (¾"– No. 4) 
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      Do not allow oversized and undersized materials to exceed a combined 15% 
of any separated size, nor allow any pieces to have any dimension greater than twice the maximum square screen size 
for the specified grading. 
 
      Grading of each of the specified separated sizes of coarse aggregate shall 
conform to the following: 
 

GRADING REQUIREMENTS 
COARSE AGGREGATE – PORTLAND CEMENT CONCRETE 

 
Separated Sizes – Percentages (by weight) 

Sieve Size 
Passing 

 
2” – 1” 

 
1½” – ¾” 

 
1” – No. 4 

 
¾” – No. 4 

     
2½” 100    

2 90 – 100 100   
1½” 35 – 70 90 – 100 100  
1” 0 – 15 30 – 65 90 – 100 100 
¾”  0 – 15 50 – 80 90 – 100 
⅜”   15 – 40 20 – 50 

No. 4   1 – 10 0 – 10 
 
      For extrusions use the gradation specified in Subsection 607.02.02. 
 
      When a tolerance range is set forth in the above grading requirements, it 
shall be understood that the midpoint of the tolerance range is the target value and the product shall conform as 
closely as realistically possible to this target value.  The purpose of the tolerance range is only to permit occasional 
minor variations from the target value that are, for practical reasons, unavoidable. 
 
      When coarse aggregate is to be separated into two sizes as set forth 
hereinabove, control grading of material in each separated size within the applicable range of percentages given in 
grading requirements for coarse aggregate hereinabove so that the quantity of each separated size measured into the 
batch shall be not less than 35% nor more than 65% of total quantity of coarse aggregate measured into the batch. 
 
     Fracture of Gravel 
 
     When crushed gravel is furnished, it shall have at least two mechanically fractured faces on 
not less than the following percentages (by weight) of the material as determined by ODOT WAQTC TMI. 
 

Type of Use Percentages 
  

Asphalt Concrete Pavement 75 
Asphalt Surface Treatment 95 

Asphalt Treated Bases 75 
Aggregate Bases 70 

Aggregate Trench Backfill 70 
 
     205.02.04C Fine Aggregate 
 
      Use fine aggregate consisting of finely crushed rock or gravel, fine sand, 
and other finely divided natural and inert mineral matter, thoroughly washed, and free of clay, loam, shale, alkali, 
vegetable matter, and other deleterious matter.  Do not mix fine aggregate from different geological sources, and do 
not store in the same pile nor use alternately in the same class of construction or mix. 
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                                      Fine aggregate shall meet the fracture face specification in Section 
205.02.12B and shall not have deleterious material content exceeding the following limits: 
 

Friable Particles 1% (by weight) 
Lightweight Particles 1% (by weight) 

Material Passing No. 200 Sieve 1% (by weight) 
 
      When this fine aggregate for Portland Cement Concrete is subject to five 
alternations of the sodium sulfate soundness test (AASHTO T-104), weighted percentage of loss must not exceed 10% 
by weight. 
 
      Asphaltic concrete and surface treatments shall contain fine aggregate 
having a weighted loss of not more than 15 mass percent when sodium sulfate is used or 20 mass percent when 
magnesium sulfate is used in five cycles of the soundness test.  Total deleterious matter shall not exceed 2% by 
weight. 
 
      Use fine aggregates that meet the durability requirements for coarse 
aggregates contained hereinbefore, and that meet the following liquid limit and plasticity index requirements: 
 

Quality Test Method Requirement 
   

Liquid Limit AASHTO T-89 NP or 33 Maximum* 
Plasticity Index AASHTO T-90 NP or 6 Maximum* 

 
      *When tested as specified, both the liquid limit and the plasticity index test 
results shall conform to the following: 
 

Percent of Material 
Passing No. 40 Sieve 

AASHTO T-89 
Liquid Limit (Maximum) 

AASHTO T-90 
Plasticity Index (Maximum) 

   
0.0 to 5.5, Inclusive 33 6 
5.1 to 10.0, Inclusive 30 5 

10.1 to 15.0, Inclusive 27 4 
15.1 to 20.0, Inclusive 24 3 
20.1 to 25.0, Inclusive 21 2 

Over 25.0 21 0 or NP 
 
 
      For Portland Cement Concrete:  Fine aggregate must be graded from coarse 
to fine within the following limits.  All fine aggregate shall meet the requirements of ASTM C-33. 
 

GRADING REQUIREMENTS 
FINE AGGREGATE – PORTLAND CEMENT CONCRETE 
Sieve Size Passing Percentages (by weight) 

  
⅜” 100 

No. 4 90 – 100 
No. 16 45 – 75 
No. 30 25 – 55 
No. 50 5 – 30  
No. 100 0 – 8 

 
      For extrusions, use the gradation specified in Subsection 607.02.02. 
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      Use fine aggregate that has a sand equivalent of not less than 68, and that 
develops in the mortar strength test taken at seven days, a compressive strength of at least 95% of mortar using 
Ottowa sand. 
 
      Sand for mortar shall conform to the requirements of AASHTO M-45; 
testing shall conform to ASTM C-109 for mortar strength. 
 
 205.02.05  Portland Cement 
 
     Furnish one or more of the following types as specified: 
 

 Type I  – For general use when special properties of other type cements are not 
required 

 Type IA – Air-entraining cement for same uses as Type I, where air-entrainment 
is desired 

 Type II – For use when moderate sulfate resistance or moderate heat of 
hydration is desired 

 Type IIA – Air-entraining cement for same uses as Type II, where 
air-entrainment is desired 

 Type III – For use when high early strength is desired 
 Type IIIA – Air-entraining cement for same use as Type III, where 

air-entrainment is desired 
  
     Portland Cement shall conform to AASHTO M-85 for low alkali cement except as follows: 
 
     1.  Total alkali content (sodium and potassium oxide calculated as Na20+0.658K20) shall 
not exceed 0.6%. 
 
     2.  Types I, IA, III, or IIIA must contain a maximum of 10% tricalcium aluminate. 
 
     3.  Time-of-setting tests shall be by either the Gilmore test or the Vicat test or both, as 
Engineer elects. 
 
     When not otherwise specified, use Type I.  Contractor, at his option, may use Type III 
Portland Cement (high early strength) in lieu of Type I in the identical quantity specified for the latter. 
 
     Differing brands or types of cement, or the same brand or type of cement from different 
plants, shall not be mixed during use nor be used alternately.  Cement may be sampled either at the plant or site of 
work at the option of the Engineer. 
 
 205.02.06  Cement Mortar 
 
     Use either standard premixed mortar conforming to ASTM C-387, or mortar proportioned 
with 1-part Portland Cement to 2-parts clean, well-graded sand which passes a ⅛-inch screen and which conforms to 
AASHTO M-45.  Admixtures may be used, but do not exceed the following percentages of cement by weight:  
hydrated lime – 10%; diatomaceous earth or other inert materials – 5%.  Testing shall conform to ASTM C-109 for 
mortar strength. 
 
 205.02.07  Cement Grout 
 
    205.02.07A Type "A" Grout 
 
     Utilize grout that consists of 1-part Portland Cement, 3-parts clean and 
well-graded sand by volume.  Use minimum amount of water to produce a thick, creamy consistency. 
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    205.02.07B Type "B" Grout 
 
     Where Type "B" grout is specified, use a mixture consisting of 1-part 
Portland Cement, 5-parts clean and well-graded sand, and 7-parts pea gravel, by volume.  Use minimum amount of 
water to produce a thick, creamy consistency. 
 
                     205.02.07C Non-shrink Grout 
 
                      Non-shrink grout shall be Sika 212, Euco N-S, Five-Star, or equal non-
metallic, cementitious commercial grout exhibiting zero shrinkage per ASTM C-827.  Grout shall not be amended 
with cement or sand, and shall not be reconditioned with water after initial mixing.  Unused grout shall be discarded 
after 20-minutes and shall not be used. 
 
                                        Non-shrink grouts shall be placed or packed only with the use of an 
approved commercial concrete bonding agent applied to all cured concrete surfaces being grouted.  The bonding agent 
shall be compatible with the brand of grout being used.  Water as a substitute for commercial bonding agent for non-
shrink grout will not be allowed. 
 
 205.02.08  Epoxy Cement 
 
    Epoxy cement shall be a two-compound epoxy resin adhesive conforming to requirements of 
AASHTO M-235. 
 
 205.02.09  Portland Cement Concrete 
 
    Use concrete having a 28-day design strength of 3,300psi for curbs, sidewalks, and poured-
in-place manholes and catch basins, and 5,000psi minimum for Portland Cement Concrete pavement and commercial 
driveways per AASHTO T-22 and T-23 with 1½-inch maximum size aggregate.  
 
    High-early strength concrete (Type III cement) shall be used when patching trenches in 
Portland Cement Concrete pavement. 
 
    Use Type II cement concrete for all sewer and water main construction and appurtenances 
thereto. 
 
    Portland Cement Concrete shall be sampled and tested in accordance with the following 
ASTM test methods: 
 

1. Sampling fresh concrete C-172 
2. Obtaining drilled cores C-42 
3. Molding and curing specimens C-31 
4. Compressive strength C-39 
5. Flexural strength C-78 
6. Slump C-143 
7. Air content C-173 or C-231 
8. Unit weight yield C-138 
9. Setting of mortar C-191 or C-266 

 
                                   205.02.09A Admixtures 
 
      Air-Entraining Admixtures – Air-entraining admixtures shall conform to 
AASHTO M-154 (ASTM C-260) using one or another of several tests as directed by the Engineer.  Chloride content 
of admixture must not exceed 0.5% by weight. 
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      Water-reducing, Retarding, and Accelerating Admixtures – Water-
reducing, retarding, and accelerating admixtures shall conform to AASHTO M-194 (ASTM C-494) using one or more 
of several tests as Engineer may direct.  Chloride content of admixture must not exceed 0.5% by weight. 
 
     205.02.09B Steel Reinforcement 
 
      Use steel deformed bars conforming to ASTM A-615, Grade 40; except, 
longitudinal bars in continuously reinforced concrete pavement shall be Grade 60.   
 
      Ties and supports shall be of 16-gauge, black, soft-annealed wire and bar 
supports for the intended uses.  Bar supports in beams and slabs exposed to view after stripping must be galvanized or 
plastic coated.  Use concrete supports for reinforcing in concrete placed on grade.  Galvanizing shall conform to 
ASTM A-152 Class D.  Plastic shall not chemically react with concrete, shall be impervious and have a minimum 
thickness of 3/32-inches at point of contact with form. 
 
     205.02.09C Dowels 
 
      Utilize steel dowels that conform to ASTM A-306 Grade 70.  Where 
specified, dowels shall be coated with plastic or other approved material for bond prevention.   
 
     205.02.09D Joint Material 
 
                       Preformed Expansion Joint Fillers – Use preformed expansion joint 
fillers for concrete conforming to AASHTO M-153 or AASHTO M-213 except that those furnished under AASHTO 
M-213 shall be tested in conformance to ASTM D-1751.  Fillers conforming to AASHTO M-213, except the binder if 
other than bituminous material, may also be used provided that they otherwise meet these specifications and provide 
further that they have been demonstrated to be rot and vermin proof for a period of at least 5-years.  Preformed 
elastomeric joint seals must conform to AASHTO M-220.  Poured filler must conform to AASHTO M-173.                  
 
                       Flatwork Joints – For joints in Portland Cement Concrete pavement refer 
to Section 208.  For curbs, gutters, driveways, sidewalks, and pathways, refer to Subsection 607.03.07. 
 
                       Compound for Precast Manhole Section Joints – Preformed plastic 
gaskets conforming to the requirements of AASHTO M-198 or joints using confined O-ring with rubber gaskets 
conforming to ASTM C-443 shall be used.  
  
      Water Stop – Water stop shall be either plastic or rubber as the Contractor 
may elect conforming to the following: 
 
      (a) Plastic – Polyvinylchloride water stop shall be manufactured to the 
dimensions called for on the plans from virgin polyvinylchloride (PVC) compound.  No reclaimed PVC will be 
allowed.  The water stop shall have the following properties: 
 

ASTM Test Method Specification 
  
Tensile, PSI D 412  1800 
Elongation% D 412  350 
100% Modulus, PSI C 412  760 
Low Brittle Temperature D 746  50º F 
Cold Bend Test* No Failures 
  
*Samples maintained at minus 70º F for 2 hours then bent quickly around a ¼” mandrel to 180º  

 
     The supplier shall furnish test samples of the material from which his 
water stop is to be manufactured.  Samples shall be in sheet-form having a uniform thickness of from 1/16 to 1/8 inch 
and having a total area of not less than 2 sq. ft.  Each sample shall be comprised of pieces not smaller than 6 in. x 6 in. 
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      (b) Rubber – Rubber water stop shall be manufactured to the dimensions 
shown on the plans in such a manner that the finished product shall have an integral cross section which will be dense, 
homogeneous, and free from porosity and other imperfections.  The water stop shall have the following properties: 
 

Hardness – The shore A Durometer hardness shall be 60 to 70 when tested 
in accordance with ASTM D-2240 

Elongation – Minimum of 450% 
Tensile Strength – Minimum of 3000 pounds per square inch 
Water Absorption – Maximum of 55% by weight after immersion in water for 2 

days at 158º F 
 
     Tensile Strength After Aging – The test specimen, after accelerated 
aging of 7-days at 158° F, shall retain not less than 80% of the original tensile strength.  The tensile strength of the test 
specimen, after accelerated aging of 48-hours in oxygen at 158º F and tensile stress of 300 pounds per square inch, 
shall be not less than 80% of the original tensile strength. 
 
     Compression Set – After 22-hours at 158° F, shall be not more than 
30% when tested in accordance with ASTM D-395, Method B. 
 
     Specific Gravity – 1.17 ± 0.03. 
 
     Defects – Minor surface defects such as surface peel covering less than 
one square inch, surface cavities or bumps less than ¼-inch in longest lateral dimensions and less than 1/16- inch deep 
will be acceptable. 
 
     205.02.09E Curing Materials for Portland Cement Concrete 
 
       Conform to one or more of the following requirements for curing 
materials; choice of method to be used is dependent on weather and existing conditions: 
 

1. White burlap – polyethylene sheets AASHTO M-171 
2. Waterproof paper AASHTO M-171 
3. White, pigmented liquid, membrane-forming compound** AASHTO M-148 
4. White polyethylene film AASHTO M-171 
5. Burlap cloth (Jute or Kenaf) AASHTO M-182 

   
**Required for Portland Cement Concrete curbs, but do not use on bridges or box culverts. 
    Test in accordance with the OSHD modified procedure. 

 
 205.02.10  Asphalt Materials 
 
    205.02.10A General 
 
     Unless otherwise specified herein or in applicable subsections, types and 
grades of material shall conform to the current ODOT/APWA Oregon Standard Specifications for Construction. 
 
          The asphalt cement furnished under this specification shall be petroleum 
asphalt prepared by the refining of crude petroleum and, when necessary, by the addition of modifiers designed to 
provide the asphalt characteristics specified.  It shall be homogeneous and free from water and it shall not have been 
distilled at a temperature high enough to injure by burning or high enough to produce flecks of carbonaceous matter.  
It shall meet the requirements of AASHTO MO-98, Standard Specification for Performance Graded Asphalt Binder, 
at the time of use when tested according to the methods specified. 
 
    205.02.10B Asphaltic Cement 
 
     Use performance grade (PG) 64-22 asphalt that meets ODOT requirements. 
 



Construction Standard Specifications                                                                                                                                                                                     City of Gresham 
Division Two                                                                                                                                                                                                                                          (1/1/06)                            17

    205.02.10C Tack Coat 
 
     Asphalt shall consist of CSS-1 or CSS-1h emulsified asphalts. 
 
    205.02.10D Slurry Seal 
 
          The emulsified asphalt shall conform to grade and be of the “Quick Set” 
type such as CQS1H SSI, 551H, CSS-1, CSS-1H quick set mixing grade as specified in ASTM D-977, D-2397, 
AASHTO M-140 and M-208 requirements of ISSA TB102, “Mixing, Setting, and Water Resistance Test to Identify 
Quick Set Emulsified Asphalts.” 
 
 205.02.11 Geotextiles 
 
    205.02.11A Description   
 
                     Geotextiles will be accepted for use in various applications according to the 
provisions of this section. 
 
    205.02.11B  Definitions 
 
     (a) GEOTEXTILE – A fabric manufactured specifically for use in civil 
engineering applications.  Fibers used in the manufacture of geotextiles consist of long chain synthetic polymers; at 
least 85% by weight of the long chain polymers are polyolephins, polyesters, or polyamides. 
 
       1) DRAINAGE GEOTEXTILE – For installation in subsurface 
drains or other drainage locations. 
       2) EMBANKMENT GEOTEXTILE – For installation within or 
under embankments for stabilization. 
       3) RIPRAP GEOTEXTILE – For installation behind and beneath 
riprap, buttresses, inlays, shear keys, and erosion control applications. 
       4) WALL GEOTEXTILE – For construction of retained earth walls. 
       5) SUBGRADE GEOTEXTILE – For installation on subgrades and 
in other material separation applications. 
       6) PAVEMENT OVERLAY GEOTEXTILE – For installation 
beneath an asphalt concrete overlay. 
 
      (b) MACHINE DIRECTION – The long, or warp, direction of the 
geotextile.  The cross-machine, or fill, direction is perpendicular to the machine direction. 
 
      (c) NON-WOVEN GEOTEXTILE – A textile produced by bonding 
and/or interlocking of fibers by mechanical, heat, or chemical means. 
 
      (d) ROLL – Unit of continuous geotextile without transverse seams as 
furnished by the manufacturer.  Roll size may vary between manufacturers and types of geotextiles. 
 
    205.02.11C Acceptance Requirements: 
 
           Base the actual minimum average roll values furnished by the manufacturer 
on representative test results from the manufacturing plant that produced the rolls.  The geotextile shall meet or exceed 
each of those specified minimum values.  Clearly label all rolls that are part of the same production run certified as 
meeting all applicable requirements. 
 
      The geotextile shall: 
 
     • Be composed of a polymeric yarn or fiber oriented into a stable network 
that retains its relative structure during handling, placement, and design service life. 
     • Meet or exceed the properties outlined under Geotextile Property Values. 
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     • Be free of any chemical treatment or coating that might significantly 
reduce permeability. 
     • Have the selvage finished so the outer fibers are prevented from pulling 
away from the fabric. 
     • Be free of defects or tears. 
     • Be resistant to ambient temperatures, acid and alkaline conditions, 
micro-organisms and insects. 
     • Be for the intended purpose and have dimensional stability. 
 

GEOTEXTILE PROPERTY VALUES 
Minimum Value 

Geotextile 
Property Test 

Method 

Drainage (1) 
Geotextile 

Type1/Type 2 

Riprap (1) 
Geotextile 

Type 1/Type 2 

 
Subgrade 
Geotextile 

 
Embankment 

Geotextile 

 
Wall (1) 

Geotextile 

Pavement (1) 
Overlay 

Geotextile 
Grab tensile 
strength 
minimum in 
each principal 
direction – 
ASTM D-4623 

80 lb/180 lb 200 lb/260 lb 180 lb 230 lb --- 80 lb 

Grab 
elongation – 
ASTM D-4632 

15% 15% --- --- --- 50% 

Burst strength, 
diaphragm 
method – 
ASTM D-3786 
Mod. (OSHA 
TM-814) (TF-
25 Method 3)  

130psi/290psi 320psi/430psi 290psi 430psi --- --- 

Puncture 
strength – 
ASTM D-4833 
or ASTM D-
3787 Mod. 
(ODOT TM-
816) 

35 lb/80 lb 80 lb/110 lb 80 lb 110 lb --- --- 

Apparent 
opening size 
(AOS), U.S. 
std. sieve – 
ASTM D-4751 
(CW-02215 
Corps of Engr.) 

No. 70 sieve 
or smaller 
opening 

No. 70 sieve 
or smaller 
opening 

No. 30 sieve 
or smaller 
opening 

No. 30 sieve 
or smaller 
opening 

(2) --- 

Water 
permeability – 
ASTM D-4491 

0.1 cm/sec 0.1 cm/sec 0.005 cm/sec 0.005 cm/sec (2) --- 

Ultraviolet 
stability – 
ASTM D-4355 
at 500 hours 

--- 70% strength 
retained 

--- --- 70% strength 
retained 

--- 

Wide strip 
tensile  
strength – 
ASTM D-4595 

--- --- --- --- (2) --- 

Asphalt 
retention – 
ODOT TM-817 

--- --- --- --- --- 0.20 gal/sq yd 

Melting point – 
ASTM D-276 

--- --- --- --- --- 300º F 
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205.03 CONSTRUCTION 
 
 205.03.01 Geotextiles 
 
    This work consists of furnishing and placing geotextiles in drains, under embankments, for 
embankment reinforcement, under riprap, buttresses, inlays, shear keys and erosion control applications, behind 
retaining structures, over roadbed subgrades, and beneath pavement overlays as shown on the plans and at other 
locations as directed by the Engineer. 
 
    Installation Requirements 
 
    Acquisition and Storage – Provide complete rolls of geotextile as furnished by the 
manufacturer and protect against damage and deterioration.  Store all geotextile rolls in a dry place and off the ground 
at all times according to ASTM D-4873.  Cover all rolls and partial rolls with a dark protective covering when 
received.  The geotextile will be rejected for use if the Engineer determines it has defects, deterioration, or has been 
damaged. 
 
     Placement: 
 
    (1) Surface Preparation – Prepare the surface receiving the geotextile to a smooth 
condition free of obstructions, depressions and debris unless otherwise directed.  Do not drag the geotextile on the 
ground or mishandle in any way. 
 
     Loosely place the geotextile without wrinkles so placement of the overlying material 
will not tear the geotextile.  Lap or sew the geotextile at the ends and sides of adjoining sheets as specified. 
 
    (2) On Slopes – Place the geotextile with the machine direction oriented up-down the 
slope.  Lap the upper sheets over the top of the lower sheets.  When the geotextile is placed on a slope steeper than 
6:1, securely anchor the laps to the ground surface with pins or stakes as necessary to prevent slippage and tearing of 
the geotextile.  Start placement of fill material on the geotextile at the toe of the slope and proceed upwards. 
 
    (3) Where Exposed To Water – When geotextiles are placed under water or in areas 
where water will flow, the geotextile may be placed with the machine direction parallel to the direction of water flow 
instead of the placement direction specified on slopes, if approved by the Engineer.  Overlap sheets so the upstream 
sheet is placed over the top of the downstream sheet.  Adequately secure the geotextile to prevent slippage.  As the 
geotextile is placed under water, place the backfill material on it to the required thickness.  Do not place geotextile 
more than 50-feet ahead of the specified cover material. 
 
    Overlaps – Minimum overlap requirements for geotextiles are: 
 

 
GEOTEXTILE APPLICATION 

MINIMUM OVERLAP 
REQUIREMENT, INCHES 

  
Drains 12 
Embankment stabilization 24 
Geotextile wall reinforcement 24 
Pavement overlays ** 
Riprap and rock buttresses 24 
Roadbed subgrade stabilization 24 
  

**Use sufficient overlap to ensure closure, but not more then 6-inches. 
 
    If the Engineer determines the specified overlap is not sufficient, increase the overlap to 
provide adequate coverage or sew the geotextile together in the field.   
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    Field Seams: 
 
    (1) General – Obtain the Engineer's approval before field seaming and stitching.  Sew 
field seams with polymeric thread consisting of polypropylene, polyester, or kevlar, and as resistant to deterioration as 
the geotextile being sewn.  Use a color of thread that contrasts with the geotextile being sewn so the stitches are 
exposed for inspection when the geotextile is placed.  Seams must achieve 90% of the product’s tensile and grab 
strengths. 
 
                    (2)  Equipment – Use field seam stitching equipment that provides an acceptable lock-
type stitch as recommended by the geotextile manufacturer and approved by the Engineer.  
 
    (3) Seam Type – Obtain the geotextile manufacturer's recommendation for the type of 
seam and stitch to be used.  If the Contractor does not obtain and provide the foregoing technical information, use a 
"J" seam with at least 3 stitches per inch.  The flat, or prayer, seam may be used for repair of damaged in-place 
geotextile. 
 
    Protection of Geotextile – Protect the geotextile at all times from ultraviolet (UV) rays, 
contamination by surface runoff, and construction activities. 
 
    Traffic or construction equipment will not be permitted directly on the geotextile except as 
authorized. 
 
    When placed for construction, cover the geotextile with specified cover material as soon as 
possible.  Do not leave in uncovered condition for more than 5-days. 
 
    Place cover material on the geotextile in a manner that the geotextile is not torn, punctured, 
or shifted.  Use a minimum 6-inches thick cover layer or twice the maximum aggregate size, whichever is thicker.  
End-dumping cover material directly on the geotextile will not be permitted. 
 
    Limit construction vehicles in size and weight so rutting in the initial layer above the 
geotextile is not more than 3-inches deep or half the layer thickness, whichever is lesser.  Turning of vehicles on the 
first layer will not be permitted. 
 
    Repair of Geotextile – Repair or replace all torn, punctured, or contaminated goetextiles 
during construction at no cost to the City.  Repair by placing a patch of the specified geotextile over the affected area.  
Overlap the existing geotextile with the patch.  Where geotextile seams are required to be sewn, repair any damaged 
sheet by sewing unless otherwise indicated on the plans or special provisions or as directed. 
 
    205.03.01A Drainage Geotextile 
 
     When used in trenches for drains, place the geotextile in the trench as 
shown on the plans to loosely conform to the shape of the trench with no wrinkles or folds. 
 
    205.03.01B Embankment Geotextile 
 
     Construct embankment stabilization according to details shown on the 
plans.  Place the geotextile layers so the geotextile machine direction is transverse to the embankment centerline.  
Spread the geotextile so all slack and wrinkles are eliminated.  
 
    205.03.01C Riprap Geotextile 
 
     Place geotextile behind and beneath riprap, buttresses, inlays, shear keys, 
and erosion control applications according to the details shown.  Demonstrate to the satisfaction of the Engineer that 
the combination of the rock-fill drop height and the thickness of any aggregate cushion, when specified or required, 
are adequate to not puncture or damage the geotextile when placing the riprap or stone embankment material.  In 
addition, the following limits apply: 
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Maximum Drop Height, Feet 

 
Size of Rock Material 

 
Onto Geotextile 

Onto an Aggregate 
Cushion Blanket 

   
Greater than 200 lbs. 0 3 

200 lbs. or less 3 3 
 
       After placing the riprap, backfill all voids in the riprap face so the 
geotextile is completely covered and not visible. 
 
    205.03.01D Wall Geotextile 
 
      (a) General – Begin wall construction at the lowest portion of the 
excavation and place each layer horizontally as shown on the plans.  Complete each layer in its entirety before the 
next layer is started.  Seams will be allowed only at the wall face.  Either overlap geotextile sheets perpendicular to the 
wall or sew seams parallel to the wall face.  Stretch the geotextile in a perpendicular direction to the wall face to 
eliminate slack before backfilling.  
 
      (b) Forming the Wall – Use a temporary form system at the wall face 
during construction.  Use pegs, pins, or the manufacturer's recommended method as approved by the Engineer, in 
combination with the forming system, to hold the geotextile in place until the cover material is placed. 
 
      (c) Backfill for Wall Construction – Compact the backfill for the wall 
within the limits shown on the plans or as directed by the Engineer of Record.  Compact each layer to 95% of 
maximum density as determined AASHTO T-180.  Maintain the water content to within ± 3% of the optimum 
moisture content.  Sheepsfoot rollers and vibratory rollers or other rollers with protrusions will not be allowed within 
3-feet of the wall face.  Compact this area using approved light mechanical tampers, without damaging or distorting 
the wall facing or reinforcing layers. 
 
    205.03.01E Subgrade Geotextile 
 
      Subgrade geotextile shall be installed in accordance with Subsection 
508.03.02.   
 
    205.03.01F Pavement Overlay Geotextile 
 
      Pavement overlay geotextile shall be installed in accordance with 
Subsection 508.03.03.   
                                        
205.04 MEASUREMENT AND PAYMENT  (Not applicable to privately financed public improvements) 
 
                205.04.01 Geotextiles 
 
    Square Unit Basis (Measurements) – Each geotextile installation will be measured along the 
lines and grades of the installation to the nearest square yard of surface area actually covered according to the plans or 
as required, except for drainage and wall geotextile applications. 
 
    The number of square yards of drainage geotextile will be computed by multiplying the length 
of the trench where geotextile is used by the perimeter of the trench as determined from the neat lines shown. 
 
    Geotextile walls will be measured to the nearest square foot of wall face computed by 
multiplying the length times the sloped height of the wall. 
 
    Square Unit Basis (Payment) – The accepted quantities for geotextiles will be paid for at the 
contract price per unit of measurement for the following items: 
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UNIT OF PAY ITEM MEASUREMENT 
(a) Drainage geotextile Square Yard 
(b) Embankment geotextile Square Yard 
(c) Riprap geotextile Square Yard 
(d) Wall geotextile Square Yard 
(e) Subgrade geotextile Square Yard 
(f) Pavement overlay geotextile Square Yard 

   
Item (d) includes all backfilling costs and geotextile as shown on the plans. 

Item (f) includes preparation work, sealant, and geotextile. 
 
    Payment will be payment in full for all equipment, tools, labor, and incidentals necessary to 
complete the work.  No separate payment will be made for constructing laps, seams, joints, and patches unless the 
Engineer orders additional amounts over the minimum.  For laps wider than the minimum or specified width, payment 
will be made for the added lap width at the contract unit prices. 
 
    If the Engineer orders geotextiles with properties more stringent than specified, price 
adjustment will be allowed only for the difference in material cost. 
 
 

******************** 
206    EXCAVATION, EMBANKMENT, BEDDING, AND BACKFILL 

******************** 
 
 
206.01 DESCRIPTION 
 
 206.01.01 General 
 
    This section covers work necessary for excavation, construction of embankment, foundation 
stabilization, pipe bedding, pipe zone backfill, trench backfill, and disposal of material required in construction of 
streets, wastewater systems, water systems, storm drain systems, structures, and appurtenances thereto. 
 
 206.01.02 Unclassified Excavation 
 
    Unclassified excavation is defined as all excavation, regardless of type, nature, or condition 
of materials, encountered unless separately designated.  The Contractor shall assume full responsibility to estimate the 
kind and extent of various materials to be encountered in order to accomplish the work. 
 
 206.01.03 Rock Excavation 
 
    Rock excavation is defined as the removal of all material that, by actual demonstration, 
cannot, in Engineer's judgment, be reasonably excavated with equipment comparable to types listed in TABLE 1 and 
equipped with rippers or similar approved equipment and which is, in fact, systematically drilled and blasted or 
broken by power-operated tools designed for rock excavation.  The Engineer may waive the demonstration if material 
encountered is well-defined rock.  The term “rock excavation” shall be understood to indicate a method of removal 
and not a geological formation. 
 

TABLE 1 
 

Manufacturer 
 

Model 
Minimum Net 
Horsepower 

Type of 
Excavation 

    
Caterpillar 225 125 Trench 
John Deere 690 125 Trench 

Case 125B/980B 125 Trench 
Caterpillar D8 300 Grading & Structural 
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    In trenches, boulders, or pieces of concrete below grade larger than half cubic yard will be 
classified as rock if drilling and blasting or other approved methods are actually used for their removal from the 
trench.  If material that would be classified as rock by the above definition is mechanically removed without blasting, 
breaking, or splitting, it will be considered unclassified excavation, or upon approval by the Engineer of Record if 
larger equipment is specifically brought in for the sole purpose of rock removal, as defined above, then such removal 
will be considered rock excavation.   
 
 206.01.04 Trench Excavation 
 
    Trench excavation is defined as removal of all material encountered in the trench to the 
depths and widths as shown and, unless otherwise classified by the Contract Documents, shall be considered 
unclassified or rock excavation. 
 
 206.01.05 Embankment 
 
    Embankment is defined as furnishing, placing, and compacting embankment materials to the 
depth and configuration as shown in the Contract Documents or as directed by the Engineer. 
 
 206.01.06 Foundation Stabilization 
 
    Foundation stabilization is defined as the removal of unsuitable material in the bottom of an 
excavation as approved by the Engineer and replacement with specified material for support of a roadbed, pipe, 
structure, or appurtenances thereto. 
 
 206.01.07 Pipe Zone 
 
    Pipe zone is defined as the full width of the trench from 6-inches below outside of the pipe 
barrel to a point 12-inches above the top outside surface of the pipe barrel.    
 
 206.01.08 Trench Backfill 
 
    Trench backfill is defined as furnishing, placing, and compacting backfill material in the 
trench between the top of the pipe zone and the bottom of the pavement base or ground surface.  Trench backfill will 
be classified as either native or select backfill. 
 
206.02 MATERIALS 
 
 206.02.01 Embankment Materials 
 
    The Contractor shall provide native or imported embankment materials approved by the 
Engineer of earth, sand, crushed aggregate, bank-run or river-run gravel or combinations thereof, that can be 
compacted to the densities specified, free of peat, humus, muck, frozen ground, organic matter, or other materials 
detrimental to construction of firm, dense, and sound embankments.  Maximum size of material shall be 6-inches in 
diameter unless otherwise approved by the Engineer. 
 
 206.02.02 Foundation Stabilization 
 
    Use foundation stabilization consisting of gravel or crushed aggregate ranging in size from 
6”– 0” to ¾”– 0” as specified and approved.  Material shall be well graded from coarse to fine unless otherwise 
specified by the Engineer of Record, shall be free from organic material, and shall not have more than 5% by weight 
passing the #200 sieve. 
 
 206.02.03 Pipe Zone Material 
 
    Use pipe zone material consisting of ¾”– 0” crushed aggregate, or sand as required by the 
Contract Documents.  
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                     Pipe zone material shall be as specified in Section 206.02.05A for crushed aggregate and as 
specified in this section for sand. 
 
                      Sand shall consist of fine granular material naturally produced by the disintegration of rock 
produced from crushed gravel or from river dredging.  Sand must be reasonably free of organic material, mica, clay, 
and other deleterious substances.   
 
                      The grading of sand shall conform to one of the following grading requirements as specified.  
Gradation and sizes shall be determined per AASHTO T-27 and T-11. 
 

 Percentage Passing by Weight 
Sieve Size Coarse Sand Fine Sand 

   
1” 100 100 
⅜” 95 – 100 --- 
#4 80 – 100 90 – 100 

#30 10 – 30 --- 
#100 --- 2 – 10 
#200 0 – 8 0 – 4 

Sand Equivalent 50 Minimum 50 Minimum 
 
    Table ranges are inclusive of tolerances.  Material must be able to stand on a minimum 60º 
angle from horizontal following compaction to specified density.  For the purpose of this specification, specified 
density will be a minimum of 95% of relative density as determined by AASHTO T-180 at optimum moisture. 
 
 206.02.04 Native Backfill Material 
 
    Native backfill material use is limited to trench backfill where the trench is not beneath a 
roadway or a designated future roadway, and its use must be approved by the Engineer. 
 
                    The Contractor shall use native material excavated from within limits of the project that can 
be compacted to the density specified, that is free from vegetation and other deleterious material, and that contains no 
frozen ground. 
 
    Maximum particle size shall not exceed 6-inches in diameter. 
 
 206.02.05 Select Backfill Material 
 
    The Contractor shall use imported granular material for backfill consisting of crushed 
aggregate or controlled density fill as specified. 
 
    206.02.05A Crushed Aggregate 
 
     Coarse and fine aggregates shall conform to requirements of Section 205 
and to additional requirements contained herein. 
 
     Crushed aggregates to be incorporated in the work shall have a sand 
equivalent of not less than 50 when tested in conformance with AASHTO T-176. 
 
     Crushed aggregate shall meet the requirements for Liquid Limit and 
Plasticity Index of Subsection 205.02.04C. 
 
     The crushed aggregates shall be uniformly graded from coarse to fine and 
shall conform to one of the following grading requirements as specified.  Gradation and sizes shall be determined per 
AASHTO T-27 and T-11. 
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Separated Sizes 

 Percentages Passing (by weight) 
Sieve Size 2½” – 0 2” – 0 1½” – 0 1” – 0 ¾” – 0 ¼” – 0 

       
3” 100      

2½” 95 – 100 100     
2”  95 – 100 100    

1½”   95 – 100 100   
1¼” 55 – 75       
1”  55 – 75  90 – 100 100  
¾”   55 – 75  90 – 100  
½”    55 – 75  100 
⅜”     55 – 75  

*¼” *30 – 45 *30 – 45 *35 – 50 *40 – 55 *40 – 60 85 – 100 
#10      0 – 15 
#40      0 – 5 

       
Table ranges are inclusive of tolerances. 

*Of the fraction passing the ¼” sieve, 40% to 60% shall pass the #10 sieve. 
 
    206.02.05B Controlled Density Fill 
 
     Controlled Density Fill (CDF) shall be accepted in lieu of granular fill as a 
backfill material in any excavation.  CDF shall be a mixture of Portland Cement, fly ash, aggregates, water and 
admixtures proportioned to provide a non-segregating, free-flowing, and excavatable material that will result in a 
hardened, dense, non-settling fill.  CDF shall be required in all Multnomah County and ODOT rights-of-way where 
specified in each permit. 
 
     CDF backfill will be required in the following cases:  1) Where mechanical 
equipment cannot adequately compact the backfill material; 2) as the top 4-feet of backfill where manholes are 
installed in existing paved streets; and 3) where it is deemed necessary by the Engineer. 
 
     Strength Requirements  
 
     Hand excavated, non-structural CDF shall produce unconfined compressive 
28-day strength of 100psi (tolerance +50psi, –20psi).  CDF that is to be hand excavated shall contain aggregate no 
larger than ⅜-inch aggregate and comprising no more than 40% of the total aggregate content. 
 
     Materials 
    
     Portland Cement shall meet the standards as set forth in ASTM C-150, Type 
I or II Cement. 
 
     Fly ash shall meet the standards as set forth in ASTM C-618, for Class F 
pozzolans.  The fly ash shall not inhibit the entrainment of air. 
 
     Air Entraining agent shall meet the standards as set forth in ASTM C-260. 
 
     Aggregates need not meet the standards as set forth in ASTM C-33.  Any 
aggregates that will produce the desired performance characteristics of the CDF considered, will be accepted for 
consideration, except as follows.  The amount of material passing a #200 sieve shall not exceed 12%, and no plastic 
fines shall be present. 
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     Proportioning 
 
     CDF shall be a mixture of cement, Class F pozzolan, sand, sometimes 
coarse aggregate, air entraining agent, and water.  It is usually batched by a ready mixed concrete plant and delivered 
to the job site by means of transit mixing trucks. 
 
     The actual mix proportions shall be determined by the producer of the CDF 
to meet job site conditions, minimum or maximum strengths, and unit weight.  Entrained air content shall be a 
minimum of 8.0%.  The actual entrained air content shall be established for each particular job with the materials and 
aggregates to be used to meet the placing and unit weight requirements.  Entrained air content may be as high as 20% 
for fluidity requirements. 
 
     The table below provides a guideline for CDF mixes.  The weights shown 
are only an estimate of the amount to be used per cubic yard of CDF.  Actual amounts may vary from those shown as 
approved by the Engineer or approved trial mix data or field test results for proper strength, workability, consistency 
and density. 
 

 
CLASS OF CONTROLLED DENSITY FILL 

CLASS 100 
HAND 

EXCAVATABLE 
  
Maximum compressive strength, PSI allowable variation, PSI 100 (+50/–20) 
Maximum gallons of mixing water per cubic yard 30 to 50 
Lbs. of cement per cubic yard, approximate 30 to 50 
Lbs. of fly ash per cubic yard, approximate 200 
Lbs. of dry aggregate per cubic yard, approximate (assumed SP.G. 2.67) 3200 

 
     1. If air entraining or water reducing admixture is used for flowability, 
total water and aggregates may be adjusted for yield. 
 
     2. For publicly financed improvements. design with prior test results shall 
be submitted to the Engineer for acceptance prior to placement. 
 
     3. Weights may be adjusted for flowability and pumpability. 
 
 206.02.06 Riprap 
  
    Riprap consists of 2-inch or 4 – 2-inch open graded crushed rock conforming to Subsection 
205.02.04, having at least two fractured faces on 90% of the material, and being free from organic material. 
  
 206.02.07 Imported Topsoil 
 
    Unless specified otherwise, imported topsoil shall be used.  Provide natural, fertile, friable 
topsoil, representative of local productive soil, and 90% free of clay lumps or other foreign matter larger than 2-inch 
diameter, not frozen or muddy, with pH 5.0 to 7.0, and not less than 3% humus as determined by loss on ignition of 
moisture-free samples dried at 100º C.  Gravel portion (particles larger than 2 mm) shall not exceed 15% of total 
volume.  Imported topsoil shall be free of quack grass, horsetail, and other noxious vegetation and their seeds.  Should 
such regenerative material be present in the soil all resultant growth, both surface and root, shall be removed and 
replaced to original specifications at the Contractor's expense within 2-years of acceptance of the work. 
 
 206.02.08 Native Topsoil 
 
    When specified, use topsoil from the site.  Save, store, protect, and reuse approved native 
topsoil taken from the top 12-inches of the excavation.  Ensure that topsoil is free from grass, overburden and roots, 
sticks, hard clay, and any stones that will pass a 1-inch square opening.  Wherever native topsoil cannot be saved or is 
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not satisfactory for reuse, use imported topsoil conforming to Subsection 206.02.07, but only with the approval of the 
Engineer. 
 
 206.02.09 Water 
 
    Use water that conforms to requirements of Section 205.  Provide water at the Contractor's 
sole expense.  Whenever City water is to be used, the Contractor shall obtain a meter issued by the City. 
 
206.03 CONSTRUCTION 
 
 206.03.01 Excavation 
 
    Excavate, remove, and dispose of all formations and materials, natural or man-made, 
irrespective of nature or conditions, encountered within limits hereinafter defined or as specified, necessary for 
construction of the project.  Method of excavation used is optional.  Overbreak shall be removed at the Contractor's 
expense.  Use hand methods for excavation that cannot be accomplished without endangering existing or new 
structures or other facilities.  Excavations shall also comply with requirements of Subsection 204.03.06. 
 
    Furnishing, installing, and removal of all shoring, sheeting, and bracing as required to 
support adjacent earth banks and structures, and for the safety of the public and of all personnel working in the 
excavation shall be the Contractor's responsibility and shall be considered incidental to the construction. 
 
 206.03.02 Rock Excavation and Explosives 
 
    206.03.02A Depth of Excavation 
 
     Excavate to the depths designated or as shown on the appropriate plan or 
standard drawing.  Correct over-excavation with compacted material as directed at no additional expense to City.  In 
trenches for sewers and water mains or conduits, remove all material necessary to provide a minimum clearance of 6-
inches under the pipe and replace with bedding material in conformance with Subsection 206.02.03. 
 
    206.03.02B Methods and Records Required 
 
     Before rock removal by systematic drilling and blasting, or other methods, 
will be permitted, notify Engineer who, with Contractor or its representative, will determine the amount of material to 
be removed as rock excavation and will record the information.  Then drill, blast, or break with power-operated tools 
specially designed for rock excavation, and excavate the material. 
 
    206.03.02C Use of Explosives 
 
     Obtain any and all permits required for use of explosives required by the 
City of Gresham, and other governing agencies.  No explosives shall be used without the expressed written permission 
of the Engineer. 
 
     Use of explosives shall be avoided as far as practicable, and in no case shall 
tunnel-blasting methods be used.  Such blasting as must be done shall be controlled in a manner that will avoid 
possible shattering or loosening of materials back of lines to which the excavations are to be made.  All blasting shall 
be supervised and/or done by a state-certified powder person.  Be responsible for any and all damages to property or 
injury to persons resulting from blasting, or accidental or premature explosions that may occur in connection with the 
use of explosives.  Give adequate warning to all affected persons and adjacent property owners prior to blasting. 
 
     Where excavations in hard, solid rock is to be made to depths of 10-feet or 
more; blasting thereof shall be done by the presplitting or preshearing method unless other methods are approved by 
Engineer. 
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    206.03.02D Trench Blasting 
 
     When blasting rock in trenches, cover area to be shot with blasting mats or 
other approved types of protective material that will prevent scattering of rock fragments outside of the excavation. 
 
 206.03.03 Preservation of Existing Improvements 
 
    Conduct operations in such a manner that existing streets, utilities, railroad tracks, structures, 
and other facilities which are to remain in place will not be damaged, as specified in Section 107.  Furnish and install 
cribbing and shoring, or whatever means necessary to support material carrying existing facilities, or to support the 
facilities themselves, and maintain such supports until no longer needed. 
 
    Protect temporary facilities, until they are no longer required, and remove and dispose of 
temporary supports and other protective means when they are no longer required. 
 
 206.03.04 Excavation of Existing Improvements and Miscellaneous 
 
    Unless otherwise specifically provided for, excavation or excavation and backfill includes 
all excavating, removing, hauling, and depositing, including but not limited to, existing pavements, walks, driveways, 
surfaces, slabs, curbs, gutters, and similar cement concrete structures, bituminous materials, all rock or gravel road 
surfacing materials, abandoned sewers, pipes and conduits, logs, piling, footings, foundations, vaults, and chambers, 
when such materials are within the limits of excavation. 
 
    Remove remaining ends of abandoned pipes, or portions of other items partially removed 
under this work, that would be left exposed after final excavation, to a minimum of 1-foot below the finished grade or 
elevation.  Plug or seal ends of abandoned pipes in backfill or embankment areas.  Storm drainpipe shall be 
reconnected as directed by the Engineer. 
 
    Payment for all work in this section and repair of any damage will be considered incidental 
to the work and included under bid items for Excavation, Excavation and Backfill, or other specified earthwork items. 
 
 206.03.05 Limits of Excavation 
 
    Excavate to the depths and widths designated, allowing for forms, shoring, working space, 
base material, and finish topsoil where required.  Do not excavate deeper than elevation shown.  Excavation carried 
below grade lines shown or established without approval shall be replaced with approved compacted material at the 
Contractor's expense.  Over-excavation under footings shall be filled with concrete of a strength equal to that of the 
footing, and cuts below grade shall be corrected by similarly cutting adjoining areas and creating a smooth transition, 
all at the Contractor's expense.  When the precise location of subsurface structures is unknown, locate such structures 
by hand excavation prior to utilizing mechanical excavation equipment. 
 
 206.03.06 Slope Grading 
 
    Make slopes free of all exposed roots, unstable rock, and loose stones exceeding 3-inches in 
any dimension.  Shape tops of banks to circular curves with, in general, not less than a 6-foot radius, unless rock 
makes such work impractical.  All surfaces shall be neatly and smoothly trimmed. 
 
 206.03.07 Foundation Stabilization 
 
    If, in the judgment of the Engineer of Record, having consulted with the Contractor, material 
in the bottom of an excavation is unsuitable for supporting foundations, piers, retaining walls, cribbing, sewers, pipes, 
or similar facilities, the Contractor shall over-excavate as necessary for successful construction of the facility and 
backfill to required grade with thoroughly compacted foundation stabilization material conforming to Subsection 
206.02.02. 
 
 206.03.08 Disposal of Excess Material 
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    Excavated materials not suitable or not required for backfill or embankment shall be 
deposited at predesignated sites specified, or sites supplied by the Contractor.  An embankment permit will be 
necessary within the City for any embankment exceeding 50 cubic yards before the Contractor places any excavated 
material from City projects on any property.  The Contractor shall make all arrangements for disposal of excess 
material, obtain the necessary permits when not provided by the City at predesignated sites, and bear all cost or retain 
any profit incidental to such disposal. 
 
 206.03.09 Temporary Location of Excavated Materials 
 
    Place excavated material specified for embankment or backfills only, not excess material, 
within the construction easement, right-of-way, or specified working area.  Pile in such a manner that it will cause a 
minimum of inconvenience to the public.  Furnish the Engineer a copy of written approval from each property owner 
prior to stockpiling material on private property outside of easements.  Conform to all federal, state, and local codes 
governing the safe loading of ground adjacent to trenches with excavated material. 
 
    Provide free access to all fire hydrants, water valves, and meters, and leave clearance to 
enable free flow of stormwater in all gutters, conduits, and natural watercourses. 
 
 206.03.10 Surface Removal and Replacement for Trenches 
 
    206.03.10A Removal and Replacement of Topsoil 
 
     When specified and where trenches within easements cross lawns, garden 
areas, pasture lands, cultivated fields, or other areas on which topsoil conditions exist, remove all topsoil to a depth of 
at least 12-inches for the full width of the trench to be excavated.  Stockpile topsoil to one side of the easement in an 
approved location and do not mix with remaining excavated material.  Replace and compact removed topsoil in the 
top of backfilled trench to the depth removed. 
 
     Maintain finished grade of topsoil level with area adjacent to the trench 
until final acceptance by the Engineer.  Repair damage to adjacent topsoil caused by work operations.  Remove all 
rock, gravel, clay, and any other foreign materials from surface; re-grade and add topsoil as required. 
 
     In lieu of stockpiling topsoil, Imported Topsoil as defined in Subsection 
206.02.07 may be substituted and replaced to the actual depth removed at the Contractor's expense.  If, in the opinion 
of the Engineer, the Contractor does not take precautions to protect the stockpiled topsoil from contamination by 
rocks, clay, excess water, etc., the Contractor will be required to import topsoil meeting the requirements of Section 
206.02.07 at Contractor’s own expense. 
 
     For publicly financed improvements, payment for removing, stockpiling, 
and replacing topsoil in the trench is included in the Trench Excavation and Backfill bid item. 
   
    206.03.10B Removal of Pavement, Curbs, Driveways, and Sidewalks 
 
     Cut all asphalt pavement to full depth with a pavement saw or other suitable 
pavement cutter prior to excavation of trenches. 
 
     Saw Portland Cement Concrete pavement, curbs, and sidewalks to a 
minimum depth of 4-inches or half the concrete thickness, whichever is greater.  Subsequent removal may be 
accomplished by using a jackhammer; but, if the Contractor damages the portion of the facility that is to remain, it 
shall be replaced to the nearest joint at no expense to the City.  Full depth cut by pavement saw can be done at the 
option of the Contractor.  Use of any machine utilizing a falling or swinging weight in the form of a "headache ball" 
will not be permitted. 
 
                                          No slurry, dust, or other material created by sawcutting will be allowed to 
enter the storm drain system. 
 



Construction Standard Specifications                                                                                                                                                                                     City of Gresham 
Division Two                                                                                                                                                                                                                                          (1/1/06)                            30

     Width of cut shall be as shown on the plans or standard drawings.  Remove 
all loose, undermined, or damaged pavement.  Remove all pavement between the trench and curb, pavement edge, or 
construction joint whenever the cut is 3-feet or less from the curb, pavement edge, or construction joint.  Joints shall 
not be located in wheel paths.  Prior to paving, all loose, cracked, sunken, or otherwise damaged edges will be sawcut 
in continuous straight cuts.  Straight-line sawcut lengths will not be less than 50-feet.  Cut angles will not exceed 15º. 
 
  Pavement and concrete materials removed shall be hauled from the site and not used for trench backfill.  
Replacement of pavement, curb, and sidewalk shall conform to the requirements of Section 210. 
 
 206.03.11 Trench Excavation and Shoring 
 

    206.03.11A Maximum Length of Open Trench 
 
     Length of trench excavated in advance of the pipe laying shall be kept to a 
minimum, and in no case shall it exceed 200-feet unless otherwise authorized.  The length of unrestored work area and 
total unfinished trench construction shall not exceed a length of 600-feet for main line pipe laying operation unless 
otherwise authorized.  Trench construction will not be considered completed until all restoration is completed.  If the 
unfinished trench or restoration exceeds 600-feet in length, the main line construction shall be suspended and shall not 
be resumed until authorized by the Engineer. 
 
     In no case will any trench be left unfinished or uncovered overnight or 
outside working hours. 
 
     For purposes of this subsection, trench shall be considered as unfinished 
until excavation, construction, backfilling, and resurfacing with temporary cold mix or the same material as the 
adjacent finished surface has been installed to finish grade, and cleanup operations have been completed.  Cleanup of 
backfilled and construction area shall include resurfacing and cleaning of area so as to allow use of trench and 
adjacent construction area for normal use as required in Section 211. 
 
     Adjacent to Excavations – Where paved shoulders adjacent to excavations 
are less than 4-feet wide, protect the traffic as follows:   
 
     ● At the end of each working day, backfill pavement edge excavations to 
the elevation of the existing pavement with permanent base material or with temporary wedge of aggregate as shown 
on the plans. 
 
    206.03.11B Trench Width 
 
     The maximum trench width at the ground surface will be kept to a 
minimum necessary to install the pipe in a safe manner.  Trenches shall be of sufficient width to allow for shoring and 
permit proper joining of pipe and compaction of the backfill material along the sides of the pipe.  Minimum trench 
width of unshored trenches shall provide a clear working space of at least 6-inches on each side of the outside 
diameter of the pipe bell.  Shoring requirements shall be independent of trench widths. 
 
     Trench width at the top of the pipe will be the pipe nominal diameter plus 
18-inches, except where specifically shown on the drawings, or specified in the Special Provisions.  The pipe will be 
centered in the trench online and grade at all times.  When authorized by the Engineer, the Contractor may use pipe of 
greater strength or install a superior pipe bedding in lieu of maintaining the trench widths shown.  If maximum width 
shown is exceeded by Contractor (without written authorization), the Contractor shall provide pipe of a higher 
strength designation, a higher class of bedding, or both, as approved by the Engineer, at no expense to the City. 
 
     Make the excavation for manholes and other structures wide enough to 
provide a minimum of 12-inches between sides of structure and sides of excavation. 
 
     Confine top width of trench to dedicated rights-of-way or construction 
easements.  Special written agreements to extend width may be made by the Contractor with affected property owners, 
provided such agreements are approved by the Project Manager. 
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    206.03.11C Grade 
 
     Excavate trench to lines and grades shown or as established by the 
Engineer, with proper allowance for pipe thickness, pipe bedding, and foundation stabilization.  The subgrade upon 
which bedding is to be placed shall be firm, undisturbed, and true to grade.  If the trench is over-excavated without 
approval of the Engineer of Record, restore to grade with thoroughly compacted foundation stabilization material or 
pipe bedding material at the Contractor's expense.  Place material over full width of the trench in compacted layers to 
established grade with allowance for pipe bedding. 
 
    206.03.11D Shoring and Bracing of Trenches 
 
     Shore and brace trench when necessary to prevent caving and to protect 
adjacent structures, property, workers, and the public.  Increase trench widths by the thickness of the shoring and 
maintain  shoring until pipe has been placed and backfilled at the pipe zone.  Remove shoring as backfilling is done, in 
a manner that will maintain compaction of the backfill material in the trench and will not damage the pipe or permit 
voids in the backfill.  All sheeting, shoring, and bracing of trenches shall conform to the safety requirements of the 
federal, state, or local agency having jurisdiction.  The most stringent of these requirements shall apply. 
 
 206.03.12 Dewatering 
 
    Furnish, install, and operate all necessary machinery, appliances, and equipment to keep 
excavations free from water during construction.  Remove and dispose of all water entering the trench excavation 
continuously during the time the trench is being prepared for the pipe laying, during the pipe laying, when concrete is 
being placed, and until the backfill has been completed.  Dewater and dispose of water so as to prevent injury to 
public or private property, and to prevent nuisance or menace to the public.  Drainage of trench water through the 
pipeline under construction is prohibited unless otherwise approved by the Engineer.  At all times the Contractor shall 
have on hand sufficient pumping equipment and machinery in good working condition for all ordinary emergencies, 
including power outage.  The Contractor shall have available at all times competent workers for operation of the 
pumping equipment.  Control surface runoff to prevent entry or collection of water in excavations. 
 
    Control ground water such that softening of the bottom of excavations or formation of 
"quick" conditions or "boils" during excavation shall be prevented.  Design and operate dewatering systems so as to 
prevent removal of natural soils and so that ground water level outside the excavation is not reduced to the extent that 
would damage or endanger adjacent structures or property. 
 
    Before dewatering is started, submit to the Project Manager a statement of the method, 
installation, and details of the dewatering system proposed to be used.  Open and cased sumps shall not be used as 
primary dewatering for excavations deeper than 3-feet below static water table. 
 
    Release ground water to its static level in such a manner as to maintain the undisturbed state 
of natural foundation soils.  Prevent disturbance of compacted backfill and flotation or movement of structures, water 
mains, sewers, and other utilities. 
 
    1. All foundation, vault, and trench de-watering water that has similar characteristics to 
stormwater runoff at the site, shall be discharged into a controlled conveyance system prior to discharge to a sediment 
trap or sediment pond. 
 
    2.  Clean, non-turbid de-watering water, such as well-point groundwater, can be discharged 
to the public system.  These clean waters should not be routed through sediment traps or sediment ponds with 
stormwater. 
 
    3.  Highly turbid or otherwise contaminated de-watering water, such as from construction 
equipment operation, clamshell digging, concrete pour, or work inside a cofferdam, shall be handled separately from 
stormwater at the site. 
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    4.  Other disposal options, depending on site constraints, may include:  1) sanitary sewer 
discharge with City Wastewater Services approval, 2) over-land infiltration, 3) filter fabric/media filtration, or 4) 
transport off-site in a vehicle, such as a vacuum flush truck, for legal disposal in a manner that does not pollute local 
or state waters. 
 
    For publicly financed improvements, dewatering shall be considered as incidental to, and all 
costs included in, the various contract pay items in the Proposal. 
 
 206.03.13 Compaction 
 
    Compaction shall be by mechanical methods only. 
 
    Compaction equipment shall be of suitable type and adequate to obtain the amount of 
compaction specified.  Compaction equipment shall be operated in strict accordance with the manufacturer's 
instructions and recommendations and shall be maintained in such condition that it will deliver the manufacturer's 
rated compactive effort.  Compaction equipment for granular materials shall be vibratory plate or vibratory drum 
compactors. 
 
    Any settlement noted in backfill, embankment, or in structures built over the backfill or 
embankment within the 2-year warranty period, in accordance with the GENERAL REQUIREMENTS, will be 
considered to be caused by improper compaction methods and shall be corrected at the Contractor's expense.  
Structures damaged by settlement shall be restored to their original condition by the Contractor at the Contractor's 
expense. 
 
 206.03.14 Embankment 
 
    206.03.14A Embankment 
 
     Preparation of Embankment Foundations: 
 
     Prior to construction of embankments, excavate and dispose of unstable 
material or unsuitable foundation material.  Limit excavation to lines, grades, and cross sections shown.  Fill 
basements, trenches, and holes that occur within embankment limits with specified material.  Compact natural ground 
underlying embankments to the depth of grubbing or a minimum of 12-inches to density specified for the embankment 
material to be placed.  Embankment construction shall also comply with requirements of Subsection 204.03.06. 
 
     Embankment Construction: 
 
     Construct embankments to the lines and grades shown.  Deposit material in 
layers thin enough to ensure compaction requirements are achieved throughout the entire lift and not exceeding 12- 
inches deep across the full width of the embankment.  Place material in continuous horizontal layers.  Compact each 
lift to the appropriate density as determined by AASHTO T-180. 
 
     Embankment for structural foundations the maximum aggregate size shall 
not exceed 3-inches and shall be compacted to not less than a relative maximum density of 95% throughout the 
embankment.  For all other embankments, the compacted materials within 3-feet of established subgrade elevation 
shall have a density in place of not less than 95% of relative maximum density, and below 3-feet shall have a density 
in place of not less than 90% of relative maximum density, and will show no appreciable deflection or adverse 
reaction under the compacting equipment during compaction. 
 
     If the surface of the prepared foundation or the compacted surface of a 
preceding lift is too dry or smooth to bond properly with the next layer of material, moisten or scarify, or both, before 
the next layer of material is placed.  Compact slopes of all embankments thoroughly, and true to line and grade. 
 
     Do not place embankment material when the material, foundation, or 
previously placed embankment material is frozen.  Embankment material shall not be placed in final position until 
moisture in excess of optimum moisture has been removed.  Water settling of embankments will not be permitted. 
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    206.03.14B Pipeline Embankment 
 
     Where pipelines are to be placed within an embankment, construct the 
embankment to its final specified elevation prior to trench excavation for the pipeline.  Place pipe bedding and pipe 
zone materials in accordance with applicable portions of Subsections 206.03.15 and 206.03.16.  Place trench backfill 
material as specified in Subsection 204.03.17.   
 
 206.03.15 Pipe or Conduit Pipe Zone Bedding 
 
    Construct bedding in conformance with the appropriate standard drawing.  
 
    Class A Pipe Zone Bedding consists of a pipe cradle of Portland Cement Concrete as 
shown on the appropriate standard drawing.  Bottom of trench shall be fully compacted before placement of pipe or 
cradle.  Place concrete in such a manner that no dirt or foreign material become mixed with the concrete.  Allow 
concrete sufficient time to reach initial set before any additional backfill material is placed in the trench.  Conform to 
applicable provisions for concrete encasement in DIVISIONS 3 (WASTEWATER) and 4 (STORMWATER). 
 
    Class B Pipe Zone Bedding consists of leveling the bottom of the trench or top of the 
foundation material and placing pipe bedding select material to the horizontal centerline (springline) of the pipe.  
Bedding select material shall be placed in at least two lifts.  Place the first lift to provide the minimum depth of 
bedding select material shown on the appropriate standard drawing before the pipe is installed.  Spread smoothly to 
proper grade so that pipe is uniformly supported along the barrel.  Excavate bell holes at each joint to permit proper 
assembly and inspection of the entire joint.  Bedding under pipe shall provide a firm, unyielding support along the 
entire pipe length.  Place subsequent lifts of not more than 6-inch-thickness up to the horizontal centerline of the pipe.  
Bring lifts up together on both sides of the pipe and carefully work under pipe haunches. 
 
    Pipe zone bedding shall be considered to include full width of excavated trench from the 
bottom of the trench or top of the foundation stabilization material to the top of the bedding. 
 
    Particular attention must be given to the area from the invert to the horizontal centerline of 
the pipe or top of the bedding to ensure that firm support is obtained to prevent any lateral movement of the pipe 
during the final backfilling of the pipe zone. 
 
    206.03.15A Bedding for Flexible Sewer Pipe 
 
     Material for bedding sewer pipe shall be as specified.  Place in more than 
one lift.  Material for pipe bedding PVC pipe shall be ¾”– 0” or crushed rock placed a minimum of 6-inches under the 
pipe.  First lift shall provide the minimum thickness per Standard Drawing No. 311 under any portion of the pipe and 
be placed before the pipe is installed.  Spread smoothly so that the pipe is uniformly supported along the barrel.  
Install subsequent lifts of not more than 6-inch-thickness to the top of pipe zone and individually compact to either 
90% of maximum dry density as determined by AASHTO T-180. 
 
    206.03.15B Bedding for Water Pipe 
 
     Place bedding to a minimum thickness of 5-inches below the outside bottom 
of the pipe barrel or conduit and compact with mechanical vibrating or impact tampers to 95% of maximum density as 
determined by AASHTO T-180.  For coal tar coated steel pipe, sand-bedding material is required.  Material for pipe 
bedding for water pipe shall be ¾”– 0” select backfill except for waterline wrapped with polyethylene encasement or 
coal-tar coated steel pipe, in which case sand shall be used within the entire pipe zone area.                                    
 
 206.03.16 Pipe Zone Placement 
 
    Place pipe zone material carefully around the pipe in 6-inch-layers and compact to a 
minimum of 95% maximum dry density as determined by AASHTO T-180 for water pipes and to a minimum of 90% 
of maximum dry density as determined by AASHTO T-180 for all other pipes.  Prevent pipe from movement either 
horizontally or vertically during placement and compaction of pipe zone material. 
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 206.03.17 Trench Backfill and Compaction 
 
    206.03.17A General 
 
     The type of backfill to be used above the pipe zone is indicated on the 
drawings.  The right is reserved to modify the use, location, and quantities of the type of backfill during construction 
as the Engineer considers being in the best interest of the City.   
 
     When backfill is placed mechanically, push the backfill material onto the 
slope of the backfill previously placed and allow to slide down into the trench.  Do not push backfill into the trench in 
such a way as to permit free fall of the material until at least 2-feet of cover is provided over the top of the pipe.  
Under no circumstances allow sharp, heavy pieces of material to drop directly onto the pipe or the tamped material 
around the pipe.   
 
     Take reasonable precautions to prevent excavated material that is 
designated to be used for backfill from becoming wet and exceeding the critical moisture limits.  If native material 
does become wet and exceeds the critical moisture limits due to the Contractor's operations, replace with imported 
granular material at the Contractor's expense. 
 
    206.03.17B Crushed Aggregate 
 
     Backfill the trench above the pipe zone with imported crushed rock backfill 
material.  Compact the entire trench depth in suitable lifts not to exceed 4-feet in depth, loose measure, with 
mechanical vibrating compactors with sufficient compactive effort to meet the specified density.  Determine the type 
of equipment, method of placing lifts, and the amount of compacting effort required to prevent subsequent settlement.  
Compaction with hydra-hammer equipment will not be approved. 
 
     The top 3-feet of select backfill shall be compacted to 95% of maximum dry 
density as determined by AASHTO T-180. 
 
     In the zone below the top 3-feet of backfill, except water line trenches, 
compact to 90% of maximum dry density as determined by AASHTO T-180. 
 
     Any subsequent settlement of the finished surface during the 2-year 
warranty period shall be considered to be a result of improper or insufficient compaction and shall be promptly 
repaired by the Contractor at the Contractor's expense. 
 
    206.03.17C Native Backfill 
 
     Backfill the trench above the pipe zone with excavated trench material. 
 
     As shown on the construction drawings, leave the trench with the backfill 
material level with the existing ground for the entire width of the trench.  Material will be compacted to a minimum of 
90% maximum dry density as determined by AASHTO T-180.  Any deficiency of backfill material that becomes 
apparent after settlement and within the warranty period shall be corrected by re-grading and adding additional 
material where required.  Remove rocks larger than 2-inches in any dimension from the upper 8-inches of the backfill. 
 
                               206.03.17D Controlled Density Fill 
 
     CDF shall be discharged from the mixer by any reasonable means into the 
area to be filled.  The CDF shall be brought uniformly to the elevation as shown in the Contract Documents.  Trench 
sections to be filled with CDF shall be contained at either end by bulkheads of earth fill. 
 
                             CDF can be used only after the pipe, conduit, lateral, or fitting has been 
backfilled with crushed rock, pipe zone material as specified in Subsection 206.02.03, unless otherwise specified by 
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the Engineer.  Where CDF is placed directly around waterline, polyethylene encasement is required around all 
waterline and fittings. 
 
     CDF shall not be placed on frozen ground.  Subgrade on which CDF is 
placed shall be free of disturbed or softened material and water. 
 
     CDF batching, mixing, and placing may be started if weather conditions are 
favorable, as when the air temperature is at least 34º F or more and rising.  At the time of placement, CDF must have a 
temperature of at least 40º F.  Mixing and placing shall stop when the air temperature is 38º F or less and falling.  
Each filling stage shall be as continuous an operation as practical. 
 
     Permanent pavement may be placed directly upon the CDF as soon as it has 
sufficiently self-consolidated so that the surface will withstand the process of paving without displacement or 
disruption.  If the placement of the CDF is not completed early enough to allow for permanent paving to be completed 
the same day, the Contractor shall provide steel plates to span the trench and prevent traffic contact with the CDF 
overnight or until permanent paving can be placed. 
 
     The Contractor shall provide test cylinders for laboratory testing by the 
City.  Test cylinders shall be prepared in conformance with ASTM D-4832.  Unless otherwise directed by the 
Engineer, a set of test cylinders shall be prepared for each day CDF is placed on the project.  A set shall consist of two 
cylinders for testing at 7 days and two cylinders for testing at 28 days.  The Engineer may permit other testing 
methods more suitable for low strength concrete.   
 
    206.03.17E Compaction Testing 
 
     Sampling and testing of materials for determination of compliance with the 
specified compaction requirements may be taken at any location and time as the Engineer may determine.  Excavate 
test pits in the backfill as directed by the Engineer for the purpose of testing the backfill compaction.  At the option of 
the Engineer, density tests may be taken on a lift of compacted backfill immediately before placing the next lift.  All 
costs in connection with excavating test pits, providing and installing safety shoring as required to protect the testing 
person, and standby time during field density test shall be considered incidental to backfill and shall be included in 
unit price bid for the various items involved.  
 
     When compaction testing has been performed by the Engineer and the 
required density has not been obtained by the Contractor, the Contractor shall bear all costs for all subsequent 
retesting in the areas of non-compliance.  All testing shall be performed by the testing laboratory of the Engineer.  The 
Engineer shall keep an accurate account of the time spent for the testing laboratory to perform retesting.  The 
Contractor shall be totally responsible for rescheduling compaction testing with the Engineer.  Any and all costs for 
tests associated with delays due to retesting shall be the sole responsibility of the Contractor. 
 
     If required density has not been obtained, remove the backfill from the 
trench, replace with backfill, and re-compact as many times as it is necessary to obtain the required specified 
minimum densities. 
 
    206.03.17F Trench Maintenance 
 
     In graveled areas, maintain surface of the backfilled trench level with the 
adjacent and existing grade, before and after the area is opened to traffic, with 1”– 0” crushed aggregate material.  In 
paved areas, temporary hot or cold mix asphalt pavement shall be used until the final pavement replacement is 
completed.  The temporary asphalt or steel plating shall be in place at the end of each workday.  Place temporary hot 
or cold mix asphalt in conformance with Section 210. 
 
     Maintain backfilled trench surface between any two successive manholes 
until the following operations have been completed and accepted by the Engineer: 
   
     1. Service connections installed, backfilled, and compacted. 
     2. Construction of manholes and appurtenances. 
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     3. Air testing. 
     4. Cleanup and restoration of all physical features, including concrete 
curbs, gutters, and driveways. 
     5. Utilities restored to their original condition or better. 
     6. All work required between the two manholes accomplished. 
 
     Maintain backfilled trench surface between any two successive valves until 
the following operations have been completed and accepted by the Engineer: 
 
     1. Service connections installed, backfilled, and compacted. 
     2. Valves, valve boxes, and hydrants installed. 
     3. Hydrostatic testing. 
     4. Flushing and disinfection. 
     5. Cleanup and restoration of all physical features, including concrete 
curbs, gutters, and driveways. 
     6. Utilities restored to their original condition or better. 
     7. All work required between the two valves accomplished. 
 
     Do not undertake final pavement replacement until all items outlined above 
have been completed and accepted, unless otherwise approved by the Engineer. 
 
     Maintenance of backfilled trenches is considered as incidental to this item 
of work and payment for such maintenance will be considered as included in payment for Excavation and Backfill. 
 
 206.03.18 Utility Permits 
 
    206.03.18A Permit Standards and Conditions 
 
     Permits are issued, subject to the approval of City, state, or other 
governmental agencies having either sole or joint supervision over the section of road, to jurisdictions for approval of 
a storm or sanitary sewer system, or authority to regulate land use by means of zoning and/or building regulations.  It 
shall be the applicant’s responsibility to determine the necessity of and obtain any such easements and approvals that 
may be required. 
 
     Granting of a permit is conditioned upon replacement or restoration and any 
adjacent impacted areas by the applicant of the road right-of-way by the applicant to an equal or better condition than 
existed prior to permit issuance. 
 
    206.03.18B Permit Implementation 
 
     Applicant or his contractor shall advise the City at least 48-hours in advance 
of commencing construction of the facility authorized by the permit.  The City may require adjustment of the 
construction schedule to permit inspection by the City. 
 
     The road approach or other facility shall be constructed in conformance 
with the Special Provisions and exhibits contained in and attached to the permit.  Applicant shall notify the City when 
construction of the facility has been completed.  If the work has not been constructed in a satisfactory manner, the 
applicant shall promptly correct any deficiencies outlined by the City. 
 
    206.03.18C Allocation of Costs 
 
     The entire cost of installing, maintaining, repairing, operating or using the 
road approach, sidewalk, pole line, buried cable, pipe line, sign, or miscellaneous facility; of performing 
miscellaneous operations; and of any other expense whatsoever incidental to the facilities or operations authorized by 
the permit shall be paid by the applicant. 
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     The applicant shall reimburse the City for any reasonable and necessary 
expense that the City may incur in connection with the facilities or operations authorized by the permit.  The 
reimbursement to the City shall be made by the applicant within 30-days after receiving a statement thereof from the 
City.  These may include, but are not limited to, the following: 
 
     • Emergency repair by persons other than the permittee when authorized 
by the City. 
     • Emergency traffic control by persons other than the permittee when 
authorized by the City. 
      • Quality testing as required under the terms of the permit, or when 
ordered by the City to establish permit compliance. 
     • Repair of non-conforming installation (non-emergency) 30-days after 
notification by the City of non-conforming installation. 
 
     In the above instances, the owner of the utility, facility, or structure shall 
bear the full cost of the work.  This cost would include all City costs and shall be paid to the City within 30-days after 
receipt of written notice of cost incurred by the City and request for payment.  If payment is not made and the City 
must go to court to receive payment, the owner of the utility, facility, or structure shall bear all cost incurred by the 
City to receive payment associated with the court case. 
 
206.04 MEASUREMENT AND PAYMENT (Not applicable to privately financed public improvements) 
 
 206.04.01 Unclassified Excavation 
 
    All unclassified excavation will be measured on a cubic yard basis, or on a linear foot basis 
for trench excavation and backfill when so shown in the Proposal, all in original position prior to excavation.  The 
quantity measured for payment will include only material excavated from within the limits defined herein.  Any 
additional excavation outside of these limits, unless ordered in writing by the Engineer, shall be considered as having 
been made for Contractor's benefit and will be considered as incidental to the work.  Excavation required for the 
volume displaced by new concrete curbs, driveway, sidewalks, steps, and pathways shall be considered incidental to 
the work and no payment will be made for removal of this material.   
 
    206.04.01A Roadbed and Slope Excavation 
 
     Pay quantities shall be computed to the neat lines of cross sections as staked 
or as otherwise specified. 
 
    206.04.01B Trench Excavation and Backfill 
 
     General 
 
     Length of all trenches will be measured horizontally along center of pipe or 
conduit from center-to-center of valves, fittings, couplings, manholes, structures, or end of pipe or conduit, whichever 
is applicable.  Measurement through structures will be deducted if the Proposal carries a separate item of structure 
excavation applicable to the structures. 
 
     Measurement and payment for trench excavation and backfill shall include 
all work specified herein, or not specifically paid for in other pay items.   
 
                                          If a portion of the native material is approved as backfill material in areas 
requiring such, there may be a need for additional granular backfill to be imported.  No additional payment will be 
made for the granular backfill.  It will be considered incidental to the bid item for native backfill material. 
 
                                          Trench backfill above the pipe zone will either be native crushed aggregate 
or CDF for purposes of payment.  Payment will be made based on the type of backfill actually installed. 
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     The price per linear foot for trench excavation and backfill shall be 
considered full compensation for the removal, protection, and replacement if damaged or interfering portions of 
existing sewers, storm drains, waterlines, and other improvements; the plugging or removing of abandoned conduit 
and structures; the excavations of the trench; disposal of excess excavation; the control of ground and surface waters; 
the preparation of subgrade; backfilling the trench; removing, stockpiling, and replacing topsoil; and all other work 
necessary to install the pipe or conduit, complete in place. 
 
     Gravity Sanitary Sewers and Storm Drains 
 
     When contained in the Proposal, trench excavation and backfill will be paid 
for on a linear foot basis for type and depth of backfill used, with depth being measured from original ground or paved 
surface to invert of the pipe.  The price bid per linear foot shall include the excavation required to provide space for 
the pipe bedding and any excavation and backfill necessary to widen the trench for installation of manholes and 
appurtenances. 
 
     For sanitary sewers and storm drains, depth figures shown in the Proposal 
are inclusive to the nearest 0.1-foot; that is, a trench depth measured as 11.9-feet will be paid for at the unit price for 
excavation 10 to 12-feet deep.  A trench depth measured as 12.0-feet will be paid for at the unit price for excavation 
12 to 14-feet deep.  Depths measured at less than 8-feet will be included in the base depth of range of 0 to 8-feet.  
Depth of trench will be measured at intervals of 50-feet along the centerline of the trench, and the ends.  Depths will 
be interpolated between each 50-foot station or the ends if the line is less than 50-feet long. 
 
     Pressure Sewers, Waterlines, and Conduits 
 
     Payment for trench excavation and backfill will be made at the respective 
unit prices stated in the Proposal for the trench excavation, the type of backfill used, and all incidental work, including 
all extra excavation required to provide space for pipe bedding, and shall also include any incidental excavation and 
backfill necessary to widen the trench for installation of branch-line fittings and appurtenances. 
 
     For waterline installations, payment for trench excavation and native 
backfill will be included within the "Installation of Pipe" bid item, Subsection 504.01. 
 
 206.04.02 Rock Excavation 
 
    206.04.02A Structural Rock Excavation 
 
     Rock excavation will be measured on a cubic-yard basis for the actual 
quantity removed within the limits of excavation as defined for unclassified excavation.  Quantity for payment shall 
be the amount approved by the Engineer. 
 
    206.04.02B Roadbed and Slope Rock Excavation 
 
     Rock excavation will be measured on a cubic-yard basis for the actual 
quantity removed within the limits of excavation as defined for unclassified excavation.  Quantity for payment shall 
be the amount approved by the Engineer. 
 
    206.04.02C Trench Rock Excavation 
 
     Rock excavation will be measured on a cubic-yard basis as follows: 
 
     Length 
 
     Length will be the entire horizontal distance where rock is encountered, 
measured on a lineal foot basis along the centerline of the trench. 
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     Width 
 
     For sewers, storm drains, and water mains, the width for payment of trench 
rock excavation shall not exceed the inside pipe diameter plus 18-inches, except at manhole locations where the width 
will be the manhole diameter plus 2-feet where rock is encountered. 
 
     Depth 
 
     Measurement for depth will be the vertical distance from the top of the rock 
to the bottom of the rock or a depth that is 6-inches below the sewer pipe, storm drain, water main, or structure, 
whichever is less.  Depth will be measured at intervals of 25-feet for sewers and 50-feet for water mains along the 
centerline of the trench, beginning at the first location that rock is encountered and ending where the rock stops. The 
average depth between measuring points will be the depth used for computing depth of rock. 
 
     Payment for rock excavation will be based on the unit price per cubic yard 
stated in the bid and will be paid in addition to the payment for trench excavation and backfill.  Payment for rock 
excavation shall include full compensation for all work necessary to excavate the rock material.  No payment will be 
made for rock excavated below the required grade or outside the widths mentioned above. 
 
 206.04.03 Hard Surface Removal and Replacement for Trenches 
 
    Measurement and payment for the removal and replacement of Portland Cement Concrete 
pavement, asphaltic concrete pavement and surfaces, curbs, driveways, and sidewalks shall conform to the provisions 
of Section 210. 
 
    Payment for removal will be covered under excavation unless specifically stated otherwise 
in this document. 
  
 206.04.04 Embankment 
 
    Measurement for payment for embankment compacted in place will be made on a cubic yard 
basis.  Computation of volume for payment will be based on field measurement of the actual number of cubic yards 
constructed within limits shown or directed.  Where applicable, this shall be within neat lines of the staked cross 
section. 
 
    No payment will be made for quantities required due to subsidence or settlement of ground 
or foundation, for settlement of materials within the embankment or for shrinkage, settlement, washout, slippage, or 
loss regardless of cause, subject to the provisions of Subsection 107.03. 
 
    Deduction may be made for piers, columns, pipes, or miscellaneous construction features 
constructed within embankment limits. 
 
    Payment shall constitute full compensation for all work and all materials used, whether 
obtained from the site of work or imported. 
 
    Trench excavation, bedding, and backfill placed in the compacted embankment will be paid 
for separately for the particular item and class of construction. 
 
 206.04.05 Foundation Stabilization 
 
    Payment for this item will be based on the unit price per cubic yard stated in the Proposal.  
Measurement will be based upon a trench pay width of the nominal pipe diameter plus 18-inches.  Payment for this 
item shall constitute full compensation for all materials, labor, equipment, and incidentals necessary to furnish 
materials at the site and for placing and compacting it and for the extra depth of excavation required below the pipe 
base grade structure or roadway to provide for a stable base.  This item is to provide for unstable base encountered in 
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the progress of the work and shall be used only under the direction of the Engineer.  Foundation stabilization will only 
be paid in those areas where the Engineer has given written direction for installation. 
 
 206.04.06 Bedding for Sewers, Water Mains, and Conduits 
 
    Payment for pipe bedding will be included in the lineal foot payment for pipe as specified in 
Subsection 301.04 and/or Subsection 504.01. 
 
 206.04.07 Pipe Zone Backfill 
 
    Payment for pipe zone backfill will be included in the lineal foot payment for pipe as 
specified in Subsection 301.04 and/or Subsection 504.01. 
 
 206.04.08 Riprap and Filter Blanket 
 
    Riprap and filter blanket material will be measured for payment on a cubic yard or ton basis 
only when listed in the Proposal as a separate bid item, or when directed by the Engineer.  Measurement will be based 
upon individual trip tickets of actual truck measure furnished to the Engineer for the cubic yards or tons used under 
this item.  Trip tickets shall be presented to the Inspector for signature on the day the material is delivered.  No 
payment will be allowed on trip tickets not so validated by the Inspector. 
 
    Payment for riprap and filter blanket shall include all work necessary to furnish and place 
the material complete.  When not listed in the Proposal, payment for riprap and filter blanket shall be incidental to 
other items of work. 
 
 206.04.09 Imported Topsoil 
 
    Measurement and payment for the imported topsoil will be made on a cubic yard or ton basis 
and only when listed in the Proposal as a separate bid item.  Measurement will be based upon individual trip tickets of 
actual truck measure furnished to the Engineer for the cubic yards or tons used under this item.  Trip tickets shall be 
presented to the Inspector for signature on the day the material is delivered.  No payment will be allowed on trip 
tickets not so validated by the Inspector. 
 
    Payment for imported topsoil shall constitute full compensation for all work necessary to 
furnish materials onsite, placing material, and for full compaction in place. 
 
 206.04.10 Shoring Bracing 
 
    Shoring, bracing, and cribbing, including all work and materials expended in furnishing, 
placing, and removing such shoring, bracing, and cribbing necessary to complete the excavation, shall be considered 
incidental to the pay item for excavation. 
 
 206.04.11 Dewatering 
 
    Dewatering shall be considered as incidental to and included in the pay item for excavation. 
 
 

******************** 
207    BORING AND JACKING 

******************** 
 
 
207.01 DESCRIPTION 
 
 207.01.01 Boring 
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    Boring shall include all methods by which a pipe or conduit is pushed or pulled into place 
and by which the excavation method precludes the stationing of a worker within the pipe or conduit without stopping 
or removing the excavation equipment. 
 
 207.01.02 Jacking 
 
    Jacking shall include all methods by which a pipe or conduit is pushed or pulled into place 
and one or more workers inside the conduit excavate and assist in keeping the conduit on a straight and true grade and 
alignment. 
 
 207.01.03 Permits 
 
    Permitter shall designate the owner of railroad tracks or other facilities with prior rights 
under which a pipe or conduit must be bored or jacked. 
 
    All necessary permits for the undercrossing will be obtained by the City. 
 
    The operation across the permitter's right-of-way must conform to the requirements of the 
permitter as outlined in a pipeline crossing agreement made between the permitter and the City.  The Contractor shall 
conform to all requirements of the pipeline crossing agreement.  Before work is commenced, the Contractor shall be 
solely responsible for obtaining and delivering to the permitter a public liability and property damage insurance policy 
in the amount required in the pipeline crossing agreement.  The insurance company writing the policy shall be 
authorized to do business in the State of Oregon and shall be satisfactory to the permitter.  The insurance policy or 
policies shall be delivered to and remain in the possession of the permitter.  If any special agreement is required 
between the Contractor and the permitter, it shall be completed and signed before the Contractor enters upon or 
commences work on the permitter's property. 
 
207.02 MATERIALS 
 
 207.02.01 Pipe Bedding and Pipe Zone Material 
 
    Conform to the requirements of Section 206 unless otherwise specified in the Contract 
Documents. 
 
 207.02.02 Pipe 
 
    Conform to Section 301 or Section 502 for the strength, class, and type as shown unless 
otherwise specified in the Contract Documents. 
 
 207.02.03 Casing 
 
    Provide casing of size to permit proper construction to the required lines and grades.  Casing 
shall be the type shown in the table below. 
 
    Use minimum gauge or wall thickness corresponding to the size of casing selected from the 
following; however, be responsible for selecting the gauge consistent with the operations and the specified 
requirements of the permitter. 
 

Diameter Inches Smooth Steel Pipe Minimum Thickness 
  

12 & under 3/16 ASTM A-53 
15 – 24 1/4 ASTM A-53 
30 – 36 5/16 AWWA C-201 
48 – 78 As specified by the Engineer of Record 

 
    Equip jacked casings with nipples at the springline and crown at 10-foot centers when 
pressure grouting is specified. 
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 207.02.04 Grout 
 
    Grout for filling the annular space between the carrier pipe and casing pipe shall be a 
mixture of Portland Cement, sand, and pea gravel proportioned to allow complete filling of the annular space.  The 
mixture shall have a creamy consistency that enables it to be pumped with a concrete pump. 
 
    Grout for pressure grouting outside jacked carrier or casing pipe shall be a mixture of 
Portland Cement (Type 1-P) and water proportioned to allow complete filling of all voids.  The maximum allowable 
slump shall be 5-inches. 
 
 207.02.05 Stainless Steel Bands 
 
    One-half-inch wide by 0.020-inch thick steel bands, or equal. 
 
 207.02.06 Supports, Skids, and Casing Spacers 
 
    Casing spacers shall be used on all pipes within the casing, as manufactured by Cascade 
Waterworks Manufacturing, or approved equal.   
 
207.03 CONSTRUCTION 
 
 207.03.01 General 
 
    Conform to all federal, state and local laws and regulations pertaining to tunneling and 
specifically to the standards set forth in the Oregon Safety Code for Places of Employment, Chapter 24, Safety Code 
for Mining, Tunneling and Quarrying, published by the Oregon Industrial Accident Commission, latest revision. 
 
    Before the start of the work, submit satisfactory evidence to the Project Manager that all 
insurance coverage requirements called for by the permitter have been complied with.  If required, proposed 
construction methods and materials shall be submitted to the permitter before the start of construction.  Written 
authorization to proceed from the permitter shall be submitted to the Project Manager before the start of construction. 
 
    Prior to starting construction, all required labor, materials, and equipment shall be on the 
site.  Notify all permitters at least 48-hours in advance of working within their right-of-way unless otherwise specified 
in the permit. 
 
 207.03.02 Excavation 
 
    Excavation shall be unclassified and shall include whatever materials are encountered to the 
depths as shown or as required.  The Contractor will visit the site and make an estimate of the kind and extent of 
various materials that may be encountered in the excavation. 
 
 207.03.03 Alternate of Jacking or Boring 
 
    Jacking or boring may be allowed in lieu of the open trench method.  However, written 
authorization by the Engineer must first be obtained.  The Engineer retains the right to reject either the jacking or 
boring method without rejecting the other.  Authorization by the Engineer shall in no way relieve the Contractor of the 
responsibility for making a satisfactory installation meeting the requirements set forth herein. 
 
 207.03.04 Jacking and Boring 
 
    Equip the leading section of pipe or conduit with a jacking head securely anchored thereto to 
prevent any wobble or alignment variation during the jacking or boring operation.  For jacking, all excavation shall be 
carried out entirely within the jacking head and no excavation in advance thereof shall be permitted.  For jacking, 
every effort shall be made to avoid any loss of earth outside the jacking head.  Remove excavated material from the 
pipe or conduit as excavation progresses, and do not allow such material to accumulate within the pipe or conduit. 
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    Jack or bore all pipes or conduits to true line and grade.  Should any deviation from true line 
and grade be considered excessive, in the judgment of the Engineer, the Contractor shall correct at no expense to the 
City. 
 
    Should appreciable loss of ground occur during the jacking or boring operations, backpack 
all voids promptly.  Fill all remaining voids upon completion of the operations; such filling or backpacking shall be 
with grout. 
 
    The design of all sewer pipe or conduit is based upon the superimposed loads and not upon 
the loads resulting from the jacking or boring operations.  The Contractor shall be responsible for any increase in pipe 
strength necessary to withstand jacking or boring loads and grouting. 
 
 207.03.05 Concrete Pipe and Box Section 
 
    Protect the driving ends of concrete pipe or conduit against spalling and other damage.  
Intermediate joints shall be similarly protected by the installation of sufficient bearing shims to properly distribute the 
bearing stresses.  Remove any section of pipe or conduit showing signs of failure and replace with a new section. 
 
 207.03.06 Smooth Steel Casing 
 
    Join sections of smooth steel casing to be jacked or bored by welding the joints with a 
continuous weld for full circumference or by other means approved by the Engineer.  Provide joints that are capable 
of resisting the jacking and boring forces without failure. 
 
    Brace pipe or conduit installed in a casing to prevent shifting and flotation.  Fill the void 
between the casing and the pipe or conduit with grout, or unless otherwise specified by the Engineer. 
 
    If not shown on plans or specified in the Contract Documents, the casing diameter shall be 
the option of the Contractor.  Provide casing of such strength as to withstand the jacking or boring loads and of such 
diameter to allow filling the void between the pipe or conduit and casing with the approved material. 
  
 207.03.07 Grouting Voids Outside Casing or Carrier Pipe 
 
    After the casing, or carrier pipe where no casing is specified, has been jacked or bored into 
position, pressure grout to fill all voids outside the casing through the grout holes provided.  Start grouting at the 
springline hole at one end and pump grout until grout appears in the grout hole at the crown; then start grouting 
through the opposite springline hole until grout appears at the hole in the crown.  Next grout through the hole at the 
crown until grout appears in the next set of holes along the pipe.  Plug the holes at the starting point and move to the 
next set of holes and repeat grouting sequence until full-length of jacked pipe has been grouted.  Grouting once 
commenced at any one point shall be completed without stopping. 
 
    Nipples installed in grout holes must be removed and the holes grouted flush with the pipe 
wall, or nipples should be cut off flush with pipe wall and grouted over, or use flush mount pipe nipples and plugs. 
 
 207.03.08 Cased Pipe 
 
    Provide casing spacers under barrel of pipe, join pipe and slide into casing.  Pipe barrel shall 
bear continuously on spacers.  Pipe installation shall conform to applicable requirements in Section 301 or Section 
502, including spacers air testing and line and grade. 
 
    Spacers shall be center-restrained configured.  Spacers shall be 6 to 12-inches from ends of 
casing and 6 to 12-inches from each side of joints with one spacer at center of pipe lengths. 
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 207.03.09 Grouting Void Between Carrier Pipe and Casing 
 
    Completely fill the annular space between the casing and the carrier pipe with grout (see 
Subsection 205.02.07B) or as specified.  When approved by the Engineer, sand may be used in lieu of grout.  Fill the 
voids by continuously pumping grout from one end of casing pipe until grout appears at the other open end.  When 
grouting, use low pressure grouting equipment.  The grouting pressures shall not be greater than the design loads of 
the carrier pipe.  The Contractor shall, at his sole expense, remove and replace any pipe sections that fail during the 
grouting process. 
 
    The ends of the casing shall be sacked and sealed at the ends using wrap around end seals as 
manufactured by Cascade Waterworks Manufacturing, or approved equal. 
 
 207.03.10 Railroad Crossings 
 
    The right is reserved by the City to require jacking or boring under any or all crossings. 
 
    Should open trench construction be required by the City at a railroad crossing, the railroad 
will take up and relay the tracks at no expense to the Contractor.  Submit a schedule of operations to the railroad 
company and to the City 72-hours before trenching within 20-feet of the railroad right-of-way.  Construct the pipe 
crossing and compact backfill through the track location within 72-hours after the tracks have been removed by the 
railroad unless otherwise specified. 
 
 207.03.11 Contractor's Responsibility 
 
    The Contractor shall be fully responsible for settlement or deterioration of the finished 
crossing until a period of two-years after final acceptance by the City. 
 
207.04 MEASUREMENT AND PAYMENT (Not applicable to privately financed public improvements) 
 
 207.04.01 Boring and Jacking 
 
    Measurement and payment for bored and jacked pipe or conduit will be made on a linear 
foot basis, complete in-place.  Payment will include, but is not limited to, all excavation, shafts, portals, jacking pits, 
backfill, lubricant, grouting voids outside of casing, filling the annular space between the pipe and the casing, pipe 
casing, and all appurtenances. 
 
    Where casing is not required but is used at the option of the Contractor, the casing and the 
backfill between the pipe or conduit and the casing shall be included in the pay item for boring or jacking as 
applicable and no separate payment for pipe will be made. 
 
    Measurement for jacking and boring will be made on a linear foot basis along the centerline 
of the pipe or conduit between the limits shown.  Jacking and boring extensions beyond the limits shown shall be 
considered to be for the Contractor's convenience, unless ordered in writing, and measurement and payment for said 
extension shall be made as if the open trench method of construction had been used. 
 
    Final payment for each crossing will be made after the Contractor furnishes a satisfactory 
release from the permitter stating that all claims for labor and materials have been satisfied and that the Contractor's 
work across the permitter's right-of-way has been completed to the satisfaction of the permitter. 
 
 207.04.02 Jacking or Boring In Lieu of Open Trench 
 
    Where jacking or boring of a conduit is authorized in lieu of open trench construction, 
measurement and payment will be made as though the open trench method had been used and will include all the pay 
items that would have been applicable if the open trench construction method had been used. 
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******************** 
208   CONCRETE STRUCTURES 

******************** 
 
 
208.01 DESCRIPTION 
 
 This section covers Portland Cement Concrete (plain or reinforced; precast or cast-in-place) in bridges, box 
culverts, retaining walls, catch basins, abutments, piers, footings, foundations, curbs, sidewalks, and similar structures. 
 
208.02 MATERIALS 
 
 208.02.01 Portland Cement 
 
    Conform to Section 205. 
 
 208.02.02 Aggregates 
 
    208.02.02A General 
 
     Use aggregates that conform to requirements of Section 205 and the 
additional requirements contained herein. 
 
208.03 CONSTRUCTION 
 
 208.03.01 General 
 
    When purchasing concrete from others during performance of the Contract, be fully 
responsible for such concrete conforming to all requirements contained herein. 
 
 208.03.02 Mix Design 
 
    208.03.02A Classes of Concrete 
 
     Classes of concrete shall designate design field strength of concrete in 28-
days (PSI) followed by maximum size of aggregate to be used in the concrete, i.e., Class 3300–1–1/2 shall constitute a 
mix with a compressive strength of 3300psi in 28-days with 1½-inch maximum size aggregate used in that concrete. 
 
     Use the class of concrete as specified or shown for each component part of 
the project.   If not so specified or shown, use Class 3300–1–1/2 concrete. 
 
     In all precast, prestressed concrete members in the stems of post-tensioned 
box girders and in all other members where the spacing of reinforcement is less than 2-inches, use 1-inch maximum 
size aggregate, unless specified otherwise. 
 
    208.03.02B Classification and Proportioning of Concrete Mixtures 
 
     Before beginning any concrete work, the Contractor shall submit a concrete 
mix design to the Project Manager. 
 
     During progress of the work, if concrete strength and quality, as determined 
by the test results, fail to attain the requirements specified, suspend all concrete work and make necessary adjustments 
to obtain required results. 
 
     A mix using different proportions or aggregate sizes of any of concrete 
materials in the mix may be requested by the Engineer.  Any requested and authorized alteration to proportions of any 
of the concrete materials in the mix shall be made at the Contractor's sole expense. 
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     The Contractor shall design the mix to meet the following requirements 
unless otherwise specified: 
 
     1. Entrained air range 3% to 6% (percent by volume)/AASHTO T-152. 
     2. Slump range 2-inches to 4-inches/AASHTO T-119. 
     3. When using ¾-inch maximum size aggregate, the fine aggregate shall 
be between 40% and 48% of the total aggregate used. 
     4. When using 1½-inch maximum size aggregate, the fine aggregate shall 
be between 35% and 45% of the total aggregate used. 
     5. When specified, use a water-reducing admixture in conformance with 
manufacturer's recommendations. 
 
     Tests for strength shall be made in accordance with the following: 
   
     Molding concrete specimens in the field – AASHTO T-23 
     Compressive strength of molded cylinders – AASHTO T-22 
 
     Curing of cylinders shall conform to AASHTO T-23 except as modified 
herein. 
 
 208.03.03 Consistency 
 
    In general, use a mixture that contains the minimum amount of water consistent with 
required workability.  Consistency of concrete shall be gauged by ability of equipment to properly place it without 
segregating or honeycombing, and not by the difficulty in mixing or transporting. 
 
 208.03.04 Measurement of Materials 
 
    Provide facilities for weighing and accurately measure all materials by weight, except water, 
when batching concrete; weigh fine and coarse aggregates separately.  Take representative samples and determine 
moisture content for each kind of aggregate.  Store or handle aggregates so that their water content remains constant 
during any day's run.  Equipment for weighing materials shall provide convenient and positive means of determining 
quantities in the batch of concrete, and means shall be provided for addition or removal of small quantities of 
materials to obtain exact weight per batch.  Device for measuring water shall show accurately the quantity in gallons 
and be so designed that the water supply will be automatically cut off while water is being discharged into the mixer.  
Water shall be assumed to weigh 8.34 pounds per gallon. 
 
 208.03.05 Mixing 
 
    208.03.05A General 
 
     Machine mix all concrete.  Ready-mix concrete may be used if it meets all 
specified requirements herein. 
 
    208.03.05B Mixing at the Site 
 
     Mix concrete thoroughly in a batch mixer of a size and type that will ensure 
a uniform distribution of materials throughout the mass. 
 
     Equip mixer with adequate water storage and a device for accurately 
measuring and automatically controlling amount of water used in each batch.  Preferably provide mechanical means 
for recording the number of revolutions for each batch and automatically preventing discharge of mixer until materials 
have been mixed the required minimum time. 
 



Construction Standard Specifications                                                                                                                                                                                     City of Gresham 
Division Two                                                                                                                                                                                                                                          (1/1/06)                            47

     Remove entire contents of the mixer from the drum before materials for a 
succeeding batch are placed therein.  Deposit materials composing a batch simultaneously in the mixer.  Do not use 
any mixer having a rated capacity of less than 1-sack batch.  Do not charge a mixer in excess of its rated capacity. 
 
     Mix all concrete for a period of not less than 1½-minutes after all materials, 
including water, are in the mixer.  During the period of mixing, operate at a design speed of not less than 14 or more 
than 20 revolutions per minute. 
 
     The first batch of concrete materials placed in the mixer shall contain a 
sufficient excess of cement, sand, and water to coat the inside of the drum without reducing the required mortar 
content of the mix.  Upon cessation of mixing for a considerable period, clean the mixer thoroughly. 
 
     The above specification contemplates the use of conventional revolving 
drum type mixers.  Other types may be used with written permission of the Engineer. 
 
    208.03.05C Truck Mixing 
 
     Unless otherwise authorized by the Engineer, use only revolving drum type 
truck mixers that are watertight and so constructed that concrete can be mixed to ensure a uniform distribution of 
materials throughout the mass. 
 
     Accurately measure all solid materials for concrete in accordance with 
Subsection 208.03.04 and charge into the drum at the proportioning plant.  Except as subsequently provided, equip the 
truck mixer with a tank for carrying mixing water.  Place only the prescribed amount of water in the tank unless the 
tank is equipped with a device by which quantity of water added could be readily verified.  Mixing water may be 
added directly to the batch, in which case a tank will not be required.  Truck mixers may be required to be provided 
with means by which the mixing time can be readily verified by the Engineer.  
 
     Do not allow any batch in a truck mixer to exceed the maximum rated 
capacity of mixer as stated by the manufacturer and stamped in metal on the mixer.  Continue truck mixing for not 
less than 70 revolutions or more than 100 revolutions of the drum at the rate of rotation designated by the 
manufacturer and stamped in metal on the mixer.  Commence mixing after all ingredients, including water, are in the 
drum.  Additional mixing, if any, shall be of the rate of rotation as designated by the manufacturer as agitating speed.  
Begin mixing within 30-minutes after cement has been added to either the water or the aggregate.  When cement is 
charged into a mixer drum containing water or surface-wet aggregate and when the temperature is above 90º F, or 
when high-early strength Portland Cement is used, reduce this limit to 15-minutes. 
 
    208.03.05D Partial Mixing at Central Plant 
 
     When a stationary mixer is used for partial mixing of concrete 
(shrink-mixing), mixing time in stationary mixer may be no more than is required to intermingle the ingredients.  
After transfer to a truck mixer, further mixing at a designated mixing speed will be required only as necessary to meet 
the requirements for uniformity of concrete as specified for truck mixing. 
 
    208.03.05E Plant Mix 
 
     Conform mixing at a central plant to requirements for mixing at the site. 
 
    208.03.05F Time of Hauling and Placing Mixed Concrete 
 
     Completely discharge and place in the forms all concrete transported to the 
project in a truck mixer or truck agitator within ninety 90-minutes after the introduction of mixing water to cement 
and aggregate, or cement to aggregate, or before 250 revolutions of the truck drum or blades, whichever comes first. 
 
     Reduce this time during conditions that contribute to accelerated setting of 
concrete, or when temperature of concrete is 85º F or above. 
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     Add no water to concrete during hauling or before discharge, unless ordered 
by the Engineer of Record.  Engineer of Record shall not generally approve any water addition that increases the 
slump by more than 1-inch or exceeds the design water-cement ratio. 
 
    208.03.05G Delivery 
 
     Utilize a plant capacity and transportation equipment that are adequate to 
ensure continuous delivery of concrete during concreting operations and that will provide for proper handling, placing, 
and finishing of the concrete.  Use a rate of delivery such that the interval between batches does not exceed 20-
minutes.  Methods of delivery and handling concrete shall allow placing with a minimum of rehandling and without 
damage to the structure or concrete.  Time interval may be reduced when deck concrete is being placed.  Control 
delivery of concrete for decks so that deck pour will progress at a rate of not less than 20-feet per hour unless some 
other rate of pour is specified. 
 
    208.03.05H Retempering 
 
     Mix concrete only in such quantities as are required for immediate use and 
do not use any that has developed initial set.  Concrete that has partially hardened shall not be retempered or remixed. 
 
 208.03.06 Falsework 
 
    For structures requiring poured-in-place concrete superstructures, working drawings and 
calculations for falsework prepared by the Engineer may be required to be submitted to the City for review.  For a 
guideline on designing formwork and falsework, the Contractor is referred to the current version of the ACI Standard, 
"Recommended Practices for Concrete Formwork" (ACI 347).  
 
    Design and construct all falsework to support the total applied loads with a deflection/span 
ratio not to exceed 1/500 in any falsework span.  Employ screw jacks or hardwood wedges to take up any settlement 
in formwork either before or during the placing of concrete.  Set falsework for post-tensioned structures to carry full 
dead load and any additional vertical or horizontal loads caused by the prestressing operation. 
 
    Contractor is directed to the fact that post-tensioned structures are not self-supporting until 
post-tensioning is complete and Contractor shall consider this fact in the design, maintenance, and protection of 
falsework. 
 
 208.03.07 Forms 
 
    Forms shall be constructed for all concrete work.  Adjacent surfacing such as asphaltic 
concrete shall not be used as a form for placing concrete.  Make all forms mortar-tight; set them so finished concrete 
will conform to the proper dimensions and contours; and make them sufficiently rigid to prevent distortion due to the 
pressure of the concrete and other loads incidental to the construction operations.  Construct and maintain forms to 
prevent warping and opening of joints. 
 
    Design forms to withstand the effects of vibration of concrete as it is placed. 
 
    Support deck forms for concrete box girder spans by girder stems.  Posts or other supports 
for deck forms will not be permitted to come in contact with the bottom slab of the box girder. 
 
    Make wood forms for concrete surfaces, not subject to backfill, of dressed lumber of 
uniform thickness with a form liner of an approved type.  Wood forms for interior cells of box girders may be made 
with or without a form liner.  Shiplap or S4S boards are acceptable provided forms are mortar-tight.  Plywood will be 
acceptable as a form liner if sufficiently supported.  Ensure that all formwork for exposed concrete surfaces is smooth 
with the grain running in the same direction to give a good finished appearance.  Construct metal ties or anchorages 
within forms to permit their removal to a depth of at least 1-inch from face without injury to the concrete.  Where wire 
ties are permitted, all wires, upon removal of forms, shall be cut back at least ¼-inch from the face of the concrete 
with chisels or nippers; for green concrete, nippers are necessary.  Design all fittings for metal ties so that upon their 
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removal, cavities that are left will be of the smallest possible size.  Fill cavities with cement mortar and leave surface 
sound, smooth, even, and uniform in color. 
 
    Fillet forms at all sharp corners and bevel or draft all projections, such as girders and 
copings, to ensure easy removal.  For narrow walls and columns, where the bottom of the form is inaccessible, leave 
the lower form boards loose so that they may be removed for cleaning out extraneous material immediately before 
placing of the concrete. 
 
    Keep the forms in place for periods that shall be determined hereinafter.  When the forms 
appear to be unsatisfactory in any way to the Inspector, either before or during the placing of concrete, work shall be 
stopped until defects have been corrected. 
 
    Maintain shape, strength, rigidity, water-tightness, and surface-smoothness of re-used forms 
at all times.  Do not re-use warped or bulged lumber, and do not re-use any forms which are unsatisfactory in any 
respect.  Thoroughly clean re-used forms of all dirt, mortar, and foreign matter. 
 
    Treat all forms with form oil or wax or saturate with water immediately before placing 
concrete.  Do not use material that will adhere to or discolor the concrete. 
 
 208.03.08 Removal of Falsework and Forms 
 
    Assume full responsibility for all damage resulting from premature removal of forms.  Do 
not place earth backfill against walls below grade, and do not remove forms and shoring from structural slabs or 
beams until concrete has reached an actual field strength equal to 75% of the specified 28-day design field strength.  
Actual field strength shall be determined from field cured test cylinders that shall be cured under conditions equivalent 
to the most unfavorable conditions for the portions of concrete that the cylinders represent. 
 
    Do not use methods of form removal likely to cause over-stressing of the concrete.  Remove 
supports in such a manner as to permit concrete to uniformly and gradually take the stresses due to its own weight. 
 
    Remove all form work from cells of concrete box girders to which access is provided and all 
form work, except that necessary to support deck slab, from the remaining cells of the box girder. 
 
 208.03.09 Weather Limitations 
 
    208.03.09A General 
 
     The Contractor shall assume full responsibility for the concrete work during 
any weather conditions, including, but not limited, too hot and cold weather.  Any work not in conformance to the 
Contract Documents may be rejected by the Project Manager.   Replacement or repairs shall be at the Contractor's sole 
expense. 
 
    208.03.09B Hot Weather 
 
     Take special precautions for hot weather in placing, finishing, and curing 
concrete when the ambient temperature reaches 85º F or higher and whenever relative humidity, wind velocity, or 
exposure to the sun at lower air temperatures are expected to cause hot weather conditions for the concrete.  Specify 
cool materials for the mix; add additional water to the forms, subgrades, and other areas to be in contact with concrete, 
but allow no standing water when concrete is placed; schedule work carefully to place and finish concrete as rapidly 
as possible; reduce evaporation from the concrete with windbreaks, covers, and fog nozzles; and begin curing as soon 
as possible. 
 
    208.03.09C Cold Weather 
 
     Do not place concrete when ambient temperature is below 35º F.  Enclose 
structure in such a way that concrete and air within the enclosure can be kept above 50º F for a period of 7-days after 
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placing the concrete.  When enclosures are used to maintain specified temperatures, furnish a 24-hour temperature-
recording thermometer to record all temperature within the enclosure. 
 
     Supply heating apparatus such as stoves, salamanders, or steam equipment 
and the necessary fuel.  When dry heat is used, provide means of maintaining atmospheric moisture.  Heat all 
aggregates and mixing water to a temperature of at least 70º F, but not more than 150º F; aggregates may be heated by 
either steam or dry heat. 
 
     Where practicable, forms insulated with at least 2-inch thick blankets made 
of fiberglass, rock wool, balsam wood, or similar commercial material capable of maintaining the surface of the 
concrete at no less than 50º F may be used in lieu of other protection of concrete involving housing and heating.  
When forms are insulated, protect exposed horizontal surfaces with a similar layer of the insulating materials securely 
fastened in place.  If insulated forms do not maintain proper temperature at the surface of the concrete, use auxiliary 
protection and heat.  The Contractor may also use plastic and straw to protect the concrete.  The Contractor will keep 
the straw confined to the surfaces being protected and clean up all materials as soon as the concrete no longer requires 
the protection.  No staining of the concrete will be accepted due to the use of straw as a method of protection. 
 
 208.03.10 Handling and Placing 
 
    208.03.10A General 
 
     In preparation for placing of concrete, remove all sawdust, chips, and other 
construction debris and extraneous matter from interior of forms.  Remove struts, stays, and braces, serving 
temporarily to hold forms in correct shape and alignment prior to placing of the concrete when the concrete has 
reached a position rendering their service unnecessary.  Remove these temporary members entirely from the forms 
and do not leave them buried in the concrete. 
 
     Do not use concrete that does not reach its final position in forms within 
time stipulated in Subsection 208.03.05F. 
 
     Place concrete so as to avoid segregation of material and displacement of 
reinforcement.  Do not use long troughs, chutes, and pipes for conveying concrete from mixer to forms. 
 
     For open troughs and chutes, use steel or steel lined material.  Where steep 
slopes are required, equip chutes with baffles or make in short lengths that reverse direction of movement.  Keep all 
chutes, troughs, and pipes clean and free from coatings of hardened concrete by thoroughly flushing with water after 
each run; discharge water used for flushing clear of structure and do not discharge into any sewer or culvert or 
appurtenances thereto. 
 
     When placing-operations would involve dropping concrete more than 3-
feet, deposit through an "elephant trunk."  Aluminum pipe will not be allowed. 
 
     After initial set of concrete, do not jar forms nor place strain on the ends of 
the reinforcing bars that project. 
 
     Thoroughly compact concrete during and immediately after depositing. 
 
     Provide compaction by mechanical vibration subject to the following 
provisions: 
 
     1. Use internal vibration or other methods provided herein. 
 
     2. Use vibrators of a sufficient type and design, capable of transmitting 
vibration to concrete at frequencies of not less than 4,500 impulses per minute. 
 
     3. Provide intensity of vibration such as to visibly affect the mass of the 
concrete of 1-inch slump over a radius of at least 18-inches. 
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     4. Provide a sufficient number of vibrators to properly compact each 
batch immediately after it is placed in forms. 
 
     5. Manipulate vibrators so as to thoroughly work concrete around 
reinforcement and embedded fixtures and into corners and angles of forms. 
 
     6. Apply vibration at the point of deposit and in the area of freshly 
deposited concrete.  Insert vibrators and withdraw from concrete slowly.  Use vibration of sufficient duration and 
intensity to thoroughly compact concrete but do not continue so as to cause segregation.  Do not continue vibration at 
any one-point to the extent that localized areas of grout are formed. 
 
     7. Make application of vibrators at points uniformly spaced and not 
farther apart than twice the radius over which vibration is visibly effective. 
 
     8. Do not apply vibration directly or through reinforcement to sections or 
layers of concrete that have hardened to the degree that concrete ceases to be plastic under vibration.  Do not use 
vibration to make concrete flow in forms over distances so great as to cause segregation, nor to transport concrete in 
forms. 
 
     9. Supplement vibration by such spading as is necessary to ensure smooth 
surfaces and dense concrete along form surfaces and in corners and locations impossible to reach with vibrators. 
 
     Place concrete in horizontal layers not more than 12-inches thick except as 
hereinafter provided.  When less than a complete layer is placed in one operation, terminate in a vertical bulkhead.  
Place each layer and compact before the preceding layer has taken initial set to avoid surfaces of separation between 
the layers.  Compact each layer so as to avoid formation of a surface of separation with a preceding layer. 
 
     When placing of concrete is temporarily discontinued and after concrete has 
become firm enough to retain its form, clean off laitance and other objectionable material to a sufficient depth to 
expose sound concrete.  Smooth top surface of the concrete adjacent to forms with a trowel.  Where a "feather edge" 
might be produced at a construction joint, as in the sloped top surface of a wing wall, use inset formwork to produce a 
blocked out portion in the preceding layer that produces an edge thickness of not less than 6-inches in succeeding 
layer.  Do not discontinue work within 18-inches of the top of any face unless provision has been made for a coping, 
in which case a construction joint shall be made at the under side of the coping. 
 
    208.03.10B Pumping 
 
     Placement of concrete by pumping will be permitted provided clean 
equipment is used that is of sufficient size and capacity to satisfactorily handle the concrete mix specified.  For 
discharge line of pump, use steel or rubber pipe.  Provide additional cement or additives required to obtain a pumpable 
mix at the sole expense of the Contractor. 
 
     Furnish evidence of backup means of placing structural concrete in the 
event of failure of equipment during placement. 
 
 208.03.11 Construction Joints 
 
    208.03.11A General 
 
     Use construction joints only where shown or designated in the Contract 
Documents, unless otherwise specified.  Taper wooden key forms and pre-soak or treat to prevent swelling.  When 
placing operation is interrupted for any reason, place construction joints and provide with keys to resist shear and 
dowels to develop bond.  Construction joints for curbs, gutters, driveways, and sidewalks shall conform to Subsection 
607.03.07. 
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    208.03.11B Bonding 
 
     Before depositing new concrete on or against concrete that has hardened, 
the forms shall be retightened.  The surface of the hardened concrete shall be roughened in a manner that will not 
leave loosened particles or aggregate or damaged concrete at the surface.  It shall be thoroughly cleaned of foreign 
matter and laitance and saturated with water.  At the juncture of the hardened and the newly deposited concrete, the 
cleaned and saturated surfaces, including vertical and inclined surfaces, shall first be thoroughly covered with a 
coating or mortar or neat cement grout against which the new concrete shall be placed before the grout has attained its 
initial set. 
 
     The placing of concrete shall be continuous from joint to joint.  The face 
edges of all joints that are exposed to view shall be carefully finished true to line and elevation. 
 
 208.03.12 Expansion and Fixed Joints 
 
    Construct all joints according to details shown. 
 
    208.03.12A Open Joints 
 
     Place open joint in locations shown.  Construct by insertion and subsequent 
removal of a template without chipping or breaking corners of the concrete.  Do not extend reinforcement across an 
open joint unless so shown. 
 
    208.03.12B Filled Joints 
 
     Construct poured expansion joints similar to open joints.  When pre-molded 
types are specified, drive nails at about 1-foot on centers through filler to provide anchors into concrete when it is 
placed.  Place pre-molded joint filler in forms in proper rigid position before concrete is poured.   
 
    208.03.12C Steel Joints 
 
     Shape plates, angles, or other structural shapes accurately at the shop to 
conform to the section of concrete.  Fabricate and paint to conform to requirements of these specifications.  Take care 
to ensure that surface in finished plane is true and free of warping.  Employ positive methods in placing joints to keep 
them in correct position during placement of concrete.  Opening at expansion joints at normal temperature shall be as 
shown.  Do not impair clearance in any manner. 
 
    208.03.12D Preformed Elastomeric Joint Seals 
 
     Use compression joint seals in the longest practicable lengths for 
longitudinal joints.  In transverse joints, one factory splice will be permitted in joint seals where required length of 
material in any one joint exceeds manufacturers' standard stock lengths.  Make such splices true and smooth on 
outside surfaces with no offsets of abutting sections and with complete bond on all abutting surfaces.  Make joints 
clean and dry and free of spalls and irregularities that would impair a tight seal in service.  Place seals in the joint 
under compression, as recommended by manufacturer, using a lubricant adhesive as a covering film applied to both 
sides of the seal just prior to its installation. 
 
     For lubricant adhesive material, use a compound of same base polymer as 
the joint seal with which it is used, blended with a suitable volatile solvent.  Lubricant adhesive shall be compatible 
with joint seal and concrete and be relatively unaffected by normal moisture in the concrete.  It shall maintain a 
suitable consistency at the temperature at which joint seal is installed. 
 
     Set seal as shown and make sure it contacts walls of joint throughout its 
length.  Longitudinal elongation of an installed seal by 3% or more of its original length will be cause for its removal 
and reinstallation. 
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     Remove all lubricant adhesive that comes upon the exposed top of an 
installed seal before it dries, and remove all seals that show twist, curl, nicks, or other malformation as installed.  Seal 
all ends of preformed elastomeric joint seals with watertight plug prior to installation of joint seal.  Use a foam rubber 
plug or other acceptable closed, cell cellular material that is compressible to 15% of its uncompressed thickness.  Plug 
shall be a minimum of 2-inches in length and be secured in elastomeric joint seal with an adhesive that will ensure a 
watertight plug. 
 
 208.03.13 Surface Finishing 
 
    208.03.13A General 
 
     After forms have been removed, carefully point all depressions resulting 
from removal of form ties, or from other causes, with mortar conforming to Section 205.  Maintain thorough 
saturation of concrete surface during pointing and patching.  Type of finish to be used shall be as specified or as 
shown. 
 
    208.03.13B Slab Finishes 
 
     1. General – Refrain from excessive use of "jitterbugs" or other special 
tools designed for the purpose of forcing coarse aggregate away from slab surface.  Dusting of surfaces with dry 
materials will not be permitted.  Compact slabs and floors thoroughly by vibration.  Round off edges of slabs and tops 
of walls with a ½-inch radius, steel-edging tool unless specified otherwise. 
 
     2. Monolithic Finish – Finish by screeding and floating with 
straightedge to bring surfaces to the required finish elevation shown.  While concrete is still green, but sufficiently 
hardened to bear a person's weight without deep imprint, wood float to a true, even plane with no coarse aggregate 
visible.  Apply sufficient pressure on wood floats to bring moisture to surface.  After surface moisture has 
disappeared, steel trowel concrete to produce a smooth, impervious surface free from trowel marks.  Give an 
additional troweling to surface for the purpose of burnishing.  Final troweling shall produce a ringing sound from the 
trowel.  Do not use dry cement or additional water in troweling.  Do not use excessive troweling. 
 
     3. Rough Slab Finish – Finish slabs to receive fill and mortar setting 
beds by screeding with straightedges to bring surface to required finish plane.  Remove all laitance and leave surface 
clean.  Subject to approval, an acceptable aggregate-revealing material may be used and laitance washed off when 
concrete has set. 
 
     4. Wood Float Finish – Finish by screeding with straightedges to bring 
surface to required line as shown.  While concrete is still green, but hardened sufficiently to bear cement finisher's 
weight, work flat surface to a true and uniform plane with no coarse aggregate visible. 
 
     5. Broomed Floor Finish – Finish concrete as specified for monolithic 
floor finish above, except omit final troweling, and finish surface by drawing a fine-hair broom lightly across surface 
broom reservoir roof slab surface in radial direction.  Do all other brooming in same direction and parallel to 
expansion joints; or in cases of inclined slabs, perpendicular to slope. 
 
     6. Power Machine Finish – In lieu of hand finishing, a power machine 
may be used for finishing concrete floors and slabs in conformance with directions of machine manufacturer. 
 
 208.03.14 Curing 
 
         Immediately after the final floating, surface finishing, and edging has been completed and 
while the concrete surface is still moist, cover the entire exposed concrete and cure in accordance with one of the 
following provisions as specified. 
 
    1.  Apply membrane-forming compound of the white-pigmented type uniformly to damp 
concrete by pressure-spray methods at a rate that will form an impervious membrane when tested in accordance with 
AASHTO T-155. 
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    2.  Apply white polyethylene film, waterproof paper, or burlap polyethylene sheets to damp 
concrete as soon as it can be placed without marring the surface.  Place in intimate contact with the surface, extend 
over and beyond the sides or edges of the slabs or forms, and weight as approved to hold the covering in position as a 
moisture proof covering.  Laps shall be of approved dimensions and design to maintain tightness equivalent to the 
covering. 
 
    Use covering that is best suited to existing conditions.  Regardless of which of the above 
methods the Contractor chooses, keep the curing medium intact and effective for a period of not less than 72-hours 
after application. 
 
    Protect slab concrete exposed to conditions causing premature drying during placing 
operations by providing wind breaks, fog spray, or by other necessary methods. 
 
208.04 MEASUREMENT AND PAYMENT (Not applicable to privately financed public improvements) 
 
 208.04.01 Concrete 
 
    Concrete will be measured on a lump sum basis, square yard surface basis, square foot 
surface basis, or on a cubic yard basis for payment as shown in the Contract Documents.  In all cases the part or parts 
of work to be measured on each basis shall be as shown and as specified. 
 
    When reinforcing steel, metal expansion plates, or miscellaneous metal items are not 
specified or shown as a separate pay item in the Contract Documents, payment for said item is considered to be 
incidental to the related item of work and no separate payment will be made. 
 
    208.04.01A Lump Sum Basis 
 
     Measurement and payment will be made on a lump sum basis as shown in 
the Contract Documents. 
 
    208.04.01B Square Yard Surface Basis 
 
     Measurement and payment will be made on a square yard surface basis for 
each class of concrete as shown in the Contract Documents. 
 
                                        208.04.01C Square Foot Surface Basis 
 
     Measurement and payment will be made on a square foot surface basis for 
each class of concrete as shown in the Contract Documents. 
 
    208.04.01D Cubic Yard Basis 
 
     Measurement and payment will be made on a cubic yard basis for each class 
of concrete as shown in the Contract Documents. 
 
 

******************** 
209    LANDSCAPING AND LANDSCAPE RESTORATION 

******************** 
 
 
209.01 DESCRIPTION 
 
 This section covers the work necessary for finish grading, addition of topsoil, fertilizer, and weed control, 
establishment of lawns or grass areas by sod or seeding; and maintenance of lawn or grass areas, mulching, 
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fertilization, and planting of ground cover; establishment of nursery stock, such as trees, shrubs, and small plants; and 
maintenance of ground cover and nursery stock, irrigation system, and subsurface drainage. 
 
209.02 MATERIALS 
 
 209.02.01 Plants 
 
    Names of plants to conform to standardized names of the American Joint Committee on 
Horticultural Nomenclature.  Names of varieties not included therein conform to names generally accepted in the 
nursery trade.  Provide plants that are nursery-grown with habit of growth that is normal for the species, sound, 
healthy, vigorous, and free from insects, diseases, and injuries and equal to or exceeding measurements specified 
when measured before pruning with branches in normal position.  Provide sizes and methods of handling according to 
the code of standards recommended by the American Association of Nurserymen (AAN). 
 
 209.02.02 Seed 
 
    Provide tested grass and legume seed from blue tag stock and from the latest crop available.  
Deliver each variety or mixture in standard containers labeled in accordance with Oregon State laws and U.S. 
Department of Agriculture rules and regulations under the Federal Seed Act.  Provide with label showing the 
following:  seed variety, percentage of purity, germination, maximum weed content, and date of test (must be within 
9-months of date of delivery).  Seed must be tested as set forth in the General Seed Certification Standard by the 
Oregon State University Certification Board.  Mold or evidence of container having been wet or otherwise damaged 
will be cause for rejection of each lot of seed. 
 
 209.02.03 Sod 
 
    Provide grass sod that is from a certified or approved source, strongly rooted, and free of 
pernicious weeds.  Sod should be composed of several seed varieties excluding blue and bent grass varieties. 
 
 209.02.04 Topsoil 
 
                     Conform to the applicable requirements of Subsections 206.02.07 and 206.02.08. 
 
 209.02.05 Sand 
 
    Conform to the requirements of Subsection 206.02.03. 
 
 209.02.06 Organic Material for Soil Amendment 
 
    Use a peat consisting of natural residue formed by decomposition of reeds, sedges, or 
mosses from freshwater site.  Peat must be free from lumps, roots, and stones and capable of absorbing at least 4-times 
its dry weight of water.  It must contain organic matter not less than 90% on a dry weight basis, and have a maximum 
moisture content at time of delivery of 65% by weight. 
 
 209.02.07 Lime 
 
    Provide a lime composed of ground dolomitic limestone not less than 85% total carbonates 
and magnesium; ground so that 50% passes #100 sieve and 90% passes #20 sieve.  Coarser material may be 
acceptable provided the specified rates of application are increased proportionately on the basis of quantities passing 
#100 sieve. 
 
 209.02.08 Subdrains 
 
    Use perforated PVC drainpipe.  Perforated PVC pipe shall conform to ASTM D-1785, 
Schedule 40.  The perforations shall consist of 2-rows of 2-inch slots.  The slots shall be transverse to the axis of the 
pipe.  Two rows of slots shall be 120º on centers.  Slot size shall be 0.4-inches. 
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 209.02.09 Irrigation and Water Systems 
 
    209.02.09A Pipe 
 
     Use PVC pipe (SDR-PR) conforming to ASTM D-2241 and fittings of PVC 
with deep socket dimensions conforming to ASTM D-2466. 
   
    209.02.09B Gate Valves 
 
     Install the following gate valves:  Up to and including 3-inches with bronze 
bodies; 4-inches and larger with either bronze or iron bodies, all having bronze stems, bronze seat rings, and bronze 
disc faces and conforming to ASTM B-62. 
 
    209.02.09C Pressure-Reducing Valves 
 
     Use adjustable, heavy-duty bronze pressure reducing valves.  Must have 
approved stainless steel or monel strainer to permit quick cleaning or replacement without dismantling or removing 
the valve from the line and with integral or independent union. 
 
    209.02.09D Control Valves 
 
     Provide manual control valves of molded plastic, brass, or bronze for 
underground installation.  Valves shall have cross or slot-type handle for operation with a standard key, a removable 
bonnet and stem assembly, an adjustable packing gland, a rising stem to assure full opening of the valve, a renewable 
disc-type washer seat, and an integral or independent union. 
 
     Use electrically-operated control valves of molded plastic, bronze, brass, or 
stainless steel.  These shall be of the normally-closed type, having an open or close time greater than 4-seconds, and 
capable of manual control during power failure.  Provide with a motor assembly or operating parts that are removable 
without disturbing the valve body.  Must be all waterproof for underground burial, and with integral or independent 
union for supply line connection. 
 
    209.02.09E Quick-Coupling Valves 
 
     Supply one-piece or two-piece body-type, locking cap, having body of 
approved heavy-duty brass or bronze, watertight before and after the coupler is inserted, and designed so that the 
valve seat is closed before the coupler is removed.  Provide valve couplers, keys, and hose swivels of compatible 
design to quick-coupling valves. 
 
    209.02.09F Risers 
 
     Connect sprinkler heads and quick-coupling valves to PVC pipe water 
supply lines with PVC pipe risers and with an approved swing joint. 
 
    209.02.09G Backflow Preventers 
 
     Use either reduced-pressure or double-check valve assemblies, as indicated 
in Contract Documents, of a type and size approved by the City.  
 
 209.02.10 Fertilizer 
 
    Use fertilizer conforming to the recommended content as provided for in Subsection 
209.03.02.  Furnish fertilizer in moisture-proof bags with weight and the manufacturer's certified analysis of the 
contents showing the percentage for each ingredient.  Furnish fertilizer in a dry condition, free from lumps and caking, 
in a uniform-granular or palletized form of standard commercial grade conforming to all state and federal regulations 
and to the standards of the Association of Official Agricultural Chemists.  Fertilizer may be furnished in bulk form if 
an approved transfer hopper is provided. 
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 209.02.11 Mulch and Ground Covers 
 
    Use one or more of the following types of mulch: 
 
    1.  Organic mulch of clean, ground Douglas fir or hemlock bark graded so that 50% consists 
of particles larger than ¼-inch, but not exceeding 1-inch, and 20% will pass a #10 sieve.  
  
    2.  Fiber-glass mulch of approved commercial grade fiber-glass yarn mat. 
 
    3. Straw mulch of threshed straw of oats, wheat, or rye, free from seed of noxious weeds or 
clean salt hay. 
 
    4. On steep slopes use approved mesh to reinforce mulch or plantings such as fiber mulch 
of heavy, twisted jute mesh, or other material as approved, with openings between strands approximately 1-inch 
square. 
 
    5. Spray mulch of a verdyol complex with nontoxic, 100% organic, water-soluble powder-
binding agent with silva fiber used in hydraulic seeding operations. 
 
 209.02.12 Tie-Downs 
 
    Use one or more of the following materials as needed: 
 
    1. Eye-bolt masonry anchors of galvanized steel with approved lead shield or flush shell for 
setting into masonry joint or concrete. 
 
    2. 2-inch x 2-inch x 96-inch clear, straight cedar wood stakes. 
 
    3. 12-gauge pliable galvanized steel wire for guys or for fastening trees to stakes. 
 
    4. 2-ply reinforced rubber garden hose for guy wire encasement having a minimum ⅝-inch 
diameter threaded openings fitted with screw eyes. 
 
    5. Zinc-coated turnbuckles with a 6½-inch lengthwise opening and ⅜-inch diameter 
threaded openings fitted with screw eyes. 
 
 209.02.13 Soil Sterilant 
 
    Soil sterilant shall be approved by the Engineer and shall be applied conforming to 
manufacturer's recommendations. 
 
209.03 CONSTRUCTION 
 
 209.03.01 General 
 
    Conform to the following standards, the manufacturer's and supplier's recommendations and 
instructions, and to accepted practices in the industry. 
  
 209.03.02 Soil Test 
 
    If directed by the Engineer, have a soil test performed.  The test may be performed by any 
Oregon State University County Extension Agent or by any other approved soils testing laboratory.  The soils analysis 
shall provide a chemical analysis of the soil and recommendations for soil improvement for the vegetation to be 
grown.  The recommendations shall be used to select the particular fertilizer and soil improvement materials to be 
used prior to planting. 
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 209.03.03 Lawns and Grass 
 
    209.03.03A Project Schedule 
 
     Within 20-calendar-days of the date specified for commencement of work, 
submit for approval a time schedule indicating dates for beginning and completion of the following operations: 
 
     1. Delivery of materials 
     2. Preparation of seedbed 
     3. Planting grass 
     4. Maintenance 
 
    209.03.03B Delivery, Handling, and Storage of Sod 
 
     Deliver sod immediately on lifting and after lawn bed is prepared for 
planting.  Protect sod from drying by covering during delivery to protect from sun and wind.  Store materials only in 
designated areas. 
 
     If sod is not laid within 2-days of delivery, spread out flat with grass side up 
in cool place and keep moist.  Rolled or stacked sod that becomes yellow will not be accepted. 
 
    209.03.03C Preparation of Subgrade 
 
     After rough grading is completed and before topsoil is spread, apply lime 
and/or super phosphate, as determined by soil analysis, and mix to a depth of 4 to 6-inches.  Conform to 
manufacturer's recommendations for applying lime and super phosphate simultaneously and schedule application or 
applications accordingly. 
 
    209.03.03D Subsurface Drainage 
 
     Lay drainage pipe as specified in Subsection 209.02.08 on firm bed of ¾”-
0” crushed rock with minimum fall of 0.5% and located and sized as shown on the plans. Begin laying pipe at the 
outlet end of the pipeline and proceed upgrade.  Install PVC drainpipe with slots facing upward.   Place pipe at a 
minimum depth of 24-inches and not any deeper than required to produce minimum fall.  Backfill trenches and pipe 
zone with 1½ to ¾-inch crushed rock to within 4-inches of subgrade.  Cover backfill with fiberglass mat or approved 
material to prevent infiltrations of soil 
 
       Complete backfilling of trenches with a 4-inch layer of coarse sand as 
specified in Subsection 206.02.03 and tamp for compaction, as approved. 
 
    209.03.03E Topsoil and Finish Grading 
 
     Spread topsoil and soil conditioner over the prepared rough grade using a 
rubber-tired tractor with grader blade or equivalent, weighing a maximum of 3½-tons.  Imported topsoil must be 
incorporated with at least a 2-inch layer of subsoil.  Thoroughly mix the applied materials to a depth of 8-inches using 
a disc or cultivator over the entire area in two directions at right angles.  Rake topsoil areas to a uniform grade so that 
all areas drain as shown on the plans or as approved.  Remove all trash and any stones exceeding 1-inch in diameter 
from the area to a depth of 2-inches prior to preparation and planting grass. 
 
    209.03.03F Soil Sterilant 
 
     Apply specified soil sterilant at the rate recommended and by the method 
approved by the manufacturer or as specified in the Contract Documents. 
 
    209.03.03G Seeding 
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     Plant grass seed only at times when local weather and other conditions are 
favorable to the preparation of the soil and to the germination and growth of grass seed.  Sow grassed areas evenly 
with a mechanical spreader at the recommended rate and method approved by Oregon Department of Agriculture 
Extension Service.  Method of seeding may be varied as approved; however, the responsibility to establish a smooth, 
uniformly-grassed area will not be waived.  Hydroseeding will be permitted unless otherwise specified. 
 
    209.03.03H Sodding 
 
     Before sod is laid, correct soft spots and irregularities in grade of the 
prepared bed, as approved by the Engineer.  Lay sod and tamp or roll so that no voids occur.  Water sod thoroughly.  
Complete sod surface true to finished grade, even and firm.  On slopes steeper than 1 to 2, fasten sod with wooden 
pins 6-inches long driven through the sod into the soil, flush with the top of the sod at intervals approved by the 
Engineer. 
 
    209.03.03I Mulching and Protection of Slopes 
 
     Mulch all areas with a slope from 5% to 20% by spreading a uniform light 
cover of straw mulch over the seeded area at a rate of 1½-tons per acre. 
 
     In areas with slopes between 20% and 25%, install erosion control netting.  
In non-turf areas, cover netting with fir bark mulch. 
 
     Mulch all areas with a slope steeper than 25% with spray mulch applied at a 
rate of 15 gallons per 1,000 square feet after wetting the ground, with water penetrating at least 1-inch deep. 
 
     Protect new seeded area from pedestrian traffic.  Unless otherwise approved 
by the Project Manager, erect a fence of 6-foot tall steel fence posts spaced 10-feet on center and strung with orange 
mesh safety fencing. 
 
    209.03.03J Maintenance 
 
     Begin maintenance immediately after each portion of lawn is planted and 
continue for 8-weeks after all lawn planting is completed. 
 
     Water to keep surface soil moist.  Repair washed-out areas by filling with 
topsoil, fertilizing, and seeding.  Replace mulch on banks when washed or blown away.  Repair fencing as needed.  
Mow to 2-inches after grass reaches 3-inches in height, and mow frequently enough to keep grass from exceeding 2½-
inches.  Weed by local spot application of selective herbicide only after first planting season when grass is established. 
 
    209.03.03K Lawn Guarantee 
 
     This guarantee is in addition to the standard 2-year warranty period outlined 
in Subsection 103.17.  If, at the end of the 8-week lawn maintenance period a satisfactory stand of grass has not been 
produced, immediately renovate and reseed the unsatisfactory portions of lawn; or when approved, reseed at the 
beginning of the next planting season.  If a satisfactory stand of grass develops by June 1 of the following year, the 
lawn will be accepted.  If the lawn is not accepted, a complete replanting will be required during the ensuing planting 
season. 
 
     A satisfactory stand is defined as a lawn or section of lawn that has: 
 
     1. No bare spots larger than 3-square-feet. 
 
     2. Not more than 10% of the total area with bare spots larger than 1-
square-foot. 
 
     3. Not more than 15% of the total area with bare spots larger than 6-
inches square. 
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    209.03.03L Inspection for Acceptance (Not applicable to privately financed public 
improvements) 
 
     Submit a written notice 8-weeks after the start of maintenance on the last 
section of completed lawn.  Within 15-days of such written notice the Engineer will make an inspection of the lawn to 
determine if a satisfactory stand of grass has been produced. 
 
 209.03.04 Trees, Shrubs, and Ground Cover 
 
    209.03.04A Delivery, Preparation, and Storage 
 
     Dig plants designated in the Contract Documents as balled and burlapped 
with firm, natural balls of earth of diameter and depth sufficient to encompass the fibrous and feeding root system 
required for full recovery of the plant.  Firmly wrap balls with burlap and bind with twine, cord, or wire mesh.  Where 
necessary to prevent breaking or cracking of the ball during the process of planting, or where the tree exceeds 4-inches 
in diameter, secure the ball to a platform.  Meet or exceed the current edition of AAN standards.  
  
     Dig bare root plants during dormant period to remove earth with the least 
possible injury to the fibrous root system.  Cover the roots with thick coating of mud immediately after digging by 
puddling or wrapping in wet straw, moss, or other suitable packing material for protection until delivery. 
 
     Furnish container-grown plants with self-established root systems sufficient 
to hold earth together after removal from the container but not root-bound.  Plants shall have grown for at least 3-
months in the container with inside diameter specified.  Meet or exceed the current edition of AAN standards. 
 
     If plants are not in the dormant state, spray with anti-desiccant to cover 
foliage as recommended by manufacturer prior to digging the plants.  During shipment, protect the plants with 
tarpaulin or other approved covering to prevent excessive drying from the sun and wind. 
 
     Cover balls of balled and burlapped plants and containers of container-
grown plants that cannot be planted immediately upon delivery with moist mulch to protect from drying.  Plant or 
heel-in bare root plants immediately upon delivery.  Water plants as necessary to prevent drying until planted.   
 
     Open and separate all bundles of heeled-in bare root plants before the roots 
are covered.  Avoid leaving air pockets among the roots. 
 
    209.03.04B Soil Conditioning 
 
     After the specified chemical analysis report for topsoil is received, prepare 
the topsoil mixture for plant pits and beds by thoroughly mixing the approved topsoil with soil conditioner materials, 
fertilizer, and lime.  Thoroughly mix with rotary mixer or other approved method in the following proportions: 
 

 Required Mixture Parts by Volume 
Topsoil 

Classification by 
Clay Content 

 
 

Topsoil 

 
 

Sand 

 
 

Peat 

 
 

Fertilizer* 

 
 

Lime 
      

Clay 5 – 10% 4 0 1 lb./CY (½) lb./CY (1) 
Clay 10 – 15% 2 2 1 lb./CY (½) lb./CY (1) 
Clay 15 – 25% 2 4 1½ lbs./CY (½) lb./CY (1) 

      
*Adjust in accordance with soil test chemical analysis report. 

 
     Store and protect topsoil mixture and other materials at designated area of 
the site.  Protect topsoil mixture from excessive leaching by covering with tarpaulin if stored for more than 6-weeks. 
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    209.03.04C Planting Procedures 
 
     Within 20-calendar-days after receiving the notice to proceed, submit a time 
schedule for approval indicating dates for commencement and completion of the following operations: 
 
     1. Tagging of plants in the nurseries 
     2. Survey and staking of plant locations 
     3. Delivery of topsoil and other materials 
     4. Digging and preparation of plant pits and beds 
     5. Delivery of trees and plants to the site 
     6. Planting of trees and other plants 
     7. Fertilization and application of pre-emergent herbicide 
     8. Guying, staking and mulching 
     9. Completion of work for start of guarantee period 
 
     At least 20-days before start of the guarantee period, submit a schedule of 
proposed maintenance operations indicating the number of man-hours contemplated for each operation by season 
during autumn, winter, spring and summer. 
 
     Locate new planting where shown on plans, except make approved 
adjustments where obstructions below ground are encountered or where changes have been made in the construction.  
Place no planting, except ground cover, closer than 18-inches to pavements and structures.  Dig plant pits and have 
soil mixture for planting ready before plants are delivered.  Excavate circular pits with vertical sides a minimum of 2-
feet greater than the diameter of the ball.  For trees, shrubs, and vines, excavate pits to depth sufficient to 
accommodate ball or roots when plant is set to finished grade.  Place 3-inches of compacted soil mixture in the bottom 
of pit.  Set plants upright and face as approved to give the best appearance or relationship to adjacent structures.  
Remove wire, burlap, and surplus binding from top and sides of balls.  Spread roots in normal position.  Cut all 
broken or frayed roots off cleanly.  Place prepared soil mixture and compact carefully to avoid injury to roots and to 
fill voids.  When hole is nearly filled, add water as necessary and allow to soak away.  Fill hole to finished grade.  
When directed by Engineer, form shallow saucer around plant by placing ridge of topsoil around edge of pit 2-feet 
greater than diameter of ball.  After ground settles, fill with additional soil to level of finished grade. 
 
     Plant trees before surrounding smaller plants and covers are placed.  
Position trees as shown on plans or, where spacing dimensions or locations are not clear, as approved. 
 
     Plant shrubs on centers as shown on plans with spacing adjusted if required 
to evenly fill bed using specified quantity of plants. 
 
     Plant hedges on centers as shown on plans.  Excavate trenches a maximum 
of 4-inches deeper and 12-inches wider than spread of roots or diameter of balls.  Make adjustments to spacing if 
necessary to fill trench evenly with the quantity of plants shown on plans. 
 
     Plant ground covers in beds having minimum 8-inchs of prepared soil 
mixture.  Treat ground cover beds with soil fumigant, after preparation for planting but before any plants are installed 
within bed area, to destroy weed seeds.  Apply according to manufacturer's directions, delaying planting for the 
recommended minimum period to allow dissipation of herbicide.  Space plants as shown on plans.  Mulch and water 
immediately after planting. 
 
     Plant bulbs in ground cover beds to recommended depths for each bulb type 
as shown on plans. 
 
     Provide trees and planting beds with 3-inch layer of fir or hemlock bark 
mulch within 2-days after planting and keep at this depth throughout maintenance period.  Mulch to entirely cover 
area of saucer around each tree. 
 
     Use 4 guys equally spaced as shown on plans for all trees greater than 4-
inches in diameter. 
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     Use 3 guys equally spaced as shown on plans for all trees 4-inches in 
diameter or less. 
 
     Where shown on plans, wrap trunks of trees spirally from ground line to 
height of second branches.  Make all wrappings neat and snug and hold material in place by raffia cord at top and 
bottom. 
 
    209.03.04D Pruning and Repair 
   
     At completion of planting work, prune and repair injuries at all plants.  
Limit amount of pruning to minimum necessary to remove dead or injured twigs and branches and to compensate for 
the loss of roots as a result of planting operations.  Do not change natural habit or shape of plant.  Make cuts to branch 
collar leaving no stubs.  
 
    209.03.04E Plant Guarantee 
 
     Guarantee all plants and trees for a minimum of 2-years to be alive and in 
vigorous growing condition at the end of the guarantee period.  Guarantee period shall begin from the date of 
Acceptance of Work as defined in Subsection 101.01.  Remove unsatisfactory plants and replace with plants of the 
same kind, quality, and size as originally specified.  Guarantee all plant replacements to be alive and in vigorous 
growing condition 2-years after replacement.  Bear all costs of replacement except for replacements resulting from 
removal, loss or damage due to occupancy of project in any part, vandalism, or acts of neglect on the part of others.  
Replace plants that die immediately, unless during a season unfavorable for planting.  When season is unfavorable, 
plant during the first month of the next favorable planting season. 
 
    209.02.04F Maintenance 
 
     Begin maintenance immediately after each plant is installed and continue to 
maintain until the end of the guarantee period. 
 
     Perform the following operations:  (1) Watering as often as required to 
maintain capillary water within 2-inches of the soil surface around plants; (2) Weeding of plant beds, planting saucers, 
and plant pockets to keep free of weeds using approved selective herbicide according to the manufacturer's directions 
for use, and/or weeding by hand methods; (3) Mulching monthly to replenish mulch and keep at required 2-inch 
minimum depth; (4) Tightening and repairing guys to keep trees erect and supported without damage to bark; (5) 
Resetting plants to proper grades or upright position; (6) Restoration of planting saucers; (7) Seasonal spraying to 
control disease or insect pests that may impair plant vigor. 
 
     Replace plants required by the plant guarantee on a regular monthly basis, 
except during the months of December, January, and February. 
 
 209.03.05 Irrigation Systems 
 
    209.03.05A General 
 
     Install components of the irrigation system as shown and as recommended 
by the equipment manufacturers.  All sprinkler run-outs shall be evenly graded to the drain points shown on plans.  
Piping beneath paved areas and concrete walks shall be installed in PVC sleeves.  Construct irrigation system in areas 
to receive topsoil after topsoil is spread, compacted, and rough graded.    Bed PVC pipe in sand as shown on plans and 
backfill to a minimum of 3-inches above the pipe with sand.  Determine the final number and location of sprinkler 
heads after grading is complete, such that complete coverage of all sprinkled areas is provided.  Flush out system 
thoroughly and pressure test before installing sprinkler heads.  Adjust flow on each head for proper coverage. 
 
     Repair and replace irrigation parts and winterize as necessary. 
 
    209.03.05B PVC Pipe 
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     Cut, make up, and install PVC pipe in accordance with the manufacturer's 
recommendations, as approved.  Lay PVC pipe using the practice of snaking from one side of the trench to the other, 
one cycle per 40-feet or less.  Use strap wrenches for tightening threaded plastic joints.  Take care not to over-tighten 
fittings.  Do not lay PVC pipe when the temperature is below 40º F.  Sprinklers and valves shall be installed in 
accordance with the manufacturer's recommendations, as approved. 
 
209.04 MEASUREMENT AND PAYMENT (Not applicable to privately financed public improvements) 
 
 209.04.01 Incidental Basis 
 
    When not specified or shown as a separate pay item in the Proposal, payment for all 
landscape work is considered to be incidental to the construction. 
 
 209.04.02 Unit Price Basis 
 
    When so listed in the bid, payment for the landscaping items will be made on a unit price 
basis for the number of items actually placed and accepted. 
 
 209.04.03 Lump Sum Basis 
 
    When so listed in the bid, measurement and payment will be made at the contract lump sum 
pay item for landscaping, complete. 
 
 

******************** 
210    RESURFACING 
******************** 

 
 
210.01 DESCRIPTION 
 
 This section covers the work necessary to replace all pavement, pavement base, curbs, sidewalks, rock 
surfacing, and other surface features impacted either directly or indirectly by the operations related to the construction 
of sewers, storm drains, water distribution systems, and conduits. 
 
210.02 MATERIALS 
 
 210.02.01 Asphalt Concrete 
 
    Use hot mix asphalt concrete ½-inch Level 2 mix conforming to the requirements for hot 
mix asphalt concrete in Section 605 and Section 205, unless otherwise specified. 
 
 210.02.02 Pavement Base 
 
    Use pavement base material for resurfacing trenches that conform to Section 603. 
 
 210.02.03 Forms 
 
    All forms shall conform to requirements for forms in Section 208. 
 
 210.02.04 Rock Surfacing 
 
    Rock surfacing shall be 1½-inch or 1”– 0” crushed aggregate as specified in Section 
206.02.05A. 
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 210.02.05 Subgrade 
 

    Subgrade material shall conform to the requirements for subgrade in Section 601. 
 
210.03 CONSTRUCTION 
 
 210.03.01 Street Maintenance 
 
    Maintain all trenches as specified under Section 206. 
 
 210.03.02 Temporary Hot or Cold Mix Asphalt 
 
    All excavations on hard surfaces shall be paved with a temporary hot or cold mix asphalt 
patch at the end of each workday.  
 
    Place and compact temporary hot or cold mix asphalt to a minimum depth of 2-inches over 
the backfilled and compacted trench areas as specified under Section 206.  Spread with a mechanical spreading 
machine or place by hand methods.  Distribute into place by means of shovel, or suitable forks, and spread with rakes 
in a loose layer of uniform density. 
 
    After spreading, the mixture shall be thoroughly and uniformly compacted with a 
power-driven roller capable of providing compression of 200 to 300 pounds per linear inch as soon as raking is 
complete.  Compact areas inaccessible to the roller by tamping.  After compaction, the temporary asphalt shall have 
the minimum thickness specified and shall match the adjacent existing grade.  The temporary asphalt patch shall be 
maintained such that a continuous surface will exist without depressions or potholes. 
 
 210.03.03 Pavement Base 
 
    Place pavement base to the specified depth; when not specified, place to a compacted depth 
of 12-inches.  Bring the top of the pavement base to a smooth, even grade at a distance below finished grade 
equivalent to the required pavement depth. 
 
    Compact the pavement base with mechanical vibratory or impact tampers to a density of not 
less than 95% of the maximum dry density as determined by AASHTO T-180. 
 
 210.03.04 Asphalt Concrete Pavement 
 
    210.03.04A Tack Coat 
 
     Tack coat shall be applied in accordance with Subsection 605.03.04. 
 
    210.03.04B Asphalt Concrete Placement 
 
     Sawcut the existing pavement a minimum of 6-inches from the edge of the 
existing pavement at the side of the trench.  The sawcut shall be a straight line and shall follow lines parallel to the 
pipe centerline to remove any pavement that has been damaged or that is broken and unsound.  The sawcut pavement 
edges shall be free of irregularities.  Provide a smooth, sound edge for joining the new pavement.  Asphaltic concrete 
placement must also comply with requirements of Subsection 206.03.10B. 
 
     Place the asphalt concrete on the prepared subgrade over the trench to the 
specified depth, or the depth of the adjacent pavement, whichever is greater.  When a prime coat is specified, place 
asphalt concrete after the prime coat has set.    Maximum thickness for any one lift of pavement shall not exceed 3-
inches when compacted.  The minimum thickness for placement of compacted pavement shall not be less than twice 
the nominal maximum aggregate size.  Spread and level the asphalt concrete with hand tools or by use of a mechanical 
spreader, depending upon the area to be paved.  Bring the asphalt concrete to the proper grade and compact by rolling 
or the use of hand tampers where rolling is impossible or impractical. 
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          If the existing asphaltic concrete being replaced is pervious asphalt, it must 
be replaced in kind. 
 
     Roll with power rollers capable of providing compression of 200 to 300 
pounds per linear inch.  Begin the rolling from the outside edge of the replacement progressing toward the existing 
surfacing, lapping the existing surface at least half the width of the roller.  If existing surfacing bounds both edges of 
the replacement, begin rolling at the edges of the replacement, lapping the existing surfacing at least half the width of 
the roller, and progress toward the center of the replacement area.  Overlap each preceding track by at least half the 
width of the roller and make sufficient passes over the entire area to remove all roller marks and to produce a smooth, 
uniform surface.  Density requirements for asphalt concrete pavement shall conform to those in Section 605. 
 
     Finished surface of the new, compacted paving shall be flush with the 
existing surface and conform to the grade and crown of the adjacent pavement. 
 
    210.03.04C Seal Coat 
 
     Immediately after the new paving is completed, apply a seal coat of liquid 
asphalt, conforming to Subsection 205.02.10, to all joints between the new and original asphalt pavement.  The seal 
coat shall be a minimum of 3-inches in width and shall be centered on the joint.  The liquid asphalt shall be applied 
such that it completely covers the joint. 
 
     Immediately after the liquid asphalt has been applied and before the asphalt 
has solidified, cover the seal-coat asphalt with clean, dry masonry sand.  The sand shall be applied in a layer thick 
enough to prevent tracking of seal coat.  Before opening the street to traffic, the Contractor shall clean up all loose 
sand. 
 
    210.03.04D Surface Smoothness 
 
     Surface smoothness must comply with requirements of Subsection 
605.03.20.   
 
    210.03.04E Weather Conditions 
 
                                          Weather conditions must conform to requirements of Subsection 605.03.12. 
 
    210.03.04F Protection of Structures 
 
     Provide whatever protective coverings may be necessary to protect the 
exposed portions of bridges, culverts, curbs, gutters, posts, guard fences, road signs, and any other structures from 
splashing oil and asphalt from the surfacing operations.  Remove any oil, asphalt, dirt, or any other undesirable matter 
that may come upon these structures by reason of the surfacing operations. 
 
     Where existing structures (e.g., water valve boxes, manholes, catch basins, 
or other underground utility appurtenances) are within the area to be surfaced, make the resurfacing level with the top 
of the existing finished elevation of these facilities.  The Contractor shall be responsible for adjusting the existing 
structures as specified in Section 610.  Consider any delays experienced from such obstructions as incidental to the 
paving operation.  No additional payment will be made.  Protect all covers during asphalt application. 
 
    210.03.04G Excess Materials 
 
     Dispose of all excess materials.  Make arrangements for the disposal and 
bear all costs or retain any profit incidental to such disposal. 
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    210.03.05 Portland Cement Concrete Pavement 
 
     Pavement replaced shall be the same thickness as that removed, or a 
minimum of 6-inches, unless otherwise specified.  Protect the newly placed concrete from traffic for a period of at 
least 7-days. 
 
     Sawcut the existing pavement a minimum of 6-inches from the edge of the 
existing pavement at the side of the trench.  The sawcut shall be a straight line following lines parallel to the pipe 
centerline, and shall remove any pavement that has been damaged or that is broken and unsound.  The sawcut 
pavement edges shall be free of irregularities.  Provide a smooth, sound edge for joining the new pavement.   
 
          If the existing pavement being replaced is pervious concrete, it must be 
replaced in kind. 
 
     Handle, place, finish, and cure concrete pavement in conformance with the 
applicable provisions of Section 606. 
 
 210.03.06 Rock Surfacing 
 
    Place rock surfacing only where shown or directed on streets, driveways, parking areas, 
street shoulders, and other areas disturbed by the construction.  Spread the rock by tailgating and supplement by hand 
labor where necessary.  Level and grade the rock surfacing to conform to adjacent existing grades and surfaces as 
directed. 
 
 210.03.07 Concrete Driveways, Sidewalks, and Curbs 
 
    Replace concrete driveways, sidewalks and curbs to the same section, width, depth, line, and 
grade as that removed or damaged.  If the existing concrete being replaced is pervious concrete, it must be replaced in 
kind.  Saw broken or jagged ends of existing concrete on a straight line and to a vertical plane.  Prior to replacing the 
concrete sections, properly backfill and compact the backfill to prevent subsequent settlement. 
 
    Replace concrete driveways and sidewalks between scored joints unless otherwise directed 
by the Engineer.  Provide a minimum 2-inch thick compacted leveling course of clean ¾”– 0” crushed aggregate.  All 
concrete replacement work shall be completed prior to the placement of adjacent asphalt concrete.  Restoration and 
clean up shall be as specified under Section 211. 
 
    Construct forms to match existing.  Place concrete and finish exposed surfaces similar to 
adjacent surface in conformance with Section 607. 
 
210.04 MEASUREMENT AND PAYMENT (Not applicable to privately financed public improvements) 
 
 210.04.01 Temporary Hot or Cold Mix Asphalt 
 
    Payment for temporary hot or cold mix asphalt pavement placed in all paved areas to be 
maintained over trench backfill shall be based on the unit price per linear foot stated in the Proposal. 
 
    The unit price will include all work and materials required to place and maintain the surface.  
If not included in the Proposal, then it will be considered incidental to the work and included in the unit price for 
pavement replacement. 
 
 210.04.02 Rock Surfacing 
 
    Payment for replacement of rock surfacing shall be based on the unit price per ton or cubic 
yard as stated in the Proposal.  The quantity of rock replaced shall be the actual number of tons or cubic yards used as 
directed by the Engineer, and shall be based on weight tickets from state certified weigh stations.  The Contractor will 
supply certified conversion factors to get from ton to cubic yard.  Trip tickets shall be presented to the Engineer for his 
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signature on the date of use.  No payment will be allowed on trip tickets not so validated by the Engineer.  The unit 
price for the rock shall include payment for excavating to provide space for the rock if necessary and disposal of all 
excess excavated material. 
 
 210.04.03 Asphalt Concrete and Portland Cement Pavement Placement 
 
    Payment for asphalt concrete and Portland Cement Concrete pavement will be based on the 
unit price per lineal foot stated in the Proposal for each.   
 
    The unit prices shall include payment for excavation and dig-out required to provide space 
for the surfacing and compacted crushed rock, preparation of the trench, surfacing, disposal of all excess excavated 
materials, temporary cold mix asphalt (if not a separate pay item), and all other work required to complete the 
resurfacing.  The crushed rock base and leveling course, crushed rock for the dig-out area, and seal coat will also be 
considered as included in the bid price per square yard for pavement replacement as stated in the Proposal. 
 
 210.04.04 Sidewalk and Driveway Replacement 
 
    Payment for sidewalk and driveway replacement will be based on the unit price bid per 
square foot, as stated in the Proposal.  No differentiation will be made between concrete and asphalt sidewalks.  All 
sidewalks and driveways damaged outside of 3-feet of the pipe centerline shall be replaced at the expense of the 
Contractor. 
 
    The leveling course will be considered as included in the bid price for sidewalk and 
driveway replacement, as stated in the Proposal. 
 
 210.04.05 Curb Replacement 
 
 Payment for replacing concrete curbs, curb and gutter, or gutter sections shall be based on the unit price 
bid per linear foot as stated in the Proposal.  All curbs damaged outside of three feet of the pipe centerline shall be 
replaced at the expense of the Contractor. 
 
 No differentiation for payment will be made between curb and monolithic curb and gutter sections. 
 
 210.04.06 Removal and Replacement of Culverts, Storm Drains, or Catch Basins 
 
    Payment for the removal and replacement of existing culverts or storm sewers lying parallel 
to and within 3-feet of pipe centerline will be based on the unit price per linear foot, irrespective of size, as stated in 
the Proposal.  Payment shall be considered to include full compensation for all work and material required to remove 
and replace the pipe and restore the culvert or storm sewer to at least its original condition and function.  Replacement 
of existing culvert headwalls will also be included in this payment. 
 
    Payment for removal and replacement of catch basins will be based on the unit price for 
each, regardless of size or shape, as stated in the Proposal.  Payment shall be considered to include full compensation 
for all work required to remove and replace the catch basins and restore the basins to their original condition and 
intended function. 
 
 

******************** 
211    RESTORATION AND CLEANUP 

******************** 
 
 
211.01 DESCRIPTION 
 
 This section covers the work necessary to restore and clean up the site and remove all construction 
equipment, refuse, and unused materials of any kind resulting from project activities. 
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211.02 MATERIALS 
 
 Provide all materials required to accomplish the work as specified. 
 
211.03 CONSTRUCTION 
 
 211.03.01 Surface Dressing 
 
    Slopes, sidewalk areas, planting areas, and roadway shall be smoothed and dressed to the 
required cross section and grade by means of a grading machine, insofar as it is possible to do, without damaging the 
work or existing improvements, trees, and shrubs.  Unless specified otherwise, the maximum slope shall be 2 to 1 in 
cut and fill.  Supplement machine dressing by hand work as necessary. 
 
    Upon completion of the cleaning and dressing, the project shall appear uniform in all 
respects.  Grade all areas true to line and grade as shown.  Excavated areas adjoining new walkways and curbs shall be 
backfilled with topsoil.  Where the existing ground is below the sidewalk and curb, fill and dress the area to the walk.  
Wherever fill material is required in the planting area, make finish surface high enough to allow for final settlement.  
Surface improvements other than topsoil which are adjacent to new walkways or curbs, such as asphalt paving or 
brickwork, shall be replaced with like materials. 
 
 211.03.02 Removal of Materials 
 
    Remove and dispose of all excavated or construction materials, equipment, and trash of all 
kinds resulting from the work.  Where brush and trees have been disturbed, remove and dispose of or restore same as 
directed by the Engineer at the Contractor's expense. 
  
 211.03.03 Cleaning Drains 
 
    Clean all drainage facilities such as inlets, catch basins, culverts, and open ditches of all 
excess material or debris that is the result of the work. 
 
 211.03.04 Cleaning Paved Surfaces and Appurtenances 
 
    Clean all pavement surfaces, whether new or existing, within the limits of the project.  All 
haul routes will be kept free of dust, dirt, gravel, and debris at all times.  Clean all existing improvements, including 
but not limited to, curbs, gutters, walls, sidewalks, lamp poles, vaults, signs, castings for manholes, monuments, and 
water valves. 
 
    Sweep the street with a vacuum sweeper and hand broom all sidewalks. 
 
 211.03.05 Restoring Planted Areas 
 
    Hand-rake and drag all former grasses and/or planted areas leaving disturbed areas free from 
rocks, gravel, clay, or any other foreign material and ready, in all respects, for seeding.  The finished surface shall 
conform to the original surface, be free-draining and free from holes, rough spots, or other surface features detrimental 
to a seeded area. 
 
 211.03.06 Restoring Mobilization, Borrow, and Disposal Areas 
 
    Clean all properties that were disturbed during construction of the project.  Dispose of all 
uprooted stumps, felled trees, brush, excess excavation, rock, discarded materials, rubbish, and debris.  Remove all 
plants, equipment, tools, and supplies and restore the property to a neat, clean, and orderly condition in equal or better 
condition to that existing before move in. 
 
 211.03.07 Removal of Signs 
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    Do not remove warning, regulatory, guide, or project signs prior to formal acceptance except 
as directed. 
 
 211.03.08 Restoring Curbs, Sidewalks, and Driveways 
 
    Repair or replace all curbs, sidewalks, driveways, and other structures damaged during 
construction of the work.  Construct curbs, sidewalks, driveways, and other structures in conformance with the 
applicable requirements in DIVISION FIVE – TRANSPORTATION TECHNICAL REQUIREMENTS.  
 
211.04 MEASUREMENT AND PAYMENT (Not applicable to privately financed public improvements) 
 
 211.04.01 Lump Sum Basis 
 
    When restoration and cleanup is listed as a separate pay item on the Proposal, it will be paid 
for on a lump sum basis. 
 
 211.04.02 Incidental Basis 
 
    When not listed in the Proposal for separate payment, all restoration and cleanup will be 
considered incidental work for which no separate payment will be made. 
 
  

*END OF DIVISION* 
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******************* 
301    PIPE AND FITTINGS (SANITARY SEWER) 

******************** 
 
 
301.01 DESCRIPTION 
 
 This section covers the following work: 
 
 1 Gravity and pressure sewer pipe 
 2. Fittings 
 3. Service branch sewers 
 
301.02 MATERIALS 
 
 301.02.01 General 
 
    Use all sewer pipe and fittings of the size, strength, material, and joint type specified on the 
drawings and/or in the Proposal.  Use jointing material as hereinafter specified for each pipe material.  Each piece of 
pipe shall be clearly identified as to strength, class, and date of manufacture.  The manufacturer or fabricator shall 
furnish appropriate certification, based on manufacturer's routine quality control tests, that the materials in the pipe 
and fittings meet the requirements specified herein.  Strength, permeability, hydrostatic tests, and pipe joints will be 
used as the basis of acceptance as described under Subsection 301.03.12.  Minimum length of pipe shall be 3½-feet. 
 
    It is not intended that materials listed herein are to be considered equal or to be generally 
interchangeable for all applications.  The Engineer of Record shall determine the materials suitable for the project and 
so specify. 
 
    Use pipe and fittings for service branches of one type of material throughout; no 
interchanging of pipe and fittings will be allowed.  Use 6-inch diameter pipe for residential services when not 
otherwise specified. 
 
    Do not coat pipes for sewers, internally or externally, with any substance of any type in an 
attempt to improve its performance when air or hydrostatically tested. 
 
 301.02.02 Reinforced Concrete Pipe 
 
    Reinforced concrete pipe shall conform to ASTM C-76 Class as shown or specified with 
Wall B design and the following additional requirements: 
 
    1. Cement shall be Type II or Type III conforming to ASTM C-150. 
    2. The minimum Portland Cement content shall be 564 pounds per cubic yard. 
    3. The water/cement ratio shall not exceed 0.49. 
    4. Elliptically reinforcing is not permitted. 
    5. The Contractor shall provide the Project Manager with a Certificate of Compliance from 
the pipe manufacturer that the pipe and concrete mix conforms in all respects to these specifications and other non-
conflicting requirements of the referenced ASTM specifications. 
 
    301.02.02A Joints for Reinforced Concrete Pipe (RCP) 
 
     Use rubber gaskets for bell and spigot pipe conforming to ASTM C-443 
except as modified herein. 
 
     Use captive gasket in groove design for pipe 24-inches diameter and larger. 
 
     Use only lubricants for jointing materials approved by the manufacturer. 
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     The following specification is for all concrete sewer pipes with a nominal 
inside diameter equal to or greater than 24-inches: 
 
     A. General – The joint assemblies shall be so formed and manufactured 
that when the pipe is drawn together in the trenches, the pipe shall form a continuous watertight conduit with a smooth 
and uniform interior surface, and shall provide for slight movements of any pipe in the pipeline due to expansion, 
contraction, settlement, or lateral displacement.  The rubber gasket shall be the sole element of the joint depended 
upon to provide water tightness.  The ends of the pipe shall be in planes at right angles to the longitudinal centerline of 
the pipe, except where bevel-end pipe for deflections up to 5º is specified or indicated for bends.  Joint faces shall be 
finished to regular, smooth surface and shall have all surface points within ¼-inches of a theoretical plane taken 
normal to the pipe axis. 
 
     B. Design – The joint design shall be similar to that shown on Standard 
Details No. 324 or No. 325.  The shape and dimensions of the joint shall be such as to provide the following minimum 
requirements: 
 
      1. The rubber gaskets shall be solid gaskets of circular cross section. 
      2. The gasket shall be confined in a groove in the spigot end of the 
pipe so that movement of the pipe or hydrostatic pressure cannot displace the gasket.  When the joint is assembled, the 
gasket shall be compressed to form a watertight seal. 
 
      3. The volume of the annular space provided for the gasket, with the 
engaged joint a normal joint closure in concentric position, shall not be less than the design volume of the gasket 
given on the Joint Data Form Standard Detail No. 325 supplied by the Engineer of Record and approved by the 
Engineer.  The cross-sectional area of the annular space calculated for minimum bell diameter, maximum spigot 
diameter, minimum width of groove at surface of spigot, and minimum depth of groove.  The volume of the annular 
space shall be calculated considering the centroid of the cross-sectional area to be at the midpoint between the inside 
bell surface and the surface of the groove on which the gasket is seated at the centerline of the groove. 
 
      4. Each gasket shall be manufactured to provide the design volume 
of rubber required by the joint design used and within a tolerance of ±3% for gaskets up to and including ½-inch 
diameter and ±1% for gaskets of 1-inch diameter and larger.  The allowable percent tolerance shall vary linearly 
between ±3% and ±1% for gasket diameters between ½-inch and 1-inch. 
 
      5. The tolerances permitted in the construction of the joint shall be 
those stated for joint design on the approved Joint Data Form, Standard Detail No. 325. 
 
      6. The taper on all surfaces on the bells and/or spigots on which the 
rubber gaskets may bear during closure of the joint and at any degree of partial closure, except within the gasket 
groove, shall not exceed 2º. 
 
       The Engineer will utilize the joint data to determine an acceptable 
joint gap for the particular joint design submitted.  The gap will be established by subtracting the settlement 
allowance, from TABLE 1 below, from the total distance over which the joint may be pulled while meeting the 
provisions of this specification, or shall be equal to 1½-inches, whichever is smaller. 
 

TABLE 1 
 

SETTLEMENT ALLOWANCE 
Pipe Inside Diameter 

Inches 
Settlement Allowance 

Inches 
  

30 or less ⅜ 
36 ½ 
42 ½ 
48 ⅝ 
54 ⅝ 
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60 ¾ 
66 ¾ 
72 ⅞ 

84 or more 1 
 
       The surfaces of the bell and spigot in contact with the gasket and 
adjacent surfaces that may come in contact with the gasket within the specified joint movement range, shall be free 
from defects. 
 
      7. The inside surface of the bell adjacent to the bell face shall be 
flared to facilitate joining the pipe sections without damaging or displacing the gasket. 
 
      8. In all pipes 36-inches or more in diameter, the bell and the spigot 
of the joint shall contain both circumferential and longitudinal reinforcement.  For double-cage pipe, the 
reinforcement shall be at least equal in area to that of the outside cage or line for bells and the inside cage of line for 
spigots.  For single-cage pipe, the reinforcement shall be at least equal in area to that of the cage for the bell and the 
spigot.  The location of reinforcement shall be subject, however, to the permissible variations in dimensions given in 
the “position of reinforcement” sections in the appropriate ASTM Standard Specification (C-76, C-655, etc.) 
 
     C. Approval of Joints – A detail showing exact dimensions of the joint 
and diameter of rubber gaskets, including tolerances, and details of the spigot groove, and other required data shall be 
submitted to the Engineer for approval on Joint Data Form, Standard Detail No. 325.  Data must be submitted on 
City’s form. 
 
      Any fabrication or procurement of material performed prior to 
approval of details shall be at the Contractor’s risk.  Approval of the pipe details by the City shall not relieve the 
Contractor of any of his responsibility to meet all the requirements of these specifications or of the responsibility for 
the correctness of the pipe details. 
 
      Should a joint gap in the completed sewer line exceed that permissible 
or should visible leakage exist at the joint, a reinforced concrete closure collar shall be constructed around the joint or 
the joint shall be re-laid as directed by the Engineer at the Contractor’s expense. 
 
      Responsibility for checking pipe dimensions and any problems arising 
there from is the Contractor’s. 
 
     D. Material for Rubber Gaskets 
 
      1. Composition and Properties – The term “rubber gaskets” as used 
in these specifications shall be construed to include natural rubber or synthetic rubber compound.  Rubber gaskets 
shall be extruded or molded and cured in such a manner that any cross-section will be dense, homogeneous, and free 
from porosity, blisters, pitting, and other imperfections.  The gaskets shall be extruded or molded to the design cross-
section diameter shown on the approved Joint Data Form, Standard Detail No. 325, within a tolerance of ± 1/64-
inches or ± 1.5% of the diameter, whichever is the larger.  The gaskets shall be fabricated from an elastomeric 
compound having the following physical properties: 
 

Tensile strength, PSI, minimum 1,200 
Elongation at break, percent, minimum 350 
Shore durometer hardness, Type A 35 to 65 
Compression set (constant deflection)  
 Percent of original deflection, maximum 25 
Change in weight, water immersion, percent  
 Maximum (2 days at 158º F) 10 
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Accelerated aging, oxygen pressure test  
 (48 hours, 158º F, 300psi) or air oven test (96 hours, 158º F):  
  Tensile strength after aging, percent of original, minimum 85 

 
       
      2. Storage – All gaskets shall be stored in as cool a place as 
practicable, preferably at 70º F or less, and protected from the direct rays of the sun.  Gaskets that show evidence of 
deterioration and other defects, such as surface checking or cracking, will be rejected. 
 
      3.  Compound Tests  
 
       a. Methods of Test – Laboratory tests to determine the physical 
properties of the rubber gaskets to be furnished under this specification shall be performed on test specimens taken 
from the finished rubber product; except that, at the option of the pipe manufacturer with the approval of the Engineer, 
specimens may be furnished in accordance with the appropriate ASTM method: 
 
        Tensile Strength and Elongation – Method D-412. 
 
        Hardness – Method D-2240 (with the exception of Section 3).  
The determination shall be taken directly on the gasket.  The presser foot shall be applied on areas that are ¼-inch or 
greater in thickness.  If a sample ¼-inch or greater in thickness is not available in the gasket, thinner samples may be 
piled up to obtain this thickness. 
 
        Compression Set – Method B of Method D-395.  The 
specimens shall be a ½-inch long section of gasket with a minimum diameter of ½-inch, deflected axially.  Test 
conditions shall be 22-hours at 158º F (70º C). 
 
        Accelerated Aging – Method D-573.  Test conditions shall be 
96-hours at 158º F (70º C). 
 
        Water Absorption – Method D-471.  Use distilled water for 
the standard test liquid.  When a 1-inch wide test specimen cannot be obtained, use the greatest width obtainable from 
the test sample.  Test conditions shall be 48-hours at 158º F (70º C). 
 
        Splices – If a splice is made in the fabrication of the gasket, 
the strength shall be such that the gasket shall withstand 100% elongation over the part of the gasket that includes the 
splice with no visible separation of the splice.  While in the stretched position, the gasket shall be rotated in the spliced 
area a minimum of 180º in each direction in order to inspect for separation.  Any portion of the splice shall be capable 
of passing a bend test without visible separation.  The bend test of circular gaskets is defined as wrapping the portion 
of the un-stretched gasket containing the splice a minimum of 180º and a maximum of 270º around a rod of a diameter 
equal to the cross-section of the gasket. 
 
       b.  Test Reports – The manufacturer shall, if required, furnish 
certified copies of the test reports of the rubber compound used in all rubber gaskets. 
 
 301.02.03 Ductile Iron Pipe 
 
    Ductile iron pipe shall be Class 50 or greater, shall be centrifugally cast of 60-42-10 iron, 
and shall conform to ANSI/AWWA C-151/A21.51.  Joints shall normally be push-on, or mechanical joint, 
conforming to ANSI/AWWA C-111/A21.11.  If specified and approved by the City in writing, flanged pipe may be 
used and shall conform to ANSI/AWWA C-115/A21.15. 
 
    Ductile iron pipe shall be lined with cement mortar and seal-coated in accordance with 
ANSI/AWWA C-104/A21.4. 
 



Construction Standard Specifications                                                                                                                                                                                     City of Gresham 
Division Three                                                                                                                                                                                                                                         (1/1/06) 

5

    When specified, tube type polyethylene encasement shall conform to ANSI/AWWA C-
105/A21.5. 
 
 301.02.04 Polyvinyl Chloride (PVC) Pipe 
 
    All PVC pipe and fittings shall conform to ASTM D-3034 SDR 35 and ASTM F-679 
standards.  Joints shall be bell and spigot joints with a rubber gasket conforming to ASTM D-3212 and ASTM F-477.  
Additives and fillers, including but not limited to, stabilizers, antioxidants, lubricants, etc., shall not exceed 10 parts 
per 100 by weight. 
 
    Where required for added strength, AWWA C-900 or C-905 may be used. 
 
    The Contractor shall use the same material for all pipes and fittings for both the sewer 
mainline and any service connections between consecutive manholes.  Pipe bedding for PVC pipe shall be in 
accordance with Section 206. 
 
 301.02.05 High Density Polyethylene (HDPE) Pipe, Solid Wall 
 
    Use pipe made from premium high-density polyethylene resin qualified as Type III, 
Category 5, Class C, Grade P34 as specified in ASTM D-1238.  This material shall have a long-term hydrostatic 
strength of 1,600psi when tested and analyzed in accordance with ASTM D-2837 and shall be listed by the Plastic 
Pipe Institute as a PE 3408 resin.  Pipe sizing is to be according to ASTM F-714 and ASTM D-3035. 
 

The minimum engineering design properties shall be: 
 
 Tensile Strength Yield ASTM D-638 (2”/min.) 3,200psi 
 Elongation at Break ASTM D-638 750% 
 Modulus of Elasticity ASTM D-638 105,000psi 
 Flexural Mondulus ASTM D-3350 124,000psi 
 Environmental Stress Crack Resistance, 

Condition C  
ASTM D-1693 F20 at 

>5,000 hrs. 
 Long-term Hydrostatic Strength @ 73.4º F ASTM D-2837 1,600psi 

 
    The pipe shall contain no recycled compound except that generated in the manufacturer’s 
own plant from resin of the same specification from the same raw material supplier. 
 
    The polyethylene pipe shall be homogeneous throughout and free of visible cracks, holes, 
foreign inclusions, or other injurious defects.  The pipe shall be uniform in color, opacity, density, and other physical 
properties.  The raw material shall contain a minimum of 2%, well dispersed, carbon black.  Additives that can be 
conclusively proven not to be detrimental to the pipe may be also used, provided the pipe produced meets the 
requirements of this standard. 
 
    The pipe shall contain no recycled compound except that generated in the manufacturer’s 
own plant from resin of the same specification and from the same raw material supplier. 
 
    The following information shall be continuously marked on the pipe or spaced at intervals 
not exceeding 5-feet: 
 

1.) Name and/or trademark of the pipe manufacturer 
2.) Nominal pipe size 
3.) Standard dimensional ratio (SDR) 
4.) The letters “PE” followed by the polyethylene grade per ASTM D-3350, followed 

by the hydrostatic design basis in 100’s of PSI, e.g., PE 3408 
5.) Manufacturing standard reference, e.g., ASTM F-714 
6.) A production code from which the date and place of manufacture can be determined 
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    Compliance with requirements of these specifications shall be certified in writing by the 
pipe supplier. 
 
    301.02.05A Joints for HDPE Pipe 
 
     High-density polyethylene (HDPE) pipe and fittings shall be jointed by the 
thermal butt fusion per ASTM A-2657 and the manufacturer’s specific recommendations or approved coupler.  The 
temperature of the heater plate should be 400º F – 450º F.  Of additional importance are the interface pressures.  The 
tensile strength at yield of the butt fusion joints shall be not less than that of the pipe. 
 
     The HDPE pipe may be adapted to fittings or other systems by means of an 
assembly consisting of a HDPE stub-end, butt-fused to the pipe, a backup flange of ductile iron made to Class 150, 
ANSI B1 6.1/B1 6.5 dimensional standards with exceptions, bolts of comparable material, and a gasket of suitable 
neoprene, red rubber or non-asbestos rubber compound cut to fit the joint.  In all cases, the bolts shall be drawn up 
evenly and in line. 
 
     HDPE pipes of the same outside diameter but different wall thickness shall 
be joined by means of a flange assembly as designated above or by thermal butt fusion, and will only be allowed when 
expressly approved by the Engineer. 
 
     The pipe supplier shall be consulted to obtain machinery and expertise for 
the joining by butt fusion of HDPE pipe and fittings.  No pipe or fittings shall be joined by fusion by any Contractor 
until he is qualified in the techniques involved. 
 
    301.02.05B Fittings for HDPE Pipe 
 
     The pipe used to fabricate fittings shall comply with AWWA C-906 and 
ASTM D-1248 requirements for Type III, Class C, Category 5, Grade P34 polyethylene material.  Standard fittings 
and special fittings shall be manufactured from the same class of material as the pipe and be fully compatible. 
 
     Fittings shall be manufactured in accordance with ASTM D-3261.  
Fabricated fittings shall be pressure-rated to match the system piping. 
 
    301.02.05C Couplings for HDPE Pipe 
 
     Mechanical connections of polyethylene pipe to fittings or other materials 
shall be by means of flanged connections (flanged coupling adapters and ANSI backup rings rated for the same 
pressure service as the system piping) or flexible couplings designed for joining polyethylene pipe to polyethylene 
pipe or to another piping material such as a head PVC coupler as applicable, as approved by the Engineer.  Flanged 
joints shall use bolts of compatible material.  Gaskets shall be required when joining to non-polyethylene materials.  
In all cases, the bolts shall be evenly torqued using a crisscross pattern like the one used to tighten lug nuts on a car 
wheel.  Flanged joints are to be re-torqued after one-hour or more has passed since initial torquing. 
 
    301.02.05D Service Branches 
 
     Tee and wye fittings to connect service branches shall be either molded butt 
fusion fittings, or molded saddle fusion fittings. 
 
    301.02.05E Connection to Manholes 
 
     Connections to manholes shall be made with approved, cast-in-place, 
gasketed adapters or other approved equal. 
 
 301.02.06 Polyvinyl Chloride (PVC) Pressure Pipe & Fittings 
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    PVC pressure pipe and fabricated fittings shall conform to AWWA C-900 Class 100, or as 
specified, for pipe diameters 4-inchs to 12-inchs and AWWA C-905 DR 51, or as specified, for pipe diameters 14-
inches and above. 
 
 301.02.07 Service Connection Markers 
 
    Service connection markers shall be new 2-inch x 4-inch utility grade lumber, or better, and 
one piece shall be used.  No splicing will be permitted. 
 
 301.02.08 Jointing Materials (Gaskets) 
 
    Only lubricants for jointing materials approved by the manufacturer shall be used. 
 
    Furnish to the Project Manager a certified statement from the manufacturer of the gaskets, 
setting forth the basic polymer used in the gaskets, and results of the tests of the physical properties of the compound.  
Gaskets shall be shipped in containers with identification of the batch from which the gaskets were fabricated. 
 
    301.02.08A Concrete Pipe  
 
     Rubber gaskets for bell and spigot pipe shall conform to ASTM C-443.   
 
    301.02.08B  Ductile Iron Pipe 
 
     Rubber gaskets shall conform to ANSI A21.11/AWWA C111. 
 
    301.02.08C Polyvinyl Chloride (PVC) Pipe 
 
     Rubber gaskets for PVC pipe shall conform to ASTM F-477. 
 
 301.02.09 Fittings 
 
    301.02.09A General 
 
     Provide tee or wye fittings in the sewer main for service branch sewers.  
Tees and wyes for service branch sewers shall be a minimum of 4-inches nominal diameter.  All fittings shall be of 
sufficient strength to withstand all handling and load stresses encountered.  All fittings shall be of the same materials 
as the pipe.  Material joining the fittings to the pipe shall be free from cracks and shall adhere tightly to each joining 
surface.  Use the same type of joints on all fittings that are used on the main sewer pipe.  Tee or wye fittings shall not 
be closer than 18-inches to any joint or bell of main line sewer. 
 
    301.02.09B Concrete Pipe 
 
     Use only shop fabricated fittings on all concrete pipes.   
 
     Submit fabrication details to the Project Manager for shop-fabricated 
fittings for review prior to delivery of fittings to the job site. 
 
    301.02.09C Ductile Iron Pipe 
 
     Use mechanical-joint, cast-iron fittings conforming to ANSI 
A21.10/AWWA C110, and a class of at least equal to that of the adjacent pipe.  Use push-on fittings of gray cast iron 
with body thickness and radii of curvature conforming to ANSI A21.10 and joints conforming to ANSI 
A21.11/AWWA C111. 
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    301.02.09D Polyvinyl Chloride (PVC) Pipe 
 
     PVC fittings shall be in conformance with the requirements of ASTM D-
3034 SDR 35 and ASTM F-679 as applicable. 
 
     Manhole Adapters – PVC pipe shall be connected to sanitary sewer 
manholes using an approved manhole adapter specifically manufactured for the intended service.  PVC pipe manhole 
adapters shall be Kor-N-Seal, Le-Ron, or equal commercial product.  Field fabricated waterstops or improvised 
adapters such as gaskets stretched over the pipe will not be allowed. 
 
     Manhole adapters requiring the use of grout for installation, such as sand 
collars, shall be bonded, anchored, and finished using an approved non-shrink grout as specified in Subsection 
205.02.07C.  Plain Portland Cement mortar is not acceptable.  Sand collars shall be fabricated by an approved 
manufacturer and not field made.  Sand collars shall be coated with an epoxy adhesive compatible with both PVC and 
concrete grout and coated with aggregate.  The installation of the sand collar shall be such that the bell portion of the 
adapter is adjacent and external to the wall of the manhole, and the spigot shall protrude through and into the manhole 
3-inches beyond the interior of the wall of the manhole. 
 
 301.02.10 Pipe Coupling Adapters 
 
                   Rigid couplers (solid sleeves) manufactured to couple PVC pipe will be required when 
connecting PVC pipe. 
 
    When rigid couplers cannot be used, use flexible mechanical compression joint coupling 
with No. 305 stainless steel bands manufactured by Joints, Inc., Fernco Joint Sealer, or approved equal. 
 
 301.02.11 Cleanouts 
 
    Pipe for cleanouts shall be of the same material as the main line.  Cleanouts shall be of the 
same size as the line it is serving or shall be 8-inch nominal diameter, whichever is smaller. 
 
301.03 CONSTRUCTION 
 
 301.03.01 Excavation and Backfill 
 
    Excavation and backfill shall conform to the requirements of Section 206 as further 
specified herein.   
 
    301.03.01A     Excavation 
 
      All excavation shall be unclassified unless otherwise specified.                      
 
    301.03.01B     Backfill 
 
                        301.03.01B1     Off-road Trench Backfill 
                     
        For public sewer pipe installations outside of dedicated 
street rights-of-way, or where current or future hard-surfaced improvements shall not be made, native backfill material 
as specified in Subsection 206.02.04 for use above the pipe zone may be used. 
 
                        301.03.01B2 Traffic Area Trench Backfill 
 
                           For public sewer pipe installations within dedicated street 
rights-of-way or where current or future hard-surfaced improvements shall be made, select backfill material as 
specified in Subsection 206.02.05A, for crushed gravel, or as specified in Subsection 206.02.05B, for controlled 
density fill, shall be used.    
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 301.03.02 Line and Grade for Gravity and Pressure Sewers 
 
    Do not deviate from the line or grade, as established by the Engineer of Record, more than 
½-inch for line and ¼-inch for grade, provided that such variation does not result in a level or reverse sloping invert.  
Measure for grade at the pipe invert, not at the top of the pipe, because of permissible variation in pipe wall thickness.   
 
    Establish line and grade for pipe by the use of pipe lasers and the Contractor shall check the 
line and cut from the offset stakes at maximum intervals of 50-feet. 
 
    301.03.02A Line and Grade for Sewer Laterals 
 
     The Engineer will establish line and grade to the tract of land to be serviced 
by the sewer system.  At the pre-selected location of the service branch, a stake will be driven into the ground showing 
the depth of excavation required at the property line. 
 
     Lay the pipe on a straight line and at a 2% grade between the tee or riser 
and the stake.  Lay the pipe by means of a builder's level of good quality and not less than 24-inches in length. 
 
 301.03.03 Pipe Distribution and Handling 
 
    Distribute material on the job no faster than it can be used to good advantage.  Unload pipe 
only by means recommended by the pipe manufacturer.  Do not unload pipe by dropping it to the ground.  For 
publicly financed improvement projects, do not distribute more than one week's supply of material in advance of 
laying, unless approved by the Project Manager. 
 
    Pipe shall not be unloaded or stored in the public right-of-way or easement unless it has been 
certified and accepted by the Engineer.  Inspect all pipe and fittings prior to lowering into trench to ensure no cracked, 
broken, or otherwise defective materials are used.  Clean ends of pipe thoroughly.  Remove foreign matter and dirt 
from inside of pipe and keep clean during and after laying. 
 
    Use proper implements, tools, and facilities for the safe and proper protection of the work.  
Lower pipe into the trench in such a manner as to avoid any physical damage to the pipe.  Remove all damaged pipes 
showing kinks, cracks, buckles, cuts, gouges or any other damage from the job site.  Do not drop or dump pipe into 
trenches. 
 
 301.03.04 Pipe Laying and Jointing of Pipe and Fittings 
 
    301.03.04A General 
 
     Proceed with pipe laying upgrade with spigot ends pointing in direction of 
flow.  Place pipe in such a manner as to ensure solid bearing between the pipe and the full cross-sectional area of the 
bedding for the full length of the pipe between joints.  Make assembly of the joint in accordance with the 
recommendations of the manufacturer.  Take care to properly align the pipe before forced entirely home.  Upon 
completion of pipe laying, all pipe joints shall be in the "home" position, which is defined as the position where the 
least gap (if any) exists, when the pipe components that comprise the joint are fitted together as tightly as the approved 
joint design will permit.  Joints with gaps exceeding the normal gap in the “home” position by more than ¼-inch shall 
be repaired as required by the Engineer at no cost to the City.  In cases where gaps exist in joints but do not exceed the 
normal gap in the “home” position by more than ¼-inch, the Engineer may require repair of the joint if, in his 
judgment, these detract from the integrity of the joint based upon soil conditions and the intended use of the pipeline.   
 
     After installation, prevent movement from any cause, including uplift or 
floating. 
 
     Take special care to prevent movement of the pipe after installation when 
laid within a movable trench shield. 
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     When laying operations are not in progress, protect the open end of the pipe 
from entry of foreign material and block the pipe to prevent movement or creep of gasketed joints. 
 
     Plug off pipes that are stubbed out for manhole construction or for 
connection by others by use of a cap or churney (or approved equal) plug designed for that purpose.  Such plugs or 
caps shall be removable and their removal shall provide a bell end suitable for extension of the line. 
 
     Provide all rigid sewer pipes, 36-inches or smaller in diameter, entering or 
leaving manholes or other structures, with flexible joints within 18-inches of the exterior wall.  Rigid pipes larger than 
36-inches in diameter shall have this flexible joint within a distance from the exterior wall equal to one-half the 
nominal pipe diameter.  If the flexible joint is in excess of the distance specified from the exterior wall, it will be 
concrete-bedded to the height of ¼ pipe inside diameter with a minimum of 6-inches and a maximum of 12-inches 
required beneath the pipe barrel.  Length shall be from structure to back of pipe bell for incoming pipes and from 
structure to 6-inches from bell of the adjoining pipe for outgoing pipes.  Also required will be a   #4 rebar mat with 
three longitudinal bars minimum, cross tied on 12-inch centers beneath the pipe bell, and extended into the structure 
wall or base or as required by the Engineer.  All extra costs will be borne by the Contractor. 
 
     When cutting and/or machining of the pipe is necessary, use only tools and 
methods recommended by pipe manufacturer. 
 
     When 3 or more joint gaps exceed the permissible distance as described 
herein before, or when 3 or more corrections of defective work are necessary between 2 structures, then all pipe 
between the first and last defect shall be properly re-laid to reduce the total repairs to 2 per structure-to-structure 
section.  This will be done at the Contractor’s sole expense.   
 
    301.03.04B Concrete Pipe 
 
     Use rubber ring gasket joints unless mortar joints are specified by the 
Engineer.  When mortared joints are specified, the entire joint for the full circumference of the pipe shall be 
completely filled with mortar.  The surfaces of the pipe joint shall be brushed clean prior to mortaring.  Fill the 
exterior of the joint with mortar and in the case of bell and spigot joints, fill to an angle of 45º. 
 
    301.03.04C Polyvinyl Chloride (PVC) Pipe 
 
     The Contractor shall use the same material for all pipe and fittings for both 
mainline and house branches between two consecutive manholes, unless otherwise approved by the Engineer. 
 
     Connections to manholes shall be made by an approved manhole adapter 
that is grouted into the manhole wall or poured in place with the manhole base.  If the joint at the coupling meets the 
requirement of a flexible joint as determined by the Engineer, no additional flexible joint within 18-inches of the 
manhole wall will be required. 
 
     House branches shall be connected to mainline PVC sewer pipe with full-
line tees or wyes and ⅛ bends. 
 
    301.03.04D High Density Polyethylene (HDPE) Pipe 
 
     Prior to placing the HDPE pipe, all joints shall be complete except as noted.  
The full length of each section of pipe shall rest solidly upon the pipe bed.  Pipe that has the grade of the joint 
disturbed after laying shall be taken up and re-laid. 
 
     Pipe fusion shall be performed as recommended by the manufacturer and 
shall not be done in water or when trench conditions are unsuitable for the work.  Water shall be kept out of the trench 
until joining is completed.  When work is not in progress, the open ends of pipe and fittings shall be securely closed so 
that no trench water, earth, or other substance will enter the pipe or fittings.  Pipe ends left for future connections shall 
be immediately plugged or capped. 
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     HDPE pipe shall be brought to within 5º F of earth temperature prior to 
cutting to length for placement of tee, elbows, or other fittings. 
 
     HDPE pipe shall be joined by the thermal, butt-fusion method or other 
coupling methods specifically approved by the Engineer prior to installation. 
 
     Any jointing shall be only conducted by personnel possessing the 
qualifications and certifications specified herein.  The joining sites shall be cleared and graded, if necessary, to 
provide enough space for pipe storage and fusion.  The site shall be free of rocks, stumps, and other debris that could 
cut, scar, gouge, or otherwise damage the pipe.  The Contractor shall provide a shelter over the joining operation 
during adverse weather conditions.  Particular caution is required to prevent any water from coming in contact with 
the heater plate. 
 
  The Contractor shall be responsible to provide training and instruction for his personnel at no cost to the 
City.  Training shall include, but not be limited to, familiarization with HDPE pipe and fittings, fusion, testing, and 
installation of pipe.  The personnel requiring training includes, but is not limited to, quality control personnel and 
polyethylene fusion machine operators as applicable for the project.  Only instructed personnel will be allowed to 
perform the installation or supervision of polyethylene fusion joints. 
 
     A listing of those authorized for polyethylene fusion work shall be 
submitted and approved by the Project Manager prior to any installation or work on the HDPE pipe. 
 
     The Contractor shall make all training sessions available to City Inspectors 
and other quality assurance personnel at no charge and shall schedule the training sessions at a date, place, and time 
agreeable to the City. 
 
 301.03.05 Installation of Service Branch Sewers, Tees, and Wyes 
 
    Install tee and wye fittings and service branch sewers as shown on the Standard Details.  
Provide pipe-bedding material, compacted to a minimum of 90% of maximum density as determined by AASHTO 
T-180, under all tees, wyes, and branch fittings extending to the springline of the fittings.  Place pipe bedding material 
on undisturbed native material or compacted foundation stabilization material. 
 
    Maximum vertical deflection permissible with any one fitting shall not exceed 45º.  No 
horizontal deflection is allowed. 
 
    Provide ends of all service branches and fittings with approved watertight plugs or caps 
suitably braced to prevent blow-off during internal air testing.  Such plugs or caps shall be removable and their 
removal shall provide a socket suitable for making a flexible joint service connection or extension. 
 
 301.03.06 Service Connection Markers 
 
    After the service branch is installed, block the capped or plugged end and install the 2-inch x 
4-inch marker.  Extend markers at least 24-inches above the ground surface.  Green magnetic tape with “wastewater” 
in red letters shall be laid 1-foot above the top of the service lateral, wrapped around the cap at the end of the service 
and brought to the surface wrapped around the 2-inch x 4-inch marker.  Paint the top portion of the marker after its 
installation with first-quality, white, quick-drying enamel.  After the paint has dried, use black, quick-drying enamel 
and neatly indicate the distance from the natural ground surface to the top of the service branch pipe in feet and 
inches.  If curbs are present or to be poured as part of the project, stamp the top of the curb with an “S” over the 
service branch crossing. 
 
    In cases where the service lateral is not perpendicular to the curb, in addition to the “S” 
stamp on the top of the curb at the crossing, a button marker shall be epoxied to the top of the curb at the location 
perpendicular to the end of the lateral.  The button marker shall indicate the distance from the face of curb to the 2-
inch x 4-inch marker.  The button marker shall be supplied by the City and installed by the Contractor. 
 



Construction Standard Specifications                                                                                                                                                                                     City of Gresham 
Division Three                                                                                                                                                                                                                                         (1/1/06) 

12

    Take precautions during the backfilling operation to ensure the position and location of the 
marker.  If the marker is broken or knocked out of vertical alignment during the backfilling operation, reopen the 
trench and replace the marker.   
 
 301.03.07     Closure Collars 
 
    301.03.07A Concrete Closure Collars 
 
     Only install concrete closure collars where specified in the Contract 
Documents.  Construct concrete closure collars in conformance with the details provided.  Wash pipe to remove all 
loose material and soil from the surface on which the concrete will be placed.  Wet pipe thoroughly prior to placing 
the collars.  Construct forms with materials that will ensure that no concrete shall enter the line.  Make entire collar in 
one placement and do not place collars in water.  Concrete closure collars shall be placed using an approved 
commercial concrete bonding agent applied to all surfaces in contact with the collar. Where concrete closure collars 
are necessary to join PVC pipe, the PVC surface shall first be prepared for bonding to the concrete by applying a 
dense coating of clean mortar sand to the pipe using PVC solvent cement.  After the cement has cured, commercial 
concrete bonding agent shall be applied to the sand surface prior to placement of concrete.  Water as a substitute for 
commercial bonding agent will not be allowed.  Do not backfill the trench until the concrete has sufficient strength. 
 
    301.03.07B Flexible Coupling Closure Collars 
 
     Use flexible coupling collars only when specified or approved.  Couplings 
must incorporate full length and full diameter stainless steel shear bands.  Couplings shall be of the type produced by 
“Fernco”, “Mission”, or approved equal. 
 
 301.03.08 Disconnect and Reconnect Existing Sewer Laterals 
 
    When shown or required, disconnect existing sewer laterals from existing wastewater mains 
and reconnect them to the new mains.  The Contractor shall be responsible for locating the existing sewer laterals 
prior to installing the tee or wye in the new wastewater line.  The Contractor shall verify and reconnect all active 
sewer laterals to the wastewater main line. 
 
 301.03.09 Field Fabricated Connections 
 
    Field fabricate tees or wyes for required connections when shown or required.  Make all 
field fabricated tees or wyes similar to approved, manufacturer-supplied tees or wyes and provide for a flexible joint at 
the point of connection to the tee or wye.  Do not allow tee or wye to protrude past the inside wall surface of the sewer 
pipe, and finish the inside wall surface of the sewer pipe to provide a smooth surface for uninhibited flow through the 
sewer.  Fabricate fittings by inserting a stub into a hole cut in the pipe and grout with a non-shrinking grout.  Coat 
surfaces to receive grout with an epoxy bonding agent prior to grouting.  Fabrication details for fittings shall be 
submitted to the Engineer for review prior to fabrication.  Steel reinforcement may be required by the Engineer at no 
expense to the City.  “Insert-a-tees” or equal may be used in lieu of field-fabricated connections if approved by the 
Engineer. 
 
 301.03.10     Cleanouts 
 
                        Cleanouts will be constructed per the Standard Details.  The cleanout will stand vertical and 
the Contractor will bring compacted bedding material up around the vertical portion of the top.  Frames and covers 
shall comply with requirements of Subsection 303.02.07. 
 
 301.03.11     Service Risers 
 
                       The service risers will be constructed with a tee fitting at the main line.  If a wye fitting is 
necessary and approved, then a ⅛ bend will be utilized as part of the assembly replacing the tee.  Risers will be 
avoided whenever possible.  Risers less than 5-feet will not be allowed unless approved by the Engineer. 
 
 301.03.12 Testing 
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    301.03.12A General 
 
     All gravity sanitary sewers including service branch sewers and 
appurtenances shall successfully pass an air test prior to acceptance and shall be free of leakage.   
 
                                      Manholes shall be tested as specified in Subsection 302.03.07. 
 
     All pressure sewer force mains shall be tested in accordance with applicable 
portions of Section 502, when not otherwise specified. 
 
          Perform the tests in a manner satisfactory to the Engineer.  Calibrate gauges 
for air testing with a standardized test gauge provided by the Contractor at the start of each testing day.  The 
calibration shall also be witnessed by the Inspector; notify the Inspector at least 24-hours prior to each test. 
 
                                       All testing, including but not limited to deflection and air tests and 
television (TV) inspections, must be passed before final lift of paving can be placed over the pipe. 
 
     The City shall make a televised inspection of the sanitary sewer pipe after 
the Contractor has completed the installation of the sewer pipe, including all backfill, but before deflection and air 
testing and paving.  When the Contractor has jetted and cleaned the sewer pipe, the inspection shall be scheduled by 
the Contractor with the Inspector.  Any defects in material or workmanship shall be satisfactorily corrected at no 
expense to the City.  The Contractor shall re-TV the pipe after any corrections in accordance with Subsection 
301.03.12D  and supply the TV video and the report to the Project Manager for review and approval.  This process 
will repeat until the pipe complies with the specifications prior to paving. 
 
     Water and Equipment for Test – The Contractor shall make all 
arrangements, perform the test, and provide personnel, plugs, and other necessary equipment to complete the tests at 
no cost to the City except that the initial TV inspection will be performed by the City at the Contractor’s expense.  The 
method, equipment, and personnel shall be subject to approval by the Engineer.   
 
     Cleaning Prior to Testing and Acceptance – Prior to any testing for 
acceptance, the Contractor shall jet rod and clean all parts of the system.  Remove all accumulated construction debris, 
rocks, gravel, sand silt, and other foreign material from the system at or near the closest downstream manhole.  If 
necessary, use mechanical rodding or bucketing equipment.  The Contractor shall continue to clean the system until 
the TV inspection shows no foreign material in the pipe.  Engineer’s re-inspection may be required if the amount of 
debris is, in the Engineer’s opinion, excessive. 
 
     Make tests of sections of constructed sanitary sewer for acceptance only 
after all service connections, manholes, backfilling, and compaction are completed between the stations to be tested.  
City may require testing of manhole-to-manhole sections as they are completed in order to expedite the acceptance of 
sections of sewer and allow connections prior to the whole system being completed. 
 
     Repairs – Repair or replace in accordance with Subsection 301.03.04A, and 
in a manner satisfactory to the Engineer, any section of pipe not meeting the air test requirements, deflection test 
requirements, joint testing requirements, alignment requirements, or that has leakage.  Re-rounding of the pipe will 
only be allowed if approved by the Engineer. 
 
    301.03.12B     Deflection Test for Flexible Pipe (HDPE and PVC) 
 
                           In addition to air testing, perform a deflection test for all sanitary sewers 
constructed of flexible pipe not less than 30-days after the trench backfill and compaction has been completed, unless 
otherwise specifically approved by the Engineer.  The test shall be conducted by pulling an approved solid pointed 
mandrel having at least 6 vanes through the completed pipeline.  The diameter of the mandrel shall be 95% of the 
internal pipe diameter. Conduct testing on a manhole-to-manhole basis, and only after the manholes have been 
channeled and the line has been completely cleaned.  Locate and repair any sections failing to pass the test and retest 
the section at the Contractor’s sole expense.  
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    301.03.12C     Air Testing 
 
     301.03.12C1 Standard Air Testing 
 
       General 
 
       The Engineer may, at any time, require a calibration 
check of the instrumentation used.  Use a pressure gauge having minimum divisions of 0.10psi and an accuracy of 
0.01psi.  All air used shall pass through a single control panel. 
 
       All plugs used to close the pipe for the air test must be 
capable of resisting the internal pressures and must be securely braced.  Place all air testing equipment above ground 
and allow no one to enter a manhole or trench where a plugged pipe is under pressure.  Release all pressure before the 
plugs are removed.  The testing equipment used must include a pressure relief device designed to relieve pressure in 
the pipe under test at 10psi or less, and must allow continuous monitoring of the test pressures in order to avoid 
excessive pressure.  Use care to avoid the flooding of the air inlet by infiltrated ground water (inject the air at the 
upper plug if possible).  Use only qualified personnel to conduct the test. 
 
       Ground Water 
 
       The presence of ground water will affect the results of the 
test.  Determine the average height of ground water over the sewer immediately before starting the test. 
 
       In every case, determine the height of the water table at 
the time of the test by exploratory holes or such other methods satisfactory to the Engineer.  The Engineer will make 
the final decisions regarding test height for the water in the pipe section being tested. 
 
       Method 
 
       Use the time-pressure drop method for all air testing.  
The test procedures are described as follows: 
 

1. Clean the sewer to be tested and remove all debris where noted. 
2. Wet the sewer prior to testing, if desirable. 
3. Plug all sewer outlets with suitable test plus.  Brace each plug securely. 
4. Check the average height of the groundwater over the pipe.  The test pressures 

required below shall be increased 0.433psi for each foot of average water depth over 
the sewer. 

5. Add air slowly to the section of sewer being tested until the internal air pressure is 
raised to 4.0psig greater than the average backpressure of any groundwater that may 
submerge the pipe. 

6. After the internal test pressure is reached, allow at least 2-minutes for the air 
temperature to stabilize, adding only the amount of air required to maintain pressure. 

7. After the temperature stabilization period, disconnect the air supply. 
8. Determine and record the time, in seconds, that is required for the internal air 

pressure to drop from 3.5psig to 2.5psig greater than the average backpressure of 
any groundwater that may submerge the pipe. 

9. Compare the time recorded in step 8 with the time required as determined 
hereinafter. 
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       Acceptance 
 
             The tested section will be acceptable if the time recorded 
in step 8 above is not less than the time in seconds (T) computed by the formula:  T=K/C 
 

Where: 
K = the sum of the computations (0.011 d2L) for each size of pipe and its length in 

the section 
C = the sum of the computations) 0.0003882 dL) for each size of pipe and its length 

in the section, except that the minimum value for C shall be 1 
d = inside diameter of the pipe in inches 
L = length of pipe in feet 

 
       Subsequent Failure – Following a successful air test, 
visible infiltration of ground water in any section will be considered evidence that the original test was in error or that 
failure of the section has occurred.  Correct such failures and retest the repaired sections at no expense to the City. 
 
     301.03.12C2     Joint Air Testing for Sewers with Pipe Diameters Greater 
than 35-Inches 
 
       General 
 
       Because of the difficulty of adequately restraining plugs 
and the inherent danger of air pressure on large surfaces, the Contractor is encouraged to test each individual joint for 
leakage using a pneumatic joint testing apparatus in lieu of performing the above required pipe section air testing.  
Such testing apparatus for each pipe size to be tested shall be tested, calibrated, and approved prior to acceptance 
testing. 
 
       The Engineer may, at any time, require a calibration 
check of the instrumentation used.  A pressure gauge having a minimum division of 0.1psi and an accuracy of 
0.0625psi shall be used for the check.  All air shall pass through a single control panel. 
 
       Groundwater 
 
       The pressure of groundwater will affect the results of the 
test.  Determine the average height of groundwater over the sewer immediately before starting the test.  The method of 
checking the groundwater height shall be as approved. 
 
       Evaluation 
 
       The allowable minimum for a drop in the test air pressure 
from 3.5 to 2.5psi greater than the average backpressure of any groundwater will be the time per unit length, along 
centerline of pipe, (T) in seconds, from the following table.  Minimum time = T.  (One foot of groundwater over the 
top of the pipe adds 0.443psi to the test air pressure.) 
 

 
Pipe Inside Diameter Inches 

Time Per Unit Lengths 
(along centerline of pipe) 

Sec./In. 
  

36 11.1 
42 12.9 
48 14.8 
54 16.7 
60 18.4 
66 20.2 
72 22.0 
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Pipe Inside Diameter Inches 
Time Per Unit Lengths 

(along centerline of pipe) 
Sec./In. 

(Continued) 
78 23.9 
84 26.0 

 
       Testing 
 
       Testing of individual mainline pipe joints shall be done as 
mainline pipe laying progresses.  It is the intent of this specification that a joint test will be made immediately after 
each mainline pipe section is laid and backfilled, and the joint gap, excluding settlement allowance, is found to be 
within acceptable tolerances. 
 
       At the sole discretion of the Engineer, upon satisfactory 
installation and testing of the first 10 successive pipe joints of each pipe size, the Contractor may elect to test joints at 
no greater than 1-work-day intervals instead of making tests after laying each pipe section. 
    
       If a joint does not meet the test time established herein, a 
reinforced concrete closure collar shall be constructed around the joint or the joint shall be reassembled as approved 
by the Engineer at no expense to the City. 
 
       Subsequent Failure – Following a successful air test, 
visible infiltration of ground water in any section will be considered evidence that the original test was in error or that 
failure of the section has occurred.  Correct such failures and retest the repaired sections at no expense to the City. 
 
    301.03.12D Television Inspection of Sanitary Sewers 
 
     Upon completion of all sewer construction, repairs, cleaning, and required 
tests, notify the Inspector that all lines are ready for TV inspection. 
 
                    The City may, at its own option, perform a deflection test at the same time it 
performs its TV inspection. 
 
     After being notified, the City shall commence examination of lines.  
Findings will be recorded.  Correct all deficiencies at no expense to the City. 
 
     Upon correction of deficiencies revealed by TV inspection, the Contractor 
will be responsible for providing a TV inspection and verifying repairs at no expense to the City. 
 
     The TV inspection shall be conducted by a technical service that is 
equipped to make audio-visual tape recordings.   The audio-visual tape recording shall: 
 

● Be in color VHS format and be continuous from beginning to end of each pipe run 
● Be clear, usable, and free of visual distortions; the image in the video shall appear 

level 
● Include a visual footage meter recording on the tape 
● Include a voice recording of suspected deficiencies 
● Use a 360º pan and tilt camera 
● Be performed by experienced personnel trained in locating breaks, obstacles, and 

service connections by CCTV utilizing a 360º pan and tilt camera 
● Identify visually, with audio, and on the written report the location of the beginning 

and end of each pipe run, the lineal feet of pipe, all deficiencies, the name of the 
company creating the tape recording, name of the operator, and date and time of the 
tape recording 

● Include a 360º inspection of each joint 
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● Include a clear view up each lateral connection 
● Identify groundwater infiltration sources associated with construction or materials 

defects 
 
     Submit the audio-visual tape and written report to the Engineer for review.  
Correct all deficiencies that are revealed in the tape and written report.  Make an additional TV inspection of repaired 
pipes at no additional cost to the City.  All tapes and written reports shall become the property of the City. 
 
                   Locate and repair any sections failing to pass the required tests and 
inspections.  Repeat the specified test and inspections on those sections at no expense to the City. 
 
301.04 MEASUREMENT AND PAYMENT (Not applicable to privately financed public improvements) 
 
 301.04.01 Sanitary Sewer Pipe 
 
    Measurement and payment for sanitary sewer pipe, including gravity sewers, pressure line 
sewers, and pipe stub-outs from manholes, will be made on a lineal foot basis for the various classes, types, and sizes 
of pipe listed in the Contract Documents and as actually installed.  All pipe, except service branch pipe, will be 
measured horizontally from center-to-center of manholes or to the ends of the pipe, whichever is applicable.  No 
deductions will be made for fittings or for structures unless specifically called out in the construction drawings or 
elsewhere in this document. 
 
    Measurement and payment for service branch pipe will be made on a horizontal foot basis 
for the type and size of pipe installed as shown in the Contract Documents.  Length will be measured as the horizontal 
distance, commencing at the point of connection to the tee, wye, manhole, or pipe, as applicable and terminating at the 
end of the pipe or at the point of reconnection to the existing service branch pipe, including all fittings, measured 
along the horizontal centerline of the service if risers are not included in the Contract Documents.  If risers are 
included in the Contract Documents as a separate pay item, then the horizontal distance will start at the top of the riser 
and terminate at the end of the pipe or point of reconnection to the existing service branch. 
 
    Payment shall constitute full compensation for the pipe in place, including furnishing, 
placing, and compacting pipe bedding and pipe zone material, testing, plugs, and the markers for service branch pipe. 
 
    Measurement and payment for disconnecting and reconnecting existing service lateral will 
be made at the unit price for each as shown in the Contract Documents.  Payment shall include full compensation for 
locating the existing service branch, rerouting any flow, making the disconnection, and reconnecting the new service 
line with the existing service branch.  When not shown as a separate item in the Contract Documents, the 
disconnection and reconnection will be included in the service branch cost. 
 
 301.04.02 Service Risers 
 
    Measurement and payment for service risers will be made on a lineal foot basis for type and 
size of pipe installed as shown in the Contract Documents.  Length will be measured from the tee at the main line to 
the bend at the top of the riser.  Compensation will include all pipe, fittings, bedding, pipe zone, backfill, labor, and 
equipment to install the riser complete in place.  If no separate item is included in the Contract Documents, then 
compensation for the riser assembly will be included in the price per foot for the service branch.  If a wye and a ⅛ 
bend are used in place of a tee, payment will begin at the wye at the main line. 
 
    The Engineer will determine the length of each riser.  That length will be set by the lateral 
depth requirement at the property line with a 2% slope back to the top of the riser.   
 
 301.04.03 Tee and Wye Fittings 
 
    Measurement and payment for service tees and wyes installed in the sewer lines will be 
made at the unit price for each size and type as shown in the Contract Documents.  If no item is listed in the Contract 
Documents, then the tee and wye fittings will be incidental to the service branch and main line installation and no 
extra compensation will be allowed.  Since no deduction will be made under the payment item for pipe for the length 
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of the tee or wye, the unit price for tee and wye fittings shall include only the additional cost of furnishing and 
installing the tee or wye fitting over the cost of furnishing and installing an equivalent straight run of pipe.  Payment 
will include full compensation for pipe plugs, stoppers, or caps installed. 
 
 301.04.04 Siamese Connections 
 
    Measurement and payment for Siamese connections will be made at the unit price each as 
shown in the Contract Documents and actually constructed.  Payment shall include installation of the wye, end plugs, 
miscellaneous fittings, labor, and equipment to install the connection as shown in the Standard Details.  If no item for 
Siamese connections is included in the Contract Documents, then the material, labor, and equipment necessary will be 
considered incidental to the service branch installation and no extra compensation will be allowed. 
 
 301.04.05 Concrete Closure Collars 
 
    Measurement and payment for concrete closure collars will be made at the unit price each as 
shown in the Contract Documents and actually constructed.  Payment shall include full compensation for all materials, 
equipment, and labor necessary to complete the work. 
 
 301.04.06 Field Fabricated Connections 
 
    Measurement and payment for field-fabricated connections will be made at the unit price 
each for the type and size as shown in Contract Documents.  Payment shall include full compensation for all materials, 
equipment, and labor necessary to complete the work. 
 
 301.04.07 Cleanouts 
 
    Measurement and payment for cleanouts will be made at the unit price each for the type and 
size as shown in the Contract Documents.  Payment shall include full compensation for all materials, equipment, and 
labor necessary to complete the work. 
 
 301.04.08  Other Items 
 
    Measurement and payment for other items not specified above shall be made at either the 
unit price or lump sum basis for each bid item as shown in the Contract Documents, or the incidental basis for work 
not listed in the Contract Documents.  Payment shall be full compensation for all materials, equipment, and labor 
necessary to complete the work. 
 
 

******************* 
302    MANHOLES AND CONCRETE STRUCTURES 

******************** 
 
 
302.01 DESCRIPTION 
 
 This section covers the work necessary for the construction of the following items: 
 
 1. Manholes 
 2. Drop assemblies 
 3. Special concrete structures 
 4. Concrete encasement 
 5. Anchor walls 
 
303.02 MATERIALS 
 
 302.02.01 Base Rock 
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    Use ¾”-0”, 1”-0”, or 1½”-0” baserock as approved, conforming to the requirements for 
aggregate base material in Subsection 206.02.05. 
 
 302.02.02 Forms 
 
    Forms for exposed surfaces shall be steel or plywood.  Other surfaces shall be formed by 
means of matched boards, plywood, or other approved material.  Form all vertical surfaces.  Trench walls, large rock, 
and earth shall not be used as form material. 
 
 302.02.03 Concrete and Reinforcing Steel 
 
    Concrete and reinforcing steel shall conform to Section 205. 
 
 302.02.04 Cement Mortar 
 
    When specified for use, cement mortar shall conform to Section 205.  Consistency of mortar 
shall be such that it will readily adhere to the pipe.  Mortar mixed for longer than 30-minutes shall not be used. 
 
 302.02.05 Manholes 
 
    302.02.05A Precast Manhole Sections 
 
     Precast manhole sections shall conform to the Standard Details and be in 
conformance with ASTM C-478.  Minimum wall thickness shall be 5-inches. Top and bottom of all sections shall be 
parallel.  Tongue and groove manhole sections will not be allowed. 
 
     Provide eccentric cones for all manholes over 4-feet from crown of pipe to 
rim.  Eccentric cone sections shall conform to all the requirements of ASTM C-478, with the exception of the steel 
reinforcement requirement, and shall have same wall thickness and reinforcement as the riser manhole sections.  
Eccentric cones shall be designed to withstand AASHTO H-20 loadings.  
 
     Flat slab tops with precast grooves reinforced to withstand AASHTO H-20 
loadings shall be provided for manholes 4 or fewer feet deep from crown of pipe to rim.  Manholes with 2 to 4-feet 
from crown of pipe to rim shall have eccentric access flat slab tops.  Manholes with less than 2-feet from crown of 
pipe to rim shall have concentric access flat slab tops.   
 
     Prior to the delivery on the job site of any size of precast manhole section, 
yard permeability tests may be conducted at the point of manufacture.  The precast sections to be tested will be 
selected at random from the stockpiled material that is to be supplied for the job.  All test specimens will be mat tested 
and shall meet the permeability test requirements of ASTM C-14 and ASTM C-497. 
 
    302.02.05B Precast Concrete Bases 
 
     Manholes, except when placed over existing sewer pipes, shall be 
constructed using precast, reinforced concrete bases.  Construction of precast bases shall conform to the requirements 
of ASTM C-478.  The base riser section shall be integral with the base slab.  The riser section shall extend a minimum 
of 8-inches above the crown of the largest mainline pipe entering the manhole exclusive of drop sewers.  
 
    302.02.05C Poured-in-place Manhole Bases 
 
     The Contractor may use poured-in-place manhole bases only over existing 
sewer pipes.  Concrete shall conform to Section 205. 
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    302.02.05D Manhole Grade Rings 
 
     Concrete grade rings for extensions shall be key-lock joint and shall be 
designed to withstand AASHTO H-20 loadings. 
 
    302.02.05E Jointing Materials 
 
     Manhole jointing materials shall conform to Subsection 205.02.09D. 
 
    302.02.05F Manhole Steps 
 
     Steps for concrete manholes shall be steel reinforced polypropylene plastic, 
M. A. Industries, Inc., No. PS-2PFS, or Lane No. P-13850, or approved equal with red reflectorized markers on the 
top of the step wings.  All steps shall be in conformance with ASTM C-478 and ASTM C-497 except that the 
minimum horizontal pullout load shall be 1,500 pounds.  The steel shall be Grade 60, ½-inch deformed reinforcing bar 
conforming to ASTM A-615.  The polypropylene shall conform to ASTM D-4101 Type II.  The steps shall be capable 
of withstanding an impact load of 70 pounds at 20º F without cracking or fracturing. 
 
          The entire polypropylene plastic material surrounding the reinforcing steel 
bar shall be encased monolithically and have a minimum thickness over the steel of 1/16-inch.  Excessive voids will 
be cause to have the steps rejected by the City. 
 
 302.02.06 Pipe and Fittings 
 
    Conform to requirements of Section 301. 
 
 302.02.07 Manhole and Cleanout Frames and Covers 
 
    303.02.07A General 
 
     All castings shall be true to size, weight, and tolerances shown on the 
Standard Details.  Delivered weight shall be ±5% of the specified weight.  The bearing seat shall not rock when 
checked by the test jig.  The foundry shall supply all test gauges and shall not subcontract any of the work other than 
testing procedure, patterns, machining, and cartage.  The casting shall not be made by the open-mold method and shall 
be free of porosity, shrink cavities, cold shuts, cracks, or any defects that would impair serviceability.  Repair of 
defects by welding or by the use of "smooth-on" or similar material will not be permitted.  All castings shall be shot or 
sand blasted and the application of paint or other coating will not be permitted.  Each casting shall have directly cast 
upon it the initials of the manufacturer and the year of the cast.  These characters shall be a minimum of 1¼-inch in 
height and ⅛-inch in relief.  The heat number shall be cast upon each casting.  The foundry or Contractor shall provide 
all labor and equipment for handling all castings during testing and inspection. 
 
     All manhole frames and covers located outside of the right-of-way shall be 
tamper-proof. 
 
    302.02.07B Materials 
 
     Conform to ASTM A-48, Class 30B and AASHTO M-105, Class 30B, with 
the following modifications and additional requirements: 
     

Tensile Strength …………………………………………………… 30,000psi 
Traverse Strength (1.2 diameter bar 18” centers):  
        Load …………………………………………………… 2,600 – 3,000 lbs. 
        Deflection …………………………………………………… 0.22” – 0.34” 
Brinell Hardness (as cast) ………………………………………… 173 – 200  
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          Where the ASTM A-48 and ASSHTO M-105 specifications differ, the more 
stringent shall apply. 
 
     The foundry shall certify as to the tensile and traverse properties and the 
brinell hardness.   
 
    302.02.07C Inspection 
 
          The City reserves the right to require a rough transverse bar (size of bar 1.2-
inch diameter x 20-inches long) and/or a tensile bar as per ASTM A-48 for each 20 castings, or heat when less than 20 
castings are made. 
 
     The following tests shall be performed at the City’s option in accordance 
with one or both of the following methods: 
 
     Method A shall consist of testing tensile specimens in accordance with 
ASTM A-48.  The Engineer shall be notified at least 24-hours in advance of casting the units and bars so that he may 
be present at the time of the melt to permit identification of both bars and castings.  The test specimens shall be 
provided and machined by the manufacturer to the dimensions specified for Specimen B of ASTM A-48.  Machining 
of the test specimens shall be at no expense to the City. 
 
     Method B shall consist of a proof load test.  The cover, when resting in its 
frame, shall sustain a 40,000 pound vertical load applied through a 1-inch thick x 9-inchs x 9-inchs ASTM A-36 steel 
plate on a ¼-inch rubber pad centered on the manhole cover.  
 
     The specified loads shall be applied by a calibrated testing machine and 
held for a period of 1-minute.  Upon removal of the load, the test specimens shall be examined for cracks and 
permanent deformation.  Any cracks or permanent deformation shall be cause for rejection. 
 
     The testing will be performed by the City at no expense to the City.   
 
     Test specimens shall be selected by the Engineer and tested as follows: 
 

1. Two assembled test specimens shall be proof-load tested for each 20 castings or heat 
when less than 20 castings are made from one heat (lot). 

2. If the tested specimens of a designated lot pass the test, all of the units of that lot shall 
be considered as complying with the load requirements. 

3. If either of the tested specimens of a designated lot fails to pass the test, then 5 
additional specimens from the same lot shall be selected for testing. 

4. If the 5 additional specimens pass the load requirements of the test, the total number of 
that lot to be furnished shall be considered as complying with the requirements except 
that any of the previous test specimens that failed to meet the load test requirements 
shall be rejected. 

5. If any of the 5 additional specimens fail to meet the load test requirements, the entire 
lot shall be rejected except for the test specimens that passed the test.  All covers that 
pass this test will be returned.  The City will not be responsible for those that fail the 
test. 

 
    302.02.07D Cap Screws 
 
     Cap screws and washers for tamperproof and watertight manhole covers 
shall be stainless steel with 60,000psi minimum tensile strength conforming to ASTM A-453. 
 
 302.02.08 Non-shrink Grout 
 
    Conform to requirements of Subsection 205.02.07C. 
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 302.02.09     Drop Assemblies 
 
                    All drop assemblies shall be of the inside-drop type unless specifically approved by the 
Engineer prior to construction. 
 
302.03 CONSTRUCTION 
 
 302.03.01 General 
 
    302.03.01A Excavation and Backfill 
 
     Conform to applicable provisions in Section 206.  Backfill around 
manholes, cleanouts, and other appurtenances shall be of the same quality as the trench backfill immediately adjacent.   
 
    302.03.01B Base Rock 
 
     Place crushed aggregate base rock and thoroughly compact with a 
mechanical-vibrating or power tamper. 
 
    302.03.01C Foundation Stabilization 
 
     If material in bottom of excavation is unsuitable for supporting manholes 
and other sewer appurtenances, excavate below subgrade as required by soil conditions and backfill to required grade 
with rock conforming to Foundation Stabilization in Subsection 206.03.07. 
 
 302.03.02 Manholes 
 
    Prepare the soil and base rock for manholes by leveling and compacting to provide a 
uniform bearing surface.  If necessary, install foundation stabilization material as specified in Subsection 302.03.01C 
above.   
 
    Manholes over existing sewer pipes shall be constructed using a cast-in-place base.  Densify 
the concrete base by vibrating or working, and screed to provide a level surface for precast riser sections or formed 
walls.  Deposit sufficient mortar on the base to assure watertight seal between base and manhole wall, or place the 
first precast section of manhole in the concrete base before the concrete has set, if preferred.  The precast section shall 
be properly located and plumb.  Stacking additional manhole sections shall be prohibited until the concrete has cured a 
minimum of 24-hours in moist conditions. 
 
    Precast manhole bases, precast riser sections, and other precast appurtenances shall conform 
to ASTM C-478 and shall be placed plumb.  
 
    When placing precast manhole sections, clean the ends of any foreign material prior to 
placing any jointing material. Then place the jointing material and the next precast section.   
 
    Preformed plastic gaskets shall be installed in strict accordance with the manufacturer's 
recommendation.  Only pipe primer furnished by the gasket manufacturer will be approved.  When using preformed 
plastic gaskets, manhole sections with chips or cracks in the joint surfaces shall not be used.  Completed manholes 
shall be rigid and all manholes shall pass the vacuum test.  Construct manhole inverts in conformance with the 
Standard Details and with smooth transitions to ensure an unobstructed flow through manhole.  Where a manhole is 
poured over a section of pipe, the top portion of the pipe to the full width of pipe and diameter of the manhole shall be 
removed.  Smooth and then cover the exposed edges of pipe completely with mortar.  Trowel all mortar surfaces 
smooth.  Apply an approved curing compound or use a comparable approved method to cure cement-based grouts and 
mortar.  Chip-out, remove, and replace all defective or cracked mortar. 
 
    The inside of all manholes will be grouted smooth on all spaces between rings and on all 
picking holes. 
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    Holes for installing pipe into precast manhole sections shall be cast-in-place or cored.  
Making a hole for a pipe in a manhole section by impact-based methods (jackhammer, percussion hammer, etc.) or 
sawcutting shall not be allowed. 
 
    Channels shall be sloped such that the design drop through the manhole is uniformly graded 
between the inlet and the outlet pipes.  When more than one pipe enters a manhole, the lowest inlet pipe will be 
uniformly graded to the outlet pipe and the other inlet pipes shall uniformly meet the grade of the channel.  Channels 
shall be formed to allow a 3-foot long by 6-inch diameter TV camera to enter all pipes.  If at the time of TV 
acceptance testing it is found that the camera is obstructed from entering any pipe, the Contractor shall, at his sole 
expense, revise the channels as necessary.  Construct cast-in-place channel and shelf in the field in one operation.  
Finish concrete shelf between channels with a brush.  Precast channels will not be allowed. 
  
 302.03.03 Drop Assemblies 
 
    Construct drop assemblies at locations indicated and as shown on the Standard Details.  
Drop assemblies shall not be constructed for pipes where the invert is less than 2-feet above the invert of the outgoing 
pipe. 
 
 302.03.04 Pipe Stub-outs from Manholes 
 
    Install stub-outs from manholes at locations as shown on the plans or as required by the 
Engineer.  Pipe connections to manholes shall be grouted watertight with non-shrink grout using an approved 
commercial concrete bonding agent applied to all concrete surfaces being grouted.  Provide watertight manhole 
adapters for PVC pipe connections.  Pipe connections to the cone section of a manhole are prohibited unless 
specifically approved by the Engineer prior to construction. 
 
 302.03.05 Manhole Grade Rings 
 
    In general, manhole grade rings will be used on all manholes in streets or roads or other 
locations where a subsequent change in existing grade may take place.  Extensions will be limited to a maximum 
height of 12-inches. 
 
    Install appropriate combination of grade rings to a height that will accommodate the finish 
manhole surface elevation as shown on the plans.  Lay grade rings in mortar with sides plumb and tops level.  All 
grade ring joints shall be constructed using an approved commercial concrete bonding agent applied to all cured 
concrete surfaces being mortared.  No joints, necks, frames, or grade rings shall be mortared without an approved 
bonding agent.  Water as a substitute for commercial concrete bonding agent will not be approved.  Grade ring 
extensions shall be watertight.   
 
 302.03.06 Manhole and Cleanout Frames and Covers 
 
    Set frame in a bed of mortar carried over the flange of the frame.  In off-road locations the 
frame and cover shall be set to 1-foot above existing ground.  When frames and covers are installed in unpaved 
vehicular accessways, a 5-foot x 5-foot pad, 4-inches thick of asphaltic concrete, shall be placed to finished grade 
centered around the frame.  In areas to be paved, the frame and cover shall be adjusted to final finish grade after the 
first lift of AC has been placed and prior to the final lift.  The void between the frame and the first lift of AC will be 
filled with Type B grout conforming to Section 205. 
 
 302.03.07 Vacuum Testing 
 
    All sanitary sewer manholes, except those with pipes larger than 24-inches in diameter, shall 
be tested for acceptance after backfilling, compaction, and paving.  Manholes with pipes larger than 24-inches in 
diameter will only be visually inspected for infiltration. 
 
    Manholes shall be vacuum tested as follows: 
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    A.   Each manhole may be tested immediately after assembly and prior to backfilling for 
Contractor information and ease of repair if necessary.  Acceptance testing will be accomplished after backfilling and 
final paving is complete. 
 
   B. All lift holes shall be plugged with an approved non-shrink grout.  Manhole frame to 
grade ring or cone connection shall use commercial concrete bonding agent and non-shrink grout. 
  
    C. All pipes entering the manhole shall be plugged, taking care to securely brace the plug 
from being drawn into the manhole. 
  
    D. The test head shall be placed at the inside of the top of the manhole frame and the seal 
inflated in accordance with the manufacturer's recommendations.  The seal at grade rings and frame shall be subject to 
the test. 
 
    E. A vacuum of 10-inches of mercury shall be drawn and the vacuum pump shut off.  
With valves closed, the time shall be measured for the vacuum to drop to 9-inches.  The manhole shall pass if the time 
is greater than 60 seconds for 48-inch diameter, 75 seconds for 60-inch, and 90 seconds for 72-inch diameter 
manholes. 
 
    F. If the manhole fails the initial test, necessary repairs shall be made with an approved 
non-shrink, quick setting grout.  Re-testing shall proceed until a satisfactory test is obtained. 
 
 302.03.08 Concrete Encasement  
 
    Conform to the requirements shown on the Standard Details and to applicable requirements 
of Section 206.  Foundation stabilization, if necessary, shall be completed and the bottom of the trench compacted, as 
approved.  Sides of encasement shall be formed, not poured, against soil or rock unless specifically approved by the 
Engineer. 
 
    Support pipe true to line and grade before and during placement of concrete.  Encasement 
shall be placed in a minimum of 2 lifts.    Place concrete starting at the lower end of the encasement.  Adequately 
support the pipe to prevent pipe deflection during concrete placement and initial set. 
 
    After concrete encasement has been placed and taken an initial set, cure by covering with 
well-moistened earth or backfill material. 
 
 302.03.09 Anchor Walls 
 
 See Standard Detail 321.  Do not over-excavate in the areas where the anchor walls are to be poured.  
Construct suitable forms that will allow the downhill wall face to have a full-bearing surface against undisturbed 
earth.  Cure concrete for 5-days before conducting sewer air testing. 
 
 302.03.10     Manhole Steps 
 
                        Steel reinforced polypropylene steps are to be installed in precast concrete manhole cones 
and sections by the manhole manufacture prior to delivery to the job site. 
 
                         Installation of the steps shall be in accordance with the manufacturer’s recommendations 
and as approved by the Engineer.  All steps within a manhole shall be of the same design, type, and size (mixing of 
unmatched steps within the same manhole is not permitted).  Steps shall be aligned vertically and loose steps shall be 
cause for rejection of the manhole cone or section. 
 
 302.03.11 Cleaning 
 
    Upon completion, clean each structure of all silt, debris, and foreign matter. 
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302.04 MEASUREMENT AND PAYMENT (Not applicable to privately financed public improvements) 
 
 302.04.01 Manholes 
 
    Measurement and payment for manholes will be made on a unit price basis for each type 
shown in the Contract Documents for concrete manholes 0 to 8-feet deep, plus the unit price per foot shown in the 
Contract Documents for extra depth of manholes over 8-feet.  No deduction will be made for depths less than 8-feet.  
Measurement of manhole depth will be from the top of the manhole frame and cover to the manhole invert at the 
center of the manhole to the nearest 1/10-foot.  Payment shall include full compensation for all excavation, backfill, 
materials, labor, and foundation stabilization or base rock when required, steps, manhole frame and cover as required, 
pipe stubs and plugs, and equipment required to construct the manhole complete-in-place. 
 
    No separate payment shall be made for manhole steps.  Payment for manhole steps shall be 
made as part of the installation or modification of manholes. 

 
 302.04.02  Drop Assemblies 
 
    Measurement and payment for drop assemblies will be made on a unit price basis as shown 
in the Contract Documents for drop assemblies 2-feet in depth, plus the unit price per foot shown in the Contract 
Documents for extra depth over 2-feet.  No deduction will be made for depths less than 2-feet.  Drop assemblies will 
be vertically measured from the invert of the pipe at the top of the assembly to the bottom of the assembly to the 
nearest 1/10-foot.  Payment shall include full compensation for all materials, labor, and equipment required to 
construct the work complete-in-place. 
 
 302.04.03 Tamperproof and Watertight Manhole Frame and Covers 
 
 Measurement and payment for tamperproof and watertight manhole frame and covers shall be considered 
as incidental to the construction of manholes and no separate payment shall be made.  
 
 302.04.04 Concrete Encasement  
 
    Measurement and payment for concrete encasement will be made on a lineal foot basis as 
shown in the Contract Documents for the size pipe to be encased.  Length shall be measured along the centerline of 
the pipe.  Payment shall include full compensation for all materials, equipment, and labor required to construct the 
work complete-in-place. 
 
 302.04.05 Anchor Walls 
 
    Measurement and payment for anchor walls shall be made on a unit price basis for each unit 
installed.  Payment shall include full compensation for all materials, equipment, and labor necessary to construct the 
work complete-in-place. 
 
 302.04.06  Other Items 
 
    Measurement and payment for other items not specified above shall be made at either the 
unit price or lump sum basis for each bid item as shown in the Contract Documents, or shall be incidental for work not 
listed in the Contract Documents.  Payment shall be full compensation for all materials, equipment, and labor 
necessary to complete the work. 
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******************** 
303    WORK ON EXISTING SANITARY SEWERS 

******************** 
 
 
303.01 DESCRIPTION 
 
 This section covers the work necessary to join new work to existing, the abandoning of wastewater lines, 
storm drains, and structures, and adjusting existing utility structures to finished grades, and shall include the 
requirements of Sections 301 and 302 unless otherwise modified herein. 
 
303.02 MATERIALS 
 
 Conform to requirements of Section 205 and to the requirements for related work referred to herein. 
 
 303.02.01 Prefabricated Inside Drops (Oregon Drops) 
 
    This type of connection will only be allowed with prior approval by the Project Manager.  
Materials proposed to be used in construction shall be submitted to the Project Manager for approval. 
 
303.03 CONSTRUCTION 
 
 303.03.01 Excavation and Backfill 
 
    Conform to requirements of Section 206.   
 
 303.03.02 Manholes Over Existing Sewers 
 
    Advise Engineer of system for diverting sewage flow and obtain authorization before 
starting.  The Contractor shall be solely responsible for maintaining adequate capacity for flow at all times and 
adequately protecting new and existing work. 
 
    Construct manholes over existing operating sewer lines at locations shown.  Perform 
necessary excavation and construct new manholes in conformance with applicable requirements of Section 302. 
 
    Manholes shall be constructed over existing concrete sanitary sewers after first cleaning and 
applying approved commercial concrete bonding agent to all surfaces of the pipe that will be in contact with the 
manhole.  Manholes shall be constructed over existing PVC sanitary sewers after first applying a dense coating of 
clean mortar sand to all pipe surfaces that will be in contact with the manhole, using PVC solvent cement.  After the 
cement has cured, commercial concrete bonding agent shall be applied to the sand prior to placement of concrete.  
Water as a substitute for commercial bonding agent will not be allowed. 
 
    Prevent broken material or debris from entering sewer flow.  Maintain flow through existing 
sewer lines at all times.  Protect new concrete and mortar for a period of 7 days after placing.  All sanitary sewer 
manholes shall be vacuum tested in accordance with Subsection 302.03.07.  Premature breakage into the existing 
sewer prior to testing shall not excuse the requirement for testing. 
 
 303.03.03 Connection to Existing Main 
 
    No service branch or building sewer shall be connected to an existing sewer without prior 
inspection and approval of the pipe for water-tightness and proper construction in accordance with the State plumbing 
code.  Previous use of the service branch or building sewer for septic tank or other application, or absence of usable 
cleanouts for accessing the building sewer, shall not excuse the requirement for testing except as may be authorized by 
the State building codes inspector. 
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    Connections of service branches to existing sewers shall be made watertight.  Connection 
shall be made where possible to existing tees or wyes previously installed and plugged.  The plug shall be removed 
and connection made in accordance with the applicable portions of this section. Transition couplings between 
dissimilar pipe materials shall be made using approved commercial adapters with stainless steel bands such as Fernco, 
Caulder, or equal. 
 
    Where tees or wyes for connection are absent or unusable, connection of service branches 
shall be made with an approved tap such as Sealtite saddle, insert-a-tee, or equal commercial tap. 
 
    All taps shall be inspected and approved by the Inspector prior to covering. 
 
    Taps shall be installed without protrusion into or damage to the existing sewer.  No 
compromise of the sewer will be allowed, such as undermining and settlement of the sewer grade, debris in the sewer, 
or longitudinal or transverse cracking of the sewer pipe.  Any necessary repairs will be at the Contractor’s sole 
expense.  If it is necessary to cut in a tee, rigid couplers shall be used on both sides of the tee. 
 
 303.03.04 Removal of Existing Pipes, Manholes, and Appurtenances 
 
                    When sewers are extended from cleanouts, the entire cleanout assembly, including the wye, 
shall be removed. 
 
    Existing pipelines, manholes, and appurtenances that lie in the line of and are to be replaced 
by the new construction shall be removed from the site and disposed of as provided for in Section 204. 
 
 303.03.05 Filling Abandoned Manholes, Inlets, and Catch Basins 
 
    Existing structures shown to be abandoned shall be filled with granular material as specified 
in Section 206.  Compact to at least 90% maximum density as determined by AASHTO T-180.  Remove structure 
frame and cover or grate and plug all pipes with permanent plugs as specified.  Break or perforate the bottom to 
prevent the entrapment of water.  
 
 303.03.06 Existing Manhole Frames and Covers 
 
    Manhole frames and covers removed by the Contractor that will not be reused on the project 
shall become the property of the City.  Notify the Engineer a minimum of 1-day prior to removal to arrange for 
picking up the removed frames and covers. 
 
 303.03.07 Permanent Plugs 
 
    Clean interior contact surfaces of all pipes to be cut off or abandoned.  Construct concrete 
plug in end of all pipe 18-inches or less in diameter.  Minimum length of concrete plugs shall be 8-inches.  For pipe 
21-inches and larger, the plugs may be constructed of common brick or concrete block.  Plaster the exposed face of 
block or brick plugs with mortar.  All plugs shall be watertight and capable of withstanding all internal and external 
pressures without leakage.  Where required by the Engineer, abandoned pipes may be required to be filled with grout 
or CDF. 
 
 303.03.08 Adjusting Existing Structures to Grade 
 
    Existing manholes, inlets, catch basins, and similar structures shall be brought to the 
specified finished grade by methods of construction as required in Section 610. 
 
 303.03.09 Reconstruct Manhole Base 
 
    Conform to applicable requirements of Section 302.  Exercise caution in chipping out 
existing concrete base to prevent cracking of manhole walls.  Prevent all material from entering the sewer flow.  Pour 
new base to a minimum of 6-inches below the lowest projection of the pipe.  Construct new channels to the elevations 
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shown.  Conform to details for channel construction in the Standard Details.  Repair any cracks that occur, as a result 
of work operations, with new grout to form a watertight seal. 
 
 303.03.10 Connect Pipe to Existing Inlets 
 
    Conform to applicable requirements of Section 302.  Sawcut opening in inlet with a concrete 
saw and grout in a watertight seal between the new pipe and inlet wall.  Plaster mortar smooth inside pipe opening.  
Alignment, slope of pipe, and other construction details shall be as specified. 
 
 303.03.11 Connection to Existing Manholes 
 
    All sanitary sewer pipe connections, including those at invert level and penetrations for drop 
connectors, conduits, and pass-throughs, shall conform to the requirements of applicable portions of Sections 301 and 
302. 
 
303.04 MEASUREMENT AND PAYMENT (Not applicable to privately financed public improvements) 
 
 303.04.01 Manholes Over Existing Sanitary Sewers 
 
    Measurement and payment for manholes over existing sanitary sewers or storm drains will 
be made at the unit price for each.  Payment will include compensation for excavation and backfill, constructing 
manhole over existing sewer complete-in-place, final adjustment to grade, maintaining flow, and forming new flow 
channel. 
 
 303.04.02 Removal of Existing Pipes, Manholes, and Appurtenances 
 
    Payment for removal and disposal of existing pipes, manholes, and appurtenances will be 
considered as incidental to the work and included in the bid item for excavation and backfill as specified in Section 
206. 
 
 303.04.03 Connection to Existing Manholes 
 
    Measurement and payment for connection to existing manholes will be made on a unit price 
each basis.  If no item is included in the Contract Documents for “connection to existing manholes”, all costs will be 
considered incidental work for which no separate payment will be made. 
 
 303.04.04 Prefabricated Inside Drops (Oregon Drops) 
 
    Measurement and payment for prefabricated inside drops will be made on a unit price each 
basis. 
 
 303.04.05 Filling Abandoned Manholes 
 
    Measurement and payment to filling abandoned manholes will be made on a unit price each 
basis. 
 
 303.04.06 Adjusting Existing Structures to Grade 
 
    Measurement and payment for adjusting existing manholes, cleanouts, and similar structures 
will be made on a unit price each basis for the type shown in the Contract Documents.  If no item is included in the 
Contract Documents for “adjust existing structures to grade”, all costs will be considered incidental work for which no 
separate payment will be made. 
 
 303.04.07 Reconstruct Manhole Base 
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    Measurement and payment for reconstructing manhole base will be made on a unit price 
each basis.  If no item is included in the Contract Documents for “reconstruct manhole base”, all costs will be 
considered incidental work for which no separate payment will be made. 

 
 303.04.08  Other Items 
 
    Measurement and payment for other items not specified above shall be made at either the 
unit price or lump sum basis for each bid item as shown in the Contract Documents, or incidental for work not listed 
in the Contract Documents.  Payment shall be full compensation for all materials, equipment, and labor necessary to 
complete the work. 
 
 

*END OF DIVISION* 
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******************** 
401    PIPE AND FITTINGS (STORM DRAINS) 

******************** 
 
 
401.01 DESCRIPTION 
 
 This section covers the following work: 
 
 1.  Gravity storm sewer pipe  
 2.  Fittings 
 
401.02 MATERIALS 
 
 401.02.01 General 
 
    Use all storm sewer pipe and fittings of the size, strength, material, and joint type specified 
on the Standard Details and/or the Contract Documents.  Use jointing material as hereinafter specified for each pipe 
material.  Each piece of pipe shall be clearly identified as to strength, class, and date of manufacture.  The 
manufacturer or fabricator shall furnish appropriate certification, based on manufacturer's routine quality control tests, 
that the materials in the pipe and fittings meet the requirements specified herein.  Strength, permeability, hydrostatic 
tests, and pipe joints will be used as the basis of acceptance as described under Subsection 401.03.09.  Minimum 
length of pipe shall be 3.5-feet. 
 
    It is not intended that materials listed herein be considered equal or generally 
interchangeable for all applications.  The Engineer of Record shall determine the materials suitable for the project 
from the approved pipe materials and so specify. 
 
    Use one type of pipe and fittings material throughout; no interchanging of pipe and fittings 
will be allowed.   
 
    Do not coat pipes for storm sewers internally or externally with any substance of any type in 
an attempt to improve its performance when air tested. 
 
 401.02.02 Reinforced Concrete Pipe 
 
    Reinforced concrete pipe shall conform to requirements of Subsection 301.02.02. 
 
 401.02.03 Ductile Iron Pipe 
 
    Ductile iron pipe shall conform to requirements of Subsection 301.02.03. 
 
 401.02.04 High Density Polyethylene Pipe (HDPE) 
 
    Smooth interior, corrugated exterior HDPE pipe and associated HDPE fittings shall be 
watertight and shall conform to AASHTO M-252 and AASHTO M-294.  All smooth interior corrugated exterior pipe 
shall be bell and spigot type pipe. 
 
                                   Solid wall HDPE pipe shall conform to the requirements of Subsection 301.02.05. 
 
 401.02.05 Aluminized Steel Type II Spiral Rib Pipe  
 
    Aluminized steel Type II spiral rib pipe and watertight coupling bands of the gauges and 
types as shown or specified shall conform to ASTM A-929, ASTM A-760-Fabrication, ASTM A-762, ASTM A-849, 
or ASTM A-798. 
 
    Use prefabricated, aluminum flared-end sections conforming to AASHTO M-197. 
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                   All risers shall be manholes conforming to Subsection 602.03.02. 
 
 401.02.06 Jointing Materials (Gaskets) 
 
    Jointing materials shall conform to Subsection 301.02.08. 
 
    401.02.06A Reinforced Concrete Pipe 
 
     Rubber gaskets shall conform to Subsection 301.02.08A. 
   
    401.02.06B Ductile Iron Pipe 
 
     Rubber gaskets shall conform to Subsection 301.02.08B. 
 
    401.02.06C HDPE Pipe 
  
     Rubber gaskets for HDPE pipe shall conform to ASTM D-3212. 
  
    401.02.06D Aluminized Steel Type II Spiral Rib Pipe  
 
     Closed cell neoprene sleeve gaskets shall conform to ASTM D-1056, per 
the pipe manufacturer specifications. 
 
 401.02.07 Couplings, Bands, and Fittings 
 
    401.02.07A HDPE Pipe 
   
     HDPE bell and spigot couplings, or equivalent, shall conform to ASTM D-
3212. 
 
    401.02.07B Aluminized Steel Type II Spiral Rib Pipe  
 
     Use couplings, bands, and fittings conforming to the pipe manufacturer’s 
specifications.  All joints shall be watertight.   
 
401.03 CONSTRUCTION 

 
 401.03.01 Excavation and Backfill 
 
                     Conform to the requirements of Subsection 301.03.01.  
 
 401.03.02 Line and Grade for Gravity Storm Sewers 
 
    Line and grade gravity storm sewers shall conform to Subsection 301.03.02. 
 
 401.03.03 Pipe Distribution and Handling 
 
    Pipe distribution and handling shall conform to Subsection 301.03.03.   
 

401.03.04  Pipe Laying and Jointing of Pipe and Fittings 
 
                    401.03.04A General 
 
     Pipe laying and jointing of pipe and fittings shall conform to Subsection 
301.03.04A.   
 



Construction Standard Specifications                                                                                                                                                                                     City of Gresham 
Division Four                                                                                                                                                                                                                                          (1/1/06) 

3

    401.03.04B Concrete Pipe 
 
     Concrete pipe joints shall conform to Subsection 301.03.04B.   
 
    401.03.04C Aluminized Steel Type II Spiral Rib Pipe  
 
     Installation of all aluminized steel Type II spiral rib pipe shall conform to 
ASTM A-798 per manufacturers specifications.  Installation shall provide end plate stiffeners per manufacturers 
specifications, including end plate thickness, spacing and configuration, weld specifications, and end-cap-to-pipe weld 
specifications. 
 
 401.03.05 Service Connection Markers 
 
    After the service branch is installed, block the capped or plugged end and install the 2-inch x 
4-inch marker.  Extend markers at least 24-inches above the ground surface.  Green magnetic tape with “storm drain” 
in red letters shall be laid 1-foot above the top of the service connection, wrapped around the cap at the end of the 
service, and brought to the surface wrapped around the 2-inch x 4-inch marker.  Paint the top portion of the marker 
after its installation with first-quality green, quick drying enamel.  After the paint has dried, use black, quick-drying 
enamel and neatly indicate the distance from the natural ground surface to the top of the service branch pipe in feet 
and inches.   
 
                   Take precautions during the backfilling operation to ensure the position and location of the 
marker.  If the marker is broken or knocked out of vertical alignment during the backfilling operation, reopen the 
trench and replace the marker.   
 
 401.03.06 Pipe Coupling Adapters 
 
    Use flexible mechanical compression joint coupling with No. 305 stainless steel bands 
manufactured by Joints, Inc., Fernco Joint Sealer, or approved equal. 
 
 401.03.07 Concrete Closure Collars 
 
    Only install concrete closure collars where specified in the Contract Documents.   Construct 
concrete closure collars in conformance with the details provided.  Wash pipe to remove all loose material and soil 
from the surface on which the concrete will be placed.  Wet pipe thoroughly prior to placing the collars.  Construct 
forms with materials that will ensure that no concrete shall enter the line.  Make entire collar in one placement and do 
not place collars in water.  Concrete closure collars shall be placed using an approved commercial concrete bonding 
agent applied to all surfaces in contact with the collar.  Do not backfill the trench until the concrete has sufficient 
strength. 
 
 401.03.08 Culverts 
 
    Remove and replace culverts in conformance to all applicable requirements of this section 
and Section 206. 
 
 401.03.09 Testing  
 
    401.03.09A General 
 
                                          When required by the Contract Documents or when the groundwater is too 
low to permit the visual inspection of leaks or when the quality of materials used or workmanship performed during 
the construction of storm drains is in doubt for any reason, the Engineer may require the storm drain and all applicable 
appurtenances to be tested.  When so, the storm drain shall be required to pass the same tests as specified for 
wastewater sewers in Subsection 301.03.12. 
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                                         Perform the tests in a manner satisfactory to the Engineer.  Calibrate gauges 
for air testing with standardized test gauge provided by the Contractor at the start of each testing day.  The Inspector 
shall also witness the calibration.  Notify the Inspector at least 24-hours prior to each test. 
 
                                         All testing, including but not limited to deflection and air tests, if required, 
and TV inspections, must be passed before final lift of paving can be placed over the pipe. 
 
                                         The City shall make a televised (TV) inspection of the pipe after the 
Contractor has completed the installation of the pipe, including all backfill and including deflection and air tests if 
required, but before paving.  When the Contractor has jetted and cleaned the pipe, the inspection shall be scheduled by 
the Contractor with the Inspector.  Any defects in material or workmanship shall be satisfactorily corrected at no 
expense to the City.  The Contractor shall re-TV the pipe after any corrections, in accordance with Subsection 
301.03.12D and supply the TV video and the report to the Project Manager for review and approval.  This process will 
repeat until the pipe complies with the specifications prior to paving. 
 
                                         The City may require testing of manhole-to-manhole sections as they are 
completed in order to expedite the acceptance of sections of storm drain and allow connections prior to the whole 
system being completed. 
 
                                         Water and Equipment for Test – Water and equipment for tests shall 
conform to the applicable portion of Subsection 301.03.12A.  
 
                                         Cleaning Prior to Testing and Acceptance – Cleaning shall conform to 
the applicable portion of Subsection 301.03.12A. 
 
                                         Repairs – Repair or replace in accordance with Subsection 301.03.04, and 
in a manner satisfactory to the Engineer, any section of pipe not meeting the air test requirements, deflection test 
requirements, joint testing requirements, alignment requirements, or which has leakage and/or infiltration.  Re-
rounding of the pipe will only be allowed if approved by the Engineer. 
 
    401.03.09B Deflection Test for Flexible Pipe (HDPE and PVC) 
 
                                         Deflection tests for flexible pipe shall be in accordance with Subsection 
301.03.12B. 
 
    401.03.09C Air Testing  
 
                                        401.03.09C1 Standard Air Testing 
 
                                           Standard air testing shall be in accordance with Subsection 
301.03.12C1. 
 
                                         401.03.09C2 Joint Air Testing for Storm Sewers with Pipe Diameters 
Greater than 35-Inches 
 
                                            Joint air testing for sewers with pipe diameters greater than 
35-inches shall be in accordance with Subsection 301.03.12C2. 
 
        401.03.09D Television Inspection of Storm Drains 
 
                                         TV inspections of storm drains will be in accordance with Subsection 
301.03.12D. 
 
401.04 MEASUREMENT AND PAYMENT (Not applicable to privately financed public improvements) 
 
 401.04.01 Storm Drain Pipe 
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    Measurement and payment for storm drainpipe, including culverts and pipe stub-outs from 
manholes, will be made on a lineal foot basis for the various classes, types, and sizes of pipe listed in the Contract 
Documents and as actually installed.  All pipe will be measured horizontally from center-to-center of manholes or to 
the ends of the pipe, whichever is applicable.  No deductions will be made for fittings or for structures. 
 
    Payment shall constitute full compensation for the pipe in-place, including trench 
excavation, furnishing, placing and compacting pipe bedding, pipe zone material, and native backfill material, testing, 
and plugs.  
 
 401.04.02 Concrete Closure Collars 
 
    Measurement and payment for concrete closure collars will be made at the unit price each as 
shown in the Contract Documents and actually constructed.  Payment shall include full compensation for all materials, 
equipment, and labor necessary to complete the work.  If not listed in the Contract Documents, then they will be 
considered incidental to the other work. 
 
 401.04.03 Field Fabricated Connections 
 
    Measurement and payment for field-fabricated connections will be made at the unit price 
each for the type and size as shown in Contract Documents.  Payment shall include full compensation for all materials, 
equipment, and labor necessary to complete the work.  If not shown in the Contract Documents, then they will be 
incidental to the other work. 
 
 

******************** 
402    MANHOLES, INLETS, AND CONCRETE STRUCTURES 

******************** 
 
 
402.01 DESCRIPTION 
 
 This section covers the work necessary for the construction of the following items: 
 
 1. Manholes 
 2. Sumps 
 3. Inlets and catch basins 
 4. Anchor walls 
 5. Special concrete structures 
 6. Concrete encasement 
 
402.02 MATERIALS 
 
 402.02.01 Base Rock 
 
    Base rock requirements shall be in accordance with Subsection 302.02.01. 
 
 402.02.02 Forms 
 
    Form requirements shall be in accordance with Subsection 302.02.02. 
 
 402.02.03 Concrete and Reinforced Steel 
 
    Concrete and reinforcing steel shall conform to Section 205. 
 
 402.02.04 Cement Mortar 
 
    Cement mortar requirements shall be in accordance with Subsection 302.02.04. 
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 402.02.05 Manholes 
 
    402.02.05A Standard Precast Manhole Sections 
 
     Standard precast manhole sections shall conform to the requirements of 
Subsection 302.02.05A. 
 
    402.02.05B Precast Concrete Bases 
 
     Manholes, except when placed over existing storm drainpipes, shall be 
constructed using precast, reinforced concrete bases.  Construction of precast bases shall conform to the requirements 
of ASTM C-478.  The base riser section shall be integral with the base slab.  The riser section shall extend a minimum 
of 8-inches above the crown of the largest mainline pipe entering the manhole, exclusive of drop storm drainpipes. 
 
    402.02.05C Poured-in-place Manhole Bases 
 
     The Contractor may use poured-in-place manhole bases only over existing 
storm drainpipes.  Concrete shall conform to Section 205. 
 
    402.02.05D Manhole Grade Rings 
 
     Manhole grade rings shall conform to Subsection 302.02.05D. 
 
    402.02.05E Jointing Materials 
 
     Manhole jointing materials shall conform to Subsection 205.02.09D. 
 
                                 402.02.05F Manhole Steps 
 
                                          Manhole steps shall comply with Subsection 302.02.05F. 
 
 402.02.06 Pipe and Fittings 
 
    Conform to requirements of Section 401. 
 
 402.02.07 Precast Inlets and Catch Basins 
 
    Precast base and extension units shall conform to ASTM C-913 and shall be used in the 
construction of all inlets.  Concrete risers for extensions shall be a minimum of 4-inches in height and shall be the 
same quality as the main section.  All catch basins shall be poured-in-place.  Precast catch basins are prohibited. 
 
 402.02.08 Manhole Frames and Covers 
 
    Manhole frames and cover requirements shall be in accordance with Subsection 302.02.07. 
 
    402.02.08A Cap Screws 
 
     Cap screws and washers for tamperproof and watertight manhole covers 
shall be stainless steel with 60,000psi minimum tensile strength conforming to ASTM A-453. 
 
 402.02.09 Standard Frames and Grates for Inlets and Catch Basins 
 
    Frames and grates for catch basins and storm drain inlets shall be fabricated of steel 
conforming to ASTM A-36 and A-373 in accordance with the Standard Details.  All connections shall be welded.  
Welding shall conform to requirements of current code for welding in building construction of the American Welding 
Society.  Frames and gratings shall be tested, one within the other, and there shall be no more than 1/16-inch rock.  
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When checked by a test jig, the bearing seat of either component shall have no more than 1/16-inch rock.  Test jibs 
shall be furnished by the manufacturer. 
 
 402.02.10 Sedimentation Manhole and Storm Sump Systems 
 
    The precast sections shall comply with Subsection 402.02.05.  The frame and cover shall 
comply with Subsection 302.02.07 and shall be tamper-proof when the system is located in unpaved areas. 
 
    Drain Rock:  Drain rock shall be 2-inches to 4-inches in size, clean, round, imported 
material.  When 2-inch to 4-inch size is unavailable, drain rock shall be 2-inches in size, clean, round, imported 
material with each precast perforated sump section encased with Type III or IV polyethylene netting. 
 
    Polyethylene Netting:  Netting shall be in accordance with ASTM D-1248.  Netting shall 
meet the following specifications: 
 

    1.  1.5% carbon black 
    2.  Tensile strength of 300 lbs./ft., per ASTM D-5034 
    3.  0.50-inch openings 

 
402.03 CONSTRUCTION 
 
    402.03.01 General 
 
                                      402.03.01A Excavation and Backfill 
 
     Conform to applicable provisions in Section 204.  Backfill around 
manholes, inlets, catch basins, and other appurtenances shall be of the same type as the trench backfill immediately 
adjacent.   
 
    402.03.01B Base Rock 
 
     Place crushed aggregate base rock and thoroughly compact with a 
mechanical vibrating or power tamper. 
 
    402.03.01C Foundation Stabilization 
 
     If material in bottom of excavation is unsuitable for supporting manholes 
and other stormwater appurtenances, excavate below subgrade as directed and backfill to required grade with rock 
conforming to Foundation Stabilization in Subsection 206.03.07. 
 
 402.03.02 Manholes 
 
    Manhole requirements shall conform to Subsection 302.03.02, except that manholes will 
only need to be vacuum tested as specified in Subsection 402.03.06. 
 
 402.03.03 Pipe Stub-outs from Manholes 
 
    Pipe stub-outs from manholes shall be installed in accordance with Subsection 302.03.04. 
 
        402.03.04 Manhole Grade Rings 
 
                     Manhole grade rings shall be installed in accordance with Subsection 302.03.05.    
 
 402.03.05 Manhole Frames and Covers 
 
                     Manhole frames and covers shall be installed in accordance with Subsection 302.03.06. 
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 402.03.06 Vacuum Testing 
 
                     When required by the Contract Documents, or when the groundwater is too low to permit 
visual detection of leaks, or when the quality of materials used or workmanship performed during the construction of 
stormwater facilities are in doubt for any reason, the Engineer may require the storm drain and all applicable 
appurtenances to be tested.  When so ordered, the manholes shall be required to pass tests as specified in Subsection 
302.03.07.       
 
 402.03.07 Concrete Encasement  
 
    Concrete encasement shall conform to requirements in Subsection 302.03.08. 
 
 402.03.08 Installation of Inlets and Catch Basins  
 
    Install inlets and catch basins at the locations shown on the plans and in accordance with 
Subsection 4.12.02. 
 
    Construct inlets and catch basins as shown on the Standard Details.  
 
    Set frames and grates at elevations shown or as directed.  Frames shall be cast in concrete.  
Bearing surfaces shall be clean and provide uniform contact.  Anchor bolts and other fastenings shall be firmly 
embedded in concrete. 
 
    Any surrounding structures (e.g., pavement, curbs, gutters, sidewalks, driveways) and 
landscaping damaged during installation of inlets or catch basins shall be restored in accordance with the Construction 
Standard Specifications at no expense to the City. 
 
 402.03.09 Inlet Extensions 
 
    Install extensions to height as required.  Use the largest size (in height) pre-cast extension 
risers available from the manufacturer that will allow for conformance with the specified finished grade.  Stacking 
small pre-cast extensions where a larger extension could be used is prohibited.  Lay risers in mortar with sides plumb 
and tops to grade.  Joints shall be sealed with mortar with interior and exterior troweled smooth.  Prevent mortar from 
drying out and cure by applying an approved curing compound or other approved method.  Extensions shall be 
watertight. 
 
 402.03.10 Cleaning 
 
    Upon completion, clean each structure of all silt, debris, construction-related sediment, and 
foreign matter. 
 
 402.03.11 Manhole Steps  
 
    Steps shall comply with requirements of Subsection 302.03.10. 
 
 402.03.12 Sedimentation Manhole and Storm Sump Systems 
 
    Precast sedimentation manhole and storm sump systems shall be constructed in conformance 
with the Standard Details.  Maximum depth of storm sumps shall not exceed 30-feet as measured from the manhole 
rim and shall not be less than 20-feet unless approved by the Engineer. 
 
    Precast perforated sump sections encased with HDPE netting shall have the HDPE netting 
overlap a minimum of 1-foot.  Netting shall be banded in 3 locations per manhole section with ¾-inch steel bands.  
The first band shall be located above the weep hole openings; the second shall be located at mid-section; and the third 
shall be located below the weep hole openings. 
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402.04 MEASUREMENT AND PAYMENT (Not applicable to privately financed public improvements) 
 
 402.04.01 Manholes 
 
    Measurement and payment for manholes will be made on a unit price basis for each type 
shown in the Contract Documents for manholes 6-feet deep, plus the unit price per foot shown in the Contract 
Documents for extra depth of manholes over 6-feet.  No deduction will be made for depths less than 6-feet.  
Measurement of manhole depth will be from the top of the manhole frame and cover to the manhole invert at the 
center of the manhole to the nearest 1/10-foot.  Payment shall include full compensation for all materials, labor, steps, 
and equipment required to construct manhole in-place. 
 
 402.04.02 Tamperproof and Watertight Manhole Frames and Covers 
 
    Measurement and payment for tamperproof manhole frame and covers shall be considered 
as incidental to the construction of manholes and no separate payment shall be made. 
 
 402.04.03 Concrete Encasement 
 
    Measurement and payment for concrete encasement will be made on a lineal foot basis as 
shown in the Contract Documents for the size pipe to be encased.  Length shall be measured along the centerline of 
the pipe.  Payment shall include full compensation for all materials, equipment, and labor required to construct the 
work complete in-place. 
 
 402.04.04 Catch Basins and Inlets 
 
    Measurement and payment for catch basins and inlets will be made on a unit price basis, per 
each catch basin or inlet, for the number and type actually constructed.  Payment shall include full compensation for 
all materials, equipment, and labor required to construct the work complete in-place, including the replacement of any 
surrounding structures damaged during construction. 
 
     402.04.05 Sedimentation Manhole and Storm Sump Systems 
 
    Measurement and payment for precast sedimentation manhole and storm sump systems will 
be made on a unit price basis per each system constructed.  Payment shall include full compensation for all materials, 
equipment, and labor required to construct the work complete in-place, including the replacement of any surrounding 
structures damaged during construction. 
 
     402.04.06 Other Items 
 
                    Measurement and payment for other items not specified above shall be made at either the 
unit price or lump sum basis for each bid item as shown in the Contract Documents, or shall be incidental for work not 
listed in the Contract Documents.  Payment shall be full compensation for all materials, equipment, and labor 
necessary to complete the work. 
 
 

******************** 
403    WORK ON EXISTING STORM DRAINAGE STRUCTURES 

******************** 
 
 
403.01 DESCRIPTION 
 
 This section covers the work necessary to join new work to existing, the abandoning of storm drains and 
structures, and adjusting existing utility structures to finished grades, and shall included the requirements of Sections 
401 and 402 unless otherwise modified herein. 
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403.02 MATERIALS 
 
 Conform to requirements of Section 205 and to the requirements for related work referred to herein. 
 
403.03 CONSTRUCTION 
 
 403.03.01 Excavation and Backfill 
 
    Conform to requirements of Section 206. 
 
 403.03.02 Manholes Over Existing Storm Drains 
 
    Manholes over existing storm drains shall conform to the requirements of Subsection 
303.03.02, except that manholes will only need to be vacuum tested as specified in Subsection 402.03.06. 
 
 403.03.03 Connection to Existing Manholes, Inlets, and Concrete Structures 
 
    Provide all diversion facilities and perform all work necessary to maintain flow in existing 
lines during connection.  Breakout existing base or sawcut opening in wall with concrete saw.  Grout in new pipe to 
provide watertight seal and, when applicable, smooth flow into and through existing manhole as specified in 
Subsection 403.03.09. 
 
 403.03.04 Removal of Existing Pipes, Manholes, and Appurtenances 
 
    Removal of existing pipes, manholes, and appurtenances shall conform to the requirements 
of Subsection 303.03.04.  Filling, removing, and/or abandoning of storm sumps shall be per approved DEQ 
procedures and permits. 
 
 403.03.05 Filling Abandoned Manholes, Inlets, Catch Basins, and Storm Sumps 
 
    Filling abandoned manholes, inlets, and catch basins shall conform to the requirements of 
Subsection 303.03.05. 
 
 403.03.06 Existing Manhole Frames and Covers 
 
    Requirements for existing manhole frames and covers shall be according to Subsection 
303.03.06. 
 
 403.03.07 Permanent Plugs 
 
    Requirements for permanent plugs shall be according to Subsection 303.03.07. 
 
 403.03.08 Adjusting Existing Structures to Grade 
 
    Existing manholes, inlets, catch basins, and similar structures shall be brought to the 
specified finished grade by methods of construction as required in Section 610. 
 
 403.03.09 Reconstruct Manhole Base 
 
    Reconstruct manhole bases in accordance with requirements of Subsection 303.03.09. 
 
 403.03.10 Connect Pipe to Existing Inlets 
 
    Connect pipes to existing inlets in accordance with requirements of Subsection 303.03.10. 
 
 403.03.11 Storm Sump Protection 
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    When a storm sump is encountered, the Contractor will take all precautions to protect the 
structure and replace all disturbed structures and materials to their original condition. 
 
 403.03.12 Sedimentation Manhole and Storm Sump System Retrofits 
 
    Conform to applicable requirements of Sections 302, 206, and 205.  Precast sedimentation 
manhole and storm sump systems shall be constructed in conformance with the Standard Details, and applicable 
requirements for Sedimentation Manhole and Storm Sump Systems of Sections 402 and 403 herein. 
 
403.04 MEASUREMENT AND PAYMENT (Not applicable to privately financed public improvements)  
 
     403.04.01     Manholes Over Existing Storm Drains 
 
    Measurement and payment for manholes over existing storm drains will be made at the unit 
price for each.  Payment will include compensation for excavation and backfill, constructing manhole over existing 
line, final adjustment to grade, maintaining flow, and forming new flow channel. 
 
 403.04.02 Removal of Existing Pipes, Manholes, and Appurtenances 
 
    Payment for removal and disposal of existing pipes, manholes, and appurtenances will be 
considered as incidental to the work and included in the bid item for excavation and backfill as specified in Section 
204. 
 
 403.04.03 Connection to Existing Manholes 
 
    Measurement and payment for connection to existing manholes will be made on a unit price 
each basis.  If no bid item is included in the Contract Documents for “connection to existing manholes”, all costs will 
be considered incidental work for which no separate payment will be made. 
 
 403.04.04 Filling Abandoned Manholes, Inlets, Catch Basins, and Storm Sumps 
 
    Measurement and payment for filling abandoned manholes will be made on a unit price each 
basis. 
 
 403.04.05 Adjusting Existing Structures to Grade 
 
    Measurement and payment for adjusting existing manholes, catch basins, inlets, and similar 
structures will be made on a unit-price-each basis for the type shown in the Contract Documents.  If no item is 
included in the Contract Documents for “adjust existing structures to grade”, all costs will be considered incidental 
work for which no separate payment will be made. 
 
 403.04.06 Reconstruct Manhole Base 
 
    Measurement and payment for reconstructing manhole base will be made on a unit-price-
each basis.  If no item is included in the Contract Documents for “reconstruct manhole base”, all costs will be 
considered incidental work for which no separate payment will be made. 
 
 403.04.07 Connect Pipe to Existing Catch Basin 
 
    Measurement and payment for connecting new pipe to existing catch basins will be made on 
a unit-price-each basis.   
 
 403.04.08 Storm Sump Protection 
 
    Measurement and payment for storm sump protection will be made on a unit-price-each 
basis if shown in the Contract Documents.  Compensation will be for all materials, labor, and equipment necessary to 
bring the structure equal to its original undisturbed condition. 
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    If no item is included in the Contract Documents for “storm sump protection”, all costs will 
be considered incidental work for which no separate payment will be made. 
 

403.04.09 Sedimentation Manhole and Storm Sump System Retrofits 
 
    Measurement and payment for retrofit of sedimentation manhole and storm sump systems 
will be made on a unit price basis per each line item in the Contract Documents.  Payment shall include full 
compensation for all materials, equipment, and labor required to construct the work complete and in-place, including 
the replacement of any surrounding structures damaged during construction. 
 
            403.04.10 Other Items 
 
                     Measurement and payment for other items not specified above shall be made at either the 
unit-price or lump-sum basis for each bid item as shown in the Contract Documents, or shall be incidental for work 
not listed in the Contract Documents.  Payment shall be full compensation for all materials, equipment, and labor 
necessary to complete the work. 
 
 

*END OF DIVISION* 
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******************** 
501    GENERAL 

******************** 
 
The following specifications, in conjunction with applicable requirements of other parts of the Contract Documents, 
the Plans, and Addenda, shall govern the character and quality of material, equipment, and construction procedures for 
water work.  All work done shall be in compliance with the requirements and restraints of OSHA, the State of Oregon 
Accident Prevention Division regulations, and the Workers' Compensation Board.  In addition, all work shall be 
completed in conformance with State of Oregon, Multnomah County, and/or City of Gresham street opening permits. 
 
 

******************** 
502    WATER WORKS MATERIALS 

******************** 
 
502.01 CAST IRON AND DUCTILE IRON FITTINGS 
 
 All fittings shall conform to ANSI/AWWA Specification C110/A21.10 or ANSI/AWWA Specification 
C153/A21.53.  All cast iron fittings and flanged ductile iron fittings shall be Class 250 and all ductile iron mechanical 
joint fittings shall be Class 350.  Fittings shall be furnished with flanged or mechanical joints as specified on the plans.  
Fittings shall be furnished with a standard outside coating and a cement mortar lining with bituminous seal coat 
conforming to ANSI/AWWA Specification C104/A21.4.  Fittings shall be factory lined with cement mortar or cement 
lined to factory standards.  No field coating with cement will be approved other than for minor repairs as approved by 
the Engineer.  Fittings shall be new and free of defects in coating, body, and lining.  During installation, fittings shall 
be properly aligned and bolted securely to provide watertight joints.  All buried nuts and bolts shall receive a 
protective coating of an approved spray-on, auto-body asphalt undercoating.  Protective coating shall be dried and 
cured before fitting is placed and covered.  If coating is not dry, 2 layers of 8-mil plastic shall be wrapped around 
fitting and coated areas. 
 
 Fittings shall be manufactured by Griffin, Tyler, Union Foundry, U.S. Pipe, or approved equal. 
 
502.02 MECHANICAL JOINTS 
 
 Mechanical joints, in addition to accessory glands, gaskets, and bolts, shall conform to the requirements of 
ANSI/AWWA C111/A21.11, except where specifically modified in AWWA C153 for compact ductile iron fittings. 
As stated in AWWA C111, T-bolts shall be made of either ductile iron, or “cor-ten” type, or approved equal.  Bolts 
shall be marked to identify material and producer.  Contractor shall provide the Project Manager with the bolt 
manufacturer's specifications that shall give the following information:  manufacturer's name, type of material, and 
identifying mark.  Follower glands for mechanical joints (including MJ shoe assembly on fire hydrants) shall be 
domestic made only, or as approved by the Engineer. 
 
 Mechanical joint gaskets shall be made of vulcanized synthetic rubber and shall be manufactured no earlier 
than the year prior to installation. 
 
 The recommended installation procedures in AWWA Specification C111, Appendix A, "Notes on 
Installation of Mechanical Joints", including bolt torque ranges, shall be followed. 
 
 502.02.01 Restrained Mechanical Joint Fittings 
 
    Retainer glands on mechanical joints are allowed on fire hydrant assembly installations and, 
where approved by the Engineer, on a case-by-case basis.  Retainer glands shall be “Megalug” brand as manufactured 
by EBBA Iron Sales, Inc., or Roma grip as manufactured by Romac Industries, Inc.  Restrained mechanical joints 
shall be used on ductile iron pipe and fittings only. 
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502.03 TAPPING SLEEVE AND VALVE 
 
 Tapping sleeve shall be JCM Model No. 432 or Mueller Model No. H-304 furnished with Class 125 ANSI 
B16.1 stainless steel outlet flange.  Valve shall be mechanical joint by flange Mueller resilient wedge tapping gate 
Valve No. A-23 60-16 or approved equal. 
 
502.04 FLANGED JOINTS 
 
 Flanges shall conform to ANSI Specification B16.1 for Class 125 flanges and shall conform in all other 
respects to ANSI/AWWA C110/A21.11.  Bolts for assembly of flanged joints shall be of the size and quantity shown 
in the latest version of AWWA C110.  As stated in AWWA C110, bolts shall conform to ANSI B18.2.1, Square and 
Hex Bolts and Screws Inch Series, Including Hex Cap Screws and Lag Screws.  Nuts shall conform to ANSI B18.2.2, 
Square and Hex Nuts.  Threads shall conform to ANSI B1.1 Standard for Unified Inch Screw Threads (UN and UNR 
Thread Form), Class 2A external and Class 2B internal. 
 
 Bolts and nuts shall be of low-carbon steel conforming to the requirements of ASTM A-307 Standard 
Specifications for Carbon Steel Bolts and Studs, 60,000psi Tensile Strength Grade B. 
 
 Contractor shall provide the Project Manager with the manufacturer's specifications regarding the bolts to 
be used on the project. 
 
 Flange gaskets shall be ring-type or full-face, ⅛-inch thick, red rubber as specified. 
 
502.05 FLANGED PIPE OR SPOOLS 
 
 Flanged pipe or spools shall conform to the latest edition of ANSI/ANWA C115/A21.15.  Flanges shall 
conform to requirements as specified in Subsection 502.04 “Flanged Joints”.  Pipe used shall be Class 53 Ductile 
Iron.  Pipe shall be furnished with coatings as specified in “Ductile Iron Pipe”.  Threads on the flanges and pipe barrel 
shall be taper pipe threads (NPT) in accordance with ANSI B1.20.1. 
 
 When ordering, the following minimum information shall be provided to the manufacturer:  pipe size and 
finished length (flange to flange; flange to plain end). 
 
 Manufacturer shall provide the following information:  length and weight shown on each pipe, flange 
manufacturer marking, country where cast, and ductile iron or cast iron stamped on flanges.  If fabricator is other than 
flange manufacturer, fabricator's mark shall be stamped with metal die on each flange after assembly.  Also, 
manufacturer shall provide statement that the flange pipe complies with the specified standards. 
 
502.06 PUSH-ON DUCTILE IRON PIPE 
 
 Ductile iron pipe shall be Class 52.  Physical properties shall not be less than 60-42-10 iron and pipe shall 
conform to the latest revision of ANSI/AWWA Specification C151/A21.51.  Ductile iron pipe shall be factory lined 
with cement mortar and bituminous seal coat and coated outside with asphaltic seal coat.  Push-on rubber gasket joints 
shall be U.S. Tyton joint pipe as manufactured by United States Pipe and Foundry, or Pacific States Cast Iron 
Company, or approved equal.  Push-on and mechanical pipe joints shall conform to ANSI/AWWA Specification 
C111/A21.11 and flanged joints shall conform to ANSI/AWWA C115/A21.15. 
 
 502.06.01 RESTRAINED JOINT PIPE 
 
    Where called out and as shown on the plans, pipe shall be restrained using the “1100HD 
Harness” as manufactured by EBAA Iron Sales, Inc.; “MJ/TJ” or “Thrust-Lock” joint with “Megalug” retainer glands 
as manufactured by the Pacific States Cast Iron Company; “TR FLEX” joint pipe or “FIELD LOK” type gaskets as 
manufactured by the United States Pipe and Foundry Company; or approved equal. 
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502.07 POLYVINYL CHLORIDE (PVC) WATERLINE PIPE AND TRACER WIRE 
 
 PVC pipe shall only be used where approved by the Engineer.  PVC pipe shall conform to AWWA C900 
or C905 Standards as applicable and to Uni-Bell .  All PVC pipe shall have a dimension ratio no greater than 18, with 
an outside diameter identical to cast iron.  Sand shall be used in pipe zone around PVC.  Tracer wire shall be a 
minimum 12-gauge coated copper wire with blue colored insulating coating.  Splicing of tracer wire shall be done 
using 3M, Eton, or approved equal splice kit. 
 
502.08 POLYETHYLENE ENCASEMENT 
 
 Polyethylene film shall conform to ASTM Standard Specification D-1248-78 and AWWA C105, having a 
minimum thickness of 0.008-inch (8 mil).  Only polyethylene tubing, not sheets, shall be installed. 
 
 Polyethylene tubing shall be held in place with 2-inch wide adhesive tape that is compatible with 
polyethylene, with plastic binder twine, with nylon tie straps, or other method approved by the Engineer. 
 
502.09 VALVES (General) 
 
 Direct-buried line valves of 12-inch size and larger shall be butterfly valves.  All smaller, direct-buried line 
valves shall be gate valves.  All valves shall be designed to AWWA specifications and shall have standard 
2-inch-square operating nut unless otherwise shown on the plans.  All valves shall open counter clockwise. 
 
502.10 GATE VALVES 
 
 Gate valves 2-inches through 10-inches shall be resilient-wedge, non-rising stem with “O” ring packing, 
complying with AWWA C509 or C515-99.  The valves shall be designed to withstand water-working pressures of 
200psi or more.  All valves shall be furnished with a 2-inch-square operating nut and shall open counter clockwise 
when viewing valve from above.  Valves shall be coated inside and out with epoxy coating complying with AWWA 
C550. 
 
 Operation of the valve shall permit full withdrawal of the disc from the waterway to provide a clear, 
unrestricted passage when the valve is in the open position.  The valve shall be furnished with joint ends as specified 
on the plans.  Where flanges are furnished on valves, they shall conform to ANSI Specification B-16-1, Class 125. 
 
 Specified gate valves shall be Mueller, U.S. Pipe, Clow, M & H/Kennedy, American Flow Control, or 
approved equal. 
 
502.11 BUTTERFLY VALVES 
 
 All butterfly valves shall be resilient, rubber-seat type conforming to AWWA C504 Class 150B and 
bubble-tight at 150psi pressure with flow in either direction.  They shall be designed for direct burial and be 
satisfactory for application involving valve operation after long periods of inactivity.   All valves shall be Mueller, 
U.S. Pipe, Clow, Pratt, M & H, Kennedy, American Flow Control, or approved equal.  Operating nut for the valve 
shall be located on the side of the main shown on the plans. 
 
502.12 FIRE HYDRANT ASSEMBLY 
 
 Fire hydrants shall conform to AWWA Specification C-502.  The hydrants shall have a 5¼-inch minimum 
valve opening with a 6-inch mechanical joint inlet, a 6-inch mechanical joint by flanged resilient wedge auxiliary gate 
valve, two 2½-inch hose nozzles, 1 to 4½-inch pumper nozzle, a 1½-inch pentagon operating nut (opening counter 
clockwise) and a safety flange.  The hydrant color shall be yellow (Sherwin Williams, GCC-5006) or approved equal.  
The fire hydrant shall be arranged for a maximum of a 6-foot bury.  See Standard Detail 501 for additional 
requirements. 
 
 The auxiliary valve shall be as described in 502.10 Gate Valves and be furnished complete with  
“Vancouver” valve box and accessories. 
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 Fire hydrant shall be Mueller Super Centurion 250 No. A-423 only. 
 
 Fire hydrant shall have been manufactured no earlier than the year prior to installation. 
 
502.13 CAST IRON VALVE BOXES 
 
 Valve boxes shall be the cast iron "Vancouver" pattern (18-inches tall casting only) or "Portland" pattern.  
Valve riser pipe from the valve to the cast iron top shall be 6-inch PVC sewer pipe ASTM D-3034, SDR35 for the 
Vancouver box, or 8-inch PVC sewer pipe ASTM D-3034, SDR35 for the Portland box.  See Standard Details 513 
and 514.  “Vancouver” pattern valve boxes shall be used for all valves and 2-inch blow-off standpipes.  “Portland” 
pattern shall only be used for 4-inch and 6-inch blow-off standpipes and for cathodic protection test stations. 
 
 Valve box castings shall be smooth and uniform.  Box lid shall not protrude above the rim and lids shall 
seat flat without rocking.  Boxes of uneven thickness, pitted, or otherwise flawed in the casting will be rejected.  PVC 
sewer pipe shall be cut off smooth with no sharp edges, and shall be one continuous piece from valve to valve box 
assembly. 
 
502.14 BLOW-OFF UNITS 
 
 502.14.01 2-inch 
  
 2-inch blow-off units shall consist of cast iron or ductile iron MJ cap, brass nipple, RW gate valve, 
mechanical restraint assemblies, galvanized pipe and fittings, and standard valve box assemblies.  See Standard Detail 
507A. 
 
 502.14.02 4-inch and 6-inch 
 
 4-inch and 6-inch blow-off units shall consist of a reducer, companion flange, RW gate valve, galvanized 
pipe and fittings, mechanical restraint assemblies, and valve box assemblies.  See Standard Detail 507B. 
 
502.15 COMBINATION AIR VALVE UNIT 
 
 Combination air valve unit shall consist of a 2-inch double-strap service saddle, 2-inch corporation stop 
(M.I.P. x M.I.P.), 2-inch brass ¼ bend (various end configurations), 2-inch R.W. gate valve (F.I.P. x F.I.P.), 2-inch 
brass nipples, 2-inch brass coupling (M.I.P. x Flare or Mueller 110 Compression), 2-inch ASTM B-88 rigid copper, 2-
inch Val-matic #202C or APCO #145C-2 combination air valve unit, 2-inch unions (Flare or Mueller 110 
Compression), 48-inch concrete manhole cone, Valley Iron and Steel Frame #106, 108 or approved equal, cover #105, 
107 or approved equal, 12-inch concrete blocks, “Hot Box” EZ Box #EZ.75, or approved equal and all other items as 
noted on Standard Detail 506. 
  
502.16 2-INCH SERVICE SADDLES 
 
 Service saddles shall be 2-inch F.I.P.T., double strap.  Service saddles shall be Romac Industries style, or 
approved equal.  Body of saddle and nuts shall be ductile iron ASTM A-536 Grade 05-45-12, and straps shall be 
stainless steel 202N ASTM A-194. 
 
502.17 COPPER PIPE 
 
 1-inch service lines shall be soft temper Type K, copper water tube, meeting ASTM B-88 Specifications.  
2-inch service lines shall be (hard) drawn temper, Type K, meeting ASTM B-88 Specifications.   
 
502.18 BRASS FITTINGS 
 
 502.18.01 Corporation Stops 
 



 

Construction Standard Specifications                                                                                                             City of Gresham 
Division Five                                                                                                                                                                                                                                        (1/1/06) 5

    1-inch corporation stops shall be Mueller B-25008 (110 Compression) or A.Y. McDonald 
4701BQ or equal. 2-inch corporation stop for combination air valve unit shall be Mueller B-2969, or A.Y. McDonald 
3131B, or approved equal with Mueller ¼ bend coupling H-15533 (F.I.P. x Mueller 110 compression), or approved 
equal.  
 
 502.18.02 Angle Meter Stops 
 
    1-inch Angle meter stops shall be Mueller B-4602BQ 24258 (110 Compression).  2-inch 
shall be Mueller, H-14277 (110 Compression).  
 
 502.18.03 Meter Yoke (Setter) 
 
    2-inch meter yoke (setter) shall be Mueller B-2423-99000, or approved equal. 
 
 502.18.04 Copper Unions 
 
    Three-part copper-to-copper union shall be Mueller H-15403 (110 Compression), or 
approved equal.   
 
 502.18.05 Copper Couplings 
 
    Straight couplings, copper to inside iron pipe thread, shall be Mueller H-15451 (110 
Compression x F.I.P.), or approved equal.   Straight couplings, copper to outside iron pipe threads, shall be Mueller H-
15428 (110 CTS, or approved equal.  
 
502.19 WATER QUALITY SAMPLING STATIONS 
 
 Water quality sampling station shall consist of a ¾-inch corporation stop Mueller H-15008 (110 
Compression), ¾-inch Type K soft temper copper tubing, ¾-inch 3 M.I.P. x (110 Compression) quarter bend coupling 
Mueller H-15531 (110 Compression), ¾-inch FIP ball valve, Mueller B-25209 (110 Compression), Eclipse No. 88 
Sampling Station (Kupferle Foundry) or approved equal, standard ”Vancouver” valve box assembly, ¾”-0" crushed 
rock backfill, and surface restoration as required.  See Standard Detail 505.  See Standard Detail 513 for valve box 
detail. 
 
502.20 CORROSION CONTROL MATERIALS 
 
 502.20.01 General 
 
    Furnish catalog data for all corrosion control materials and obtain approval before ordering. 

 502.20.02 Exothermic Welds 
 
    Furnish molds, cartridges, and all required materials for exothermic (copper) welding as 
produced by "Cadweld", Erico Products, Inc., or approved equal.  Provide molds and cartridges as recommended in 
writing by the manufacturer.  Use “Cadweld” F-33 alloy or approved equal for connections to steel pipe.  For 
connections to ductile iron pipe, “Cadweld” F-33 alloy or approved equal may be used if field-testing indicates that it 
works adequately.  Otherwise, use “Cadweld” XF-19 alloy or approved equal.  Welder molds shall be graphite; 
ceramic molds are not acceptable. 
 
 502.20.03 Gray Pad  
 
    Furnish gray pad as manufactured by Tapecoat or approved equal for protection of 
exothermic weld.  Pads shall meet AWWA Standard C209.  Pads shall have a minimum thickness of 55-mils. 
 
    Furnish liquid primer to be applied to the pipe surface as supplied by the manufacturer. 
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 502.20.04 Test Station Materials 
 
    Refer to Standard Details 521 through 525. 
 
    Flush-mounted test station shall be a “Portland” cast iron valve box complete with a terminal 
board suited to the application. 
 
    Post-mounted test station shall be a rigid pipe design with a terminal board suited to the 
application.  Test station shall be of molded Makrolon polycarbonate, mounted on white ultra-violet stabilized 
polyethylene conduit pre-drilled with anchor and access holes for wires.  Conduit shall be supplied in standard 6-foot 
length with anchor.  Hardware (machine screws, washers, hex-nuts) shall be marine brass nickel-plated.  Each test 
station shall consist of a lockable cover, a terminal board with integral compression fit base, a compression nut for 
clamping the base to the conduit, and complete hardware.  Test station shall be yellow-colored and 3-inch diameter 
conduit size unless otherwise indicated on the plans, with a 5-lead or 8-lead terminal board as required.  Test station 
shall be Big Fink by Cott Manufacturing Company, or approved equal. 
 
 502.20.05 Wire 
 
    Wire for test stations and galvanic anodes shall be single-conductor, stranded copper with 
600-volt type TW or THWN insulation.  Wire for joint bonds shall be single-conductor, stranded copper with 600-volt 
type HMWPE insulation.  Provide the wire size shown on the plans, Standard Details, or as specified by the Engineer. 
 
 502.20.06 Reference Electrodes 
 
    Reference electrodes shall be 1.4-inches by 1.4-inches by 9-inches long, cast of special high-
grade zinc as specified in ASTM B 6-77.  Reference electrodes shall be supplied prepackaged in a permeable cloth 
bag with 75% gypsum, 20% bentonite, and 5% sodium sulfate backfill.  Lead wire shall be unspliced and sized by the 
manufacturer for the specific site, but a minimum of 25-feet long of No. 12 AWG stranded copper wire with yellow 
600-volt Type THWN insulation.  The lead wire shall be attached to the electrode core with the manufacturer’s 
standard connection.  The connection shall be stronger than the wire. 
 
 502.20.07  Galvanic Anodes 
 
    Supply galvanic anodes of the quantity, composition, dimensions, metal weight, and 
packaged backfill specified by the Engineer of Record.  Unless specified otherwise, zinc anodes shall meet the 
requirements of ASTM B418-73 Type II, and magnesium anodes shall meet the requirements of ASTM AZ 63A Type 
II or High Potential Magnesium Alloy Galvomag Dow Patent No. 2805198.  The anodes shall be prepackaged in a 
permeable cloth bag containing the manufacturer’s prescribed backfill and the packaged anode shall be a minimum of 
2.5-times the bare anode weight.  The anode lead wire shall be connected by the manufacturer and it shall be of an 
unspliced length specific to the application but not less than 10-feet. 
 
 502.20.08  Dielectric Insulating Connections, Insulating Flanges, Flexible Sleeve Couplings, 
    Casings, and Wall Penetration Sleeves               
 
    For dielectric, furnish AWWA insulating flange connection as shown on Standard Detail 
526; for straight pipe connections, use PVC water pipe as specified in Subsection 502.07 with solid sleeve, MJ, long 
pattern.  PVC pipe shall only be used in corrosion control areas. 
 
 502.20.09 Conduit 
 
    Rigid PVC conduit shall be Schedule 40 UL listed for direct burial, concrete encasement and 
exposed.  Approved manufacturers are Carlon, Western Plastics, or approved equal.  Openings into conduit shall be 
smooth and rounded to prevent damage to wire insulation.  Changes in direction shall be made with manufactured 2-
foot-radius minimum sweeps. 
 
 502.20.10 Wire Splice Kits 



 

Construction Standard Specifications                                                                                                             City of Gresham 
Division Five                                                                                                                                                                                                                                        (1/1/06) 7

 
    A. Wire connectors shall be compression type suitably sized for wire size. 
 
    B. For wire splices the connectors shall be butt style HyLink Type YSV, or approved 
equal. 
 
    C. For test lead-ends they shall be HyLug Type TAV, or approved equal. 
 
    Where Engineer orders wires to be spliced and extended, the following materials, or 
approved equal, shall be used:  for #8 AWG wire, splice with Burndy No. KS-20 split bolt connector and 3M Scotch 
cast resin-splicing kit No. 90-B1; for #12 AWG wire, splice with 3M DBY Direct Bury splice kit. 
 
502.21 WATERLINE MARKERS 
 
 Plastic waterline markers shall be 6-feet long, blue plastic, Carsonite Model CUM-375 with label No. CW-
112 or approved equal.  Markers for paved easement areas shall be brass surveyor’s monument caps inscribed with the 
words, “CAUTION: BURIED PUBLIC WATERLINE.  CALL FOR LOCATES BEFORE DIGGING.” 
 
502.22 TRACER WIRE 
 
 Copper tracer wire for locating mains shall be 12-gauge stranded copper with blue plastic insulation.  
Where allowed by Engineer, splicing of tracer wire shall be done using 3M, Etcon, or approved equal waterproof 
splice kit suitable for direct bury. 
 
 

******************** 
503    CONSTRUCTION 
******************** 

 
503.01 STORAGE OF EQUIPMENT AND MATERIALS 
 
 Unless otherwise noted on the plans or in the Contract Documents, it shall be the responsibility of the 
Contractor to locate an approved storage site for all equipment and materials. 
 
 Prior approval shall be obtained from the governing agency for any storage of equipment or materials 
within the right-of-way (e.g., stringing of pipe). 
 
 Pipe, fittings, and valves shall be stored in such a way as to minimize contamination or damage prior to 
installation. 
 
503.02 PLACING AND BLOCKING PIPE AND FITTINGS 
 
 The pipe shall be laid true to line, without objectionable breaks in grade, and shall be firmly bedded with 
6-inches of ¾”-0” crushed rock for the entire length of the pipe. 
 
 Where conflicts arise between the designed grade of the waterline and an existing underground structure, 
the depth of the trench may be increased to permit proper installation of the waterline 
 
 Care shall be taken to clean joints and to keep them free of water during construction.  Whenever water is 
excluded from the interior of the pipe, adequate backfill shall be deposited on the pipe to prevent floating.  In the 
event of any flotation occurring, the pipe so affected shall be removed from the trench, replaced, and re-laid at the 
Contractor's sole expense. 
 
 Each section of the pipe and each fitting and valve shall be clean before it is lowered into the trench.  
Cleaning of each pipe or fitting shall be accomplished by swabbing out, brushing out, or blowing out with compressed 
air, or washing to remove all foreign matter.  The most adequate method of cleaning out pipe and fittings will be 
determined on the job by the Inspector. 
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 If clean pipe sections and fittings cannot be placed in the trench without getting dirt into the open ends, the 
Inspector may require that a piece of tightly woven canvas be tied over the ends of the pipe or fitting until it has been 
lowered into position in the trench.  After the pipe or fitting has been lowered into the trench, all foreign matter shall 
be completely brushed from the bell and spigot ends before assembly.  At the end of each day or during suspension of 
the work, the pipe ends shall be securely closed by means of a secure plug or approved equivalent.  Water in the 
trench shall not be allowed to enter the pipe and fittings. 
 
 All tees, elbows, and any major changes in direction of pipe alignment shall be securely blocked using 
appropriate size thrust block based on the size and pressure of the water main to be constructed, or be mechanically 
restrained as identified on the plans.  All pipe and fittings in contact with concrete shall be completely wrapped in 2-
layers of 8-mil plastic prior to the placement of the concrete.  Concrete used for thrust and straddle blocking shall have 
a slump of 2-inches to 4-inches and a minimum 28-day strength of 3300psi.  Concrete mix shall be uniformly blended 
with appropriate quantity of water before being placed in the trench and shall not contain any dirt or other foreign 
matter.  Thrust blocks shall be formed so that fitting joints and bolts remain accessible.  Blocks that are to be removed 
in future waterline extensions shall be supplied with a rebar-pulling loop and formed so that the block may be pulled 
off without disturbing the fitting (See Standard Details 508, 509, and 510).  Water pressure shall not be applied to the 
waterline for a minimum of 48-hours after placement of thrust and straddle blocks.  All concrete shall be subject to 
sampling and testing as directed by the Engineer.   
 
 If it is necessary to cut the pipe to lay it on curves or to cause a change in direction, the Contractor shall cut 
the pipe as required for proper installation.  A maximum of 3º deflection is allowed at bell joints.  Where the cut 
length of pipe is to be installed into the bell end of another pipe, the cut end shall be beveled to ensure a proper seal.  
To set valves and fittings properly, the pipe shall be cut to the exact length required to obtain the designated locations.   
 
 In all areas where PVC pipe is installed, 12-gauge copper tracer wire shall be installed.  Tracer wire shall 
be laid on top of the waterline, or as directed by the Engineer.  Wire shall be continuously conductive.   Wire shall be 
insulation-coated and brought to the surface at locations shown on the plans.  Where wire is brought into meter box, 1-
foot of wire shall be left in box with the last 1-inch of wire left uncoated.  Where wire is brought into a valve box, a 
¼-inch galvanized bolt and nut shall be installed in a ⅜-inch hole drilled in the valve box.  The tracer wire shall be 
looped twice around the bolt and the last 1-inch of copper shall be left uncoated.  Splicing of wire shall be done using 
3M Etcon or approved equal splice kit.  See Standard Detail 517. 
 
 Pipelines crossing a sanitary sewer line shall be treated as outlined on Standard Detail 511 and as directed 
in the field by the Inspector and according to Oregon Department of Human Services, Health Services rules (Oregon 
Administrative Rules Chapter 333). 
 
  All dead end lines require a standard 2-inch, 4-inch or 6-inch blow-off assembly.  This will allow for 
flushing and release of line pressure during future waterline extension. 
 
503.03 WET TAPPING EXISTING MAIN 
 
 When specified, a wet tap on existing water main shall be made to minimize interruption of service to 
customers.  Tapping sleeve and valve shall conform to Subsection 502.03.    
 
 Before attaching tapping sleeve, care shall be taken to clean water main of all debris and defects.  Attach 
sleeve and valve to the main.  Then attach proper tapping machine to valve.  Pressure test this assembly before making 
tap.  After making tap, remove the tapping machine and inspect fitting and valve for leaks.  If any such leaks are 
found, Contractor shall be required to repair the defect.  Attach branch main to valve and install pipe in accordance 
with Subsection 503.02.   Taps shall be made no closer than 18-inches from end of sleeve to nearest joint, tap, or 
fitting.  Maximum allowable tap shall be 10-inchs, unless authorized by the Engineer. 
 
 Excavation for tap shall be such as to fully expose main with a minimum depth below main of 12-inches.  
A minimum of 18-inches of main shall be exposed from the end of the tapping sleeve.  Also, excavate enough area to 
accommodate tapping machine and workers.   
 
503.04 POLYETHYLENE ENCASEMENT OF PIPE AND FITTINGS 
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 When specified, install polyethylene encasement, tube type, on all pipe and appurtenances.  Polyethylene 
film shall conform to ASTM Standard Specification D-1248-78, having a minimum thickness of 0.008-inch (8-mil).  
Install this encasement in accordance with AWWA C105 Method A, one length of polyethylene tube for each length 
of pipe.  The use of polyethylene sheets will not be allowed.  Sand backfill shall be placed within the pipe zone and 
bedding area wherever polyethylene encasement is used. 
 
 Cut tubing open if necessary to wrap valves and fittings.  Valves shall be wrapped up to the bottom of the 
operating nut.  Polyethylene shall be wrapped snugly around the pipe and held in place by using an adhesive tape 
compatible with polyethylene, plastic binder twine, or nylon tie straps.  Backfill material shall not be allowed to get 
under the polyethylene and pockets in the polyethylene that can trap backfill material shall be eliminated. 
 
 Where crossing a cathodically protected utility, a geomembrane or PVC casing may be required around 
waterline.  See Standard Details 418 and 419 for installation and material requirements. 
 
503.05 PLACING VALVE UNITS 
 
 A valve unit shall consist of a valve, bolts, gaskets, followers, PVC riser pipe, and “Vancouver” style cast 
iron valve box and lid. 
 
 Valves shall be placed in a vertical position at locations shown on the plans.  The Contractor shall check 
each valve to determine that the valve is properly adjusted to seat securely and open fully.  Valves not meeting these 
requirements shall not be installed.  Valve boxes and PVC riser pipe shall be placed in a vertical position centered 
over the valve operating nut and the backfill shall be carefully compacted around the box.  Any valve boxes found off 
center from the valve-operating nut shall be removed and replaced into the proper position.  The top of the valve box 
shall be adjusted to meet finish grade.  PVC riser pipe shall extend up inside the valve box a minimum of 5-inches to 
allow future rising of the box.  Notches shall be cut into the rim of the valve box as detailed on Standard Detail 513.  
Valve boxes shall be placed so that the notches line up parallel with the water main below.  A 12-inch-square x 3-
inch-thick pad of 3,000psi concrete shall be placed around the top of all valve boxes not in a paved area. 
 
 The Contractor shall not operate any valve touching potable water unless authorized by the Engineer. 
 
503.06 PLACING FIRE HYDRANT ASSEMBLIES 
 
 The fire hydrant assembly shall consist of a Mueller Super Centurion 250 MDL A-423 mechanical joint 
hydrant, approved resilient wedge mechanical joint by flange auxiliary gate valve,  “Vancouver” style valve box, 
accessories, concrete block, drain rock, and “Megalug” retainer glands, or approved equal. 
 
 The fire hydrant shall be placed in a vertical plumb position on a precast 6-inch-thick concrete block 
having a bearing surface of not less than 1.75 square feet.  The hydrant shall be securely restrained using  “Megalug”, 
“Romagrip”, or approved equal retainer glands.  A minimum of 10-feet of mainline each side of hydrant tee and all 
pipe and fittings between tee valve and hydrant shoe shall be restrained.  No pipe joints shall exist between auxiliary 
valve and fire hydrant, unless the distance is greater than 18-feet.  If distance from valve to fire hydrant is greater than 
18-feet, a “field-lok” type gasket or approved equal shall be used in the bell joint.  Hydrant drain holes shall not be 
blocked.  Not less than 4 cubic feet of clean 1½-inch to ¾-inch round drain rock shall be placed around the base of the 
hydrant for drainage.  Regardless of condition, the fire hydrant shall be spray painted with Sherwin Williams GCC 
5006 (yellow) or approved equal upon completion of installation.  Where no sidewalk exists around hydrant bury, a 5-
foot x 5-foot x 4-inch concrete pad shall be placed around hydrant.  In cases where concrete is placed around hydrant, 
bury shall have expansion joint material in accordance with Subsection 607.03.07 placed around the bury.  See 
Standard Detail 501. 
 
 Bury line of fire hydrant shall not be below finished grade.  Bury line of hydrant shall be a maximum of 2-
inches above finished grade.  Pumper port of fire hydrant shall be perpendicular to curb. 
 
 All fire hydrants shall be arranged with a maximum of a 6-foot bury.  Where the depth of the water main 
serving the fire hydrant is deeper than would allow a 6-foot bury to be installed, vertical bends shall be used in the 6-
inch fire hydrant lead pipe to allow for a 6-foot or less bury. 
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 Fire hydrant extension kits are not allowed, unless authorized by the Engineer.  A City Water Operations 
person shall be present at any extension kit installation procedure. 
 
 Guard posts, a minimum of 3-feet high, shall be required for protection from vehicles when necessary.  
Such protection shall consist of 4-inch diameter steel pipes 6-feet long, filled with concrete, and buried a minimum of 
3-feet deep in concrete, and located at the corners of a 6-foot square with the hydrant located in the center.  Posts shall 
be painted with the same paint as the fire hydrant.  Use of posts other than at the 4 corners may be approved by the 
Engineer. 
 
503.07 COPPER SERVICE INSTALLATION 
 
 Where indicated on the drawings or as determined in the field by the City, the Contractor will be required 
to install copper water services.  This work will require the Contractor to make all taps for the service, install new 
copper pipe, and install either 1-inch corporation stops or 2-inch gate valves.  See Standard Details 503 and 504. 
 
 All direct taps made to the waterline for 1-inch corporation stops shall be made with a tapping bit with cc 
threads and with a machine designed for that purpose. 
 
 Where new 1-inch copper service pipe is to be installed at the existing meter locations, the new angle 
meter stop shall be set at the same elevation as the existing angle meter stop with a maximum of 2-inches away from 
connection point on the existing meter.  All new copper pipe and service fittings shall be kept clean and free of debris.  
City Water Operations crews will make connection of new angle meter stop to existing meter.  City Water Operations 
crews shall only have to remove the existing angle meter stop, connect the new angle meter stop, and flush the new 
service.  Any extra time and materials required due to the Contractor's negligence shall be recorded and charged to the 
Contractor.  New meter box, Armorcast, or approved equal will be installed by Contractor when existing meter box is 
damaged or broken.  
 
 Where new services are installed, new meter boxes shall be set with the top of the box at finish grade.  The 
longest dimension of the box shall be set perpendicular to the adjacent curb.  Where an existing meter must be 
relocated, Contractor shall provide and install the new copper service, angle meter stop, and meter box complete and 
adjusted to finished grade.  City Water Operations crew will install the meter and extend or shorten customer's service 
line on the consumer’s side of the meter.  Where a meter is located within a traffic area, including driveways and 
aprons, a traffic bearing meter box, Old Castle #37, or approved equal, and reader lid shall be supplied at no additional 
cost. 
 
 All copper and brass structures shall be bedded with ¾”-0” crushed aggregate to a depth of 6-inches on all 
sides and backfilled in accordance with Standard Details 503 and 504.  However, the interior of the meter box shall be 
backfilled with soft earth, free of gravel and organic matter. 
 
 Service lines shall be located in a direct line between the meter and a point on the main directly opposite 
the meter.  Meter shall be located 18-inches inside side lot line.  Lot line shall be projected perpendicular to curb.  
Service lines shall have a minimum cover of 30-inches, except where crossing road ditches where the cover may be 
reduced to 24-inches at said road ditch. 
 
 Where existing copper service is to be transferred to new main, and the existing main is to remain live; 
City Water Operations crew shall disconnect corporation stop from old main and install a brass plug.  Contractor shall 
provide excavation down to old corporation stop, install select backfill, and compact.  Excavation and backfill shall be 
considered incidental to the project.  On publicly financed improvement projects the Contractor shall perform surface 
restoration according to the bid item for that work.  Transfer of service to new main shall be performed by City crews 
once new waterline is tested and accepted.  The Contractor shall provide new corporation stop in new main directly 
below location of existing service crossing. 
 
 All new services crossing existing metal gas lines or other cathodically protected systems shall have PVC 
sleeves as shown on Standard Details 503 and 504. 
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 Corporation stops shall be set at a 30º angle up from horizontal with operating nut at 3 or 9 o’clock.  Taps 
shall be a minimum distance of 18-inches from the bell or spigot end of the main, a fitting, or another service tap. 
 
 Where a new section of 1-inch copper service is to be installed, it shall be Type K seamless soft-annealed 
copper pipe conforming to ASTM B-88.  2-inch copper shall be Type K rigid pipe conforming to ASTM B-88.  For 1-
inch services, there shall be no splicing of copper unless service is longer than 100-feet or as approved by the 
Engineer (unique conditions).  When splicing is approved between 2 pieces of copper, it shall be done with a 3-piece, 
copper-to-copper union.  No more than 1 splice per service shall be made and splicing shall be made outside of the 
existing or proposed travel lane.  Existing galvanized service lines encountered by the Contractor shall be entirely 
replaced with copper service pipe up to and through the angle meter stop.  
 
 No kinks, dents, abrasions, or deformations will be allowed in the copper.  If any are discovered, the entire 
length of copper shall be replaced at the Contractor’s expense.  Each copper service shall be visually inspected by the 
Inspector upon completion, prior to backfilling.  
 
 Where 2-inch services for 1½-inch and 2-inch meters are to be installed, the new main shall be tapped 2-
inches, a double strap 2-inch F.I.P. service saddle, 2-inch brass M.I.P. nipple, 2-inch R.W. F.I.P. gate valve and 
Mueller H-15428 M.I.P. x 110 CTS adapter installed, 2-inch copper tubing and 2-inch angle meter stop shall then be 
installed to the new meter location.  Where meter box is located in any portion of a driveway or apron, or any other 
traffic area, a traffic-bearing box and reader lid shall be used.  See Standard Detail 504. 
 
 Once the new copper services are installed by the Contractor and the new waterline facilities are pressure 
tested, chlorinated, and accepted, City Water Operations crews shall install new meter or relocate existing meters to 
their new locations and replumb the service.  It shall be the responsibility of the Contractor to coordinate this with the 
Inspector.  Placement of new sidewalks or other surface restoration shall not take place until meters and tailpieces 
have been installed. 
 
503.08 PLACING PERMANENT BLOW-OFF ASSEMBLIES 
 
 A standard 2-inch blow-off assembly shall include, but not be limited to, a main size cap tapped 2-inches 
I.P.T., “Megalug” retainer gland, or approved equal 2-inch x 6-inch brass nipple, 2-inch RW gate valve, 2-inch 
galvanized 90º bend, 2 valve boxes with lids, and 2-inches Schedule 40 galvanized pipe and PVC plug.   
 
 A 4-inch or 6-inch blow-off assembly shall include, but not be limited to, a main size x 4-inch or 6-inch 
MJ x flange reducer, “Megalug” retainer gland, or approved equal flange x flange RW gate valve, companion flange, 
galvanized 90o bend, schedule 40 galvanized piping, 2 valve boxes with lids, galvanized coupling and PVC plug. 
 
 The blow-off assembly shall be placed as shown in Standard Details 507A or 507B and securely blocked 
with concrete or mechanically restrained as required.  
 
 The mainline pipe shall be thrust restrained with a straddle block as shown on Standard Detail 510 or 
mechanically restrained.  Blow-off pipe and fittings shall remain fully accessible for repair and replacement without 
disturbing the permanent waterline. 
 
503.09 PLACING COMBINATION AIR VALVE UNITS 
 
 An air-release-valve unit shall consist of all items as described in Subsection 502.15 and as noted on 
Standard Detail 506. 
 
 The combination air valve unit shall be placed as shown on the plans, secure in place with concrete block, 
and all crushed gravels compacted as specified.  Placing the combination air valve unit shall consist of transporting, 
assembling, and placing of the complete unit, tapping the water main, excavating and backfilling as specified, 
servicing, and all surface restoration. 
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503.10 REMOVING EXISTING WATER WORKS MATERIALS 
 
 When the Contractor removes existing pipe, gate valve units, fittings, fire hydrant units or other items to 
allow installation of the work specified herein, Contractor shall haul the removed water works materials to the City's 
designated storage yard unless otherwise directed by the Engineer.  Title to the removed materials shall remain with 
the City unless otherwise designated by the Engineer.  If directed, Contractor shall be responsible for disposal of 
materials. 
 
503.11 ABANDONING EXISTING MAINS AND VALVES 
 
 Any existing waterlines that are abandoned shall be severed and plugged with non-shrink grout, or as 
directed in the field by the Inspector.  All abandoned valve boxes shall be removed and the riser cut off 12-inches 
below grade, gravel-filled, and asphalt-plugged at no additional cost to the City. 
 
503.12 MAINTAINING SERVICE 
 
 The Contractor shall schedule construction work specified herein to maintain continuous water service to 
existing water users.  Where it is necessary to shutdown service to make required inter-ties, the Contractor shall 
coordinate with the Inspector at least 2-working-days prior to a planned water service shutdown to allow the City to 
notify users of the impending interruption of water service.  More notice may be required by the Engineer. 
 
 The Inspector shall notify both Fire & Emergency Services Department and Water Operations.  The 
Contractor may be required to make necessary service shutdowns of affected businesses after regular business hours at 
no additional cost to the City.    
 
503.13 FLUSHING 
 
 The new pipeline, which includes all fittings, valves, services, and fire hydrants, shall be: (1) flushed at a 
minimum of 2.5 FPS, (2) pressure tested, and (3) disinfected, in this order, before any connection to the existing water 
system is made.  Blow-offs shall be provided by Contractor at all dead-ends and points of connection to the existing 
system as shown on Standard Details 507A and 507B.  A temporary fill point shall be provided by the Contractor as 
shown on Standard Detail 507C for filling, flushing, pressure testing, and chlorinating the new water system.  The 
new waterline shall be built as close as possible, as determined by the Inspector, to the existing water system at points 
where connections are to be made.  Blow-offs shall be located at high elevation points and fill points shall be located 
at low elevation points where practical. 
 
 All water used during flushing, pressure testing, and chlorinating shall be metered and billed to Contractor.  
Metering device shall be installed by the City at the same time and location as the double check assembly. 
 
 Prior to any flushing procedures taking place, the Contractor may be required to submit a flushing plan 
providing direction of flow, water damage control, and a written schedule to the Engineer for approval.  A minimum 
48-hour notice shall be given to the Inspector prior to any system shutdown or flushing procedures.  Under no 
circumstance shall the Contractor operate any City valves without prior explicit approval by the Engineer. 
 
 The following chart shows minimum temporary blow-off/inlet sizes that shall be provided by the 
Contractor.  Gate valves shall be provided on blow-off and inlet pipes to pressure test against, and to keep the pipe 
interior clean when backflow assembly is removed.  See Standard Details 507A, 507B, and 507C.  
 
 Contractor is required to de-chlorinate all water flushed onto the street surface or into any storm drain 
system.  Dechlorination process shall be approved by Engineer of Record prior to flushing. 
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REQUIRED OPENINGS TO FLUSH PIPELINES 

NOMINAL 
PIPE 
SIZE 

(INCHES) 

FLOW REQUIRED TO 
PRODUCE 2.5 FPS 

VELOCITY 
(GPM) 

MINIMUM INLET & 
OUTLET PIPE SIZE 

REQUIRED 
(INCHES) 

   
4 110 2 
6 240 2 
8 430 4 

10 660 4 
12 950 4 
14 1290 6 
16 1690 6 
18 2140 6 
20 2640 6 
24 3800 6 

  
 All flushing and testing water shall be delivered to the new waterline through Oregon Department of 
Human Services, Health Services approved double check valve backflow prevention assemblies. 
 
 The City can provide a 2-inch or 6-inch double check backflow assembly, or Contractor may provide an 
assembly.  Certified backflow tester shall test assembly and furnish documentation to the Inspector indicating a 
passing test after assembly is installed onsite and before it may be used. 
 
 Contractor shall coordinate with the Inspector at least 5-working-days in advance of when the backflow 
assembly will be needed onsite. 
 
 After flushing, the new system shall be pressure tested and disinfected.   
 
503.14 PRESSURE TESTING 
 
 After being installed, all of the pipe, fittings, services, fire hydrants, and all individual closed valves, 
except the last connection with the existing main, must be pressure tested, conforming to AWWA C600 Section 4 
Specifications except as noted.  The pipeline may be divided into sections and tested in stages at the option of the 
Contractor.  If the Contractor elects to test the line in sections, the lengths of the sections and provisions for testing 
shall be subject to approval by the Engineer. 
 
 Before testing the pipeline for leakage, the pipeline shall be properly restrained.  The interior of the 
pipeline shall be thoroughly cleaned to remove all foreign matter. 
 
 The Contractor shall furnish necessary thrust blocks, pumps, medium range pressure gauges, means of 
measuring water loss, and all other equipment, materials, and labor required for making the tests.  Pressure gauges 
shall be graduated to a minimum of 1psi increments. 
 
 All air vents shall be open during the filling of the pipeline with water.  After a test section is completely 
flushed and filled, it shall be allowed at the Contractor’s option to stand under slight pressure for 24-hours to allow the 
lining to absorb what water it will and to allow the escape of air from any small air pockets.  During this period, the 
bulkheads, valves, and exposed connections shall be examined for leaks.  If any are found, they shall be repaired.  The 
pressure shall then be raised slowly to the hydrostatic pressure of 150 pounds per square inch, or 1.5 times the normal 
working pressure, whichever is higher, measured at the point of highest elevation, and shall be maintained for a period 
of at least 1-hour, beginning at a time of day to be mutually agreed upon between the Contractor and the Inspector. 
 
 The Contractor may elect to test the pipeline in sections in order to prevent excessive pressure in the lower 
section of pipe being tested.  Test pressure shall not exceed 150% of pipe pressure rating. 
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 The acceptable leakage allowance shall be ½ of AWWA C600 Section 4 Specifications.  While the pipe is 
under pressure and regardless of whether or not the measured leakage is within allowable limits as set forth, an 
inspection for leaks along the pipeline shall be made by the Contractor.  Any leaks found shall be recorded and shall 
be repaired by the Contractor.  All such repairs shall be made subject to the approval of the Engineer and in the 
presence of the Inspector. 
 
 The Contractor, at no expense to City, shall perform any excavation required to locate and repair leaks or 
other defects that may develop under the test.  He shall remove backfill and paving already placed, shall replace such 
removed material, and shall make all repairs necessary to achieve the required water-tightness. 
 
 If any considerable leakage has been discovered or if the measured leakage exceeds the limit stated, the 
Engineer shall require one or more re-tests after repairs have been made.  All repairs and re-tests shall be made at the 
Contractor's sole expense. 
 
 Once the entire system or section has passed the 1-hour pressure test, the Contractor shall then proceed 
testing each individually closed valve within the new system.  Individually closed valves shall be pressure tested for a 
minimum of 15-minutes using the same rate of loss criteria stated above.  If any valves are found to not hold pressure, 
they shall be operated, repaired or replaced, and retested until they pass.  
 
 All leakage tests shall be made in the presence of the Contractor and the Inspector. 
 
503.15 CHLORINATION 
 
 The pipeline fittings and valves shall be thoroughly chlorinated and flushed in accordance with the Oregon 
Department of Human Services, DWP, O.A.R. 333-061 and AWWA C651.  All chlorinated water shall be discharged 
into the public sanitary sewer system.  If a sanitary sewer is not available, the Contractor shall employ the use of 
storage tanks, basins, or other means to transport or treat the chlorinated water for discharge to an approved point of 
disposal.  Adequate quantities of chlorine in a water solution shall be added to the pipeline and shall be allowed to 
stand a sufficient length of time to disinfect the interior of the pipeline, but not less than 24-hours.  The chlorinated 
water shall be flushed from the pipeline and, 24-hours after flushing, a water sample(s) shall be taken by the Inspector 
from various points along the pipeline and at the extremities.  No hose or fire hydrant shall be used to collect samples.  
The water samples shall be tested biologically and an acceptable certification that the water is safe for domestic water 
consumption shall be obtained before placing the pipeline into service.  If the initial samples fail to produce 
satisfactory bacteriological results, the Contractor shall re-chlorinate and re-flush the line and take new samples, at no 
expense to the City, until an acceptable, safe-water certification is obtained.   
 
 Chlorine shall be applied by the use of calcium hypochlorite and water mixture.  The chlorination agent 
shall be applied at the beginning of the section adjacent to the feeder connection and shall be injected through a 
corporation stop, hydrant, or other connection, ensuring treatment of the entire line.  Water shall be fed slowly into 
new line with chlorine applied in amounts to produce a dosage greater than 25-parts per million (PPM) but not more 
than 50-PPM throughout the system.  After 24-hours, a residual of not less than 10-PPM shall be produced in all parts 
of the line.  If the check measurement taken after the 24-hour period indicates a free chlorine residual of less than 10-
PPM, the system shall be flushed, re-chlorinated, and rechecked until a final residual of 10-PPM or more is achieved 
and at no expense to the City. 
 
 During the chlorination process, all valves, fire hydrants, and services shall be operated.  All parts of the 
line and services shall be chlorinated.  After chlorination, the water shall be flushed from the line at its extremities 
until the replacement water tests are equal chemically and bacteriologically to those of the permanent source of 
supply.    At no time can chlorinated water be discharged to the stormwater system or a waterway. 
 
 The Contractor shall furnish and place all necessary fittings required for the testing, chlorinating, and 
flushing of the pipeline.   See Standard Detail 507C. 
 
503.16 CUT-IN AND CONNECTION TO EXISTING MAINS 
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 After a new waterline is flushed, pressure tested, and disinfected, but prior to any cut-in and connects, 
Contractor shall hold an onsite pre-connection meeting.  Those to attend shall include the onsite foreman, the 
Inspector, City Water Operations personnel, and the Engineer. 
 
 This meeting shall take place prior to each connection but not longer than one-week prior to the 
connection.  At this meeting Contractor shall have all fittings, pipe, chlorine swabbing equipment, pumps and hoses, 
and all equipment needed to make the cut-in and connect.  Cut-in schedule and coordination shall be discussed. 
 
 Once the bacteria test has been passed, cut-ins and connections to the existing water system shall be made.  
All fittings necessary for the cut-in and pumps adequate to handle water in the trench shall be on hand and ready for 
service before connection is commenced.  If the new waterline is opened to the air before Contractor and City 
personnel are ready to proceed with the connection, or if new waterline is contaminated by dirt or dirty water, the new 
waterline shall be disinfected again.  All work associated with cut-in and connections shall be done in the presence of 
the Inspector. 
 
 Fittings and pipe for cut-ins shall be cleaned and swabbed-out thoroughly with a 1% chlorine solution 
(one-half pound of 64% calcium hypochlorite in 4-gallons of water).  Swabbing equipment shall be new and solution 
shall be kept clean and fresh. 
 
 During each connection, work shall proceed until the connection is completed and water service is turned 
back on.  Groundwater shall not be allowed around any of the existing piping during the connection. 
 
 Where connections are made between new ductile iron waterline and a waterline of similar O.D., a long-
pattern, mechanical-joint sleeve shall be used.  Where connections are made between new ductile iron waterline and a 
waterline of the same nominal diameter but a different O.D., a transition coupling as manufactured by Dresser, 
Rockwell, or approved equal shall be used. 
 
 After the connection is completed and water service is turned back on, Contractor shall dry all fittings.   A 
visual leak inspection of all fittings shall be done by the Inspector prior to backfilling.  Visual inspection shall be done 
in such a manner that any amount of leakage may be detected. 
 
503.17  IMPERVIOUS DAMS 
 
 In areas where waterline is installed outside of paved surface, or where indicated on the plans, or as 
directed by the Inspector, the Contractor shall place impervious dams to prevent groundwater movement along the 
trench.  Dams shall be made of impervious backfill material composed of particles at least 50% of which pass a No. 
200 sieve and with a plasticity index not less than 20, unless otherwise approved by the Engineer.  
 
 In areas where waterline is installed under existing or future paved surface, or where indicated on the 
plans, or as directed in the field by the Inspector, the Contractor shall place control density backfill (CDF) dams to 
prevent groundwater movement along the trench.  CDF shall meet specifications as outlined Section 206.  
 
 A dam shall fill the trench completely from side to side and top to bottom, except for the volume occupied 
by the pipeline and any materials required for surface restoration.  Pipe in contact with clay or CDF dam shall be 
wrapped with two layers of 8-mil polyethylene. 
 
503.18 CORROSION CONTROL INSTALLATION 
  
 503.18.01 Exothermic Welding and Underground Electrical Connections 
 
    Refer to Standard Detail 521. 
 
    Exothermic Weld:  The electrical connection of copper wire to steel, ductile iron, and cast 
iron surfaces shall be by the thermite weld method.  Before the connection is made, the surface shall be cleaned to 
bare metal by making a 2-inch x 2-inch window in the coating, and then filing or grinding the surface to produce a 
bright metal finish.  After the weld connection is made, it shall be covered with a “gray pad” as manufactured by 



 

Construction Standard Specifications                                                                                                             City of Gresham 
Division Five                                                                                                                                                                                                                                        (1/1/06) 16

Tapecoat, or approved equal as shown on Standard Detail 520.  Any damage to the pipe coating or lining shall be 
repaired according to the coating manufacturer’s recommendations. 
 
 503.18.02 Test Station Installation 
 
    Refer to Standard Details 522 through 526. 
 
    On all metallic and metallic-reinforced pipelines that are specified to be joint-bonded or are 
otherwise electrically continuous, install test stations of the type indicated and locate as shown on the plans and as 
specified herein.  Where possible, locate test stations near existing structures such as telephone and power poles or fire 
hydrants. 
 
    Unless specified otherwise by the Engineer, locate test stations as follows: 
 
    1. General – Install typical test stations as appropriate to maintain 1,000-foot maximum 
intervals. 
 
    2. Foreign – Where the City’s pipeline crosses at any clearance, a foreign-owned pipeline 
that is cathodically protected or is 12-inches or larger in diameter. 
 
    3. Insulating Connection – At all buried connections between bonded and unbonded pipe 
(Standard Detail 526), except insulated service connections where the service line diameter is 2-inches or less. 
 
    4. Cased Crossing – At all cased crossings.  For casings 50-feet long or less, install one 
test station.  For casings over 50-feet long, install one test station at each end of the casing. 
 
    Test station wire shall be color-coded as specified or shown on the plans.  Wire can be color-
coded with colored plastic electrical tape.  Wrap tape around wire with a 50% overlap over the last 6-inches of the 
wire before the terminal connector.  Test station wires shall be encased in rigid PVC conduit from the pipeline to the 
test station box. 
 
 503.18.03 Installation of Reference Electrode Cells 
 
    Use water in the installation of reference electrode cell according to the electrode 
manufacturer’s instructions, unless specified otherwise.  Install reference electrode at the depth of the centerline of the 
water main and 6-inches away from the outside of the pipe.  Do not install the electrode cell within 3-feet of a 
neighboring metallic structure.  Compact the backfill around reference cells to 95% of maximum density as 
determined by AASHTO T-180. 
 
 503.18.04  Galvanic Anode Installation 
 
    Unless specified otherwise, anodes shall be installed 1-foot below the pipe invert and 5-feet 
perpendicular to the edge of the pipe or alternately 5-feet below the pipe invert and up to 3-feet perpendicular from the 
pipe edge.  Do not place the anodes within 3-feet of a neighboring metallic structure.  When anodes are distributed 
along the pipeline, alternate the perpendicular offset from one side of the pipe to the other.  Install the anode in clean, 
native backfill and not in the select bedding material.  Compact the soil to 95% of maximum density as determined by 
AASHTO T-180. 
 
 503.18.05  Wiring 
 
    All wiring is to be splice-free, except where splices are specified or shown in the plans.  All 
underground connections must be pre-approved in writing by the Engineer.  Coil and snake buried wire in a slack 
fashion to prevent stress from backfill operations and earth settlement.  All wire is to be buried a minimum of 30-
inches below finish grade and installed in rigid conduit.  All wire connections to test station terminal boards are to be 
made with crimp-on ring terminals.  Repair any damage to the wire insulation with 2-layers of self-adhering butyl 
rubber electrical tape Scotch No. 130C, or approved equal, and over-wrap with 2-layers of vinyl electrical tape Scotch 
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No. 88, or approved equal.  Spirally apply each layer at 50% overlap.  This repair method is not applicable to repair of 
anode wire for impressed current systems. 
 
 503.18.06 Continuity Testing 
 
                              When specified, perform electrical continuity testing and record test data as specified by the 
Engineer.  Repair any joint not passing the electrical continuity test at no cost to the City. 
 
 503.18.07 Foreign Pipeline Coordination 
 
    Coordinate indicated welds to foreign pipelines with proper authorities governing the 
pipeline.  Contractor is responsible for obtaining necessary approvals and coordination. 
 
 503.18.08 Polyethylene Encasement 
 
  When specified, install polyethylene tube type encasement on all pipe and appurtenances.  Install this 
encasement in accordance with AWWA C105 Method A – one length of polyethylene tube for each length of pipe.  
The use of polyethylene sheets will not be allowed. 
 
503.19 PLACING WATERLINE MARKERS 
 
 Install permanent flexible plastic waterline markers above the centerline of the water pipe wherever the 
waterline lies in an easement or off-road area.  Install markers spaced a maximum of 200-feet apart, at all changes in 
direction of the waterline, at each crossing with the public right-of-way line at blow-offs as shown on the plans, and 
directed by the Engineer.  Install flat side of marker perpendicular to centerline of waterline.  Install marker in a 
plumb position with 2-feet buried and 4-feet exposed.  In paved areas in easements, brass surveyor’s monument caps 
shall be permanently installed in the pavement in lieu of the plastic markers.  See Standard Detail 517. 
 
503.20 TRACER WIRE 
 
 Copper tracer wire is required to assist in locating waterlines in easements, off-road areas, and road areas 
on transmission mains where there are few or no services.  Tracer wire shall be provided in lengths sufficient so that 
no splices will be required.  As shown on the plans or directed by the Engineer, install copper tracer wire in the trench 
directly on top of the pipe for the entire length of the waterline.  In off-road areas, wire shall be brought vertically to 
the surface at 400-foot intervals and fastened to the plastic waterline marker.  A ¼-inch galvanized bolt and nut shall 
be installed in a ⅜-inch hole drilled in the marker l-foot above the ground surface.  The tracer wire on each side shall 
be looped twice around the bolt and a 1-foot piece of free wire left on the end.  Where the 400-foot interval falls in a 
paved area in an easement, the tracer wires shall be brought up into a meter box with traffic lid as described below. 
 
 For transmission mains in road areas, provide and install a tracer wire station behind the curb at 400-foot 
intervals and as shown on the plans or directed by the Engineer.  Tracer wire station shall consist of a meter box and 
lid (Armor cast), 2-inch PVC conduit to house the wire, and copper wires tracing the upstream and downstream 
waterlines.  From the top of the water pipeline, tracer wires shall be brought up vertically to a depth of 30-inches of 
cover, then run horizontally, perpendicular to the waterline at a depth of 3-feet, over to the meter box, and vertically 
into the box where a 2-foot length of free wire on the end of each tracer wire shall be coiled.  From the top of the 
water main to the inside of the meter box, tracer wires shall be housed in 2-inch PVC electrical conduit.  Install 
minimum 1-foot radius sweep at each change of direction of the conduit.  Allow sufficient slack in the wire that stress 
will not be placed on the wire during backfilling operations.  A 3-inch thick concrete pad shall be installed around 
each tracing station box where not in sidewalk area.  Pad shall measure a minimum of 12-inches from the outside of 
the box to the outside edge of the concrete pad.  See Standard Detail 517. 



 

Construction Standard Specifications                                                                                                             City of Gresham 
Division Five                                                                                                                                                                                                                                        (1/1/06) 18

******************** 
504    MEASUREMENT FOR PAYMENT 

(Not applicable for privately financed public improvements) 
******************** 

 
 
504.01 INSTALLATION OF PIPE 
 
 Pipe installation shall include furnishing of pipe; water works materials required for proper installation; 
standard or restraint gaskets; pipe zone and bedding material; impervious dam material; transportation to the job site; 
all required excavation to the depth designated on construction plans; disposal of excavated materials not re-used; 
shaping the bottom of the trench for proper bedding of the pipe; wrapping with polyethylene encasement; cutting, 
placing, and testing pipe; furnishing chlorine or chlorine compounds; disinfection; flushing the pipe line; furnishing, 
placing, and removing temporary thrust blocks, blow-off units, and temporary plugs and caps; ground water control; 
placing and compacting pipe zone, bedding, impervious dams and backfill material; and incidental traffic control.  
Where PVC pipe is installed, installation price shall also include tracer wire.  Pipe installation shall also include 
providing and installing plastic or brass waterline markers, copper tracer wire, and tracer wire stations. 
 
 Pipe installation shall be paid on a lineal foot basis and measured along the centerline of the pipe installed.  
The laying length of gate valves, fittings, and other appurtenances shall be included in the pipe centerline 
measurement.  Backfill shall be paid under separate bid items on a per-cubic-yard basis for the class of backfill used, 
outside of bedding, pipe zone, and pavement base rock areas.  See Standard Detail 502 and also Section 206. 
 
 Payment for over-excavation shall begin once the extra depth reaches 18-inches below the designed grade, 
and shall only include the excavated material lower than 18-inches below design grade. 
 
504.02 CAST IRON AND DUCTILE IRON FITTINGS 
 
 Payment for the cost of furnishing and installing cast iron and ductile iron fittings, in addition to that 
amount paid for the laying length of the fitting under the pipe item, shall be paid for on a per-each basis as listed in the 
Contract Documents.  Payment shall include all accessories installed complete in-place.  Follower glands and 
mechanical restraint retainer glands are to be considered accessories and are not paid for separately. 
 
504.03 CUT-IN AND CONNECT TO EXISTING MAIN 
 
 Connections that require cutting into existing lines shall be paid for as bid in the Contract Documents for 
cut and connect to existing main.  Existing line sizes shall be field-verified by the Contractor before ordering fittings 
and undertaking the work involved in this item.  Payment for the connections shall include removal of existing pipe, 
fittings, thrust blocking, and furnishing and installing all adapters, solid sleeves, spools, and excavation and clearing 
and grubbing necessary to make the connection.  Valves, bends, tees, or crosses required for such connections shall be 
paid for separately as listed in the Contract Documents for valves and fittings respectively. 
 
504.04 WET TAPPING OF EXISTING MAIN 
 
 Connections that require wet tapping of existing mains shall be paid for as bid in the Contract Documents 
for wet tapping of existing main.  Existing line sizes shall be field-verified by Contractor before ordering materials 
and undertaking work involved in this item.  Payment for this item shall include providing tapping tee, resilient wedge 
gate valve, tapping of main, any extra adapters, sleeves, and spools, and all excavation required to make tap and 
connect new waterline. 
 
504.05 COPPER SERVICE INSTALLATION 
 
 Copper service installation shall be paid on a per-each basis by size.  The unit price quoted shall include 
furnishing all materials and work necessary to either transfer existing service or install new copper service pipe, 
tapping the new main, installing corporation stop or gate valve, and all other materials as shown on Standard Details 
503 and 504.  It shall also include excavation, boring, backfill, temporary patching, pavement cut and repair, 
groundwater control, and other incidental work items complete in-place. 



 

Construction Standard Specifications                                                                                                             City of Gresham 
Division Five                                                                                                                                                                                                                                        (1/1/06) 19

 
504.06 BLOW-OFF ASSEMBLIES 
 
 Payment for the blow-off assembly shall include furnishing, transporting, assembling, and placing of the 
complete assembly as shown on Standard Details 507A and 507B, plus backfill and compaction.  Main line straddle 
blocking shall be paid under separate bid item.  Mechanical restraint shall be absorbed into the cost of the blow-off 
assembly and waterline bid items. 
 
504.07  COMBINATION AIR VALVE UNIT 
 
 Payment shall be on a per-each basis and shall include, but not be limited to, a 2-inch service saddle, 2-
inch corporation stop with ¼-bend adapter, 2-inch rigid copper tubing (ASTM B-88, Type K), 2-inch combination air 
valve, 48-inch concrete manhole cone with frame and lid and any other appropriate fittings needed for plumbing the 
valve as described in Subsection 502.15, or as noted on the Standard Detail 506.  Payment shall also include 
excavation and backfill, but pavement and sidewalk cut and repair each shall be paid for separately as described in the 
Contract Documents.  All materials used shall be of the type as designated in Subsection 502.15 and Standard Detail 
506. 
 
504.08 FIRE HYDRANT ASSEMBLY 
 
 Bid item shall include furnishing and installing hydrant, gate valve, “Megalug” retainer glands, valve box, 
and painting as shown on Standard Detail 501 and described in Subsection 503.06. 6-inch ductile iron and tee for fire 
hydrant shall be paid for separately. 
 
504.09 OVER-EXCAVATION 
 
 Over-excavation shall be paid by the cubic-yard based on the volume of the trench excavated.  The 
quantity measured for payment of over-excavation shall begin once the extra depth reaches 18-inches below the 
designed grade and payment shall be only for the material lower than 18-inches below design grade. 
 
 Payment for over-excavation shall include excavating the trench, disposing of material removed, placing 
and compacting select backfill material, shoring, and other requirements for working at a greater depth.  Provision for 
select backfill, crushed aggregate for over-excavated areas shall be paid for by the cubic-yard as provided for 
elsewhere in the Contract Documents. 
 
504.10 SANITARY SEWER CROSSINGS 
 
 Centering a length of water pipe over each sanitary sewer crossing shall be considered incidental to 
construction and no additional payment shall be made. 
 
 Replacement of existing sanitary sewer lateral shall be paid on a per-each basis and shall include all 
excavation, piping, couplers, bends or fittings, connection to main, grouting, select backfill, surface restoration, and all 
work needed to replace the lateral and install in-place.  See Standard Detail 511. 
 
504.11 WATER QUALITY SAMPLING STATION 
 
 Payment for sampling station shall be on a per-each basis and shall include furnishing and installing all 
materials, complete-in-place, as shown on Standard Detail 505, including but not limited to excavation, backfill, 
pavement cut and repair, groundwater control, testing, and other incidental work items.  Sidewalk cut and repair shall 
be paid for separately if provided for in the Contract Documents. 
 
504.12 CORROSION CONTROL 
 
 Any items under this section that are specifically shown as bid items in the Contract Documents will be bid 
and paid accordingly.  All items under this section that are not specifically shown as separate items in the Contract 
Documents must be included in the price bid for the pipeline and no additional payment will be made for them.  The 
bid prices, whether covered as separate items or as part of the pipeline price, include all costs for labor and materials 
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required for a complete installation as shown on the plans, Standard Details, and as described in the Contract 
Documents. 
 
 Payment for bid item “Ductile Iron Pipe, CL.52, Bonded and Poly-wrapped” shall include all materials and 
labor for joint bonding, exothermic welding, continuity testing, polyethylene encasement, and any other corrosion 
control measures shown on the plans or described in the Contract Documents, in addition to the work described in 
Subsection 504.01, Installation of Pipe. 
 
 Payment for test stations shall be made on a per-each basis under the bid item “Install Test Station”, and 
shall include all labor and materials to install test station wires, thermo-welding, rigid PVC conduit, test station box, 
terminal board, excavation and backfill, groundwater control, landscape restoration, A.C. pavement cut and repair, 
continuity testing, and other incidentals. 
 
 Payment for providing and installing dielectric insulating connection between bonded and unbonded pipe 
shall be absorbed into the bid item, “Cut-In and Connect to Existing Main.” 
 
504.13 OTHER ITEMS 
 
 Unless otherwise specified on the plans or in the Contract Documents, valve units, fire hydrant units, blow 
off units, air release valve units, connections to existing mains, and services shall be paid on a per-each unit basis for 
furnishing and installation of the unit complete in-place, tested, and ready for service. 
 
 Items that are specifically listed in the Contract Documents will be bid and paid accordingly.  All items 
that are not specifically shown as separate items in the Contract Documents must be included in the price bid for the 
pipeline, and no additional payment will be made for them.  The bid prices, whether covered as separate items or as 
part of the pipeline price, include all costs for labor and materials required for a complete installation as shown on the 
plans and described in the Contract Documents. 
 
 

*END OF DIVISION* 
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******************** 
601    SUBGRADE 

******************** 
 
 
601.01 DESCRIPTION 
 
 This section covers work necessary for preparation of the subgrade, complete.  See also Section 204 and 
Section 206. 
 
 Subgrade is defined as the area of new or existing roads, streets, the alleys, driveways, sidewalks, or other 
locations upon which additional materials are to be placed as a part of work or by future work.  Where applicable, 
subgrade may be considered to extend over the full width of the specified base course. 
 
 601.01.01 Untreated Subgrade 
 
    The material placed in fills or unmoved from cuts in the normal grading of the roadbed, and 
that is brought to true line and grade, shaped and compacted, as required by these specifications to provide a 
foundation for the pavement structure. 
 
601.02 MATERIALS 
 
 601.02.01 Water 
 
    Conform to the requirements in Subsection 205.02.03. 
 
601.03 CONSTRUCTION 
 
 601.03.01 Preparation of Subgrade 
 
    Subgrade upon which pavement, sidewalk, curb and gutter, driveways, or other structures 
are to be directly placed shall not vary more than .05-feet from the specified grade and cross section.  Subgrade upon 
which subbase or base material is to be placed shall not vary more than .10-foot from the specified grade and cross 
section at any point.  Variations within the above specified tolerances shall be compensating so that the average grade 
and cross section specified are met. 
 
    Blade and shape subgrade to meet grade and cross sections shown on plans. 
 
    Prior to starting subgrade work, including backfill, all underground work contemplated in 
the area of the subgrade shall be completed.  This requirement includes the Contractor’s work and work to be 
performed by the City or by others. 
 
    The Contractor shall remove all soft or otherwise unsuitable material as directed and replace 
with approved material.  The Contractor shall compact to a line 1-foot beyond the edge of paving, curb, or form. 
 
    Subgrade areas that cannot be compacted to specified density but, in the judgment of the 
engineer, otherwise meet the requirements herein, may be removed and aerated or stabilized with an approved soil 
stabilizing material – all at no additional expense to the City. 
 
    Subgrade materials that cannot be compacted to specified density due to excess moisture 
shall be dried out to bring materials to ±2% of optimum moisture.  The Contractor shall aerate, drain, re-handle, 
amend with lime or cement, or by other means at his option remove the excess moisture.  All costs involved in the 
removal of excess moisture from the material are the responsibility of the Contractor for which no additional payment 
will be made. 
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 601.03.02 Grading of Areas Not to be Paved 
 
    When specified, areas within and adjacent to the project that are intended for lawns, planting 
areas, flower beds, and similar uses shall be finished with 4-inches of topsoil and graded smooth as directed.  Topsoil 
for such finishing shall be fertile, loamy, natural-surface soil consisting of sands, silts, clays, and organic matter and 
shall be free of toxic substances, weeds, roots, refuse, sticks, large rocks, or lumps.  Topsoil available from required 
excavation shall be used to the greatest extent possible in this work. The premature disposal of suitable topsoil 
material shall be prohibited. 
 
 601.03.03 Over-excavation and Foundation Stabilization 
 
    When, in the opinion of the Engineer, unsuitable material or other conditions are discovered 
that render the subgrade unable to be compacted to the specified density, then the Engineer may order the Contractor 
to remove and dispose of the unsuitable material and then backfill with crushed rock as specified in the applicable 
portions of Section 206.  Geotextiles may be required before backfilling. 
 
 601.03.04 Embankment Construction 
 
    The Contractor shall place embankments and fills of all kinds in approximate horizontal 
layers of a maximum of 12-inches in thickness and compact each layer separately and thoroughly to the density 
specified.  
 
    In the immediate vicinity of curbs, walks, driveways, inlets, manholes and similar structures, 
holes, and where embankment and fill materials cannot be reached by the normal compacting equipment, the 
Contractor shall compact to specified density by approved methods. 
 
    Where embankments are constructed predominantly of rock fragments, the Contractor shall 
place material in layers of the thickness as directed by the Engineer of Record, but not greater than 3-feet.  Placing of 
individual rock fragments having dimensions greater than 3-feet may be permitted upon approval of the Engineer, 
provided they have no dimensions greater than 6-feet, that clearances between adjacent fragments provide adequate 
space for the placing and compacting of material in horizontal layers as specified, and that no part comes within 4-feet 
of subgrade.  The Contractor shall distribute and manipulate rock so that the space between the larger pieces is filled 
with smaller material, forming a dense and compact mass. 
 
    The Contractor shall exercise caution to ensure that embankment construction and fill does 
not move, endanger, or overstress any structure.  The Contractor shall place and compact embankments at the end of 
bridges prior to the time that work begins on the bridge.  When placing material against an existing slope face, 
Contractor shall terrace and key each 4-foot of fill. 
 
    Embankments shall not be constructed when the embankment material, or the embankment 
on which it would be placed, is frozen. 
 
 601.03.05 Slides and Slip-outs 
 
    Material outside the planned roadway or ditch slopes that, in the opinion of the Engineer, is 
unstable and constitutes potential slide material that may come into the roadway, channel, or ditch, and material that 
has slipped out of new or old embankments shall be excavated and removed.  The material shall be excavated to 
designated lines or sloped either by benching or in such a manner as directed by the Engineer.  Such material shall be 
used in the construction of the embankments or disposed of as directed by the Engineer. 
 
    The above provisions shall not be so construed as to relieve the Contractor of his obligation 
to maintain all slopes true and smooth. 
 
 601.03.06 Slopes 
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    Excavation and embankment slopes shall be finished in conformance with the lines and 
grades shown on the plans. 
 
 601.03.07 Finishing and Cleanup 
 
    All roadbeds, planting areas, ditches, embankments, and other areas on which earthwork is 
performed shall be trimmed reasonably close to established lines, grades, and cross sections and shall be finished in a 
thoroughly workmanlike manner.  They shall be kept free, throughout the work, of debris and foreign matter of all 
kinds; prior to final acceptance the entire right-of-way shall be cleaned up and finished as directed by the Project 
Manager. 
 
 601.03.08 Compaction and Density Requirements 
 
    The density of compacted materials in-place will be determined by nuclear densometer or 
other methods as approved by the Engineer, and the maximum density will be determined by AASHTO T-180. 
 
    The Contractor shall compact all embankments, fills, and backfills within 3-feet of 
established subgrade elevation to a minimum density in place of 95% of maximum density.  Below said 3-foot limit 
compaction shall be a minimum density in-place of 90% of maximum density. 
 
    Roadbed cuts and foundations for structures to a depth of 1-foot below established subgrade 
or foundation elevation shall be 3-inch maximum material and shall be compacted to a minimum density in-place of 
95% of maximum density. 
 
601.04 MEASUREMENT AND PAYMENT (Not applicable to privately financed public improvements) 
 
 601.04.01 Measurement 
 
    601.04.01A Incidental Work 
 
     No measurement will be made for work involved in draining water from the 
subgrade, grading the subgrade in preparation for staking, or blading, shaping, and compacting the subgrade, 
including roadbed materials to a depth of 12-inches below the subgrade, to final line, grade, and cross section.  All 
work involved in these processes will be considered incidental to and included in the various other items of work in 
the Contract Documents. 
 
     Water used in the work (compaction, dust control, etc.) will be considered 
incidental to and included in the various other items of work in the Contract Documents. 
 
    601.04.01B Untreated Subgrade 
 
     No measurement and payment will be made for preparation of untreated 
subgrade unless otherwise provided. 
 
    601.04.01C Over-excavation and Foundation Stabilization 
 
     Measurement for over-excavation and foundation stabilization will be made 
on “neat line”, cubic-yard basis for quantities removed. 
 
    601.04.01D Embankment Measure 
 
     Embankment in-place will be measured by the cubic yard of embankment 
as set forth below. 
 
     The pay quantities of “embankment in-place” will be determined by 
cross-section measurement of the material in place in final embankment position in the work as specified and in 
accordance with the directions of the Project Manager.  The pay quantities of “embankment in-place” will be limited 
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to the neat lines of specified cross-sections, lines, grades, and slopes, and above the ground or base elevations existing 
at the time embankment construction thereon begins.  The pay quantities will not include additional quantities 
required due to subsidence and settlement of the ground or foundation, or to settlement of materials within the 
embankments, or to shrinkage, settlement, washout, slippage, or loss, regardless of cause. 
 
     There will be no measurement of overhaul on “embankment in-place” 
materials. 
 
 601.04.02 Payment 
 
    601.04.02A Over-excavation and Foundation Stabilization 
 
     Payment for over-excavation and for foundation stabilization will be made 
on a cubic-yard basis. 
 
    601.04.02B Embankment In-place 
 
     Payment for “embankment in-place” will comprise full compensation for 
the excavating, selecting, handling, hauling, placing, and compacting of the materials and all other costs incurred in 
the construction of the embankments involved. 
 
 

******************** 
602    WATERING 

******************** 
 
 
602.01 DESCRIPTION 
 
 This section covers work necessary to furnish and apply water for roadway excavations, fills, subgrades, 
roadbeds, backfill, subbases, bases, and surfacings, and water used for the alleviation or prevention of dust within the 
project limits. 
 
602.02 MATERIALS 
 
 602.02.01 Water 
 
    Conform to the requirements in Subsection 205.02.03. 
 
602.03 CONSTRUCTION 
 
 The Contractor shall make all arrangements necessary for the procurement of water and its application.  
The Contractor shall obtain a hydrant meter from the City for the purposes of measuring all water used on the project. 
 
 Water by means of tank trucks equipped with spray bars, by hose and nozzle, or by other approved equal 
means that ensure uniform and controlled application.  The use of splashboards will not be permitted without prior 
approval. 
 
 Perform watering at any hour of the day and on any day of the week as necessary.  Make all necessary 
arrangements and pay all costs for obtaining water.  Maintain an adequate supply of water at all times to complete the 
required work. 
 
602.04 PAYMENT 
 
 602.04.01 Water  
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    When neither specified nor shown in the Contract Documents for separate payment, all 
water will be considered incidental to the other items of work and no separate payment will be made. 
 
 

******************** 
603    AGGREGATE BASES 

******************** 
 
 
603.01 DESCRIPTION 
 
 This section covers work necessary to furnish and place all courses of aggregates and water, as base, on a 
prepared surface. 
 
603.02 MATERIALS 
 
 Aggregates for aggregate base shall be crushed rock.  Aggregate for subbase shall be crushed rock or, if 
approved by the Engineer, sand may be used. 
 
 603.02.01 Aggregate 
 
    Coarse and fine aggregates shall conform to requirements of Section 205 and to additional 
requirements contained herein. 
 
 603.02.02 Sand Equivalent 
 
    Base aggregates to be incorporated in the work shall have a sand equivalent of not less than 
50 when tested in conformance with AASHTO T-176. 
 
 603.02.03 Liquid Limit and Plasticity 
 
    Base aggregate shall meet the requirements for liquid limit and plasticity index of 
Subsection 205.02.04C. 
 
 603.02.04 Grading Requirements 
 
    The base aggregates shall be uniformly graded from coarse to fine and shall conform to 
requirements of Subsection 206.02.05A and additional requirements contained herein. 
 
 603.02.05 Acceptance 
 
    Acceptance will be based on periodic samples taken following mixing or placement. 
 
603.03 CONSTRUCTION 
 
 603.03.01 Preparation of Subgrade 
 
    Ensure that all surfaces and materials on which subbase or base is to be constructed are firm 
and have been prepared as specified in the applicable portions of Section 601. 
 
 603.03.02 Mixing 
 
    Mix to provide a homogeneous mixture of un-segregated and uniformly dispersed materials 
that will compact to not less than 95% maximum density as specified in Subsection 603.03.04.  Add water during 
mixing in an amount sufficient to provide optimum moisture content ±2%. 
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 603.03.03 Placing 
 
    603.03.03A Weather Limitations 
 
     When the weather is such that satisfactory results cannot be secured, the 
Contractor shall suspend operations.  Place no surfacing materials in snow or on a soft, muddy, or frozen subgrade.  
The City will not be liable to damages or claims of any kind or description by reason of operations being suspended 
due to weather limitation. 
 
    603.03.03B Equipment 
 
     Furnish equipment that will provide for efficient and continuous operations 
insofar as practicable. 
 
     Aggregate bases shall be deposited on the roadbed at a uniform quantity per 
lineal foot so that the Contract will not resort to spotting, picking up, or otherwise shifting of aggregate base material.  
Segregation of aggregates shall be avoided and the material as spread shall be free of pockets of coarse or fine 
material. 
 
     Spreading equipment shall have an adjustable screed or strike-off assembly 
and it may have a receiving, mixing, and distribution system.  It may be a complete and integral unit, self-propelled 
and powered; a crawler-track or wheeled type tractor intimately combined with a receiving, mixing, spreading, and 
screeding unit attached thereto; or a heavy-duty self-propelled grader, of an approved type, equipped with at least an 
8-foot blade.  Equipment shall be capable of spreading or striking off material to the designed line, grade, and 
transverse slope with surface texture of uniform appearance without excessive segregation or fracture of material. 
 
     Spreading equipment may be provided with an automatic control system if 
Contractor so elects or if specified. 
 
    603.03.03C Thickness of Lifts 
 
     If the required compacted depth of the base course exceeds 12-inches, 
construct in 2 or more layers of approximate equal thickness.  Maximum compacted thickness of any 1-layer shall not 
exceed 12-inches.  Place each layer in widths as wide as practicable and to full width of the course before a 
succeeding lift is placed. 
 
 603.03.04 Compaction 
 
    At the time compaction begins, the materials shall be at optimum moisture content ±2%.  
Compaction of each layer shall continue until a density of 95% of the maximum density has been obtained according 
to AASHTO T-180.  Water shall be added to the materials as necessary during the compaction to maintain the proper 
moisture content. 
 
 603.03.05 Surface Finish 
 
    Surface of the base shall parallel the established cross section and grade for the finished 
surface within 0.04-foot.  The finished surface of base, when tested with a 12-foot straight edge, shall not vary from 
the testing edge by more than 0.04-foot at any point.  Variations within the above specified tolerances shall be 
compensating so that the average grade and cross section specified are met. 
 
603.04 MEASUREMENT AND PAYMENT (Not applicable to privately financed public improvements)  
 
 603.04.01 Measurement 
 
    603.04.01A Square Yard Basis 
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     Measurement of aggregate base made on a square-yard basis will be made 
of width and length of each separately-constructed strip of aggregate base incorporated in the work and accepted 
wherein width is the design width or edge-to-edge width of aggregate base, whichever is the lesser, and length is from 
end to end along the center of the strip.  Measurement shall be on the surface of the aggregate base to the nearest 0.1-
foot and the square yardage shall be to the nearest full square yard. 
 
     Extra thickness of aggregate base, when directed by the Project Manager, 
will be measured by conversion on a proportionate volume basis to an equivalent number of square yards of specified 
standard thickness of base. 
 
    603.04.01B Cubic Yard In-place Basis 
 
     Measurement of aggregate base made on a cubic yard, in-place basis will be 
made taking depth tests or cores at the rate of one depth test for each 300 square yards of base course, or by means of 
average end areas on the complete work computed from elevations to the nearest 0.01-foot.  On individual depth 
measurements, thicknesses more than ½-inch in excess of that shown shall be considered as specified thickness, plus 
½-inch in computing the yardage for payment. 
 
    603.04.01C Ton Basis 
 
     Measurement made on a ton basis will be for the number of tons of 
aggregate base as weighed on approved and tested scales.  Give scale tickets to the Inspector for his signature as the 
material is delivered.  Each ticket shall show the date and time of delivery, truck number, driver's name, and net 
weight of material and will be considered as valid delivery receipts only when signed by the Inspector.  Deductions in 
weight will be made at the point of weighing for moisture in excess of the optimum moisture content determined for 
the material being supplied. 
 
 603.04.02 Payment 
 
    Payment will be made on square yard, cubic yard, or ton basis as shown on the Contract 
Documents. 
 
 

******************** 
604    CEMENT-TREATED BASE 

******************** 
 
 
604.01 DESCRIPTION 
 
 This section covers the work necessary for the furnishing and construction of the cement treated base 
(CTB) complete in-place. 
 
604.02 MATERIALS 
 
 Composition of Mixture 
 
 The CTB mixture shall be comprised of aggregate, portland cement, and water in the proportions and 
amounts established by the mix design.  The cement content normally is to be between 4.5% and 5.5% of the dry 
weight of the aggregate.  The mixture shall be proportioned to provide for a minimum 28-day ultimate compressive 
strength of 1,000psi.  The proportions of the materials will be subject to change as required to meet the herein 
specifications. 
 
 In all plants the weight or rates of feed of aggregates and water shall be within 5% of the amounts of each 
material that is specified.  The weights or rates of feed of cement shall be such that the variations in cement content in 
samples taken from any part of a mixed batch, or from different batches, or from time to time from the product of 
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continuous mixers, or from mixtures spread on the roadbed shall not have variations above or below the cement 
content designated by the Engineer of Record of more than 0.5 of a percentage point. 
 
 604.02.01 Aggregate 
 
    The aggregate shall meet the requirements of Section 603 and shall be crushed rock or 
gravel, including sand conforming to specifications. 
 
 604.02.02 Portland Cement 
 
    Cement to be used shall be portland cement Type I or Type II conforming to the 
requirements of AASHTO M-85 for low alkali cement.  The total alkali content shall not exceed 0.8% and the 
tricalcium aluminate content shall not exceed 10%. 
 
 604.02.03 Water 
 
    Conform to the requirements in Subsection 205.02.03. 
 
 604.02.04 Asphalt Materials 
 
    Conform to the requirements of Subsection 205.02.10. 
 
 604.02.05 Mix Design and Certification 
 
    Ten days prior to production, the Contractor shall furnish the Project Manager a complete 
mix design showing the proportions of all constituents proposed for use, and strength test results of samples prepared 
using the proposed proportions and constituents for a minimum of 7-day, 14-day, and 28-day curing periods.  Also 
accompanying the mix design, the Contractor shall submit the manufacturer's certification and a copy of test results 
with respect to the product involved.  The certification shall consist of the name of the project, the name and address 
of the manufacturer, and the testing agency and the date of testing.  The certification shall also set forth a means of 
identification that will permit field determination of the product delivered to the project as being the product covered 
by the certification. 
 
    The Contractor shall be responsible for all costs of certification and testing of products in 
connection therewith. 
 
604.03 CONSTRUCTION 
 
 Preparation of Underlying Course 
 
 Prior to the production or placing of CTB, complete all utility work and prepare the subgrade in strict 
accordance with Section 601. 
 
 604.03.01 Mixture 
 
    The CTB mixture shall be mixed at a centrally located plant of the batch type or of the 
continuous mixing type, capable of providing a mix of aggregate, cement, and water of uniform proportions and 
consistency as designated by the mix design. 
 
 The charging of the materials into the mixer shall be by means whereby the quantities of the several 
materials are accurately controlled.  Mixing shall continue until a uniform and homogeneous mixture of aggregate, 
cement, and water has been obtained.  In general, the time of mixing shall not be less than 30-seconds, except that the 
time may be reduced when tests indicate that the requirement for the variation of cement content as specified can be 
consistently complied with. 
 
 604.03.02 Weather Limitations 
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    The CTB shall be constructed in accordance with the weather limitations as set forth in 
Section 208. 
 
 604.03.03 Equipment 
 
    Equipment used shall conform to the following requirements unless otherwise approved by 
the Engineer. 
 
    604.03.03A Hauling Equipment 
 
     Vehicles for hauling the mixture shall be watertight, agitating or non-
agitating, and capable of discharging the mix without waste and with practicable minimum amount of separation. 
 
    604.03.03B Spreading Equipment 
 
     Spreading of the CTB mixture shall be by a machine that has an adjustable 
screed or strike-off assembly, and it may have a receiving and distribution system.  The equipment shall be capable of 
spreading the material and striking it off to the required thickness and the designated line, grade, and transverse slope 
without segregation, dragging, or fracture of material.  The spreading and screeding equipment may be a complete and 
integral self-propelled and powered unit; a crawler-track or wheeled-type tractor intimately combined with a 
receiving, spreading, and screeding unit attached thereto; or, if approved by the Engineer, a heavy-duty, self-propelled 
grader equipped with at least an 8-foot blade.  The screed or strike-off assembly shall operate by an approved action 
that produces specified results and a surface texture of uniform appearance. 
 
     Spreading equipment that rides on freshly spread material and produces 
tracks or partially compacted areas thereon will be acceptable provided no displacement of material or filling of tracks 
occur, and provided further that the tracks are not of such depth as to be visible after compaction is completed. 
 
     If the Contractor so elects, the spreading equipment may be provided with a 
control system automatically controlling the laying of the mix to specified transverse slope and longitudinal grade by 
means of actuation from an independent line and grade control reference. 
 
    604.03.03C Other Equipment 
 
     Equipment shall be provided to apply water by spray method to the CTB 
mixture during its compaction, the spray attachments being of a type that will produce a uniform and controlled, fine 
spray.  Equipment for application of the bituminous curing seal shall provide application by pressure spray method in 
a uniform and controlled application.  Motor graders shall be available for correction of unavoidable segregation at 
edges of the mix. 
 
    604.03.03D Compacting Equipment 
 
     Compaction shall be with vibrating type, pneumatic tire type, steel wheel 
type, or other approved type compactor, as the Contractor may elect; provided, however, that compactors with lugs, 
projections, or other features that would leave ruts, holes, grooves, or uneven surfaces in the CTB after compaction or 
that would loosen the mixture while operating will not be permitted.  Either a pneumatic tire roller or a smooth steel 
wheel roller shall be provided for the final rolling and compacting of the mixture. 
 
 604.03.04 Hauling and Placing 
 
    Maintain the surface of the underlying course in a wet condition by sprinkling just in 
advance of placing.  The CTB mixture shall be delivered and deposited without delay.  Mixture that has begun to 
harden and take an initial set prior to placement, or that has been re-tempered in transit with water, will be rejected 
and shall be wasted at the sole expense of the Contractor. 
 
    The mixture shall be delivered to the spreading machine by direct deposit in the receiving 
hopper, by placing in windrows in front of the machine, or by other means acceptable to the Engineer.  If material is 
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placed in windrows, it shall be deposited on the roadbed at a uniform quantity per lineal foot; quantity shall be 
sufficient to provide the required compacted thickness without resorting to excess spotting, picking-up, or otherwise 
shifting of the mixture.  The mixture shall be delivered and placed without hauling equipment operating over any 
uncured material. 
 
    The mixture shall be spread and screeded by specified equipment in one or more layers to 
provide the compacted thickness called for by the Standard Details.  Placing shall be in strip widths that will hold the 
number of longitudinal joints to a practicable minimum, normally to a minimum of 10-foot widths. 
 
    The depositing and spreading shall progress continuously without breaks insofar as is 
practicable.  Should stoppage of operations be of such duration as to allow the mixture to take its initial set, the 
Contractor shall construct a transverse construction joint as hereinafter provided. 
 
    The mixture shall be spread and screeded to required thickness and to designated line, grade, 
and transverse slope without segregation, dragging, or fracture of the components of the mixture. 
 
    Motor graders shall be used to correct unavoidable segregation at edges and to reprocess 
minor areas of deficiency. 
 
 604.03.05 Thickness and Number of Layers 
 
    If the required compacted depth of CTB exceeds 6-inches, it shall be constructed in 2 or 
more layers of approximate equal thickness.  The maximum compacted thickness of any one-layer shall not exceed 6-
inches. 
 
 604.03.06 Construction Joints 
 
    When it is necessary, due to the termination of the day's run or to shutdown, to discontinue 
placing the mixture for a period of time, which will allow the placed mixture to take its initial set, the Contractor shall 
construct a temporary transverse construction joint.  This joint shall be formed with a wooden block, such as a 6-inch 
thick timber with width equal to or greater that the depth of the course, or with other devices acceptable to the 
Engineer, extending across the width of the strip and held firmly against the vertical end of the strip of mixture that is 
to terminate at the joint.  The top of the joint form shall be set true to the slope and grade of the CTB and shall be firm 
under pressure from compacting equipment.  When construction of the CTB is resumed, the form shall be removed 
without damage to the adjacent CTB. 
 
 604.03.07 Compaction 
 
    Compaction of the CTB mixture with specified compactors shall begin as soon as it has been 
spread and shall be continuous until completion.  Not more than 60-minutes shall elapse between the start of the 
mixing and the time of starting compaction of the CTB mixture on the prepared subgrade.  Compaction shall begin at 
edges and shall be controlled to prevent breakdown at the sides of a strip. 
 
    Successive passes of the compactor shall be so spaced that no more than 75% of the 
compactive width of the compactor shall be on an uncompacted area at any time. 
 
    During compacting, sprinkling with water by fine spray application shall be done at the time 
and in the amounts required.  Surfaces of uncompacted, partially-compacted mixture shall be kept moist at all times 
until the bituminous seal has been placed thereon. 
 
    Compaction on the completed CTB shall be 95% of the maximum density indicated by the 
mix design. 
 
 604.03.08 Surface Finish 
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    The CTB surface shall parallel the cross section and grade of the finished surface within 
0.04-foot and, when tested with a 10-foot straight edge, shall not vary from the testing edge by more than 0.04-foot at 
any point. 
 
    When portland cement concrete (PCC) pavement is to be placed on the CTB, the surface of 
the CTB at any point shall not extend above the grade established by the Engineer of Record.  The specified finish 
shall be attained by the following method. 
 
    After compaction of the final lift, the surface of the CTB shall be brought within the 
specified tolerances by trimming with a subgrade planner, by motor grader equipped with an electronically controlled 
blade, or by grinding.  Areas on which trimming or grinding is performed shall be rolled until a smooth surface is 
attained. 
 
    The excess material may be used at other locations in the work area provided said excess 
material complies with applicable specification requirements. 
 
 604.03.09 Bituminous Curing Seal 
 
    As soon as possible after each layer of the CTB is constructed as hereinbefore specified and 
while it is still moist, the surface and exposed edges shall be covered with a bituminous curing seal.  The liquefied 
asphalt shall be applied by a pressure spray method at a uniform rate between .25 gallon and .35 gallon per square 
yard. 
 
    After the curing seal has been applied it shall cure for a period of 4-days and, during this 
period, no vehicle shall be permitted to use the section.  In case of damage to the curing seal after application and 
during the curing period, the damaged section shall be repaired by resealing at the Contractor’s sole expense. 
 
    The curing seal on any lift of CTB may be omitted if, within 2-hours after the start of mixing 
of the preceding lift of CTB, a succeeding lift of material (CTB, bituminous base, or asphalt concrete) is placed over 
the preceding lift.  Vibratory rollers will not be permitted in the compaction of any succeeding lift of CTB, bituminous 
base, or asphalt concrete during the period of time from 2-hours to 96-hours after the mixing of any of the underlying 
lifts of CTB. 
 
 604.03.10 Care of Work 
 
    During the construction of the CTB, the Contractor shall exercise care to protect the work 
from damage.  Following construction of each strip and each layer of the base and following construction of the entire 
course of the CTB, the Contractor shall perform such work as specified and as the Engineer may determine to be 
necessary to prevent raveling and rutting, to prevent segregation of materials, and to maintain the layer or course of 
the CTB to the specified compaction and surface finish – all until the strip, layer, or course is covered by a following 
layer or course of material as specified or until all work under the Contract Documents is completed. 
 
 604.03.11 Modification of Equipment and Methods 
 
    On tapers and other areas of irregular shape, limited length, restrictive width, or other 
conditions where the Engineer determines that full compliance with the above equipment and construction 
requirements is not practicable, the specified equipment and construction requirements may be modified subject to 
approval by the Engineer. 
 
 604.03.12 Timing of Operations, Adequacy of Organization, and Rejection of Mixture 
 
    All operations involved in constructing the CTB shall be so timed and coordinated that, 
regardless of daily or seasonal variations in weather, temperature, or humidity, such work shall result in a finished 
CTB conforming in all respects to specified requirements. 
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    In this respect, the Contractor shall provide and have readily available at all times adequate 
equipment, tools, material, and labor, and shall achieve the hauling, spreading, compacting, and trimming of the CTB 
mixture within 2-hours after mixing. 
 
    Any CTB mixture not placed and trimmed within this 2-hour period shall be subject to 
rejection, wasting, removal, and replacement as the Engineer determines to be applicable, and all costs involved in 
such removal, wasting, and replacement shall be borne by the Contractor. 
 
 604.03.13 Handling Traffic Over Cement-treated Base 
 
    At locations where traffic must be routed over the CTB, the CTB mixture shall be made with 
Type III or Type IIIA (high-early strength) cement to expedite development of strength at an early date.  Any extra 
costs of using high-early strength cement shall be considered as incidental with payment, therefore, covered in the pay 
item “portland cement in CTB mixture.” 
 
    If the Engineer so directs, traffic over recently constructed CTB shall be controlled as to 
speed and routing. 
 
 604.03.14 Testing 
 
    Materials and Mixture 
 
    Aggregate and cement will be subject to acceptance as specified under Section 205.  Plant 
mixed mixtures will be subject to final acceptance after blending and mixing either at the plant or place of delivery.  
Acceptance will be based on periodic sample taking. 
 
    When specified the Contractor shall furnish certified laboratory tests that show results of the 
tests at no expense to the City.  The Engineer may do sampling and/or testing of the materials at the sole expense of 
the Contractor.  If evidence of non-compliance with the requirements exists, additional tests may be required to assure 
that the materials meet the requirements as specified  
 
    604.03.14A In-place Sample 
  
     The Engineer shall be permitted to cut samples or take cores, or to require 
the Contractor to cut samples or take cores, from the full depth of the compacted mixture or from the separate layers 
and courses thereof for testing purposes and at such locations and at such frequencies as the Engineer determines 
necessary for proper representation.  Sampling shall be at the expense of the Contractor.  Where samples have been 
taken and where the samples show deficiencies according to these specifications, the Contractor shall repair the cuts 
or cores with like material and shall make repairs to the pavement as directed by the Engineer all at not expense to the 
City. 
 
604.04 MEASUREMENT AND PAYMENT (Not applicable to privately financed public improvements)  
 
 604.04.01 Cement Treated Base 
 
    Quantities for CTB will be measured on a square yard basis.  The measurement will be 
based on the surface length and width up to the specified length and width of the CTB measured to the nearest 0.1-
foot and the area measured to the nearest square yard. 
 
 604.04.02 Bituminous Curing Seal 
 
    The asphalt emulsion used for the bituminous curing seal shall be measured on a square yard 
basis, and shall include only that asphalt emulsion actually incorporated in the seal. 
 
 604.04.03 Payment 
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    Payment for the CTB and asphalt curing seal shall be based on the price stated in the 
Contractor's Proposal and shall be understood to comprise full and complete compensation for all labor, equipment, 
tools, materials, and incidentals necessary for all of the contract work as specified under or covered by this section. 
 
    When neither specified nor listed in the Contract Documents for separate payment, any and 
all work specified for performance under or covered by this section will be considered as incidental work for which no 
separate payment will be made. 
 
 

******************** 
605    ASPHALT CONCRETE PAVEMENT 

******************** 
 
 
605.01 DESCRIPTION 
 
 This section covers work necessary for the construction of hot mix asphalt pavements under prepared 
foundations or base surfaces.  Hot mix asphalt concrete is defined as a mixture of asphalt cement, high quality 
aggregate well graded, mineral filler and additives as required, heated and plant mixed into a uniformly coated mass; 
hot laid on a prepared foundation and compacted to specified density. 
 
605.02 MATERIALS 
 
 605.02.01 General 
 
    Asphalt and aggregate shall meet OSHD requirements for light-duty AC and will be subject 
to approval preceding mixing.  Plant mixed mixtures will be subject to final approval after blending and mixing, either 
at the plant or at the place of delivery, prior to rolling.  Approval will be based on periodic sampling and testing of the 
materials.   
 
 605.02.02 Asphalt Cement 
 
                     Asphalt materials incorporated in the mix shall be performance graded (PG) 64-22 that 
conforms to the requirements of Subsection 205.02.11B. 
 
 605.02.03 Aggregates 
 
    Aggregates shall conform to requirements of Section 205. 
 
 605.02.04 Mineral Filler 
 
    Mineral filler shall conform to the requirements of AASHTO M-17. 
 
    Collector dust may be used as mineral filler, in whole or in part, provided the dust or the 
resultant mineral filler mixture conforms to the above requirements. 
 
 605.02.05 Additives 
 
    Additives may be used to prevent stripping or separation of asphalt coatings from 
aggregates, and admixtures may be used to aid in the mixing or use of asphalt mixes.  Use admixtures and additives of 
standard, recognized products of known value for the intended purpose, and obtain approval on the basis of laboratory 
tests prior to their use.  They shall have no deleterious effect on the bituminous material and shall be complete 
miscible.  Do not use silicones as an additive. 
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 605.02.06 Composition and Proportion of Mixtures 
 
    The class of asphalt concrete to be used shall be as shown and shall conform to the 
following requirements.  Table ranges are inclusive of tolerances. 
 

  DENSE GRADED 
   Percentage of Total Aggregate (by weight) 

Sieve Size Passing ¾” Dense  ½” Dense  ⅜” Dense 
    

1” 99 – 100 --- --- 
¾” 90 – 100 100 --- 
½” 0 – 90 90 – 100 0 – 100 
#4 --- --- 0 – 90 
#8 12 – 49 28 – 58 32 – 67 

#200 2.0 – 8.0 2.0 – 10.0 2.0 – 10.0 
Asphalt Cement* 4 – 8 3 – 8 4 – 8 

 
*Percent of total mix (by weight).  

 
    Asphalt cement to be added to the recycled mixture will vary from 3% to 8%.  Class “B”, 
“C”, and “D” asphalt concrete shall meet the following qualifying test requirements: 
 

Test  Test Method  Requirements 
     
Stability, first compaction  ODOT standard test*  35 min. (residential streets) 
     40 min. (arterial streets) 
Voids, first compaction  ODOT standard test*  7% max. 
Voids, second compaction  ODOT standard test*  1% min. 
Retained strength  AASHTO T-165 Modified  70% min. 
     
*Available from ODOT’s Pavement Services Engineer in Salem, Oregon 

 
 605.02.07 Mix Formulas 
 
    The Contractor may be required to submit a job-mix formula for review by the Engineer.   
 
         Job mix formulas shall meet the requirements of ODOT Level 2 mix, except that on arterials 
and collectors the Engineer may require that a formula meeting ODOT Level 3 mix be used. 
 

 Level 2  Level 3 
    

Design Method 75 Gyration  75 Gyration 
Air Voids, percent 4.0  Base:  4.0 
   Wearing:  4.0 – 4.5 
VMA, percent minimum ¾” – 13.0  ¾” – 13.0 
 ½” – 14.0  ½” – 14.0 
 ⅜” – 15.0  ⅜” – 15.0 
P #200/Eff AC ratio 0.8 to 1.6  0.8 to 1.6 
TSR, percent minimum 80  80 
VFA, percent 65 – 78  65 – 75  

 
    The job-mix formula shall indicate the gradation of each of the several aggregate 
constituents to be used in the mixture and shall establish the exact proportion of each constituent to be used to produce 
a combined gradation of aggregate within the appropriate limits stated above. 
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    The job-mix formula shall also indicate:  ASTM bulk specific gravity of each aggregate 
constituent; the measured maximum specific gravity of the mix at the optimum asphalt content determined in 
accordance with ASTM D-2041; all properties as stated in Subsection 605.02.06 of these specifications for at least 4 
different asphalt contents other than optimum, 2 of which will be below optimum and 2 of which will be above 
optimum; the percent of asphalt lost due to absorption by the aggregate; and any other information pertinent to the 
design of the mix. 
 
 605.02.08 Recycled Asphalt Pavement (RAP) Materials Permitted 
 
    The Contractor shall have the option of using processed recycled asphalt pavement materials 
in the production of new asphalt concrete pavement.  The RAP materials proposed for use in the recycled mix shall 
contain hard, sound, and durable aggregates and asphalt of a composition to provide properties equivalent to asphalt as 
specified in these specifications when in the mix.  Recycled material that is used in the asphalt concrete pavement 
shall be no larger than the specified maximum allowable aggregate size prior to entering the cold feed.  If there is 
evidence of the recycled material not breaking down during the heating and mixing of the asphalt concrete mixture, 
the Engineer may elect to modify the maximum size requirement.  Not more than 20% by weight of recycled materials 
may be used in the mix. 
 
 605.02.09 Tolerances 
 
    After the mix formula is submitted, the several constituents shall meet the following 
tolerances, but always within the range of proportions specified in Subsection 607.02.06: 
 

Asphalt Concrete Mix Tolerances 
Tolerance (± to job mix formula) 

 
 Specifications 
Aggregate passing 1”, ¾”, ½” sieves 0% 
Aggregate passing ¼” sieve 5% 
Aggregate passing No. 10 & No. 40 sieve 4% 
Aggregate passing No. 200 sieve 2.0% 
Asphalt cement 0.5% 

 
    Each day the Engineer shall be permitted to take as many samples as he considers necessary 
for checking the uniformity of the mixture.  When unsatisfactory results or other conditions make it necessary, the 
Engineer may require a new mix formula. 
 
    Should a change in source of material be made or should conditions arise that the Engineer 
determines to be justified, the Contractor shall establish a new job-mix formula. 
 
    The materials to be used in the work shall be of such nature that a mixture of them, 
proportioned in accordance with the mix formula, will have a retained strength of no less than 70% when tested in 
accordance with AASHTO T-165 as modified by ODOT test methods.  The Engineer shall be permitted to take as 
many samples as he considers necessary for checking the uniformity of the mixture. 
 
 605.02.10 Feathering 
 
    Asphalt concrete for use in feathering at curb or gutter lines, at intersections, at connections 
with existing pavement, in spot patching, and under similar conditions shall be a fine mix of asphalt concrete such as 
⅜” mix.  Wedge cutting or grinding shall be used when connecting local streets to neighborhood collectors and higher 
classifications of streets. 
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605.03 CONSTRUCTION 
 
 605.03.01 Pre-paving Conference 
 
    The Contractor and his supervisory personnel, plus any subcontractors and their supervisory 
personnel, who are to be involved in the paving work shall meet with the Project Manager and his representatives for a 
pre-paving conference at a time mutually agreed upon.  At this conference, the Contractor shall discuss his methods of 
accomplishing all phases of the paving work.  The plan of the work, order of paving, and other details of performance 
shall meet with the approval of the Project Manager. 
 
 605.03.02 Preparation of Bases 
 
    All pavement bases and foundations constructed under these Contract Documents shall be 
completed and finished as prescribed under the applicable specification for its construction. 
 
    Manholes, inlets, water valve boxes, and other such structures shall have been completed, 
cured, and otherwise prepared as applicable and made clean and ready for asphalt pavement.  Unless otherwise 
approved, manholes shall be adjusted to designed finish grade prior to paving.  If otherwise approved, manholes will 
be adjusted to finished grade after paving according to the Standard Details.  Paint vertical surfaces that will come in 
contact with asphalt pavement with tack coat material to provide a good bond and seal.  Cover top surfaces with paper 
or other material to prevent adherence of asphalt pavement, tack coat, or prime coat. 
 
 605.03.03 Reconditioning Old Roadbed 
 
    This work consists of reconditioning and preparing previously constructed roadbed 
subgrades, existing stone bases and surfacings, and existing pavements; none of which were constructed by the 
Contractor under the pertinent Contract, but on which an additional layer or course of material is to be placed. 
 
    Existing aggregate subbases, bases, and surfacings shall be bladed, scarified, leveled, and 
compacted in conformance to lines, grades, and cross sections as established and the density and tolerance 
requirements of Section 603. 
  
    Pre-level uneven or broken asphalt, cement concrete, or brick surfaces with asphaltic 
concrete as specified.  Spread and compact pre-leveling asphaltic concrete to the density and surface condition as 
directed. 
 
 605.03.04 Tack Coat 
 
    Asphalt shall consist of emulsified asphalts (CSS-1 or CSS-1h) or an approved equal. 
 
    Spread asphalt by means of pressure-spray equipment that will provide uniformity of 
application at prescribed rates.  Do not apply aggregate cover material to the tack coat.  Asphalt shall be applied to the 
prepared surface at a residual rate of 0.04 to 0.08 gallons per square yard.  The tack coat shall not be applied during 
wet or cold weather or during darkness; apply only so far in advance as is appropriate to maintain a tacky, sticky 
condition of the asphalt.  Apply tack coat in such a manner as to offer the least interference to traffic and to permit at 
least one-way traffic without pickup or tracking of asphalt. 
 
         Tack coat all edges of existing pavement and manholes and clean out frames, inlet boxes, 
and like items.  Tack the lift of pavement when traffic has been allowed on it prior to subsequent lifts.   
 
 605.03.05 Mixing 
 
    Mix the asphalt concrete by combining aggregate, asphalt, and additives at an approved 
central mixing plant equipped with controls to accurately measure and monitor the various components of the mix to 
produce a uniform, homogeneous mixture at the specified temperature. 
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    The discharge temperature of the mix will vary with the type of mixing plant, climatic 
conditions, and other variables.  However, the temperature shall be sufficient to provide thorough mixing and coating 
and to provide a mass viscosity of the mix on the grade that will permit compaction to required density.  Mix 
temperatures and asphalt in storage shall generally not exceed 340º F. 
 
 605.03.06 Placing 
 
    Conform to the Contract Documents for order of paving, lift thickness, and other 
requirements of performance as approved.   
 
    Transport the asphalt concrete mixture from the mixing plant to the point of use in trucks.  
Send no loads so late in the day as to prevent the spreading and compacting of the mixture during daylight, unless 
approved lighting is provided.  The temperature of hot mix at the time it is spread into final position shall be between 
240º F and 302º F. 
 
    When the capacity of the paver to properly spread and finish exceeds the rate of delivery of 
mixture, operate the paver at a reduced and uniform speed to give continuous spreading and finishing. 
 
    Take care at all times to prevent segregation in the mixture as evidenced by areas of fine and 
coarse materials, and correct any such segregation with fresh mixture either spread and worked into the surface or by 
complete removal and replacement of segregated mixture as deemed appropriate by the Inspector.  This work shall be 
done at no expense to the City.  At no time shall the course aggregate segregated from the mix from hand spreading or 
raking of joints be scattered across the paved mat.  Such material shall be collected and disposed of. 
 
    On areas to be patched with asphalt concrete mixture and on areas of irregular shape or 
limited size, the spreading and finishing requirements may be modified as approved by the Project Manager. 
 
    Boils and slicks occurring in the pavement must be immediately removed and replaced with 
suitable materials at the sole expense of the Contractor. 
 
   605.03.07  Protection of Structures 
 
                     Protection of structures must conform to Subsection 210.03.04F. 
 
 605.03.08 Paving Plant Equipment 
 
    All plant and equipment used by the Contractor in the preparation and mixing of asphalt 
concrete shall conform to the requirements of the latest edition of ODOT/APWA Oregon Standard Specifications for 
Construction. 
 
 605.03.09 Weigh Scales 
 
    When materials are to be measured for payment by weighing on vehicle scales, the 
Contractor shall provide the scales and transport the materials to the scales provided. 
 
    The vehicle scales furnished shall be accurate within the tolerances required by state law and 
shall be licensed with the Oregon Department of Agriculture.  Scales shall be suitable for the weighing to be done and 
shall be properly installed and maintained. 
 
    At each end of the vehicle scale there shall be a straight approach in the same plane as the 
platform.  The approaches shall be of sufficient length and width to ensure the level positioning of combination 
vehicles longer than the scale platform during weight determinations.  All vehicle brakes shall be released while 
combination vehicle are being weighed. 
 
    Vehicle scales shall be inspected and the accuracy tested every 6 months by either the State 
Department of Agriculture or a scale service company.  Scales installed at a new site shall be inspected and the 
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accuracy tested before use.  Testing by a scale service company shall be done by using a minimum of 10,000 pounds 
of test weights certified by the State Department of Agriculture. 
 
 605.03.010 Hauling Equipment 
 
    Vehicles used for hauling asphalt concrete mixtures shall have tight, clean, and smooth beds 
that have been thinly coated with a minimum amount of paraffin oil, lime solution, soapy water or other approved 
release agent to prevent the mixture from adhering to the beds.   
 
    During each application of an approved coating material and prior to loading, the vehicle 
bed shall be drained of all excess coating material by raising the truck bed, opening belly dump gates, or operating the 
conveyer belt as appropriate for the type of equipment being used.  
 
    Vehicles that cause excessive segregation, that leak badly, or that delay normal operations as 
such are determined by the Engineer shall not be used. 
 
    Contractor’s hauling vehicles shall be constructed and equipped with covers to protect 
against moisture and against heat loss, and shall have a ⅜-inch diameter hole near the middle of the left sidewall of the 
bed to allow access for a thermometer. 
 
 605.03.11 Asphalt Concrete Pavers 
 
    Pavers shall be self-contained, power-propelled units provided with an activated screed or 
strike-off assembly, heated if necessary, and capable of spreading and finishing layers of asphalt concrete material in 
lane widths applicable to the specified typical sections and to required thicknesses, lines, grades and cross sections. 
 
    Extensions added to the paver when used on travel lanes shall have the same auguring and 
screeding equipment as the rest of the paver. 
 
    The paver shall be equipped with a receiving and distribution system of sufficient capacity 
for a uniform spreading operation, and be capable of placing the mixture uniformly in front of the screed without 
segregation of materials. 
 
    The paver shall be designed to compensate for minor irregularities of the base on which it is 
supported so that such will not be reflected immediately in the surface of the layer being placed.  The weight of the 
paver shall be supported on tracks or wheels, none of which shall contact the mixture being laid.  The contact area of 
the screed or strike-off assembly shall be uniform over the entire width of the strip of mixture being placed. 
 
    The screed or strike-off assembly shall produce a finished surface of the required evenness 
and texture without tearing, shoving, or gouging the mixture.  The paver shall be equipped with either a manual or 
electronic line and grade control. 
 
 605.03.12 Weather Limitations 
 
    Asphalt concrete mixtures shall be placed on dry prepared surfaces when the air temperature 
in the shade and the surface temperature is not less than those specified in the following table: 
 

SURFACE TEMPERATURE LIMITATIONS 
 
 
 
Compacted Thickness of Individual Courses: 

Travel 
Lanes/Wearing 

Course 

 
 

All Other Courses 
   
Less than 1½ inches 60º F 55º F 
1½ inches to 2½ inches  50º F 45º F 
Over 2½ inches and other 40º F 35º F 
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    Placing of any mixture during rain or other adverse weather conditions normally will not be 
permitted except that mix in transit at the time these adverse conditions occur may be laid if of proper temperature, if 
the mix has been covered during transit, if placed on a foundation free of pools or flow of water, and if all other 
requirements of these specifications are met.  Asphalt concrete mixtures shall not be placed when the underlying layer 
is frozen or when, in the opinion of the Engineer, weather conditions either existing or expected will prevent the 
proper handling, finishing, or compaction of the mixtures. 
 
 605.03.13 Compaction 
 
    The Contractor will not be permitted to use any equipment that crushes the aggregate to any 
extent.  However, the Contractor will be required to obtain the densities required in Subsection 605.03.15. 
 
 605.03.14 Compactors 
 
    Rollers shall be steel wheel, pneumatic tire, vibratory, or a combination of these types as the 
Contractor may elect.  They shall be in good condition and capable of reversing without backlash. 
 
    605.03.14A Steel Wheel Rollers 
 
     Steel wheel rollers shall have a minimum gross static weight of 8 tons and a 
minimum static weight on the drive wheel of 250 pounds per inch of width.  For finish rolling a 6-ton minimum gross 
static weight is acceptable and the 250 pounds per inch of width will not be required. 
 
    605.03.14B Vibratory Rollers 
 
     Vibratory rollers shall be equipped with amplitude and frequency controls 
and shall be specifically designed for compaction of asphalt concrete mixtures.  The rollers shall be capable of 
frequencies of not less than 2,000 vibrations per minute and a static weight of 8 tons. 
 
    605.03.14C Pneumatic Rollers 
 
     The pneumatic-tired rollers shall be self-propelled, tandem, or multiple 
axle, multiple wheel type with smooth-tread pneumatic tires of equal size staggered on the axles at such spacings and 
overlaps as will provide uniform compacting pressure for the full compacting width of the roller, and shall be capable 
of exerting ground pressures of at least 800 pounds per square inch of tire contact area.  Pneumatic-tired rollers shall 
be fully skirted to insulate the tires from significant heat loss during compaction. 
 
 605.03.15 Density Requirements 
 
    The density of asphaltic concrete shall be at least 91% of Rice theoretical maximum density 
as determined in conformance with AASHTO T-209. 
 
    Asphaltic concrete pavements that do not meet the requirements for compaction and are 
deemed by the Engineer to be not suitable for use will be rejected and removed at no cost to the City.   
 
    Asphaltic concrete pavements that do not meet the requirements for compaction but are 
deemed by the Engineer to be suitable for use may be left in place if the Contractor so elects.   
 
    Samples and tests will be taken as frequently and at such locations as the Engineer elects, 
and the results will be made known to the Contractor as soon as practical.  However, it shall be the responsibility of 
the Contractor to obtain specified density at all times and delay in advising the Contractor of test results shall not act 
as a waiver of this responsibility.  When it is determined that specified density is not being obtained, discontinue all 
paving operations until corrective measures have been taken. 
 
    Any displacement occurring as a result of the reversing of the direction of a roller or from 
other causes shall be corrected at once by the use of rakes and addition to fresh mixture when required.  Do not 
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displace the line and grade of edges.  Moisten steel roller wheels with water or other approved material to the least 
extent necessary to prevent pickup of mixture and yet not cause spotting or defacement of the surface of the mixture. 
 
    Along curbs and walls, on walks, irregular areas, and other areas not practicably accessible 
to specified rollers, compact the mixture with small rollers, mechanical tampers, hot hand tampers, or smoothing 
irons.  On depressed areas, a trench roller may be used or cleated compression strips may be used under the roller to 
transmit compression to the depressed area.  Top lift of AC shall be minimum of 1.5-feet in width, mechanically 
compacted such that no bridging of work area by compacting equipment occurs. 
 
    Remove and replace any mixture that becomes loose and broken, mixed with dirt, or is 
defective in any way.  Remove and replace any area showing an excess or deficiency of bituminous cement.  Removal 
and replacement under these provisions shall be at the sole expense of the Contractor. 
 
 605.03.16 Transverse Joints 
 
    Form transverse joints by cutting back on the previous run to expose the full depth of the 
layer or course. 
 
    Place a course or strip of asphalt concrete as nearly continuous as practicable.  Carefully 
construct transverse joints using vertical faces and thoroughly compacted to provide a smooth riding surface.  Apply a 
coat of bituminous material to contact surfaces just before mixture is placed against previously rolled mixture.  The 
Contractor shall use a 12-foot straight edge to determine the location of the full depth vertical faces. 
 
    At bridge ends or at joints with other rigid type structures, existing bases shall be 
conditioned and compacted and place asphalt concrete to extra thickness and compact in transverse direction as well 
as longitudinally. 
 
    When the end of a course or strip of asphalt concrete is to be temporarily subject to traffic, 
the end shall be left on a bevel of approximately 20:1 (horizontal to vertical) being later cut back to a vertical edge. 
 
 605.03.17 Longitudinal Joints 
 
    Before any paving is started the Contractor shall submit to the Project Manager for review a 
drawing indicating locations of longitudinal joints. 
 
    The mixture shall be laid in strips of such widths as to hold to a practical minimum the 
number of longitudinal joints required.  Longitudinal joints in the wearing course shall not occur within the area or 
width of a traffic lane or auxiliary lane.  On median lanes and on shoulder areas such joints shall occur only at points 
of change in the transverse slopes as shown on the plans or designated by the Engineer.  The longitudinal joints in one 
layer shall offset those in the layer immediately below by a minimum of 6-inches.  Underlying longitudinal joints shall 
be within 12-inches of the edge of a lane or within 12-inches of the center of a lane, except in irregular areas or if 
otherwise shown on the plans.  Joints shall not be located in wheel paths. 
 
    When the end of a course or strip of asphalt concrete is to be temporarily subjected to traffic, 
the end shall be on a bevel of approximately 20:1 (horizontal to vertical).  Install paper joint, grind, or cut back to a 
vertical edge to provide a fresh surface against which subsequently placed asphalt concrete is to abut. 
 
    When placing of asphalt concrete pavement in layers in excess of 2-inch nominal thickness 
is being performed under traffic, work shall be scheduled in a manner such that at the end of each working day the full 
width of the area to be paved shall be completed to the same elevation with no longitudinal drop-offs within this 
width.   
 
    When placing of asphalt concrete pavement in layers of 2-inches or less in thickness is being 
performed under traffic, work shall be scheduled in a manner such that at the end of each working shift one strip of 
new travel lane pavement shall not extend ahead of the adjoining strip of travel lane pavement more than the distance 
normally covered by each shift. 
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    Where abrupt or sloped drop-offs occur at the edge of the paved surface, the Contractor shall 
construct and maintain a wedge of asphalt concrete at a Slope 10:1 or flatter along the exposed joint. 
 
 605.03.18 Thickness and Number of Layers 
 
    Asphalt concrete shall be placed in the number of courses and to the total compacted 
thickness per course called for by the typical cross sections given on the plans or the minimum section shown in the 
standard details, whichever is greater. 
 
    In case the course of pavement involves the placing of a layer of variable thickness as for 
leveling existing irregular surfacings, the course may include or consist of a layer of asphalt concrete of variable 
compacted thickness, the thickness of which layer shall not exceed the following: 
 

  Compacted Thickness Layers 
Type of Mix Minimum Maximum 

   
¾” 3-inches 3-inches 
½” 2-inches 3-inches 
⅜” 1-inch 2-inches 

 
    The top surface of each layer of asphalt concrete shall be spread at grade and cross section 
closely paralleling the specified top surface of the finished pavement. 
 
 605.03.19 Pavement Samples 
 
    The Engineer shall be permitted to cut samples or to take cores from the full depth of 
compacted mixture or from the separate layers and courses thereof for testing purposes, and at such locations and at 
such frequencies as the Engineer determines necessary for proper representation.  Where samples have been taken and 
when directed by the Engineer, the Contractor shall furnish new like material for filling the holes at no cost to the 
City. 
 
 605.03.20 Pavement Smoothness 
 
    The top surface of the asphalt concrete pavement, when tested with a 12-foot straightedge 
furnished by the Contractor, shall not vary by more than 0.02-foot either parallel to or perpendicular to the centerline.  
The Inspector will observe this testing and may require additional testing.  The means of correction of a surface that 
does not meet the smoothness requirements shall have the approval of the Engineer. 
 
    When tests show the pavement is not within the above tolerances, the Contractor shall take 
immediate action to correct equipment or procedures in his paving operation to eliminate the unacceptable pavement 
roughness. 
 
    Any surface irregularities exceeding the above tolerances shall be corrected by the 
Contractor using a method or methods listed herein and approved by the Engineer. 
 
    Corrective Action – Corrective measures by the Contractor requiring one or more of the 
following actions approved by the Engineer shall be performed on deficient areas: 
 
    1. Remove and replace the surface course. 
    2. Place an overlay of a thickness approved by the Engineer. 
    3. Grind the pavement surface utilizing diamond blades up to a maximum depth of 0.3-
inch and apply an emulsion fog coat as directed by the Engineer. 
 
    Unless otherwise directed, all corrective work shall be completed within 10 working days 
following notification from the City that the pavement does not meet the specified tolerances. 
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    All corrective work, including furnishing of materials, shall be performed at no expense to 
the City.   On publicly financed improvement projects, no adjustment in contract time will be made for corrective 
action work. 
 
 605.03.21 Special Protection Under Traffic 
 
    In addition to other required provisions for traffic, the following shall apply to pavement 
construction:  No traffic or equipment shall come in contact with the compacted mixture until it has cooled and set 
sufficiently to prevent marking; edges shall be protected from being broken down; and edge drop-offs one or more 
inches in height shall be marked with warning devices visible by day and night to the traveling public and placed at 
spacings indicated on the plans or as directed by the Engineer. 
 
605.04 MEASUREMENT AND PAYMENT (Not applicable to publicly financed public improvements) 
 
 605.04.01 Measurement 
 
    Pay quantities for hot mix asphalt concrete and other asphalt construction under this section 
will be measured by one or another of the methods as set forth hereinafter. 
 
    605.04.01A Asphalt Concrete on Ton Basis 
 
     When pay items in the Contract Documents so indicate, the quantity of 
asphalt concrete used in the accepted work as specified will be measured on a ton basis.  There will be no separate 
measurement of bituminous cement or additives contained in the mixture or used otherwise in the work.  
Measurement will be made on the number of tons of asphalt concrete as weighed on approved and tested scales.  Give 
trip tickets to the Engineer for his signature as the material is delivered.  Each trip ticket shall show date and time of 
delivery, truck number, driver's name, and net weight of material and will be considered as valid delivery receipts 
only when signed by the Inspector.  No material will be accepted or paid for without a trip ticket being available at the 
time of delivery. 
 
          When the pavement is found deficient in thickness by more than 0.2-inch 
but not more than 1-inch as determined by test cores of reasonable test samplings, payment for pavement will be made 
adjusting the unit price downward 4% for each tenth of an inch below the specified depth.  Pavement found deficient 
in thickness by 1-inch or more will not be accepted or paid for. 
 
          For publicly financed improvement projects, a price reduction for such 
materials will be determined as follows:  The percentage below the required density will be squared and then rounded 
off to the nearest whole figure and a percentage deduction made to the in-place price equal to the results.  Any 
pavement with a density less than 89% will not be considered suitable. 
 
    605.04.01B Asphalt Concrete on Square Yard Basis 
 
     When the pay items in the Contract Documents so indicate, asphalt concrete 
complete in-place as specified and accepted will be measured on a square yard basis.  Measurement will be made of 
width and length of each separately constructed strip of pavement wherein width is the design width or edge-to-edge 
width of pavement, whichever is the lesser, and length is from end to end of the pavement along the center of the strip.  
Measurement will be on the surface of the pavement to the nearest 0.1-foot and the square yardage will be to the 
nearest full square yard. 
 
     The Engineer may take core samples of the pavement or use other methods 
to determine the actual pavement thickness constructed.  Extra thickness of pavement as shown or as directed will be 
measured by conversion on a proportionate volume basis to an equivalent number of square yards of specified 
standard thickness pavement. 
 
     No additional payment over the Contract Documents unit price will be 
made for pavement having a thickness greater than shown or directed.  When the pavement is found deficient in 
thickness by more than 0.2-inch but not more than 1-inch as determined by test cores of reasonable test samplings, 
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payment for pavement will be made adjusting the unit price downward 4% for each tenth of an inch below the 
specified depth.  Pavement found deficient in thickness by 1-inch or more will not be accepted or paid for. 
 
          For publicly financed improvement projects, a price reduction for such 
materials will be determined as follows:  The percentage below the required density will be squared and then rounded 
off to the nearest whole figure and a percentage deduction made to the in-place price equal to the results.  Any 
pavement with a density less than 89% will not be considered suitable. 
 
 605.04.02 Payment 
 
    Payment will be made for any or all of the following items when listed as pay items in the 
Contract Documents for any particular contract: 
 

 Payment Item Unit of Measure 
   

1. Asphalt concrete mixture (specify class) Per Ton 
2. Asphalt concrete (specify class & thickness) Per Square Yard 

 
    A deduction of 1% of the in-place price will be made for each 1% cumulative deviation from 
the allowable tolerance of each component of the job mix formula required by the specification, except as follows: 
 
    Deviations in asphalt cement shall be weighted 8 times; deviations in #200-minus material 
shall be weighted 2 times the deviation in other specified aggregate sieve sizes. 
 
    All materials furnished where the cumulative deviation equals or exceeds 12% shall be 
removed and replaced with acceptable material at the sole expense of the Contractor. 
 
    When asphalt paving materials with a cumulative deviation of less than 12% are furnished, 
the City shall notify the Contractor, in writing, to remove and replace defective materials at the sole expense of the 
Contractor or to pay to the City liquidated damages in accordance with the above deduction schedule. 
 
 

******************** 
606    PORTLAND CEMENT CONCRETE PAVEMENT 

******************** 
 
 
606.01 DESCRIPTION 
 
 This section covers work necessary for construction of portland cement concrete pavements, with or 
without reinforcement, on a prepared subgrade or base course complete. 
 
606.02 MATERIALS 
 
 All material shall conform to requirements of Section 205. 
 
606.03 CONSTRUCTION 
 
 606.03.01 General 
 
    The plant, equipment, and tools required in the performance of the work must be of the 
design, capacity, and in condition to efficiently perform their respective functions of the work.  Schedule and 
coordinate all operations involved in constructing the pavement so that regardless of the daily or seasonal variations in 
weather, temperature, and humidity under which the work is permitted to proceed, such work will result in a finished 
pavement conforming in all respects to specified requirements.  Provide and have available at all times adequate 
equipment, tools, materials, and labor to achieve these results.  Failure to so provide will be cause for discontinuance 
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or rejection of the work as determined by the Project Manager.  Conform to applicable requirements of concrete 
construction in Section 208. 
 
 606.03.02 Preparation of Concrete Mix 
 
    Before beginning any concrete work the Contractor shall have the concrete mix designed 
and submit the mix design for approval.  The mix design shall be tested by a laboratory approved by the Engineer and 
by preparing trial batches of which 4 standard test cylinders shall be cast, cured, and tested as specified for the 
concrete.  Certified copies of all laboratory reports stating whether or not the items reported meet specifications shall 
be sent directly to the Project Manager from the testing laboratory. 
 
    Portland cement, fine aggregate, coarse aggregate (in required separated sizes), water, 
air-entraining agents, and other admixtures as required shall be used in the concrete in such proportions as may be 
determined to be necessary to produce a concrete of suitable workability, plasticity, and entrained-air content and of 
such strength as required.  The proportions may be changed by the Engineer of Record during the progress of the 
work, but they shall at no time be such that test cylinders of the resultant concrete made in accordance with the 
applicable provisions of AASHTO T-23 will show compressive strengths of less than 5,000 pounds per square inch or 
as specified in the Contract Documents at an age of 28-days, whichever is greater. 
 
         The 28-day strength test value shall be the average compressive strength of 3 cylinders 
tested in accordance with AASHTO T-22.  If the compressive strength of a single test specimen varies by more than 
10% from the average of the other 2 specimens taken during the same pour, that compressive strength value shall be 
disregarded and the average compressive strength test of the 2 remaining specimens will be used.  The 28-day strength 
test value shall not be less than the specified strength for the mix design. 
 
    Changes in proportions, and particularly in the proportion of cement, may be made not only 
for the purpose of causing the concrete to meet specified 28-day requirements, but also to produce concrete of high-
early strength when concrete of that kind is required.  The maximum amount of cement to be used shall be 750 pounds 
per cubic yard of concrete. 
 
    The proportions of water to be used shall be determined by the Engineer of Record, it being 
the intent of the specification to have the water/cement ratio held as low as is consistent with the production of a 
workable, uniform, and dense concrete.  The maximum water/cement ratio shall be 6-gallons of water per 94 pounds 
of cement. 
 
    Entrained air in the concrete shall be as directed by the Engineer of Record and will be from 
4% to 6% by volume.  The entrained air shall be obtained by use of air-entraining cement, by air-entraining additives 
or admixtures, or by combinations thereof. 
 
    The Contractor shall provide and use approved means for adding controlled amounts of 
additives, admixtures, and retardants to the mix. 
 
    No change in the source or character of any material shall be made without due notice to the 
Engineer of Record and the Project Manager.  No material shall be used in the mix until the Engineer of Record has 
approved such material and has designated the proportions of the materials in the mix based on the use of such 
approved materials. 
 
 606.03.03 Hauling 
 
    Hauling of portland cement concrete mixed at a central plant or in transit will conform to the 
provisions of Section 208. 
 
 606.03.04 Forms 
 
    Conform to the applicable requirements of forms in Section 208. 
 
 606.03.05 Handling and Placing 
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    Conform to requirements for handling and placing in Section 208. 

 
    During the placing of concrete, make provisions for the construction of joints and the 
placing of dowels, tie bars, and other devices as shown.   
 
 606.03.06 Preparation of Roadway 
 
    Before beginning paving operations, the base constructed under the Contract Documents 
shall be in accordance with the applicable specification for its construction.  Old base and foundations constructed 
under other contracts shall be brought, by the Contractor, to an acceptable condition as prescribed in these standards 
by the Contractor. 
 
    In addition to the base under the pavement, an area of sufficient width alongside the 
pavement base that will support the paving equipment shall be brought to proper grade and compacted so as to support 
the equipment at proper grade and cross section.  The base for the pavement shall be maintained and firm and true to 
established grade and cross section until the concrete is placed thereon. 
 
    Manholes, inlets, and other such structures shall have been completed, adjusted, cured, and 
otherwise prepared, as applicable, and made clean and ready to have concrete placed in contact therewith.  Manhole 
frames and other independent metal structures in the pavement area shall be painted with suitable asphalt material. 
 
    The conditioned base shall be in a compacted and smooth condition when the concrete is 
placed thereon and shall be moist.  Watering of the base shall be thorough and uniform. 
 
    The Engineer shall be permitted to place plates on prepared base and to reference them for 
later determination of thickness of concrete; the Contractor shall exercise care to preserve such plates from 
displacement. 
 
 606.03.07 Weather Limitations 
 
    Except with written permission from the Engineer, construction of portland cement concrete 
pavement shall not be in progress or continued when a descending air temperature in the shade and away from 
artificial heat reaches 35º F.  Unless otherwise permitted, the temperature of the mix shall be not less than 50º F or 
more than 80º F at the time of placing.  Material containing frost or lumps of hardened material shall not be used. 
 
    Concreting operations shall be discontinued if there is insufficient natural light, unless an 
adequate and approved artificial lighting system is provided and operated. 
 
    When concrete is being placed during cold weather and the air temperature may be expected 
to drop below 35° F, a sufficient supply of blankets as specified in Subsection 208.03.09C shall be provided along the 
work.  Any time within 7-days of placing the concrete the air temperature may be expected to reach the freezing point, 
the material so provided shall be placed over the pavement to prevent freezing of the concrete.  Any concrete injured 
by frost action shall be removed and replaced at the Contractor's expense. 
 
    The Contractor shall have available at all times materials for the protection of the edges and 
surface of the unhardened concrete from the effects of rain or other precipitation.  Protective material may consist of 
sheets of burlap, paper, or plastic film.  It will be the Contractor's responsibility to protect the pavement from damage, 
and failure to properly protect unhardened concrete may constitute cause for the removal and replacement of defective 
pavement at no expense to the City. 
 
 606.03.08 Slip Form Paving 
 
    Place the concrete uniformly in final position by the slip-form method in one complete pass 
in such a manner that a minimum of finishing will be necessary to provide a dense and homogeneous pavement in 
conformance to true grade and cross section.  The machine shall vibrate the concrete for the full width and depth of 
the pavement being placed.  Such vibration shall be accomplished with vibrating tubes or arms working in the 
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concrete.  The sliding forms shall be rigidly held together to prevent spreading of the forms.  Use forms of sufficient 
length so that no appreciable slumping of the concrete will occur. 
 
    Operate the slip form paver with as nearly continuous forward movement as possible and 
coordinate all operations of mixing, delivery, and spreading concrete to provide uniform progress.  Stopping and 
starting the paving machine shall be held to an absolute minimum.  If, for any reason, it is necessary to stop the 
forward motion of the paver, stop the vibratory and tamping elements immediately.  Apply no tractive force to the 
machine except that which is controlled from the machine.  The Contractor shall stop his operation immediately if the 
finished work is not of specified quality.  Deficient areas shall be repaired before the concrete starts to set. 
 
    Ensure that supports of the slip-form paver and other equipment that ride on previously 
placed pavement are offset over that pavement sufficiently to prevent breakage of the edge thereof and provide such 
supports with suitable protective means to avoid marring or chipping of the previously placed pavement. 
 
    Hand-spreading and distributing shall be with shovels, not rakes, and the concrete shall not 
be fouled with foreign matter, nor shall joint devices be disturbed during such operations.  The Contractor shall 
furnish hand operated mechanical vibrators of a type and design approved by the Engineer.  These vibrators shall be 
used in the consolidation of the concrete pavement within at least 6-feet on each side of construction and expansion 
joints and such other areas as the Engineer may direct. 
 
    During the placing of concrete, provision shall be made for the construction of joints and the 
placing of dowels, tie bars, and other devices as called for by the plans or as directed by the Engineer. 
 
    Concrete that is not in place within 90-minutes after being mixed (or 1-hour if mixed at a 
central plant or in transit) shall be subject to rejection and wasting at the direction of the Engineer.  Concrete that has 
begun to harden or take an initial set prior to placement, or that has been re-tempered with water will be rejected and 
shall be wasted by the Contractor in an approved manner and at no expense to the City. 
 
 606.03.09 Tamping and Screeding 
 
    Compact the concrete pavement by means of vibrating screeds, mechanical tampers, 
tamping templates, and such other implements as approved.  A vibratory screed or an automatic screeding and 
tamping machine may be substituted for a tamping template, subject to approval by the Engineer.  Operate the 
equipment in such a manner that a satisfactory compaction of the concrete is produced and the surface of the 
pavement is uniform, true to grade and cross section. 
 
    Immediately after placing concrete upon the subgrade and before initial set has occurred, 
strike off the concrete and tamp by means of a tamping template used at right angles to the centerline of the street until 
the concrete is thoroughly consolidated to specified grade and crown section, and sufficient mortar is brought to the 
surface for finishing purposes.  If the design or location of the base is such as to preclude the possibility of tamping as 
previously described (such as a variable crown section, curb being constructed monolithic with base, in alleys, or 
where the grade exceeds 10%), employ other approved methods to obtain the prescribed results. 
 
 606.03.10 Finishing 
 
    After the concrete is placed and compacted, strike it true to line, grade, and cross section as 
shown and float to a smooth, even texture with an approved long-handled wood float having a troweling or smoothing 
surface from 6 to 12-inches wide, or other approved floating device.  Apply the float to the surface of the concrete 
with its length parallel to the centerline of the street and operate it from bridges, planing off the high places and filling 
the low places.  Lap preceding applications of the float by at least one-half its length.  If, after such planing, low 
places are discovered in the surface of the concrete, add specified grade, cross section, and surface tolerance with a 
surface free from laitance, soupy mortar, marks, or irregularities. 
 
    Fill any areas of minor honeycomb or other minor defect in composition of the concrete 
along the exposed edges with a stiff mortar or cement and fine aggregate applied to the moistened concrete in a 
workmanlike manner.  Areas showing serious defects in composition of the concrete shall be cause for removal of 
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affected pavement and replacement with pavement of specified quality for the full width of strip between longitudinal 
joints or edges and for a length not less than 10-feet. 
 
    Tool the free edges of new pavement and joints with previously placed portland cement 
concrete with an approved edging tool to remove laitance and mortar resulting form finishing operations and to 
provide a clean rounded edge to the new pavement.  Tooling shall not form ridges on the surface of the concrete.  
Perform tooling of edges at transverse joints and longitudinal joints are directed. 
 
         Upon completion of the floating, straightedge testing, and edge-tooling, and before initial set 
of the surface concrete, give the surface of the concrete a textured finish.  Accomplish the textured finish with a steel-
tine tool with ⅛-inch tines that will mark the finished concrete to a depth of ⅛-inch to 3/16-inch.  Randomly space the 
markings from ½-inch to 1¼-inch as approved.  Avoid overlaps of the texturing.  Markings shall be transverse to the 
roadway centerline and full roadway width. 
 
 606.03.11 Joints 
 
    Conform to applicable requirements of Section 208. 
 
 606.03.12 Tolerances 
 
    At the conclusion of the finishing operation, the surface of the pavement shall not vary from 
a true surface, when tested with a 12-foot testing straight-edge, more than 0.02 of a foot in 12-feet. 
 
    The finished surface shall not vary more than 0.03-foot from the design elevations at any 
point. 
 
    If the surface smoothness of the pavement after curing is found to exceed the tolerance 
permitted, grind the high spots until they meet the tolerance.  The practicable extent of grinding shall not exceed 0.5-
inch, nor create spalling of aggregate, nor create deficiencies in pavement thickness.  If approved by the City, low 
spots, if in hardened concrete, may be filled with an approved epoxy grout provided such filling is performed in a 
neat, workmanlike manner and blended inconspicuously with adjoining concrete.  All repairs to be at no expense to 
the City. 
 
 606.03.13 Curing and Protection of Concrete 
 
         Cure and protect concrete in accordance with Subsections 208.03.14 and 208.03.15. 
 
606.04 MEASUREMENT AND PAYMENT (Not applicable to privately financed public improvements) 
 
 606.04.01 Measurement 
 
    606.04.01A Portland Cement Concrete Pavement 
 
     Measurement of portland cement concrete pavement will be made on a 
square yard basis for the pavement complete in-place as specified and accepted.  Measurement will be made of width 
and length of each separately constructed strip of pavement, wherein the width is the design width or edge-to-edge 
width of pavement, whichever is the lesser, and the length is from end to end of pavement to the nearest 0.1-foot and 
the calculated square yardage shall be to the nearest square yard. 
 
     Extra thickness of pavement, when shown or specifically directed to be 
placed, will be measured by conversion on a proportionate volume basis to an equivalent number of square yards of 
specified standard thickness pavement. 
 
 606.04.02 Payment 
 
    Payment will be made for any or all of the following items when listed as pay items in the 
Contract Documents for any particular contract. 
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 Payment Item Unit of Measure 
   

1. Continuously Reinforced Concrete Pavement (specify class, 
thickness, reinforcing steel) 

Per Square Yard 

2. Reinforced Concrete Pavement (specify class, thickness, 
reinforcing steel) 

Per Square Yard 

3. Plain Concrete Pavement (specify class, thickness) Per Square Yard 
 
    Payment for concrete pavement, whether continuously reinforced, reinforced, or plain shall 
be full compensation for furnishing and placing all materials including, but not limited to, water, reinforcement, joint 
materials, dowels, tie bars, and performing all work specified to complete the item including preparation of the base. 
 
 

******************** 
607    CURBS, GUTTERS, DRIVEWAYS, AND SIDEWALKS 

******************** 
 
 
607.01 DESCRIPTION 
 
 This section covers work necessary for the construction of curbs, gutters, combination curb and gutter, 
combination of curb, gutter and sidewalk, islands, traffic separators, driveways, sidewalks, and pathways, hereinafter 
referred to collectively as structures.  Conform to applicable requirements of Section 208. 
 
607.02 MATERIALS 
 
 607.02.01 General 
 
    Materials shall conform to requirements of Section 205 and to additional requirements 
contained herein. 
 
 607.02.02 Portland Cement Concrete for Extrusions 
 
    Grade the combined aggregates within the following limits: 
 

Sieve Sizes Total Passing Percent by Weight 
  

½” 100 
⅜” 75 – 100 

No. 4 50 – 75 
No. 16 20 – 40 
No. 50 5 – 15 

No. 100 0 – 5  
 
 607.02.03 Portland Cement Concrete 
  
    Portland cement concrete shall conform to Subsection 205.02.09 except that extruded curbs 
and/or gutters shall have a maximum slump of 2-inches. 
 
 607.02.04 Aggregate 
 
    Aggregate materials for base, foundation, courses, leveling courses, or bedding shall 
conform to 1”-0” gradation in Section 603. 
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607.03 CONSTRUCTION 
 
 607.03.01 Preparation of Base 
 
    607.03.01A Earthwork 
 
     When roadway earthwork is called for in connection with other items of 
work under the same Contract Documents that include structure construction under this section, all excavation, 
backfilling, and berm construction for the structures and in the vicinities thereof as required or as shown shall conform 
to applicable requirements of Section 206. 
 
    607.03.01B Aggregate Foundation or Bedding 
 
     Construct sidewalk structures on aggregate foundation course or bedding of 
selected granular material as specified. 
 
     When structures are to be constructed on areas where approved aggregate 
material is already in place, such materials may be salvaged and reused as bedding. 
 
     Foundation courses or beddings involving the furnishing of new materials 
shall be constructed in conformance to the applicable requirements of Section 603. 
 
    607.03.01C Base for Portland Cement Concrete 
 
     All bases upon which new cement concrete structures are to be constructed 
shall be firm and free of all deleterious matter.  Thoroughly dampen surfaces upon which new cement concrete is to be 
placed.  No separate payment will be made for water and the work of placing base materials.  The cost of preparing 
bases shall be considered as incidental to the construction of structures.  See Subsections 601.03.08 and 603.03.04 for 
compaction requirements. 
 
     When new concrete is placed by the mechanical extrusion method, if 
approved by the Engineer, vertical dowel fastening to underlying concrete or asphalt may be eliminated when the 
bond between new concrete and underlying concrete or asphalt is provided with epoxy cement applied in conformance 
with the manufacturer's recommendations.  Spread epoxy at a rate that will provide a thorough coating to the surface 
with all voids and depressions filled.  Place new structure on the epoxy cement within 15-minutes after spreading. 
 
 607.03.02 Forms 
 
    Conform to requirements for forms in Section 208. 
 
 607.03.03 Equipment 
 
    Conform to the requirements of Sections 605 and 606 unless otherwise specified herein by 
the Engineer.  For asphalt sidewalks or islands, spread asphalt concrete by small or special pavers, by spreader boxes, 
or by blade graders.  Compact with small, self-propelled rollers, vibratory compactors, or mechanical tampers.  Spread 
or compact the mixture by hand methods only when approved. 
 
    The machine for extruding cement concrete curb shall be of the self-propelled type equipped 
with a material hopper, distributing screw, and adjustable curb forming devices capable of placing and compacting 
cement concrete to the lines, grades, and cross section as shown in an even homogeneous manner.   
 
    Set top of curb grade by an offset guideline using the survey marks established by the 
Engineer of Record.  The forming tube portion of the extrusion machine shall be readily adjustable vertically during 
the forward motion of the machine to provide, when necessary, a variable height of curb conforming to the 
predetermined curb grade.  A grade line gauge or pointer shall be attached to the machine in such manner that a 
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continual comparison can be made between the curb being placed and established curb grade as indicated by the offset 
guideline. 
 
    In lieu of the above method for maintaining the curb grade, the extrusion machine may be 
operated on approved rails or forms set at the proper relative grade. 
 
 607.03.04 Placing Material 
 
    No asphalt or concrete shall be placed until the surface and forms, where used, have been 
inspected and approved. 
 
    607.03.04A Portland Cement Concrete 
 
     Construct portland cement concrete structures between specified forms or 
by a mechanical extrusion method as the Contractor may elect.  If forms are used, maintain a 2 to 4-inch slump and 
thoroughly compact and strike off.  If the structures are constructed by a mechanical extrusion method, maintain a 
maximum slump of 2-inches.  Feed cement concrete into the extruding machine at a uniform rate and operate the 
machine under sufficient restraint in a forward motion to produce a well-compacted mass of concrete. 
 
 607.03.05 Finishing 
 
    607.03.05A General 
 
     Construct all structures within ¼-inch of true line and within ¼-inch of 
established surface grade, cross-section, and slope and within ¼-inch of specified thickness; all finished surfaces shall 
be free from humps, sags, or other irregularities.  When a straightedge 12-foot long is laid on a finished surface, the 
surface shall not vary more than 0.02-feet from edge of the straightedge. 
 
     Where portland cement concrete sidewalks or pathways are to be placed 
around or adjacent to manholes, pipe inlets, or other miscellaneous structures, form around the miscellaneous structure 
and allow one panel of clearance.  After the sidewalk is poured and cured, adjust miscellaneous structures to grade and 
finish placing the sidewalk or pathway panel(s). 
 
    607.03.05B Portland Cement Concrete 
 
     Sidewalks, Curbs, and Other Structures: 
 
     Finish surface of concrete to grade and cross section with a bull float, 
trowel smooth, score if required, and then finish with a broom.  Use floats of not less than 10-feet in length for straight 
grade sections and not less than 6-inches in width.  Finish concrete adjacent to expansion joints with an edger tool.  
Light brooming shall be transverse to the line of traffic; if water is necessary it shall be lightly applied to the surface 
immediately in advance of brooming. 
 
     The surface of concrete shall be marked into squares based on full width 
with a scoring tool that will leave the edges rounded.  For widths greater than 7-feet, scoring and dimensions shall be 
as shown on the appropriate plan sheet or as directed by the Engineer.  Sidewalks shall have a slope of 2% from the 
top of curb to the back of walk.  The faces that are to be exposed shall be free from chips, cracks, air holes, 
honeycomb, or other imperfections.  If portions of the work are deemed unacceptable by the Engineer, they shall be 
removed and replaced between the nearest joints at no expense to the City. 
 
     Curbs: 
 
          All concrete curbs shall be cast-in-place. 
 
     Remove forms after the concrete has taken initial set and while the concrete 
is still green.  Minor defects shall be repaired with mortar containing 1 part portland cement and 2 parts sand.  
Plastering will not be permitted on the faces and exposed surfaces.  Structurally defective concrete shall be removed 
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and replaced at no expense to the City.  While the concrete is still green, finish exposed surfaces as required to provide 
a uniform texture and smooth surface. 
 
     When constructing concrete curbs, the proportions of sand, gravel, and 
cement, the type of forms used (if applicable), and the method of compacting the concrete in the forms shall all be 
such that as dense, smooth, and uniform a surface as is practicable for a concrete masonry unit will be obtained on the 
finished curb.   
 
     Furnish and install a minimum of two 3-inch PVC Schedule 40 pipe curb 
drains to serve each lot per Standard Detail 602 or 603.  Curb drains shall be installed during curb construction.  In 
cases where curb drains are installed in existing cured concrete curbs, the curb must be cored.  Breaking or sawing out 
sections of the curb for curb drains will not be permitted.  PVC pipe shall conform to ASTM D-2241.  Curb drains 
will be considered incidental work for which no separate payment will be made. 
 
 607.03.06 Curing Portland Cement Concrete 
 
    After the concrete has been placed and finished in structures as specified, it shall be cured by 
application of a white pigmented, liquid membrane-forming compound applied uniformly to the damp concrete by 
pressure spray methods according to Subsection 208.03.14.  The concrete structure shall be kept free from contact, 
strain, and public traffic for at least 7-days. 
 
 607.03.07 Joints in Portland Cement Concrete 
 
    Contraction Joints in Walks and Incidental Surfacing: 
 
    Form transverse contraction joints of the weakened plane in the exposed surfaces of cement 
concrete walks and incidental surfacings at such locations as are required to confine the contraction joint spacing to a 
maximum of 15-feet.  The joints shall be formed to a depth of ⅓ of the thickness of concrete and to a width of about 
⅛-inch.  Joint edges shall be tooled.  Contraction joints should coincide with joints in cures. 
  
    Contraction Joints in Curbs: 
 
    Place contraction joints in curbs at intervals not exceeding 15-feet.  Contraction joints shall 
be of the open joint type and shall be provided by inserting a thin, oiled steel sheet vertically in the fresh concrete to 
force coarse aggregate away from the joint.  The steel sheet shall be inserted ½ the depth of the curb.  After initial set 
has occurred in the concrete the steel sheet shall be removed with a sawing motion.  Finish edges with a steel-edging 
tool.  Contraction joints of curbs should coincide with joints in sidewalks and streets. 
 
    Expansion Joints: 
 
    Transverse expansion joints for curbs shall be provided opposite abutting expansion joints in 
portland cement concrete and over expansion joints in concrete underlying the new concrete.  Additional transverse 
expansion joints shall be provided at other locations as required to confine the expansion joint spacing to the 
maximum distance indicated on the plans.  The width of joint and thickness of filler shall match those of the joints in 
abutting or underlying concrete, and elsewhere shall be ½-inch.  Each expansion joint shall be at right angles to the 
structure alignment, normal to the structure surface, and shall provide complete separation of new concrete. 
 
    Expansion joints for sidewalks and driveways shall be provided around poles, pipes, and 
conduit that protrude through, into, or against the structures, and alongside or transverse to the new surfacing at such 
locations and frequencies as is necessary to provide for expansion of both new and abutting portland cement concrete. 
 
    Requirements Near Existing Structures: 
 
    Cut back existing curbs, walks, driveways and other such structures to permit the new 
construction; where the new structures are to be constructed against or within 4-inches of the end, edge, or side of 
other structures, the new construction shall include the construction of approved connections therewith using the same 
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kind of concrete as is used in the new construction.  Make the joint between the old and new material with a sawcut at 
the nearest existing joint. 
 
 607.03.08 Dowels, Tie Bars, and Reinforcing 
 
    Provide metal reinforcing bars and wire fabric reinforcement when and as shown.  Welded 
wire fabric shall conform to ASTM A-185.  When shown, provide and place dowels with “slip sleeves” as load 
transfer mediums.  Provide and place dowels (without “slip sleeves”) as fastenings or ties between new concrete and 
existing underlying concrete when shown.  Provide tie bars when shown.  Place reinforcing dowels and tie bars in 
conformance to the applicable requirements in Section 205. 
 
607.04 MEASUREMENT AND PAYMENT (Not applicable to privately financed public improvement projects) 
 
 607.04.01 Measurement 
 
    607.04.01A Curbs 
 
     Curb will be measured on a lineal foot basis along the face of the curb for 
the actual length constructed. 
 
    607.04.01B Combination Curb and Gutter 
 
     Combination curb and gutter will be measured on a lineal foot basis along 
the face of the curb for the actual length constructed. 
 
    607.04.01C Sidewalks and Pathways 
 
     Sidewalk shall be measured on a square yard basis for the actual square 
yards of sidewalk constructed. 
 
     The second component curb and gutter shall comprise the portion of the 
combined section beginning at the back of curb and through the gutter section, and shall be measured on a linear foot 
basis for the actual linear feet of curb and gutter constructed. 
 
    607.04.01D Concrete Valley Gutter 
 
     Concrete valley gutter will be measured on a lineal foot basis for the actual 
length of gutter constructed. 
 
    607.04.01E Traffic Islands 
 
     Traffic islands will be measured by component parts of curb and sidewalks 
as described above. 
 
    607.04.01F Driveways 
 
     Measurement of portland cement or asphalt concrete driveways will be 
made on a square yard basis on the actual surface of the specified thickness concrete or asphalt completed and 
accepted. 
 
    607.04.01G Sawed Joints 
 
     Sawed joints will be measured on a lineal foot basis for each joint sawed, 
cleaned, and sealed as specified and directed by the Engineer. 
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    607.04.01H Aggregate Base 
 
     Pay quantities of aggregate base material will be measured as set forth in 
Section 603. 
 
 607.04.02 Payment 
 
    Payment will be made for any or all of the following items when listed as pay items in the 
Contract Documents for any particular contract and will include full compensation for all labor, materials, and 
equipment: 
 

 Payment Item Unit of Measure 
   

1. Curb (specify asphalt or concrete) Per Lineal Foot 
2. Concrete curb and gutter Per Lineal Foot 
3. Sidewalk Per Square Yard 
4. Concrete valley gutter Per Lineal Foot 
5. Driveway (specify thickness) Per Square Yard 
6. Sawed joints Per Lineal Foot* 
7. Aggregate base Per Cubic Yard* 
   

* When neither specified nor shown in the Contract Documents for separate payment, it 
shall be considered incidental to the other items of work and no separate payment will 
be made. 

 
 

******************** 
608    GEOTEXTILE FABRICS 

******************** 
 
 
608.01 GENERAL 
 
 This work consists of furnishing and placing geotextile fabrics on subgrades (subgrade geotextile) and 
beneath an asphalt overlay (pavement overlay geotextile) as shown on the plans or as directed by the Engineer. 
 
608.02 MATERIALS 
 
 Geotextile materials shall conform to Subsection 205.02.11. 
 
608.03 CONSTRUCTION 
 
 608.03.01 General 
 
    General requirements for placement of geotextile shall be in accordance with Subsection 
205.03. 
 
 608.03.02 Subgrade Geotextile 
 
    For roadbed subgrade separation, prepare the subgrade according to Section 601. 
 
    Correct geotextile failures, as evidenced by soil pumping or roadbed distortion, by removing 
any covering material in the affected area and placing a geotextile patch on the exposed geotextile.  The patch shall 
overlap the exposed geotextile a minimum of 12-inches.  Cover the patch with the specified cover material and 
compact before proceeding. 
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 608.03.03 Pavement Overlay Geotextile 
 
    (a) GENERAL – Place geotextile and pavement overlay in four basic steps: 
 

• Surface preparation 
• Sealant application 
• Geotextile placement 
• Overlay placement 

 
    (b) WEATHER LIMITATIONS – Place sealant and geotextile in accordance with 
Subsection 605.03.12, except the minimum air temperature shall be 50º F for paving grade asphalt sealant placement 
and 60º F for asphalt emulsion sealant placement. 
 
    (c) SURFACE PREPARATION – Prepare the pavement surface on which the sealant is to 
be placed according to specifications and the following: 
 

• Clean and fill cracks exceeding 1/8" width with an approved asphalt crack filler. 
• Repair minor irregularities or depressions as directed. 
• Allow crack filling material to cure before placing geotextile. 
• Where the pavement is severely cracked, rutted, deformed, or otherwise 

distressed, place a leveling course as directed by the Engineer instead of extensive 
surface preparation.    

 
    (d) SEALANT APPLICATION – Use a normal paving grade asphalt.  A cationic or 
anionic emulsion may be used as approved.  Do not use cutbacks or emulsions that contain solvents. 
 
     Uniformly spray the asphalt sealant at normal application temperature by means of a 
pressure distributor on the prepared dry pavement surface.  Apply at the normal rate of 0.20 to 0.30 gallon per square 
yard or as recommended by the geotextile manufacturer when directed by the Engineer. 
 
     If using emulsions, increase the application rate 50% or as directed by the Engineer.  
Some underlying surfaces may require a higher application rate.  Within street intersections, on steep grades, or in 
other zones where vehicle speed changes are commonplace, reduce the normal application rate by 20% or as directed 
by the Engineer. 
 
      The target width of sealant application shall be geotextile width plus 6-inches.  Apply 
the sealant only as far in advance of geotextile installation as appropriate to ensure a tacky surface at the time of 
geotextile placement.  Place geotextile the same day as the sealant.  Do not allow traffic on the sealant.  Clean excess 
asphalt from the road surface. 
 
    (e) GEOTEXTILE PLACEMENT – Place the geotextile into the sealant using mechanical 
or manual lay-down equipment capable of providing a smooth installation with a minimum amount of wrinkling or 
folding before the sealant loses tackiness.  When asphalt emulsions are used, allow the asphalt to separate from the 
water (break) before placing the geotextile. 
 
     Slit wrinkles or folds exceeding 1-inch and lay flat.  Shingle-lap not more than 6-
inches in the direction of the paving.  Broom and/or pneumatic roll to maximize geotextile contact with the pavement 
surface.  Additional hand-placed sealant material may be required at laps as determined. 
 
     Limit traffic to necessary construction equipment and emergency vehicles on the 
geotextile before and during paving unless otherwise directed.  Turn the paver and other vehicles gradually.  Keep 
turning to a minimum to avoid geotextile movement and damage.  Avoid abrupt starts and stops. 
 
    (f) OVERLAY PLACEMENT – Place the overlay the same day the geotextile is placed.  
Remove sealant that bleeds through the geotextile.  Do not windrow asphalt concrete material on the geotextile ahead 
of the paving machines.  Do not use an asphalt concrete material pickup machine.  In the event of rain, the Contractor 
shall place sand over uncovered fabric to absorb sealant. 
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608.04 MEASUREMENT AND PAYMENT (Not applicable to privately financed public improvements)  
 
 Payment for the work in this section shall be in accordance with Subsection 205.04. 
 
 

******************** 
609   COLD PLANE PAVEMENT REMOVAL 

******************** 
 
 
609.01 GENERAL 
 
 This work shall consist of preparing a foundation for placement of new surfacing by removal of existing 
surfacing to the depth, width, and cross section shown on the plans. 
 
609.02 WORKMANSHIP 
 
 609.02.01 Equipment 
 
    The existing surfacing shall be removed with a self-propelled planning machine or grinder.  
The equipment shall be capable of accurately establishing profile grades within a tolerance of 0.02-foot by reference 
from either the existing pavement or from independent grade control, and shall have a positive means for controlling 
cross slope elevations.  The equipment shall incorporate a totally enclosed cutting drum with replaceable cutting teeth 
and shall have an effective means for removing excess material from the surface and for preventing dust from 
escaping into the air.  The use of a heating device to soften the pavement will not be permitted. 
 
                     When existing structures exist in the area of work, smaller equipment and handwork may be 
necessary to remove the material adjacent to the structures. 
 
 609.02.02 Pavement Removal 
 
    The existing pavement shall be removed to the depth, width, grade, and cross section shown 
on the plans or as directed by the Engineer to provide a surface profile true to specified grade and transverse slope. 
 
    Except where samples are taken to establish a job mix formula, the existing surfacing shall 
not be removed more than 5-days prior to construction of the new surfacing unless otherwise approved by the 
Engineer. 
 
    Wherever samples are obtained from existing surfacing more than 5-days prior to 
construction of the new surfacing, the Contractor shall patch the samples areas with asphalt concrete at no expense to 
the City. 
 
                     All material to the depths specified shall be removed adjacent to existing structures and the 
structures shall be adjusted in accordance with Section 610 at no additional expense to the City. 
 
 609.02.03 Surface Tolerance 
 
    The new surface resulting from the pavement removal will be tested by the Engineer for 
trueness to specified grade and transverse slope at selected locations.  Testing will be with a 10-foot straightedge.  The 
variation of the surface from the testing edge of the straightedge between any 2 contact points shall not exceed 0.02-
foot. 
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 609.02.04 Disposal of Materials 
 
    Materials removed under this specification that are not recycled and used on the project shall 
become the property of the Contractor at the point of removal and shall be disposed of off the limits of the project in a 
manner satisfactory to the Engineer. 
 
    The Contractor is encouraged to salvage any removed, cold-planed materials that are not 
recycled and used on the project for use on future projects. 
 
609.03 MEASUREMENT AND PAYMENT (Not applicable to privately financed public improvements)  
 
 Materials removed under this specification, regardless of thickness, will be measured for payment on a 
square yard basis.  The pay quantities will be determined by measurement of the actual surface of the area from which 
the materials have been removed and computed to the nearest 0.1 square yard. 
 
 

******************** 
610    ADJUSTMENT OF STRUCTURES TO GRADE 

******************** 
 
 
610.01 DESCRIPTION 
 
 This section covers the work necessary for adjusting tops of structures (e.g., manholes, sumps, catch 
basins, inlets, valve boxes, meter boxes, monument boxes, and similar structures) to required elevation and/or 
horizontal alignment complete.   
 
610.02 MATERIALS 
 
 610.02.01 General 
 
    Materials used in adjustment of existing structures shall be materials salvaged from the 
existing installation and brought to a condition approved for reuse by the Engineer.  If existing materials cannot be 
brought to a condition approved for reuse, new materials must be supplied at no additional cost to the City. 
 
610.03 CONSTRUCTION 
 
 610.03.01 General 
 
    Excavation shall be unclassified and shall include whatever materials are encountered to the 
depths as necessary to accomplish the work. 
 
                     Except for overlay work, structures such as manholes, sumps, catch basins, inlets, and 
similar structures shall be adjusted to final finished grade before the final lift of paving.  When these structures are 
affected during overlay work, adjust them according to Standard Detail 645.  Do not use a jackhammer for pavement 
cutting.  For all paving work, structures such as valve boxes, monument boxes, and similar structures shall be 
loosened and otherwise repaired prior to final lift of paving and shall be adjusted to final finished grade during the 
installation of the final lift of paving. 
 
    Backfill shall be done in accordance with the applicable requirements of Section 206. 
 
 610.03.02 Salvage of Existing Structures 
 
    Metal frames, covers, grates, and fittings may be salvaged from structures to be adjusted or 
abandoned. 
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    Salvaged components to be reused shall be cleaned of foreign material by solvents, sand 
blasting, or other methods that will not harm the component but will restore it to a nearly new condition.  Salvaged 
structures not reused on the project shall become the property of the City. 
 
 610.03.03 Raising Tops of Masonry Structures 
 
    After existing frames, covers, and grates have been removed, expose the top surface on 
which new concrete is to be placed and chip away at least ½-inch to expose firm concrete.  The new surface shall be 
cleaned by brushing and shall be moistened with water at the time of placing new concrete.  New concrete shall then 
be placed to required grade and cured at least 7-days after which the frame shall be seated in fresh mortar and brought 
to the proper grade.   
 
    Masonry of bricks or concrete blocks shall be raised with new bricks, blocks, mortar, or 
combinations thereof or with portland cement concrete as conditions may require.  Concrete boxes may be lifted and 
placed on precast concrete box extensions, on new brick, or on cast-in-place concrete as may be suitable. 
 
    Mortar for building up existing masonry shall not be placed to a depth exceeding 1-inch.  
Concrete shall not be placed to a depth of less than 4-inches.  To conform to these requirements, existing shells or 
walls of structures to be raised shall be cut down as necessary to provide space for the new construction. 
 
    Fabricated metal rings or plates may be furnished and used in adjustment work, provided the 
metal and its fabrication design is at least equal to specified characteristics of strength and support required of the 
covers or grates to be placed, that uniform bearing of bearing surfaces is assured, and that positive provision is 
afforded against displacement when in service. 
 
 610.03.04 Lowering Tops of Masonry Structures 
 
    Where the top of an existing masonry structure is to be lowered, the masonry portion of the 
structure shall be exposed to required depth and cut off or removed to an elevation below that established for the 
bottom of metal frame or cover which is to be reset on masonry, and shall then be built up with mortar, concrete, 
brick, or concrete blocks, or with metal rings or plates to required elevation and top design.  Joining of new material to 
old (minimum thicknesses of new mortar and concrete, limitations, curing, and other details) shall be as specified in 
Section 208.  The Engineer of Record shall certify that the strength and loading capacity of the structure has not been 
compromised or the structure shall be removed and replaced with a structure with adequate strength and loading 
capacity. 
 
 610.03.05 Adjusting Metal Structures 
 
    Metal inlets, valve boxes, meter boxes, monument boxes, or other like structures shall be 
normally raised or lowered to grade by resetting the entire structure on firm foundation.  In the case of raising the 
structure to a point where it would not enclose or protect its contents, add metal extensions of like design below the 
original structure.  Contractor may replace the structure with a new structure of adequate design as approved and at no 
expense to the City.  Salvaged structures not reused on the project shall become the property of the City.  Metal 
structures shall meet the surface smoothness requirements of Subsection 505.03.19.  Conform to applicable Sections 
of DIVISIONS THREE AND FOUR. 
 
610.04 MEASUREMENT AND PAYMENT (Not applicable to privately financed public improvements) 
 
 610.04.01 Measurement  
 
    When no pay item is listed in the Contract Documents, all work will be considered as 
incidental to the other pay items and no separate payment will be made. 
 
    When listed in the Contract Documents, measurement will be the actual number of 
manholes, sumps, catch basins, inlets, valve boxes, meter boxes, monument boxes, and other like structures adjusted 
under this section, measured as units in place, completed and accepted.  Separate measurement will be made of each 
specific type or of each separate grouping of types of structures for which separate items are shown in the Contract 
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Documents.  Required earthwork, backfill, replacement of base drains, stone bases, pavements, and other 
miscellaneous work will be considered as incidental to the adjusting work and no separate measurement thereof will 
be made. 
 
 610.04.02 Payment  
 
    When listed in the Contract Documents, the accepted units in place will be paid for at the 
applicable contract unit price per each for the particular pay items listed below and shown in the Contract Documents. 
 

 Pay Item Unit of Measurement 
   

1. Adjusting Manholes Each 
2. Reconstructing Concrete Manholes Each 
3. Adjusting Inlets Each 
4. Adjusting Boxes Each 

 
    Items 1 and 2 above refer to manholes, sumps, and like structures designed to permit human 
entry and working space therein, and to confine and control the flow of pipe-conveyed liquids – which structures are 
herein collectively referred to as manholes. 
 
    Item 1 above applies to manholes (regardless of the kind of materials of which they are 
composed and regardless of design, type, or depth) that have had the tops thereof adjusted as specified, except as Item 
2 is applicable as hereinafter provided. 
 
    Item 2 above refers to monolithic concrete manholes that, in having their tops adjusted as 
specified, have necessarily had their entire existing cones destroyed and new cones constructed, or had their entire 
existing top slabs destroyed and new slabs constructed, or precast manholes that have necessarily had adjustments 
made below the cone. 
 
    Item 3 above refers to inlets and catch basins, defined as structures designed to receive 
surface water through grates and orifices and to discharge said waters under control through pipes and is applicable to 
such structures regardless of their designs, types, or sizes. 
 
    Item 4 refers to valve boxes, meter boxes, monument boxes, and other like structures that are 
comprised of a box-like body and removable cover provided for the protection of and access to meters, valves, 
markers, monuments, shut-offs, and similar items.  If a protective coating is required on the new metal used in the 
work, the coating shall be provided as an incidental item without separate or additional compensation. 
 
 

*END OF DIVISION* 
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